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Foreword 
 
 
This first part of the proceedings to the International Sorption Heat Pump Conference 2021 is 
a compendium of all accepted contributions to the online pre-conference starting on August 
17th 2020. This online conference is the first part of the on-site conference which has been 
postponed to  August 2021 due to the worldwide COVID-19 pandemic.  
All contributions have been peer-reviewed by the scientific committee and other invited 
sorption scientists.  
 
For decades there has been intense research and development on sorption heat pumping and 
cooling processes; still, looking at the sales numbers, it is mainly a niche technology. The 
current transition to an energy system based on renewables changes the boundary conditions. 
Sorption heat pumps will have an indispensable place in this context, especially for its potential 
to make use of waste heat. 
We want to look at the future of sorption heat pumping devices including the newest research 
developments, as well as reports about pilots and mature technology. 
The dissemination of  insights and progress in sorption technology has been one of the major 
aspects of the International Sorption Heat Pump Conference. Therefore, the editorial board 
decided to publish this work as open access articles.  
The typically rather strict separation of ad- and absorption technologies is avoided by 
categorizing the articles by five primary research categories:  
 
1. Heat & Mass Transfer 
2. Working Media  
3. Sorption Cycles  
4. Components  
5. Technical Application.  
 
The first three categories are subsumed in these proceedings due to their smaller number of 
contributions.  
 
Conducting this online format of the ISHPC is a measure of coping with vast restrictions in 
personal contact to confine the spreading of the SARS-CoV2 virus. Nevertheless, we think it is 
an opportunity to exchange knowledge across borders and to overcome other than the current 
health-related restrictions.  
 
 
 
We would like to thank all authors for their contributions, the reviewers for their effort, and 
wish all participants an insightful experience and a lively discussion during the online 
conference.  
 
 
 
 
 
Berlin, July 31st 2020 
TU Berlin August 2020 Online ISHPC 2020
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Abstract: 
A significant portion of the input low-grade heat in adsorption systems is used to overcome the thermal inertia of 
the sorber bed heat and mass exchangers (S-HMX) when swinging between the sorption and desorption 
temperatures, which impedes the coefficient of performance (COP). The objective of this study is to enhance the 
COP of waste-heat driven sorption systems without complicating the system and increasing its mass or volume. 
The 2-D analytical model presented in our previous study was used to explore the potential improvements for the 
COP. The effect of thermophysical properties of the heat exchanger (HEX) materials on the COP is investigated. 
The results show that by decreasing the HEX heat capacity from 2.4 (Al 6061) to 1.2 J/cm3 K (natural graphite 
sheets), the COP notably increases, by 9%. Also, by increasing the HEX thermal conductivity from 5 to 40 W/m 
K, the COP increases 21%, whereas further increasing the HEX thermal conductivity from 40 to 167 W/m K, 
would only increase the COP by 3%. The HEX thermal conductivity after which the COP plateaus depends on the 
S-HMX geometry and heat transfer characteristics. In addition, an analysis of variance (ANOVA) is conducted to 
show the potential enhancement of COP with S-HMX design, which amounts to 15%. Finally, the effect of low-
grade heat source temperature on the COP is studied; it is shown that there is an optimum temperature to achieve 
a maximum COP. An optimum heat source temperature range for our design is 75–85 °C. 
1. Introduction  
Sorption systems can be powered with low-grade thermal energy for air conditioning, heat pumping, heat 
upgrading and thermal storage. S-HMX ad/absorbs the sorbate from the evaporator while being cooled with the 
ambient temperature, e.g. 30 °C. Subsequently, the low-grade heat source, with the temperature 70–90 °C, is 
connected to the S-HMX to desorb the sorbate to the condenser. The heat source supplies the heat with the heat 
transfer fluid (HTF) through HEX to the sorbent material. Thus, the heat source needs to overcome the thermal 
inertia of S-HMX between the ambient temperature and the heat source temperature to continue the desorption 
process, in the sorption cycle. This sensible energy is wasted and should be minimized to increase the COP and 
expedite the temperature swing in the sorber bed. This becomes even more crucial where the amount of low-grade 
heat is limited. For example, in a PEM fuel cell in a 40-foot bus with 50 kW energy input, generates approximately 
25 kW electricity and 25 kW heat [1]. The nominal cooling power required for a 40-foot bus AC is 15 kW. 
Therefore, the required COP of a waste-heat sorption air conditioner (S-AC) should be at least 0.6, which is higher 
than the COP of the most published studies [2]–[4]. 
The motivation of this study is to develop a compact S-AC for a PEM fuel cell bus in collaboration with industrial 
partners, Ballard Power and NewFlyer. The present results are however general and can be used in other sorption 
system applications. To achieve this goal, we aim to investigate the main hurdles to increase the low COP. 
Advanced S-AC systems such as thermal regeneration cycles (thermal and forced convective or wave cycle), 
cascade cycles and multi-stages schemes have been proposed to enhance the COP of S-AC [5]. However, these 
cycles increase the complexity, and more importantly, the mass, volume, and cost due to their additional HTF 
circuits, pumps, vacuum pump or compressors, which results in lower specific cooling power (SCP) per overall 
mass. Therefore, alternative solutions should be explored to increase the COP while keeping the system compact. 
Table 1 presents a summary of published studies where the effect of S-HMX geometry and operating conditions 
on COP of S-AC were investigated. It can be observed that most studies did not include the entire S-HMX in their 
COP enhancement analysis, namely, sorbent, HEX and HTF. Moreover, as noted in Table 1, only off-the-shelf 
heat exchangers made from aluminum, copper or steel were used in the S-HMX in previous studies. In the present 
study, first, a detailed breakdown of thermal inertia of various components of S-HMX is presented to investigate 
the reasons for low COP. Subsequently, a systematic approach is proposed to significantly reduce the thermal 
inertia of the sorber bed heat transfer fluid and the heat exchanger. Further, the effect of salient thermophysical 
properties of the heat exchanger material on the COP is investigated. It is followed by a comprehensive analysis 
of variance (ANOVA) [6] to establish practical solutions to enhance the COP in the present S-HMX design.  
1
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Finally, the effects of heat source temperature on SCP and COP are investigated for a range of low-grade heat 
sources available, i.e. 67 °C from PEM fuel cell and 90 °C from internal combustion engines. 
Table 1. Summary of the literature on the effect of S-HMX geometry and operating conditions on COP. 
Ref. 
No. 
Parameters Heat 
exchanger 
material 
Ref. 
No. 
Parameters Heat 
exchanger 
material 
[7] • Cycle time 
• Mass recovery time 
Steel [8] • Mass recovery time 
• switch time 
• cycle time 
Aluminum 
fin, copper 
tube 
[9] • Fin height 
• fin spacing 
Aluminum [10] • Cycle time 
• Adsorption/desorption time 
Aluminum 
[11] • Desorption temperature 
• Cycle time 
• Heat and mass recovery 
time 
Aluminum [12] • Cooling time 
• mass recovery time 
• heat recovery time 
Aluminum 
fin, copper 
tube 
2. Background/Fundamentals/Experimental Set-up 
A 2-D analytical solution was developed and presented 
in our recent study and validated using the data 
collected from: i) an in-house custom-built gravimetric 
large pressure jump test bed; and ii)  two-sorber bed 
sorption test bed [13]. Figure 1 shows a schematic of 
the solution domain for S-HMX. Composite sorbents 
used in the study was silica gel B150/CaCl2, PVA 
binder and thermally conductive additives of graphite 
flakes, see [14] for more details. Our closed-form 
analytical solution is used to produce the results 
shown in the present study.  
COP is defined as the ratio of evaporative cooling 
energy (desired effect) to the input energy, Eq. (1). For 
S-AC with ideal evaporator and condenser, COP can 
be increased by: i) enhancing the heat and mass 
transfer processes inside the sorber bed, which 
increases both the evaporative cooling energy and the 
desorption heat, which overall increases COP, and ii) 
decreasing the sensible energy required to overcome 
the thermal inertia of a) the HEX, b) sorbent material, 
and c) sorbate inside the sorbent and d) HTF 
3. Results 
Figure 2 shows the impact of HEX thermal 
conductivity and heat capacity on the COP of S-AC. 
It can be seen that by increasing the thermal 
conductivity, COP increases to a certain point and 
then plateaus. The reason behind this is that by 
increasing the thermal conductivity, the heat transfer 
in the S-HMX enhances, which increases both 
evaporator and desorption heat in Eq. (1), ultimately 
 
(1) 
( )( ), , , ,
sorb fg
evap evap ads
input sens des
HEX p HEX sorb p s p w HTF p HTF sorb ads
des
dm h dt
Q Q dt
COP
dT dQ Q Q m c m c c m c m h dt
dt dt
w
ww
= = =
+ æ ö+ + + -ç ÷
è ø
ò
ò
Figure 1. Schematic of the solution domain for a 
finned-tube S-HMX [13], b: fin height, tf: fin thickness, 
ts: sorbent thickness, TCR: thermal contact resistance, 
HC: fluid channel height, tt: tube thickness, tfs: spacing 
between adjacent sorbent coatings, h: convective heat 
transfer coefficient, Tfluid: temperature of the HTF, x 
and y: coordinates, η and ξ: dimensionless coordinates 
Figure 2. COP vs thermal conductivity and heat 
capacity of heat exchanger (HEX). 
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increasing the COP. This trend continues to 
the point where the heat exchanger heat 
transfer resistance becomes comparable to 
that of the sorbent and/or the HTF. Beyond 
this point, increasing HEX thermal 
conductivity does not increase COP 
noticeably because the heat transfer is 
limited elsewhere, namely the sorbent 
and/or the HTF. This point depends on the 
design and the materials of the S-HMX, 
namely sorbent, HEX and HTF, and should 
be included in the material selection and 
the design process. In addition, Figure 2 
shows that by reducing the HEX heat 
capacity while thermal conductivity 
remains constant, the COP increases as 
HEX sensible heat in Eq. (1) decreases. 
Analysis of variance, ANOVA, is a systematic method that can be used to evaluate the impact of design parameters 
on the performance by calculating the sums of square, level of contribution, F-statistic ratio and p-value [6]. In 
this study, the effect of S-HMX design parameters on the SCP and COP is investigated using ANOVA in 
MATLAB. Box–Behnken design [15] with three levels of design parameters is used to generate the sample points. 
Using the Box–Behnken design, an ANOVA is carried out 
to find which parameters have significant contribution to 
SCP and COP of S-HMX. Figure 3 shows the level of 
contribution of each design parameter to SCP and COP of 
S-HMX. It can be observed that the sorbent thickness and 
cycle time have the highest level of contribution to SCP. 
Furthermore, the amount of the additive (graphite flakes) in 
the sorbent, fin thickness and fin height have the second 
largest level of contribution to SCP. Finally, the fluid 
channel height has the lowest impact on SCP. Moreover, it 
can be observed in Figure 3 that fin thickness and sorbent 
thickness have the largest impact on the COP. Cycle time, 
fin height and the amount of graphite flakes in the sorbent have 
a relatively lower effect on COP. Finally, the fluid channel 
height has the lowest impact on COP. 
Figure 4 shows the effect of desorption temperature on the SCP and COP. It can be observed that by increasing 
the desorption temperature from 60 °C to about 80 °C, the COP increases, and after about 80 °C, the COP 
decreases. The reason for this trend is that by increasing the desorption temperature, the p/p0 range, and thus, the 
water uptake difference between desorption and sorption processes and SCP increases. However, they increase 
less for higher desorption temperatures, Figure 4. On the other hand, by increasing the desorption temperature, the 
sensible heat required to overcome the S-HMX thermal inertia increases, which decreases the COP. Therefore, 
there exists an optimum desorption temperature corresponding to a maximum COP for each set of S-HMX 
geometry and operating conditions. This is important because in some low-grade thermal energy sources, e.g. 
PEM fuel cells, the desorption temperature is about 70 °C and the amount of heat source is limited, which requires 
a higher COP [1]. As can be seen in Figure 4, the heat source temperature range of 70 °C results in approximately 
equal COP to that of 90 °C. 
4. Conclusions 
In this study, it was shown that the HEX thermal inertia could be minimized and the COP maximized by careful 
material selection of HEX and optimization of S-HMX geometry and cycle time depending on the operating 
conditions of the S-AC. In the design and optimization process, the entire S-HMX, consisting of the sorbent, HEX 
and HTF, should be optimized simultaneously to achieve an optimal COP. Finally, the effect of heat source 
Figure 3. Level of contribution of design parameters to SCP and 
COP of S-HMX, b: fin height, tf: fin thickness, ts: sorbent thickness, 
ϕ: graphite flake content in the sorbent, t: cycle time, Hc: fluid 
channel height, error: (sum of squares of each function minus mean 
function of each variable)/(sum of squares of each function minus 
the mean function) 
Figure 4. Variation of SCP and COP with 
desorption temperature 
3
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temperature, i.e. desorption temperature, on SCP and COP is studied for different applications of S-AC, and it was 
demonstrated that there exists an optimum desorption temperature corresponding to a maximum COP for each set 
of S-HMX geometry and operating conditions. 
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Abstract: 
Here we research the adaptability of single- and multi-halide/ammonia working pairs on refrigeration cycle after 
revising the kinetic models coupled with hysteresis effect. For the continuous cycle with two sorption beds, the 
impact of mass fraction between halides indicates that under the condition of Teva=0°C, Tcon=30°C and 
Theat,in=180°C, both two sorption beds filled with CaCl2 is optimal for the highest Qeva over 5.8 kW, while one 
sorption bed should be replaced by multi-halide with mass fraction of 1:1 for the highest COP of 0.57. In between 
CaCl2 and MnCl2, multi-halide combines the advantages of them: it is not the best in stable conditions, but it is 
stable enough to counteract the effects of external changes on overall performance.  
1 Introduction  
Multi-halide is defined as the physical mixture of several types of single halides, while the structure of sorption 
reactor for multi-halide is the same with that for single-halide. One of the main advantages of multi-halide is the 
better adaptability to variable heat source when utilized in sorption cycle. If the heat source has a fairly steady 
temperature, then a properly chosen single halide would be appropriate. If the heat source varies widely, even 
though not all kinds of halides react at the same time, at least some halides have the ability to react to avoid system 
invalid. Furthermore, after multi-halide had been reported with better performance than single halide because of 
less comprehensive hysteresis under non-equilibrium conditions [1], Gao et al. designed a gas heating/cooling 
sorption refrigeration system with multi-halide of MnCl2 and CaCl2 mixed uniformly in one sorption reactor [2], 
and the results show that with only one sorption bed the maximum specific cooling power (SCP) could get to 
around 330 W·kg-1. To optimize the performance, it is not reasonable to test each ratio of multi-halide by 
experiments. The kinetic study is an important reference for material optimization, cycle verification and reactor 
design, but it is always a difficult point in this field. 
Experimental parameters of existing analogical models are based on a reference volume in scale with the reactor, 
which indicates that if the reactor structure changes, these kinetic parameters will be invalid for other researchers 
[3, 4]. The solution is to formulate three-step strategy for overall simulation model establishment. First, conduct 
kinetic tests with very small mass of sorbents without the limitation of heat and mass transfer in actual reactor. 
Second, the effect of heat and mass transfer, which could lead to the reaction gradient and consequently influence 
the specific temperature and pressure of each reaction point, is considered. Third, the models obtained in two 
previous steps could be coupled together, and thus the simulation for reactor level can be completed accurately. 
In order to obtain wide-adaptable kinetic models of halide/ammonia for further simulation, analogical model 
considering hysteresis effect has been established with refined experimental results of MnCl2/NH3 and CaCl2/NH3 
[5]. In this article, based on the former optimal kinetic model, the system simulation of two beds continuous 
refrigeration cycle with multi-halide (MnCl2-CaCl2/NH3) is proposed and the optimal utilization scheme for single- 
and multi-halide is summarized. 
2 Theoretical and simulation models 
2.1 Kinetic model coupled with hysteresis effect 
The equilibrium state of halide/ammonia characterized by Clapeyron equation is: 
eq
s
ln
H S
p
RT R
 
= − +                                                                                (1) 
From the Clapeyron equation, it can be deduced that sorption and desorption processes could occur at the identical 
state (Ts, peq), but the threshold desorption temperature should be higher than the threshold sorption temperature 
because of the hysteresis phenomenon. Therefore, only one Clapeyron line is not sufficient for the overall analysis 
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of the sorption and desorption characteristics for each halide. As the hysteresis effect has great impact on the 
threshold temperature and actual reaction enthalpy, the further kinetic model for halide/ammonia working pairs at 
material level is based on the analogical linear model (Equation 2) and revised with hysteresis effect, which 
reproduces the relationship among sorbent temperature, ammonia pressure, real-time sorption capacity and 
sorption rate [5]: 
eq s eq s
s d
c c
( ) ( )
Sor (1 )(1 )        Des: ( 1)m m
p T p TdX dX
k X k X
dt p dt p
= − − = − −：                                     (2) 
where peq is the equilibrium pressure corresponding to the temperature of sorbents (Ts), pc is the constraint pressure 
of ammonia source, X is the normalization sorption capacity, ks and kd are defined as the sorption/desorption rate, 
and m is the reaction order of sorption/desorption, which are all fitted via experimental kinetic results. The kinetic 
parameters of MnCl2/ammonia and CaCl2/ammonia are listed in Table 1. 
 
Table 1 - Analogical models for different halide-ammonia working pairs 
Reaction Analogical model Range 
Mn2-6 eq s-2 0.64
c
( )
1.19 10 (1 )(1 )
p TdX
X
dt p
=  − −
 
X∈(0, 1) 
Mn6-2 eq s-3 0.36
c
( )
2.08 10 ( 1)
p TdX
X
dt p
= −  −
 
X∈(1, 0) 
Ca2-4 eq s-3 0.17
c
( )
2.14 10 (1 )(1 3 )
p TdX
X
dt p
=  − −
 
X∈(0, 1/3) 
Ca4-8 eq s-3 0.50
c
( ) 3 3
2.6 10 (1 )( )
2 2
p TdX
X
dt p
=  − −
 
X∈(1/3, 1) 
Ca8-4 eq s-4 0.49
c
( ) 3 1
9.27 10 ( 1)( )
2 2
p TdX
X
dt p
= −  − −
 
X∈(1, 1/3) 
Ca4-2 eq s-4 0.30
c
( )
4.30 10 ( 1)(3 )
p TdX
X
dt p
= −  −
 
X∈(1/3, 0) 
 
2.2 Cycle model for continuous refrigeration 
The continuous refrigeration cycle with two sorption beds, evaporator and condenser is illustrated in Figure 1a, 
and the working procedure consisting six modes in one cycle is listed in Table 2, with details as follows: (1) Mode 
A: Through opening V1, ammonia is evaporated from the evaporator and sorbed in sorption bed 1, which is cooled 
by low temperature heat transfer fluid to take away the sorption heat. Meanwhile, V4 is opened to proceed ammonia 
desorbed from the sorption bed 2 heated by high temperature heat transfer fluid, and condensed in the condenser. 
(2) Mode B: When achieving the set desorption time, V4 is closed and the sorption bed 2 is exchanged into the 
cooling mode by switching the heat transfer fluid. In this duration, sorption bed 1 keeps the sorption mode. (3) 
Mode C: If the temperature of sorption bed 2 achieves low enough for the occurrence of the sorption mode Mn2-6, 
V2 will be opened to connect the evaporator and sorption bed 2 for sorption. At the same time, V1 is closed and 
sorption bed 1 is exchanged into the heating mode by turning on hot fluid. (4) Mode D: When the temperature of 
sorption bed 1 is elevated high enough for desorption of Ca8-4, V3 is opened and sorption bed 1 is converted into 
the desorption mode while sorption bed 2 keeps the sorption mode. (5) Mode E: This model is the converse model 
of Mode B, i.e., when achieving the set desorption time for sorption bed 1, V3 is closed and sorption bed 1 is 
switched into the cooling mode with sorption bed 2 maintaining the sorption mode. (6) Mode F: Similarly, if the 
temperature of sorption bed 1 decreases low enough for the sorption mode Mn2-6, V4 is opened for the connection 
between evaporator and sorption bed 1. Meanwhile, V2 is closed for sorption bed 2 exchanging into the heating 
mode. 
(a) Schematic diagram of two beds continuous 
refrigeration cycle 
 (b) The structure and heat transfer conditions during 
sorption and desorption stages 
Figure 1 - Cycle and reactor models for continuous refrigeration 
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Table 2 - Operation modes for continuous refrigeration cycle with two beds 
Mode Sorption bed 1 Sorption bed 2 V1 V2 V3 V4 
A Sorption Desorption √ × × √ 
B Sorption Cooling √ × × × 
C Heating Sorption × √ × × 
D Desorption Sorption × √ √ × 
E Cooling Sorption × √ × × 
F Sorption Heating × × × √ 
 
The governing equations of sorption bed, evaporation and condenser are summarized in Equations 3-5, with 
detailed structure and heat transfer conditions of sorption bed shown in Figure 1b. To simplify the simulation 
process, the overall performance of the sorption bed is considered equivalent to the superposition of some unit 
tubes. Because the temperature gradient in the axial direction is much smaller than that in the radial direction for 
the unit tube, the governing equation can be simplified to the one-dimension unsteady state heat conduction 
equation with the inner layer (r1) and outer wall (r3) given adiabatic and convection boundary conditions, 
respectively. The analysis of the evaporator and condenser is based on the assumptions that the total mass of 
ammonia inside the evaporator/condenser is considered to be constant, and the vibration of 
evaporating/condensing temperature is ignored. 
( )max,Mn max,Ca CaMnhalide Mn Ca
Mn Ca
dd1
= ( ) 1
d d
x x XXT T
c r H H
t r r r M t M t
    
    
+  + −  
    
                 (3) 
3 3
receiver,outeva
NH ,eva eva NH con eva
dd
( )
d d
mT
m Q L c T T
t t
 = −  − − 
                                 (4) 
3 3
receiver,incon
NH ,con con NH s con
dd
( )
d d
mT
m Q L c T T
t t
 = +  + − 
                                  (5) 
where α is the mass ratio of halide, β is the halide ratio inside multi-halide and Δx is the cycle sorption capacity.   
3 Simulation results and discussion 
The simulation results of the whole cycle with six working modes are illustrated in Figure 2 under the condition 
of 0°C evaporating temperature, 30°C condensing temperature and mass fraction between halides (both α1 and α
2) of 0.5. The initial temperatures of sorption bed 1 and 2 set at 30°C and 80°C, respectively. Apparently, the 
response of sorption/desorption rates and temperatures in the outer layer (r3) is always faster than that in the inner 
layer (r1) due to the difference of boundary conditions. During mode A (1-1200 s), the inlet temperatures of heat 
transfer fluid of sorption bed 1 and 2 are at Tcool,in and Theat,in, respectively. As for sorption bed 1, since MnCl2 has 
much more tremendous pressure potential than CaCl2, MnCl2 sorbs NH3 first (Figure 2a) and causes the vast 
increase of T1 (Figure 2c), which prevents CaCl2 from sorption process (Figure 2a). Because the sorption rate of 
MnCl2 keeps declining (Figure 2a), the refrigeration power (Qeva) drops from 34.4 kW to 8.7 kW at 147 s (Figure 
2d), after which CaCl2 could gradually sorb NH3 (Figure 2a) with T1 decreasing (Figure 2c). The first inflection 
point in Qeva line occurs at 264 s (Figure 2d) when XMn achieves 100% (Figure 2a), while the second and the third 
inflection points (Figure 2d) represent the reaction exchanging process from Ca2-4 to Ca4-8 between 471 s and 522 
s (Figure 2a). From 522 s to 1200 s, Qeva reduces slowly from 4.7 kW to 2.1 kW (Figure 2d) because the sorption 
rate keeps declining. At 1201 s, V4 is closed between the condenser and sorption bed 2, and the inlet temperature 
of heat transfer fluid of sorption bed 2 is changed to Tcool,in. After 12 s the threshold sorption temperature of MnCl2 
is achieved (Figure 2c) and then sorption bed 2 is exchanged into the sorption mode, while V1 is closed and the 
inlet temperature of heat transfer fluid of sorption bed 1 is set to Theat,in at 1213 s. Similarly, the heating process of 
sorption bed 1 is also fast, and T1 increases to the threshold desorption temperature of CaCl2 at 1230 s (Figure 2c). 
During mode B (1201-1212 s), Qeva line maintains stable value around 2.1 kW (Figure 2d) since sorption bed 1 is 
still connected with the evaporator. However, during mode C (1213-1230 s), sorption bed 2 begins to sorb NH3 
from the evaporator, and the initial sorption rate of MnCl2 is so large (Figure 2b) that Qeva increases rapidly to 17.3 
kW (Figure 2d). The next mode D (1231-2430 s), E (2431-2442 s) and F (2443-2460 s) can be considered as the 
inverse processes from mode A to C, and variation characteristic of Qeva keeps the same expect for the initial value. 
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(a) Normalization sorption quantity of both MnCl2 and 
CaCl2 inside sorption bed 1 
(b) Normalization sorption quantity of both MnCl2 and 
CaCl2 inside sorption bed 2  
(c) Temperature variation of sorption bed 1 and 2 with 
different cycle stages  
(d) Heat transfer power variation of evaporator and 
condenser with different cycle stages  
Figure 2 - Simulation results of continuous refrigeration cycle with two sorption beds, under the condition that 
Teva = 0°C, Tcon = 30°C and =0.5 
 
Figure 3 depicts the average refrigeration power (Qeva) and coefficient of performance (COP= Qeva / Qheat) under 
the condition of Teva=0°C, Tcon=30°C and Theat,in=180°C. To figure out the influence of mass fraction between 
halides on the overall performance, both α1 and α2 are set from 0 to 1. Results show that when both sorption bed 
1 and 2 are filled with CaCl2 [point (0, 0)], Qeva can reach the highest value of over 5.8 kW, and the corresponding 
COP is around 0.56. However, the optimization condition for COP (0.57) is to fill sorption bed 1 with CaCl2 and 
sorption bed 2 with multi-halide [point (0, 0.5)], and the corresponding Qeva is 5.5 kW. The worst performance is 
at point (1, 1), in which only MnCl2 is packed inside sorption beds.  
(a) Qeva (b) COP 
Figure 3 - The influence of mass fraction on Qeva and COP with fixed Teva=0°C, Tcon=30°C and Theat,in=180°C 
4 Conclusions 
In this article, the adaptability of single- and multi-halide/ammonia on refrigeration cycle is researched after 
revising the kinetic models. Two sorption beds continuous refrigeration cycle with multi-halide (MnCl2/CaCl2) is 
established and solved based on the above kinetic data. The impact of mass fraction between halides indicates that 
under the condition of Teva=0°C, Tcon=30°C and Theat,in=180°C, both two sorption beds filled with CaCl2 is optimal 
for the highest Qeva over 5.8 kW, while one sorption bed should be replaced by multi-halide with mass fraction of 
1:1 for the highest COP of 0.57. Even though multi-halide is not the best in stable conditions, it combines the 
advantages of CaCl2 and MnCl2 and reduces the influence of external conditions on overall performance. 
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Abstract: 
Sorption processes are incorporated in a wide range of applications, aiming to store heat, store mass, manage fluid 
concentrations, and controlling pressures. In order to design an efficient sorption system for one of the above 
missions, it is desired to have an effective numerical model which describes the heat and mass transfer inside the 
system. In this paper, we present some results of a new developed one-dimensional dynamic model for sorption 
cells, which is based on adsorption isotherm measurements that were generated in the frame of a previous work. 
The current research focuses on sorption systems which undergo thermal cycles of heating and cooling processes. 
Four vessels are investigated, and three main parameters are examined: thermal efficiency, average temperature 
of the adsorbent, and pressure. All the cases refer to nitrogen – activated carbon systems, operating at ambient 
temperature of 300 K. The results show that a sorption cell design which obtains the highest pressure during the 
cycle is not necessarily the design which provides the highest thermal efficiency. A clear relation between the 
pressure and the adsorbent average temperature is obtained, meaning, thermal analysis, which is based on energy 
equations only, can predict the pressure in the cell.  
 
1. Introduction  
Adsorption systems often involve heating and cooling processes of the sorbent beds, therefore, a dynamic heat and 
mass transfer numerical model is desired to analyze and optimize the processes. Several research groups have 
published different approaches to simulate adsorption systems [1-7]. The current work is conducted in the frame 
of our ongoing research on sorption compressors aiming for driving Joule-Thomson cryocoolers in space 
applications, and in respect to our research on thermal energy storage. Sorption compressors are thermally driven, 
they don’t have moving parts, and therefore they the potential for long-life, reliable, vibration-free, and quiet 
operation. In the current research, a one-dimensional dynamic numerical heat and mass transfer model for 
cylindrical cells is developed and published elsewhere [8, 9]. The model allows investigating the effects of using 
different materials, geometries, dimensions, insulation techniques, and heating and cooling methods. The model 
has been recently successfully experimentally validated with a nitrogen-activated carbon system. The current paper 
presents a numerical investigation of the system dimension influence on the thermal efficiency, the average 
temperature and the maximum pressure in the cell.  
2. Method 
The current research focuses on cylindrical sorption cells, as shown in figure 1, which consists of a stainless-steel 
vessel, an insulation layer, an inner heater, an inner cooler, and an adsorbent material. In order to numerically 
describe the sorption cell, a one-dimensional numerical model is developed, assuming heat transfer and 
temperature distribution along the radial direction only. This assumption is valid due to a sufficient length over 
diameter ratio of the cell, normally above 10 [10]. The model consists of a finite differences technique where each 
section is divided to elements. Each element is defined as a lumped capacity with physical and thermal properties, 
and it can generate or absorb heat. The numerical energy equation for each element is: 𝜌!" ∙ 𝑐!" ∙ 𝑉! #!"#$$#!"∆& = &	?̇?'("(𝑖) ∙ 𝑉! +. #%$#!)!%*+ /"   (1) 
where 𝜌 is the density (kg/m3), c is the specific heat capacity (J/kg×K), V is the volume, T is the temperature (K), 
Dt is the time step (s), ?̇?gen is the internal heat generation (W/m3), n is the time step index, m is the number of 
neighboring elements and Rij is the heat resistance between elements i and j (K/W). There are two types of heat 
resistances: resistance between elements of the same material, and between elements of different material. 
10
 
TU Berlin August 2020 Online ISHPC 2020 #11 
   2 
hThermal is the thermal efficiency of the sorption cell, which is the ratio between the heat power that is supplied or 
rejected from the adsorbent elements and the heat power which is supplied or rejected to the system:  
h#,(-*./ = 0 1#!"#$$#!"2∙4!&'$ 5̇!"∙(&$&()	      (2) 
where ?̇?!" is the power inputed or rejected (𝑊), Ns is the number of adsorbent elements, n is a time step, Ci is the 
heat capacity of element I (J/K), t0 is the starting time of the process and t is the end time of the process. An average 
sorbent temperature, AST, is defined, taking into account the volume significance of each element. AST is 
calculated as follows: 𝐴𝑆𝑇 = : #!"∙;!&'$ ;' 	      (3) 
where Vs is the total adsorbent volume in the cell. 
Four sorption cell vessels, which are listed in table 1, are discussed in the current paper. All four vessels consist 
of a cylindrical heater which is attached to a cooler, a stainless-steel vessel, and an outer insulation layer. The 
heater and cooler dimensions can vary between a central rod and a cylinder attached to the inner wall of the vessel. 
Because the heat flux of the heaters and coolers are size dependent, the total heating and cooling powers depend 
on their dimensions. 
The maximum temperature in the cell is limited to comply with different construction materials, especially with 
seals, insulation materials and instrumentation. The maximum temperature is obtained at the heater elements, 
meaning, the adsorbent elements are usually at lower temperatures. 
   
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 1 – schematic view of a sorption cell 
 
 
Table 1 – vessel dimensions 
 Vessel-1 Vessel-2 Vessel-3 Vessel-4 
Inner vessel radius (mm) 8 15 25 35 
Vessel length (mm) 300 430 650 870 
Vessel volume (cc) 60 304 1,276 3,348 
Vessel thickness (mm) 0.75 1.41 2.35 3.29 
 
3. Results 
Figure 2 shows hThermal for the four different vessels, with an initial pressure which equals 0.2 MPa, initial 
temperature of 300 K, and a maximum temperature of 750 K. Figure 2 (a) presents hThermal at the heating phase as 
a function of the heater location in the cell. The results show two major trends: a larger vessel provides larger 
thermal efficiency, and a heater which is close to the center of the vessel yields higher thermal efficiency. Figure 
2 (b) shows hThermal at the cooling phase as a function of the cooler location in the cell, with similar nature as for 
S1 
S2 
S3 
S4 
S5 
S6 
S1, S4 – adsorbent 
S2 – cooler 
S3 – heater 
S5 – stainless-steel vessel 
S6 – insulation layer 
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the heating phase. Figure 3 shows the AST normalized by the maximum temperature, figure 3 (a), and the 
maximum obtained pressure at the end of the heating phase, figure 3 (b), as a function of the heater location in the 
cell, and for a maximum temperature of 750 K. The results in figure 3 show that a higher average temperature 
yields a higher pressure, and that for obtaining high AST and pressure, a small vessel and a heater which is close 
to the inner vessel wall are desired.   
 
 
 
 
 
.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 2 – hThermal of different four cells as a function a relative heater and cooler locations: (a) heating phase, 
and (b) cooling phase 
The results indicate that large vessels with a central heater are desired to obtain efficient sorption compressors, 
whereas, small vessels generate higher pressures. Moreover, a central heater yields higher thermal efficiency, 
where a large diameter heater provides higher pressures. Indeed, these trends are somehow intuitive, however, the 
current model enables the design of systems where compromises are required.  
4. Conclusions 
A one-dimensional dynamic numerical model of sorption cell is used to investigate the sorption cell performance 
as a function of the cell dimensions and the heater and cooler configurations. A consistent correlation between the 
ATS and the maximum pressure is obtained. This means that by a heat transfer analysis only, regardless the 
adsorption characteristics which determine the mass transfer, the required heater, for obtaining maximum or 
minimum pressure, can be predicted. Moreover, the design of a sorption cell can be conducted prior to having 
complete adsorption data of the working pair, where only their thermal characteristics are required.  
The optimal configuration of the heater and cooler for obtaining a maximal pressure doesn’t necessarily provide 
the maximum thermal efficiency. The highest values of hThermal is obtained for heaters which are at the center of 
the cell, while heaters which are located close to the vessel wall, provide higher pressures, relative to central 
heaters. 
These results are only a part of many outcomes of the new developed numerical model, which is an essential tool 
in our laboratory for developing sorption compressors and thermal energy storage systems, and it is intended to be 
used for other applications as well.
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Figure 3 –AST and pressure at the end of the heating phase of different four cells as a function the heater 
location: (a) AST / Tmax, and (b) pressure 
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Abstract: 
One of the most common adsorbents used in adsorption heat pumps (AHP) is silica gel. Many studies on 
adsorptive working with silica gel such as water, R134a, etc. can be found. On the other hand, the studies for 
another adsorptive working with silica gel as a pair are limited in the literature. Thus, this study is focusing on 
the acetone and ethanol adsorption rate on silica gel as an adsorptive. To calculate the COP values of these silica 
gel RD/acetone and silica gel RD/ethanol pairs, the isotherm equations should be defined, and the necessary 
calculations should be performed. With the help of the limited studies found in the literature on the adsorption 
rate of acetone and ethanol on silica gel, the isotherm equations are found, and the COP values are calculated for 
these pairs. 
1. Introduction  
The low cooling efficiency of an AHP is due to the slow heat and mass transfer in the adsorbent bed. The 
development of the AHPs gets the attention of many researchers who focus on accelerating the heat and mass 
transfer in the adsorbent bed [1,2]. There are many methods for accelerating the heat and mass transfer in an 
adsorbent bed such as the use of fins or metal additives [3-5]. Besides, new adsorbents are another way to 
improve performance. These newly developed adsorbents such as SWS-1L, FAM Z01 and Z02, AQSOA-Z05, 
and metal-organic frameworks (MOFs) [6-13] are new ways to improve the performance of the AHPs. On the 
other hand, new adsorbents which are suitable for vacuum and AHP working principle are limited in the 
literature or have not commercialized yet. Thus, the new pairs with common adsorbents should be handled. Due 
to that reason, new adsorptive scenarios should be studied with the common commercialized adsorbents.  
 
In this study, the use of new adsorptive for AHP such as acetone and ethanol in the adsorbent bed for reducing 
the cycle time and capability to work with low-temperature waste heat is analyzed. The adsorbent is chosen as 
Fuji Silica gel RD. The isotherm equations for each silica gel/acetone and silica gel/ethanol were introduced to 
the literature for the first time. The Coefficient of Performance (COP) of the considered AHP is found for each 
pair. The scenario is written for a low-temperature heat source for desorption and the necessary mass of silica gel 
is found to have 3000 kJ cooling capacity. 
2. The Thermophysical Properties of Adsorptive and Adsorbent  
The thermophysical properties of the considered silica gel RD and the adsorptive; acetone and ethanol are 
collected from the literature. The thermophysical properties of the silica gel RD and adsorptive are given in 
Table 1. 
3. Isotherm Equations  
The most important aim for this paper is to find the isotherm equations of the acetone and ethanol on silica gel 
RD for AHP modeling. After then, COP values and the mass of silica gel can be estimated for the proper 
design.The studies on the novel pairs are limited and these properties are found from a detailed literature survey 
[15-16]. 
3.1. Silica gel RD / Acetone  
The adsorption and desorption behavior of acetone on silica gel is studied by Sui et al. [15]. The amount of 
adsorbed acetone on silica gel for different three temperatures such as 288, 298, and 308K is shared in their 
study. They found that Langmuir-Freundlich (L-F) isotherm can be used to determine adsorbate equilibrium 
concentration in the silica gel particle for a given pressure and temperature [15].  
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Table 1. Thermophysical Properties of Silica gel RD and adsorptive [14]. 
 
Properties Silica gel 
RD 
Acetone Ethanol  
  
   
 
Density (m3/kg) 670      
Thermal cond (W/mK) 0.0198      
Cp(kJ/kgK) 
 
0.88      
Cpv@ 45C (kJ/kgK)  1.344  0.77   
Cpv@15C (kJ/kgK)  1.219  1.318   
Cpl@ 45C (kJ/kgK)  2.195  2.811   
Cpl@15C 
(kJ/kgK) 
 2.1201  2.4496   
Heat (enthalpy) of evaporation @15C (kJ/kg)[15]  561.3  42.5   
Heat of Adsorption with silica gel RD (kJ/kg)[16]  689  945   
 
  (1) 
Where P represents the equilibrium pressure, Pa, is the amount of adsorbed acetone, kg/kg, b, n, and are 
the constants for the specific adsorbent-adsorbate pair. The detailed fitting parameters of L-F model at three 
different temperatures(i.e., 288 K, 298 K, and 308 K), fitting in a whole pressure range of acetone, adsorbed on 
silica gel are summarized in Table 2. 
 
Table 2. Fitting parameters of L-F model[15]. 
Fitting parameters Acetone 
288 K 298 K 308 K 
Wm 1.43284 1.08684 0.71297 
b 0.15895 0.18796 0.22891 
n 4.27789 4.14645 2.53781 
R2 0.98598 0.97953 0.96029 
In order to find the isotherm of the silica gel/acetone pair, the constants which are given in Table 1 should be 
extended to all temperature ranges. Thus, the function is found for the fitting parameters by using the parameters 
at these given temperatures such as 288, 298, and 308K. The isotherm for this pair is found and illustrated in 
Figure 1 for three different pressures.  
 
Figure 1–Isotherm of silica gel/acetone pair for three different pressures 
3.2. Silica gel RD / Ethanol 
The adsorbed ethanol amount on silica gel for different four temperatures such as 301, 311, 321, and 331 K is 
found by Arnoldsson [16]. Researchers found that Dubinin-Astakhov (DA) isotherm is fit to these four 
temperatures. The fitting parameters of the model are shared in Table 3. 
  (2) 
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where E is the characteristic energy and A is the adsorption potential and can be found by; 
 (3) 
Table 3. Fitting parameters of DAmodel [16] 
Fitting parameters Ethanol  
301 K 311 K 321 K 331 K 
Wo (kg/kg) 0.277 0.255 0.227 0.220 
E (J/mol) 6700 4900 4000 2750 
n 0.8 0.8 0.8 0.8 
 
The same procedure is performed to estimate the isotherm of the silica gel/ethanol pair and to extend it for all 
temperature ranges. The isotherm for this pair is found and shown in Figure 2 for three different pressures.  
 
Figure 2–Isotherm of silica gel/ethanol pair for three different pressures 
4. COP Calculations  
Four processes of the cycle of AHP are shown on the Clausius-Clapeyron diagram in Fig. 3. The adsorbate 
concentration W1and bed temperature Td are the starting point of the adsorption process of AHP. When the 
adsorbate concentration (W2) and the bed temperature (Tb) are attained, the desorption process is started. The 
temperature approaches Tc then the desorption process is finalized. 
 
Figure3.A schematic view of the adsorption-desorption process on the Clausius-Clapeyron diagram. 
The cooling capacity of the evaporator and COP of the intermittent AHP can be evaluatedby the following 
equations [17]. 
(4) 𝐶𝑂𝑃 = %&'(%()*%)+  (5) 
Where     (6) 
 (7) 
𝑆𝐶𝑃 = %&'(-(.+/+ (8) 
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Table 4- Qheating,Qdesorption, COP values for Qevap⁓3000 kJ . 
Properties                                Acetone Ethanol  
 
   
 
Mass of silica gel(kg) 112  20   
ΔH (kJ/kg) 689  945   
Q Heating (kJ) 2305  499   
Q Desorption (kJ)) 5966  3799   
Qevap(kJ) 3023  3031   
ΔW 0.0486  0.16   
COP 0.37  0.71   
 
Lanzerath et al., (2015) calculated COP values of adsorption chiller from 0.16 to 0.36. Bahrehmand et al. (2018) 
determined COP values vary from 0.46 to 0.54 and SCP values from 365 to 604 W/kg for 5 min sorption time. 
Hong et al. (2018) found COP values between 0.24 and 0.35 and SCP as 200 W/kg in their study.The evaluated 
COP of silica gel RD-ethanol pair adsorption chiller promises for utilizing low grade heat sources on cooling 
application. 
5. Conclusion 
RD silica gel/Ethanol and RD silica gel/Acetone are used as adsorbent-adsorbate pair and the characteristics of 
these pairs are studied in this project. The Langmuir-Freundlich (L-F) isotherm and Dubinin-Astakhov (DA) 
isotherm are used for RD silica gel/Acetone and RD silica gel/Ethanol pairs, respectively. The necessary 
calculations are performed, and (COP, Qevap) are calculated. It is observed that isotherm equation of ethanol  can 
be valid at low temperature. 
6. List of References 
[1] Ilis, G.G., Mobedi, M., Ülku, S., (2010): A parametric study on isobaric adsorption process in a closed 
adsorbent bed.International Communications in Heat and Mass Transfer 37, 540–547 
[2] Pino, Y., Aristov, Y., Cacciola, G., Restuccia, G., (1996): Composite materials based on zeolite 4A for 
adsorption heat pump.KluwerAcademicPublishersAdsorption 3, 33-40 
[3] Ilis, G.G., Mobedi, M., Ülku, S., (2011): A dimensionless analysis of heat and mass transport in an adsorber 
with thin fins; uniform pressure approach,Int. Communications in Heat and Mass Transfer 38, 790–797 
[4] Demir, H., Mobedi, M., Ülku, S., (2010): The use of metal piece additives to enhance heat transfer rate 
through an unconsolidated adsorbent bed. Int. J. Refrigeration 33, 714-720 
[5] Rezk, A., Al-Dadah, R.K., Mahmoud, S., Elsayed, A., (2013): Effects of contact resistance and metal 
additives in finned-tube adsorbent beds on the performance of silica gel/water adsorption chiller.Applied 
Thermal Engineering 53, 278-284. 
[6] Aristov YI, Glaznev IS, Freni A, RestucciaG.(2006): Kinetics of water sorption on SWS-1L (calcium 
chloride confined to mesoporous silica gel): influence of grain size and temperature. Chemical Engineering 
Science 2006; 61:1453e8. 
[7] Kakiuchi H, Shimooka S, Iwade M, Takewaki T. (2005): Novel water vapor adsorbent FAM-Z01 and its 
applicability to an adsorption heat pump.ChemicalEngineering Japanese. 2005; 31(5):361e4. 
[8] Kakiuchi H, Shimooka S, Iwade M, TakewakiT. (2005): Water vapor adsorbent FAMZ02 and its 
applicability to adsorption heat pump. Chemical Engineering Japanese 2005; 31(4): 273e7. 
[9] Goldsworthy MJ.(2014): Measurements of water vapour sorption isotherms for RD silica gel, AQSOA-Z01, 
AQSOA-Z02, AQSOA-Z05 and CECA zeolite 3A. MicroporousMesoporous Mater 2014; 196:59e67. 
[10] Ali SM, Chakraborty A. (2016): Adsorption assisted double stage cooling and desalination employing silica 
gel þ water and AQSOA-Z02 þ water systems. Energy Conversion andManagement 2016; 117:193e205. 
[11] Girnik IS, Aristov YI. (2016) Dynamic optimization of adsorptive chillers: the“AQSOA™-FAM-
Z02/Water” working pair. Energy 2016; 106:13e22. 
[12] Kuesgens P, Rose M, Senkovska I, Froede H, Henschel A, Siegle S, et al. (2009): Characterization of metal-
organic frameworks by water adsorption. MicroporousMesoporous Mater 2009; 120:325e30. 
[13] Ehrenmann J, Henninger SK, Janiak C. (2011): Water adsorption characteristics of MIL- 101 for heat-
transformation applications of MOFs. EuropeanJournal Inorganic Chemistry 2011: 471e4. 
17
 
TU Berlin August 2020 Online ISHPC 2020 #15 
   5 
[14] VDI-GesellschaftVerfahrenstechnik und Chemieingenieurwesen.(2010):VDI. Heat Atlas. Springer Link, 
119-614. 
[15] Hong Sui, Jijiang Liu, Lin He, Xingang Li, AmmiJani. (2018):Adsorption and desorption of binary mixture 
of acetone and ethyl acetate on silica gel.Chemical Engineering Science, Vol.197, 185-194, 2019 
[16] Joel Arnoldsson, (2012): Adsorption chillers- uptake of Ethanol on Type RD Silica gel.Linköping 
University, Department of Management and Engineering, Energy Systems.,p.66 
[17] Ben Amar N, Sun LM, MeunierF, (1996): Numerical analysis of adsorptive temperature wave regenerative 
heat pump. AppliedThermalEngineering 405–18. 
[18] Lanzerath F, Bau U, Seiler J, Bardow A. (2015) Optimal design of adsorption chillers based on a validated 
dynamic object-oriented model. Sci Technol Built Environ. 21:248–57.  
[19] Bahrehmand H, Khajehpour M, Bahrami M. (2018) Finding optimal conductive additive content to enhance 
the performance of coated sorption beds: An experimental study. Appl Therm. Eng  143:308–15. 
[20] Hong SW, Duong XQ, Chung JD, Kwon OK. (2018) Reassessment on the application of the embossed plate 
heat exchanger to adsorption chiller. J Mech Sci Technol 32:1431–6.  
18
 
TU Berlin August 2020 Online ISHPC 2020 #25 
   1 
 
Water and ethanol as refrigerant mixture:  
Towards adsorption cooling below 0 °C 
 
Entrup, Marten1, Kappelhoff, Christoph1, Seiler, Jan1, Bardow, André1,2,3*  
 
1 Institute of Technical Thermodynamics, RWTH Aachen University, 52062 Aachen, Germany 
2 Institute of Energy and Climate Research (IEK-10), Forschungszentrum Jülich, 52425 Jülich, Germany 
3 Energy & Process Systems Engineering, ETH Zurich, 8092 Zürich, Switzerland 
* Corresponding Author: abardow@ethz.ch 
 
Abstract: 
Water is often used as refrigerant in adsorption chillers due to its high enthalpy of vaporization and environmental 
friendliness. However, water as refrigerant limits the minimal cooling temperature of adsorption chillers to the 
freezing-point of water. To provide cooling below the freezing-point of water, we propose to use ethanol as anti-
freezing agent. Experiments with a water-ethanol refrigerant mixture as refrigerant show that the adsorption chiller 
process works at cooling temperatures of -5 °C.  
1. Introduction  
Adsorption chillers can be driven by thermal energy from waste or solar heat and are an environmental friendly 
alternative to electricity-driven chillers. Moreover, adsorption chillers offer the opportunity to use water as 
refrigerant [1]. Water has a high enthalpy of vaporization and is environmental friendly. As major downside of 
using water, water-based adsorption chillers are restricted to a minimal cooling (i.e. evaporation) temperature of 
about 5 °C due to the freezing-point of water [2]. However, cooling temperatures below 5 °C are required by many 
applications in industrial refrigeration and food industry [3].  
The obvious solution to reach lower cooling temperatures is to use alternative refrigerants like ammonia, methanol 
or ethanol. Yet, they have their own drawbacks: Ammonia and methanol are incompatible with copper [4] and 
toxic, thus hampering societal acceptance. Additionally, these three alternative refrigerants are flammable and 
have a lower enthalpy of evaporation than water. Furthermore, most commercial available adsorption chillers are 
already based on the refrigerant water. 
To retain the good properties of water and extend the working range of available commercial water-based 
adsorption chillers, an anti-freezing agent can be added. Thus, Seiler et al. suggested and experimentally evaluated 
ethylene-glycol as anti-freezing agent and achieved a minimal cooling temperature of about 0 °C in their 
adsorption chiller process [5]. However, ethylene-glycol does not evaporate because of its low vapor pressure. 
Therefore, the anti-freezing effect is limited to the evaporator and the reflux from the condenser to the evaporator 
may still freeze at cooling temperatures below 0 °C. 
In this study, we use ethanol as an anti-freezing agent. Ethanol has a higher vapor pressure compared to water and 
therefore also evaporates. Thus, the anti-freezing effect is not limited to the evaporator. However, a water-ethanol-
mixtures are still flammable, yet, the flash point depends on the ethanol concentration and is higher compared to 
pure ethanol [6]. For a one-bed adsorption chiller, we show that the process with a water-ethanol-mixture 
(22 mol-% Ethanol) still works at evaporation temperatures of -5 °C without freezing. Additionally, we study the 
effect of the evaporator inlet temperature and the ethanol-concentration on the performance of an adsorption 
chiller. 
2. Experimental Set-up 
We performed all experiments using a lab-size one-bed adsorption chiller (Fig. 1). Main components of the 
adsorption chiller are: a condenser, an adsorber, and an evaporator, which are connected by controllable valves. 
The inlet temperature of each main component is controlled by thermostats. Heat transfer fluids are water in the 
condenser and the adsorber and a mixture of water and GlykosolN [7] in the evaporator. We measure the inlet 
(𝑇!,#$) and outlet (𝑇!,%&') temperatures as well as the inlet volume flow rate 𝑉(̇ of each main component 𝑖. 
Additionally, the ethanol concentration of the water-ethanol-mixture is measured by sampling and density 
evaluation in the evaporator 𝑥)'*+,,-./ and the condenser 𝑥)'*+,0%$. The performance of the adsorption chiller is 
evaluated by the Coefficient Of Performance (𝐶𝑂𝑃) and Specific Cooling Power (𝑆𝐶𝑃): 
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𝐶𝐶𝐶𝐶𝐶𝐶 =	
∫ ?̇?𝑄,-./
1!"#
1$%&'%
	d𝜏𝜏
∫ ?̇?𝑄2,3 + ?̇?𝑄4	d𝜏𝜏
1!"#
1$%&'%
 
 
(1) 
𝑆𝑆𝐶𝐶𝐶𝐶 =	
∫ ?̇?𝑄,-./
1!"#
1$%&'%
	d𝜏𝜏
𝜏𝜏0506, ∗ 𝑚𝑚723
 
 
(2) 
?̇?𝑄,-./ is the heat flow in the evaporator, ?̇?𝑄2,3 is heat flow in the adsorber which is used for desorption and ?̇?𝑄4 is 
the heat flow in the adsorber which is used for heating, 𝜏𝜏3'.8' is the start time and 𝜏𝜏,$2 the end time of a cycle, the 
cycle time 𝜏𝜏0506, is the time between 𝜏𝜏3'.8'  and 𝜏𝜏,$2 (𝜏𝜏0506, = 𝜏𝜏,$2 − 𝜏𝜏3'.8') and 𝑚𝑚723 is the mass of the sorbent 
zeolithe NaY (here:	5	kg). To determine the heat flows ?̇?𝑄9, we use steady-state energy balances taking inlet and 
outlet temperatures as well as the volume flows into account: 
 
 ?̇?𝑄9 = ?̇?𝑉!𝜌𝜌!(𝑇𝑇!,#$)>ℎ!,#$@𝑇𝑇!,#$A − ℎ!,%&'(𝑇𝑇!,%&')B 
 
(3)
 
The density 𝜌𝜌!, the specific inlet enthalpy ℎ!,#$ and the specific outlet enthalpy ℎ!,%&' of each main component are 
calculated for water using RefProp with the equation of state “IAPWS-95” [8] and for GlykosolN with data from 
the manufacturer [7]. We evaluated 𝐶𝐶𝐶𝐶𝐶𝐶 and 𝑆𝑆𝐶𝐶𝐶𝐶 for cycles, in which the adsorption chiller reached cycle steady-
state condition (after at least 3 reproduced cycles). In addition, 𝐶𝐶𝐶𝐶𝐶𝐶 and 𝑆𝑆𝐶𝐶𝐶𝐶 both depend on cycle time 𝑡𝑡0506,: In 
general, long cycle times lead to high 𝐶𝐶𝐶𝐶𝐶𝐶s and low 𝑆𝑆𝐶𝐶𝐶𝐶s, short cycle times lead to low 𝐶𝐶𝐶𝐶𝐶𝐶s and high 𝑆𝑆𝐶𝐶𝐶𝐶s [9]. 
To consider the trade-off between 𝐶𝐶𝐶𝐶𝐶𝐶 and 𝑆𝑆𝐶𝐶𝐶𝐶 regarding cycle time, we identified the Pareto-frontiers of 𝑆𝑆𝐶𝐶𝐶𝐶
vs. 𝐶𝐶𝐶𝐶𝐶𝐶 by controlling the cycle time (for more details see [10]).  
To verify the suitability of ethanol as anti-freezing agent, we performed experiments at high ethanol concentration 
and three evaporator inlet temperatures 𝑇𝑇,-./,#$ (10, 5 and -5 °C; experiments A, B, C). To study the influence of 
ethanol on the performance of the adsorption chiller, we considered three overall ethanol-concentrations 𝑥𝑥)'*+ (0, 
14 and 22 mol-%) at an evaporator inlet temperature of 10 °C (experiments D, E, A). 
 
Figure 1: Scheme of the adsorption chiller setup with installed temperature (𝑇𝑇) and volume flow rate (?̇?𝑉) sensors 
in condenser, evaporator and adsorber, concentration measurement points in condenser (𝑥𝑥:;<=,>?@)  
and evaporator (𝑥𝑥:;<=,ABCD), adsorber inlet temperature during desorption and heating (140 °C), 
adsorber inlet temperature during adsorption and cooling (35 °C) and condenser inlet temperature  
(35 °C) as well as evaporator inlet temperature 𝑇𝑇ABCD,!@ and overall ethanol-concentration 𝑥𝑥:;<= of 
analyzed experimental points A, B, C, D, E. 
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3. Results  
The conducted experiments show that ethanol can be used as anti-freezing agent (Fig. 2 left). Ethanol evaporates 
and participates in the adsorption process and thus the anti-freezing effect is not limited to evaporator: In all 
conducted experiments, freezing did not occur. Furthermore, the water-ethanol-mixture as refrigerant (22 mol-%) 
allows the adsorption chiller process to still work at an evaporator inlet temperature of -5 °C (Fig. 2 left). In this 
case, the adsorption chiller process reaches a maximum 𝐶𝑂𝑃 and 𝑆𝐶𝑃 of 11 % and 18 W/kg, respectively. 
Compared to the evaporator inlet temperatures of 10 °C, the 𝑆𝐶𝑃 decreases by 29 %, while the 𝐶𝑂𝑃 remains nearly 
constant. Hence, the evaporator inlet temperature has a larger effect on the 𝑆𝐶𝑃 than on the 𝐶𝑂𝑃 in the considered 
temperature range, which is probably caused by lower heat and mass transfer kinetics.  
In contrast, the concentration of ethanol in the refrigerant mixture affects both, 𝐶𝑂𝑃 and 𝑆𝐶𝑃 (Figure 2 right). At 
evaporation inlet temperature of 10 °C, the highest 𝐶𝑂𝑃 and 𝑆𝐶𝑃 is achieved with an ethanol-concentration of 
0 mol-% (26 % resp. 54 W/kg). 𝐶𝑂𝑃 and 𝑆𝐶𝑃 decrease by 61 % and 55 %, respectively, with increasing ethanol-
concentration from 0 mol-% to 22 mol-%. Possible reasons are the lower enthalpy of vaporization of ethanol, a 
changed adsorption equilibrium due to co-adsorption of ethanol, a lower heat transfer of the water-ethanol-mixture 
compared to pure water, and slower adsorption kinetics of ethanol. To achieve higher performance, the ethanol 
concentration should thus be selected as low as possible. Altogether, the achieved 𝐶𝑂𝑃𝑠 and 𝑆𝐶𝑃𝑠 of all 
experiments (pure water and water-ethanol-mixture) are very low, since the employed one-bed-adsorption chiller 
is not optimized and is only used for a first demonstration of the feasibility of water-ethanol mixtures. 
The ethanol-concentration is enriched in ethanol in the condenser (Fig. 3). With an overall ethanol concentration 
of 22 mol-%, the ethanol concentration in the condenser (38 mol-%) is about 5 times higher than in the evaporator 
(7 mol-%). Due to the enrichment of the ethanol in the condenser, a higher overall ethanol-concentration is needed 
to prevent freezing in the evaporator. In general, the enrichment of ethanol could be caused by two mechanisms: 
evaporation and adsorption. Since the measured ethanol concentration in the condenser and evaporator are in good 
agreement with the vapor-liquid-equilibrium of water and ethanol, the enrichment of ethanol seems to be mainly 
caused by the evaporation and not by preferred adsorption of one of both components. However, in a real two-bed 
adsorption chiller, ethanol-concentration in the evaporator would not decrease as much, since enriched condensate 
is returned to the evaporator during evaporation. 
Furthermore, we used the measured ethanol-concentration in condenser and evaporator as well as the change of 
the filling level in the condenser during adsorption to calculate the ethanol-concentration of the adsorbed 
Figure 2: Comparison of Coefficient Of Performance (COP) and Specific Cooling Power (SCP): Effect of 
evaporator inlet temperature at constant ethanol-concentration (left) and effect of ethanol-
concentration at constant evaporator inlet temperature (right). Each shown COP and SCP value is the 
mean value of at least 3 reproduced cycles. Each of the connected points corresponds to one specific 
cycle time and the ethanol-concentration and evaporator inlet temperature indicated in the legend. 
Measurement uncertainties are presented as the maximum value of all points of a specific 
concentration. 
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refrigerant mixture (Fig. 3). The ethanol-concentration of the adsorbed refrigerant mixture is in good agreement 
with the ethanol-concentration in the condenser. Thus, the adsorption chiller has reached steady-state condition. 
It should be noted that experiment C shows a lower ethanol-concentration in the evaporator and condenser 
compared to experiments A and B. Therefore, the overall ethanol-concentration of experiment C is probably lower 
than the overall ethanol-concentration of experiment A and B. All overall ethanol-concentrations were determined 
by weighing prior to filling. We suppose an error in the deterimination of the overall ethanol-concentration of 
experiment C. A lower overall ethanol-concentration of experiment C would also explain the too high 𝐶𝑂𝑃 and 𝑆𝐶𝑃 of experiment C compared to experiment A and B (Fig. 2 left). 
 
4. Conclusions 
We studied a new refrigerant mixture for adsorption cooling to extend the working range of water-based adsorption 
chillers below 0 °C. Here, we used ethanol as anti-freezing agent to overcome the limitation of the freezing-point 
of water. With a mixture with 22 mol-% ethanol, the adsorption chiller process works at an evaporator inlet 
temperature of -5 °C and reaches a 𝐶𝑂𝑃 of 11 % and a 𝑆𝐶𝑃 of 18 W/kg. However, the increased ethanol-
concentration reduces 𝐶𝑂𝑃 and 𝑆𝐶𝑃. Thus, ethanol-concentration should be selected as low as possible to prevent 
freezing while retaining maximum process performance.  
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Abstract: 
State-of-the-art models of adsorption chillers suffer from a trade-off between accuracy and computational effi-
ciency due to the discretization of the heat exchangers. To resolve this trade-off, we present a novel plug-flow-
based adsorption chiller model, which is able to accurately represent the flow of the heat transfer fluid in the heat 
exchangers without the issue of discretization. The results show that the plug-flow based adsorption chiller model 
achieves the same accuracy as a highly discretized finite-volume-based model, but reduces the simulation time by 
up to 70 %. 
1.? Introduction  
Design and control of adsorption chiller systems require reliable and computationally efficient dynamic models. 
However, modelling of adsorption chillers is a challenging task, due to the combination of both, the intrinsic 
dynamic nature (discontinuous operation) and the interaction of several components (adsorbers, evaporator and 
condenser) that determine the performance of adsorption chillers. Literature reviews [1] divide adsorption chiller 
models into 3 main classes: 1) Thermodynamic equilibrium models [2], which are computationally very efficient, 
but entirely neglect dynamics and, therefore, are not suitable for detailed chiller design and system integration. 2) 
Distributed-parameter models [3], which provide high accuracy, but at the same time show poor computational 
efficiency due to spatial resolution of all states, so that these models are too complex for system simulations. 3) 
As a compromise between model classes 1) and 2), lumped-parameter models [4] have been developed. Lumped-
parameter models are computationally efficient and sufficiently accurate to capture trends of the main performance 
indicators. As main drawback, lumped-parameter models are not capable to accurately describe fast dynamics, 
which are typical for adsorption chillers, resulting from the periodical operation. To account for the fast dynamics, 
a 1-d discretization of the heat exchangers is often applied, which enables to accurately fit the model to experi-
mental data [5]. Thus, 1-d discretized lumped-parameter models are most prominent for system simulations of 
adsorption chillers.  
However, the choice of the discretization leads again to a conflict between accuracy and computational efficiency. 
To improve computational efficiency, rigorous systems optimizations [6] or real-time control applications [7] have 
to accept inaccuracies (coarse discretization). In this work, we propose a modelling approach for adsorption chill-
ers to resolve the trade-off between accuracy and computational efficiency. The proposed approach replaces the 
commonly used finite-volume-based heat exchanger models by a thermo-hydraulic pipe model based on the plug-
flow approach [8]. The plug-flow approach describes fast dynamics of incompressible fluids accurately and com-
putationally efficiently and, thus, seems appropriate to model the heat exchangers of adsorption chillers.  
This paper is structured as follows: The plug-flow based adsorption chiller model is presented in section 2. In 
section 3, we compare the plug-flow-based model to both, a state-of-the-art finite-volume-based model and exper-
imental data [5], regarding computational efficiency and accuracy. Finally, we summarize the main results in 
section 4. 
2.? Plug-flow-based adsorption chiller model 
Figure 1 shows the scheme of the adsorption chiller model (a) and of the plug-flow-based heat exchanger model 
(b). All other sub-models of the adsorption chiller, such as the adsorbent and the VLE volume, are modelled based 
on our Modelica library SorpLib [9]. Therefore, we focus on the proposed plug-flow based heat exchanger model 
in the following. 
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Figure 1: (a) Scheme of 1-bed adsorption chiller consisting of the 3 main components Adsorber (A), Evaporator 
(E) and Condensor (C) connected via valves. Each component consists of a heat exchanger (HX), which is ther-
mally connected to the adsorbent (Ads) or to the vapor liquid equilibrium (VLE) volume. (b) Scheme of the plug-
flow based heat exchanger model. The model consists of 4 sub-models: 1) calculation of the convective fluid 
transport, 2) calculation of the heat transfer, 3) calculation of the pressure drop, and 4) equivalent fluid volume 
to account for the thermal inertia of the heat exchanger wall. 
Since liquid water is the heat transfer fluid, the heat exchangers of the adsorption chiller can be described by an 
incompressible, 1-d convective fluid flow. Neglecting axial diffusion and internal sources (e.g. dissipation), the 
energy balance reads: 
 
??????
??
?? ? ???????
??
?? ? ??? ? (1) 
 
The heat transfer ?? ? ????? ? ??? is described by an overall heat transfer coefficient ?? consisting of the inner 
heat transfer coefficient, determined by empirical correlations, and the outer heat transfer coefficient, used as 
calibration parameter of the model [5].  
The main idea of the plug-flow based approach  is to decompose the dynamic convection equation (1) into 2 parts 
(Figure 1b) [8]: The first part only describes the convective fluid transport through the heat exchanger without the 
source term due to heat transfer: 
 
??
?? ? ?
??
?? ? ? (2) 
 
This convection equation (2) can be efficiently solved by the Modelica Operator spatialDistribution() [10].  
The second part of the plug-flow model calculates the heat transfer from or to the connected model (adsorbent or 
VLE volume, cf. Figure 1a) using the Lagrangian approach: For this purpose, the coordinate system is attached 
to a moving fluid particle flowing through the heat exchanger and, thus, allows to calculate the outlet temperature 
???? analytically [8]: 
 
???? ? ?? ? ???? ? ??? ??? ??
??
?????? ????? ? ?????? (3) 
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The residence time of a fluid particle in the heat exchanger ???? ? ??? is calculated by tracking the inflow time of 
each fluid particle ??? as a fluid property, which is convectively transported analogous to Eq. (2).  
Subsequently, the pressure drop of the heat exchanger is calculated (e.g. based on empirical correlations) and the 
thermal inertia of the heat exchanger wall is modelled by an equivalent fluid volume [8]. 
3.? Experimental validation and comparison to a state-of-the-art finite volume based model 
Next, we compare the plug-flow-based model to a state-of-the-art finite-volume-based model regarding both, ac-
curacy (measured by agreement with experimental data) and computational efficiency (measured by simulation 
time). For this purpose, we employ experimental data of Lanzerath et al. [5]. For calibration, we use the tempera-
ture triple 90/30/10 °C to estimate the calibration parameters of the model (outer heat transfer coefficients of all 
heat exchangers and diffusion coefficient of the adsorbent) by minimizing the deviation between modelled and 
measured heat flows [5]. Figure 2 shows the excellent agreement between the heat flows of the model and the 
experimental data for the calibration cycle. 
 
Figure 2: Measured and simulated heat flow curves for the plug-flow based adsorption chiller model  
in the evaporator and the condenser. 
To quantify the accuracy, we use the average Coefficient of Variation ??????: 
?????? ? ???????
? ????
?
??????????????? ?
?
??????? ???
??????? ? ????????????
?
? (4) 
which sums up the root mean square deviations between simulated heat flows ??????? and measured heat flows 
???????? in the 3 components (evaporator, condenser and adsorber), normalized by the average measured heat flow 
of each component ???????????????. Figure 3 quantitatively compares the plug-flow based model and the finite-
volume-based model regarding both, (a) accuracy (??????? and (b) computational efficiency (simulation time). The 
comparison is shown for the calibration cycle (temperature triple 90/30/10 °C) and for all validation cycles. In the 
validation cycles, the calibration parameters are fixed but operating parameters are varied: the cycle time (t), the 
low temperature level (evp), the high temperature level (des) and the medium temperature level (ads). Regarding 
??????, the plug-flow-based model achieves similar or even better results than the highly discretized finite-volume-
based model for most cases. However, the plug-flow-based model significantly reduces the simulation time by 65-
70 % compared to the highly discretized (40 cells in adsorber, 10 cells in evaporator and condenser) finite-volume-
based model. Even if the discretization of the finite-volume-based model is significantly reduced by 75% (10 cells 
in adsorber, 2 cells in evaporator and condenser), the simulation time is still slightly higher than for the plug-flow-
based model. However, the reduced discretization increases the ?????? by up to 78 % in the Des110 cycle. 
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Figure 3: Experimental validation of the plug-flow based adsorption chiller model and comparison to the finite 
volume (fin vol)-based model for the calibration cycle and all validation cycles. (1) Coefficient of variation ?????? 
(Eq. (4)) and (2) relative simulation time (sim time) referred to the reference finite volume model with high dis-
cretization (high disc). The finite volume model with low discretization (low disc) was chosen to achieve similar 
simulation times as for the plug-flow-based model.  
4.? Conclusions 
A plug-flow based modelling approach was proposed for adsorption chillers to improve computational efficiency, 
while ensuring high accuracy. The novel adsorption chiller model proves to be as accurate as an experimentally 
validated state-of-the-art model. At the same time, the plug-flow-based model reduces the simulation time by up 
to 70 %. Thus, the presented modelling approach is well suited for complex design and control optimisations of 
large adsorption chiller systems. 
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Abstract: 
A potential way to reduce the global greenhouse gas emissions for cooling and heating are thermally-driven cool-
ing and heating technologies, such as sorption chillers. However, sorption chillers often suffer from high electricity 
consumption due to sub-optimal system integration. To optimize system integration, model-based approaches are 
very promising, but require valid models. For efficient model validation, we present a method based on the Optimal 
Experimental Design (OED) and apply the method to a dynamic adsorption chiller model. For this purpose, we 
plan an experiment with OED, execute it and estimate the unknown model parameters. To improve parameter 
accuracy and thus a valid model, we repeat the procedure iteratively. The results show that the presented method 
leads to a valid adsorption chiller model with only three optimally planned experiments. Furthermore, we show 
that the experimental effort decreases by up to 83 % compared to randomly planned experiments. 
1.? Introduction 
Thermally-driven sorption chillers offer an environmentally friendly alternative to conventional compression chill-
ers, by substituting electricity with low-grade thermal energy. However, the electricity saving potential is often 
not exploited due to sub-optimal system integration [1]. Hence, electrical efficiencies of sorption chillers are often 
only slightly higher compared to conventional compression chillers [1]. To increase the electrical efficiencies of 
sorption chillers, dynamic optimization of the whole system is particularly promising as, e.g., shown by Gibelhaus 
et al. [2]. However, dynamic optimization requires validated models [3]. 
A key step towards a valid model is to accurately estimate unknown parameters [3]. Accurately parameter estima-
tion often requires a large number of experiments, which can be resource- and time-intensive [3]. Besides, not 
every experiment offers the same amount of information: poorly or randomly planned experiments often yield 
little information and are therefore not effective for parameter estimation [3]. For effective parameter estimation, 
experiments should be planned in such a way that they generate the maximum information and thus minimize the 
experimental effort. To optimally plan an experiment, Optimal Experimental Design (OED) is particularly prom-
ising because it specifies conditions for an experiment where the parameters are determined with the highest ac-
curacy. 
OED is already successfully applied in several disciplines, e.g., biochemical networks, biological process kinetics, 
chemical kinetics, and mass transfer to reduce experimental effort [3]. However, this work is - to the best of the 
author’s knowledge - the first that applies OED for validating an adsorption chiller model and thus to reduce 
experimental effort. In Section 2, we therefore introduce the procedure for model validation by describing the two 
main steps: (1) optimal experimental design, and (2) parameter estima-
tion. Section 3 presents the results of the model validation, and main 
conclusions are drawn in Section 4. 
2.? Methodology 
We implemented a dynamic model of a one-bed adsorption chiller 
(Fig. 1) in the object-oriented language Modelica based on our open 
source library SorpLib [4]. The model consists of 1-D discretized finite 
volume models for the heat exchangers and lumped-parameter models 
for the vapor liquid equilibrium volume as well as for the adsorbent. The 
mass transfer is modelled by a linear driving force approach. For a de-
tailed description of the model including model equations, the reader is 
referred to a prior publication [5]. Model inputs are volume flows to the 
adsorber ???, the condenser ???, and the evaporator ??? as well as the cor-
responding inlet temperatures ??, and the cycle time ?. All inputs are 
???, ??????????
???, ??????
????? ?????
???, ????? 
Adsorption
Chiller 
Model 
Figure 1 - Scheme of an adsorption 
chiller model with all inputs and out-
puts of the main components evapora-
tor (E), condenser (C), and adsorber 
(A): volume flows (?? ) and tempera-
tures (T). 
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summarized in the design vector ??? Model outputs are the outlet temperatures of the components ?????? that shall 
be accurately predicted after the model validation. 
2.1.? Sequential approach 
The model equations depend on parameters e.g. geometrical data, thermal 
masses, and heat or mass transfer coefficients. Most of these parameters can 
be directly determined at the experimental setup or accurately described by 
correlations. However, the heat transfer coefficients of adsorber, evaporator, 
and condenser as well as the diffusion coefficient cannot be individually 
measured with our experimental setup or described precisely by correlations. 
Therefore, we assume that these coefficients are neither temperature, pressure 
nor load dependent and treat them as parameters. These parameters need to 
be estimated for the entire system and are therefore summarized in the pa-
rameter vector ?. The parameters are estimated from experimental data. To 
keep the experimental effort low, the experiments are planned with OED. 
However, the optimal experiment depends on the current parameter value. 
Therefore, inaccurate initial parameters may lead to sub-optimal experiments 
for the true parameter value. Thus, the experimental effort may increase for 
achieving a given parameter accuracy. To keep the experimental effort low 
despite uncertain start parameters? ?, we used a sequential approach 
(Fig. 2) [3]. Based on an initial parameter vector ? ?, we planned an experi-
ment with OED, carried it out, and estimated the parameters based on the 
experimental data. The procedure is repeated with the new estimated param-
eter vector ?? , until a given accuracy of the estimated parameters is achieved. 
To quantify the parameter accuracy, we used the Relative Standard Devia-
tion (RSD): 
???? ?
? ? ????
?? ? (1) 
where ???? is the standard deviation of the ??? parameter and ?? is the respective parameter value. The factor 3 
determines the confidence interval such that the true parameter value is included with a likelihood of 99.7 %. As 
termination criterion of the sequential process, we used a maximum RSD of 2 % for every parameter ??. Once the 
required parameter accuracy is achieved, the sequential approach is completed and thus results in a valid model [3]. 
For the two main steps of the sequential approach 1) OED and 2) parameter estimation, dynamic optimization 
problems need to be solved. To solve the optimization problems, we used a genetic algorithm [6]. 
2.2.?Optimal experimental design 
Since the experimental data is determined with a statistical uncertainty, the estimated parameters are also uncertain. 
However, the more accurate the parameters are, the more accurate the model outputs. Therefore, OED aims to find 
the optimal design vector ? for an experiment, which maximizes the estimation accuracy of the parameter vector 
?. In particular, an experiment should be carried out for a design vector, where the model outputs ?????????? are 
highly sensitive to the estimated parameters. The higher the sensitivity to the estimated parameters, the more pre-
cise is the estimation, as a change in the parameters leads to larger changes of the model outputs. Additionally, the 
measurement variance ??? of the experimental outputs ?????????? should be low. The sensitivity is mathematically 
the partial derivative of the model output ?????????? with respect to the estimated parameters ?? [3]: 
?? ?
?
??
??
? ?????????????? ???
? ??????????????? ???? ? ?
???????????
???
?
????
? ??????????????? ??????
??
??
?
.  (2) 
Eq. 2 presents the dynamic sensitivity matrix of the ??? model output ??. The sensitivity matrix ?? is a ??? ? ?? 
matrix, where ??? is the number of time samples and ???is the number of the considered estimated parameters [3]. 
In addition to the sensitivity, the accuracy of the parameter estimation also depends on the measurement variance 
??? of the experimental outputs. Therefore, the Fisher information matrix ? is calculated using the measurement 
variance ??? and the dynamic sensitivity matrix ??. Without prior information on the uncertainty of the estimated 
parameters, the Fisher information matrix ? reads 
Initial parameter 
vector ?? 
1) OED 
Execute experiment 
2) Parameter estimation 
Estimation 
satisfactory 
? 
Valid model 
Figure 2 - Scheme of the sequential 
approach for parameter estimation 
using the OED. Based on Frances-
chini & Macchietto 2008 [3]. 
?? 
??? 
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??????? ??? ??????
?
?
?
?
?????? (3) 
where ??  is the best parameter vector currently available and ?????  is the (r,s)-entry of the measurement variance-
covariance matrix. The Fisher information matrix ? is a symmetric ?? ? ?? square matrix [3]. The inverse of ? 
represents the lower boundary of the parameter variance-covariance matrix ? and contains all information about 
the minimal possible uncertainty of the estimated parameters:  
??????? ? ???????????? (4) 
To keep the wording simple, we refer to the inverse of the Fisher information matrix ? as a parameter variance-
covariance matrix, even if it only approximates it. To determine the optimal design vector ?, the parameter vari-
ance-covariance matrix ? needs to be converted into a scalar value to use it in an optimization problem. For this 
purpose, we use the D-optimality criterion. D-optimality uses the determinant of the parameter variance-covari-
ance matrix ? as the representative scalar and thus geometrically minimizes the volume of the confidence ellipsoid. 
The dynamic optimization problem for the determination of the optimal experimental design vector ? reads [3]: 
??????? ????????? ?????????  (5) 
?? ??????????? ???????????????  
The optimal design vector ? is determined within the design space ?. The objective function is minimized sub-
jected to (s.t.) the model equations. The variance-covariance matrix ? is also used for the termination criterion of 
the sequential approach. On the main diagonal of this variance-covariance matrix are the variances of the param-
eters ????? , which are the square of the standard deviation ???? of the parameters used in the RSD (Eq. 1). 
2.3.?Parameter estimation 
The second main step of the sequential approach is the parameter estimation. We estimated the parameters using 
a weighted least-squares objective function: 
???? ???
???????????? ? ????????????? ??
???
????
???
???
???
?
???
 
(6) 
?? ????????????????????????????????? ????????????? 
                                                                                       ??????. 
The objective function of the optimization problem is the square deviation between the simulated (sim) and meas-
ured (exp) outlet temperature, weighted by the inverse measurement variance ???. The square deviations are 
summed up over the number of considered outputs ? (here 3, see Fig. 1), the considered time steps ???, and the 
number of conducted experiments ????. 
2.4.?Case study 
Tab. 1 shows the investigated design space ? of the adsorption chiller model, which is studied in this paper. We 
chose the input temperatures ?? so that most of the relevant operating conditions are covered. The pumps of the 
experimental setup limit the volume flows. Further, the cycle time ? covers typical values for a reasonable use of 
adsorption chillers. 
 Table 1 – Definition of the design space ? with lower boundary (LB) and upper boundary (UB) 
To quantify the accuracy of the model compared to measured data, we used the Coefficient of Variation ????: 
?? ? ?? ? ?
??????????????? ? ???????????????
?
???????????? ?? ? ??????????? ??? ?
?
???
?
?????
???
 (7) 
The normalized residuals are summed up over the number of the considered measurable outcomes ????? and the 
cycle time ?. We use this normalization since it allows comparing different components and cycle times. 
3.? Results 
The presented method terminates after only 3 iterations. Thereby, the RSD for the worst estimated parameter 
decreases from 24 % after the 1st iteration to 2 % after the 3rd iteration. To highlight the reduction of the experi-
mental effort, we checked how many random experiments are needed to achieve the same overall parameter accu-
racy as for one OED experiment. After the 7th random experiment, the overall accuracy of the parameters is higher 
Input variables ?????? ????? ????? ??? ??? ??? ? 
LB 10 °C 60 °C 27 °C 5.3 l/min 4.6 l/min 3.75 l/min 600 s 
UB 20 °C 140 °C 45 °C 14.3 l/min 7.9 l/min 6.1 l/min 1260 s 
30
 
TU Berlin August 2020 Online ISHPC 2020 #30 
   4 
than in one OED experiment. Thus, the OED reduces the experi-
mental effort by 83 %. The comparison with random experiments 
is an extreme case, since experiments are usually better planned 
with experience than by chance. However, experience does not de-
sign a better experiment than the OED, and by applying the 
method, anyone can determine the optimal experiment. 
To reach the desired accuracy, OED choses the following inputs: 
The volume flows ??  of the heat transfer circuits of the evaporator 
and of the condenser are at their lower bound for all iterations. The 
volume flow of the adsorber heat transfer circuit ??? is at the upper 
bound for the first iteration and at the lower for the following. The 
volume flows at the lower bounds are preferred due to the variance 
of the measurable outputs since lower volume flows increase 
changes in temperatures across the heat exchangers, and larger 
changes in the temperatures reduce the relative impact of the meas-
urement errors. For all three experiments, the chilling temperature 
?????? and the heating temperature ????? are at their upper bounds 
and the cooling temperature ????? is at the lower bound. The cho-
sen temperatures lead to a maximal loading difference of the ad-
sorbent and thus to maximum dynamics of the adsorption and de-
sorption process. Choosing maximum dynamics is reasonable, 
since the estimated parameters significantly influence the dynam-
ics and thus their impact on the measurement is increased. The cy-
cle time ? is at its upper bound. The maximal cycle time results from the asymptotic loading process. Thus, the 
longer the cycle time is, the larger is the loading difference. A large loading difference leads to higher driving 
forces and thus also increases process dynamics. 
The resulting fit of the parameter estimation (Fig. 4) highlights that the outflow temperatures of the evaporator 
and the condenser are in very good agreement with the measured data. For the outflow temperatures of the ad-
sorber, a larger difference between experiment and simulation is observed but still provides a qualitatively good 
agreement (cf. Fig. 4). 
The CV for the fits (Fig. 5) proves that a significant part of the lack of fit is due to the adsorber model, which 
should be further improved in future. The CV increases with the number of iterations since more experiments have 
to be fitted with the same number of parameters. 
4.? Conclusion 
This work uses the optimal experimental design method 
in a sequential approach to derive a validated adsorption 
chiller model while keeping the required experimental 
effort as low as possible. We successfully applied the 
method to an adsorption chiller and reduced the experi-
mental effort by up to 83 % compared to randomly 
planned experiments. The identified parameters lead to 
excellent agreement between simulation and measure-
ment. Main deviations remain for the adsorber model, 
which should be improved in future work. The results of 
this work show that the method of optimal experimental 
design is a powerful tool to reduce experimental effort 
for the validation of adsorption chiller models. 
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Figure 4 - Experimental (exp) and simu-
lated (sim) outlet temperatures ?? of evap-
orator (E), condenser (C), and adsorber 
(A) of the 1st experiment. The model is pa-
rameterized with the estimated parame-
ters by solving Eq. 6. 
Figure 5 - Coefficient of Variation (CV, Eq. 7) of the 
adsorber (A), evaporator (E), and condenser (C) 
model for the three iterations of the presented param-
eter estimation approach (Fig. 2). 
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Abstract: 
Hundreds of sorption working pair equilibrium measurements have been reported in the literature, and many ex-
perimental results have been fitted to equilibrium equations. However, an open database does not exist for the 
equilibrium equations. Therefore, this work compiled 438 published equilibrium equations of sorption working 
pairs into an open-source database called SorpPropLib. SorpPropLib is accessible from six programming environ-
ments commonly used in sorption cycle simulation (C++, Excel®, Python®, Matlab®, Modelica® and Lab-
VIEW™). Plotting capabilities allow fast cycle visualization in each programming environment. Thereby, the 
open-source database SorpPropLib aims to enable and encourage easy data sharing to advance sorption research. 
1 Introduction 
The application of sorption processes requires fundamental thermodynamic knowledge of working pairs, such 
as sorption capacities of a given material. To estimate the phase behavior beyond experiments, the phase equilib-
rium needs to be described by physically and statistically meaningful mathematical correlations. Today, the liter-
ature already reports an exhaustive amount of phase equilibrium measurement and modeling on various working 
pairs. Undoubtedly, it would be convenient and efficient to have an open-source database that collects the existing 
data of numerous working pairs. To date, a few studies have been published to compile the current equilibrium 
data [1-7]. However, the existing collections are either limited to a particular sorbate or sorbent, outdated, or only 
provided citations without actually presenting the equilibrium equations. 
In this work, an open-source database, SorpPropLib, is built on the foundation of a large number of existing 
equilibrium data of working pairs. SorpPropLib generalizes the equilibrium equations while presenting 438 exist-
ing correlations in a user-friendly environment. For solid sorbents, equilibrium correlations are expressed in terms 
of six functional forms including Toth and Dubinin. For liquid sorbents, equilibrium correlations are expressed in 
terms of Antoine, Dühring, or one of nine equations of state-type functional forms. 
2 Background and Fundamentals 
To compile a highly accessible database, the various equations from the diverse sources in the literature need 
to be generalized. For example, a specific isotherm model such as Toth has a single original form. However, over 
time, various researchers have made their own tweaks to the form, resulting in a Toth “family“ of forms with 
different numbers and locations of fitting constants. In this work, we have generalized each “family“ so that all 
related data are expressed in one master “family” equation. 
In addition, the sorbate or sorbent composition follows different conventions, depending on the field. In gen-
eral, composition can be expressed as a fraction or ratio; on a sorbent or sorbate basis; and on a mass, molar, or 
volume basis. In this work, the composition of solid sorbents are presented in terms of mass ratio sorbate, denoted 
Y [kgsorbate/kgsorbent], and volumetric uptake, denoted y [m³sorbate/kgsorbent]. Composition of liquid sorbents are pre-
sented in terms of mass fraction sorbent, denoted X [kgsorbent/kgtotal], and molar fraction, denoted x [molsorbent/moltot]. 
3 Results 
3.1 General functionality 
SorpPropLib offers common equilibrium functions often required for sorption system modeling and optimi-
zation. Besides the primary function of calculating equilibrium composition (e.g. Y or X) as a function of pressure 
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(p) and temperature (T) such as Y(p,T) or X(p,T), SorpPropLib provides inverse functions to obtain pressure as a 
function of temperature and composition such as p(Y,T) or p(X,T), or functions of partial derivatives such as 
dp/dT(Y,T) or dp/dT(X,T).  
The general working principle of SorpPropLib (Fig. 1) consists of the following two main steps: (a) initiali-
zation of a working pair, and (b) calculation based on the initialized working pair. 
 
Figure 1 – Data flow and working principle of SorpPropLib showing the two main steps: 
(a) initialization and (b) calculation. 
SorpPropLib currently offers 438 correlations for 288 working pairs and 39 refrigerants as listed in Tab. 1. In 
the first step (Fig. 1(a)), SorpPropLib initializes a working pair: Based on the user inputs, SorpPropLib selects the 
required equilibrium equation and its coefficients, which are saved as so-called workingPair-struct to computer 
memory. The equilibrium equations are implemented in the C programming language since it is a highly portable 
and fast programming language. The coefficients of equilibrium equations are saved into a JSON database as it is 
very flexible, compact, and fast compared to other databases such as XML. 
For equilibrium composition calculations, some functional forms require supporting formulas for the pure 
sorbate or sorbent. For example, the pure sorbate saturation pressure is necessary for calculating equilibrium pres-
sure based on Dubinin, activity coefficients, and mixing-rule based equilibrium equations. Therefore, SorpPropLib 
includes pure refrigerant Equations of State (EoS) for common refrigerants. Besides, SorpPropLib also offers the 
possibility for a user-defined sorbate EoS, which can be passed to equilibrium equations as an additional function 
argument. 
In the second step (Fig. 1(b)), SorpPropLib calculates equilibrium properties such as pressure, temperature, 
or composition based on both, the workingPair-struct and the function (e.g. Y(p,T)) requested by the user. 
Thus, SorpPropLib searches the equilibrium equation and its coefficients only during initialization. Once the 
searched data is saved to computer memory, it can be used for further calculations. This speeds the evaluation of 
equilibrium properties and enables to use SorpPropLib for dynamic simulations or optimizations requiring many 
property calls. 
Table 1 – Working pairs included in SorpPropLib. 
Category Refrigerant Sorbent | Cor-
relation count 
Category Refrigerant Sorbent | Cor-
relation count 
Inorganic 
Water 33  |  46 
Fluorocarbons 
R-12 4   |  5 
Ammonia 41  |  76 R-13B1 1   |  1 
CO2 12  |  12 R-22 4   |  8 
Hydrocarbons 
Propane 7   |  12 R-23 1   |  1 
Methane 8   |  8 R-32 16  |  24 
Propylene 6   |  11 R-123 1   |  1 
SorpPropLib
Data for equationJSON Coefficientdatabase
162 solid working pairs
126 liquid working pairs …NH3H2O
…CO2H2O
C Equilibrium equations
qs bm p
(1+br pn)1/nY =Toth:
log10 p = Σ [Ai + 1000 Bi / (T – c)] XiikAntoine:
working pair, temperature T, pressure p
Inputs by user
composition Y or X, original literature
Outputs to user
Working 
principle
workingPair-struct
- Select equilibrium equation 
according to working pair
- Select coefficients of 
equilibrium equation
(a) Initialization: (b) Calculation:
- Execute function requested 
by user (e.g. X(p,T)) based 
on the workingPair-struct
- Return result of function
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Category Refrigerant Sorbent | Cor-
relation count 
Category Refrigerant Sorbent | Cor-
relation count 
Hydrocarbons 
Butane 2   |  2 
Fluorocarbons 
R-124 1   |  1 
Hexane 1   |  2 R-125 16  |  20 
Benzene 6   |  10 R-134a 27  |  43 
Toluene 1   |  2 R-143a 9   |  9 
Cyclohexane 5   |  9 R-152a 6   |  6 
Acetone 3   |  7 R-407C 1   |  1 
TFE 2   |  10 R-404A 1   |  1 
THF 2   |  2 R-410A 2   |  3 
Alcohol 
Ethanol 18  |  19 R-507A 3   |  3 
Methanol 35  |  36 R-1234ze(E) 4   |  4 
2-Propanol 2   |  6 Others  7   |  37 
 
3.2 Wrappers for common sorption programming environments 
To expand the capability of SorpPropLib beyond the C programing language, SorpPropLib is linked as Dy-
namic Link Library (DLL) to the six programming environments shown in Fig. 2(a). 
 
Figure 2 – a) Linking of SorpPropLib to other programming environments, and b) visualization capabilities. 
Each programming environment requires corresponding wrapper functions to access functions provided by 
the DLL. In this work, two approaches are used for the wrapper functions: (1) direct function call, and (2) function 
call based on the workingPair-struct. 
(1) The direct function call approach requires only simple data types (i.e. char, int, and double) as function argu-
ments and selects the equilibrium equation and its coefficients in every function call. Thus, this approach 
needs more computational time and is only suitable when calculating few data points. However, the direct 
function call approach is easy to implement into various programming environments and allows SorpPropLib 
to be easily linked to further programming environments than the six environments shown in Fig. 2(a) in 
future. Therefore, the direct function call approach was implemented in all six programming environments. 
(2) The approach based on the workingPair-struct requires complex data types (e.g. structures or pointers) as 
function arguments and selects the equilibrium equation and its coefficients only once during initialization. 
Thus, this approach is more challenging to implement into other programming environments since the com-
plex data types often need to be mapped manually for each programming environment to ensure the alignment 
of computer memory. However, the structure-based approach is numerically very efficient and particularly 
favorable for multiple function calls, as is the case for dynamic modeling and optimization. Therefore, the 
structure-based approach is being implemented in all programming environments except for Excel®. 
3.3 Visualization capabilities 
Besides equilibrium property calculation, a visual representation of calculated properties is often desirable, 
especially when analyzing sorption cycles. For the visual representation of cycle analysis, a Clapeyron or Dühring 
diagram ((Fig. 2(b)) is implemented for all six programming environments. The Clapeyron diagram shows the 
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logarithmic pressure versus the negative reciprocal sorbent temperature, whereas the Dühring diagram shows the 
saturation temperature of the refrigerant versus the sorbent temperature. For both diagrams, the bounds of the chart 
axis can be changed. Furthermore, the type (e.g. mass fraction or ratio), number, and values of the isosteres can 
be adjusted. In addition to the Clapeyron and Dühring diagrams, the isotherm and isobar diagrams are implemented 
for all sorbents, and the characteristic curve of the Dubinin model is implemented for solid sorbents. Hence, the 
equilibrium properties of working pairs can be easily visualized in standard diagrams and compared. Moreover, 
sorption cycles can be rapidly visualized. Thereby, SorpPropLib facilitates the analysis and improvement of sorp-
tion systems. 
4 Conclusions 
In this work, 438 published equilibrium equations of sorption working pairs were embedded into a single 
open-source database called SorpPropLib. While SorpPropLib was written in the C programming language, it also 
works with six commonly used programming environments: C++, Excel®, Python®, Matlab®, Modelica®, and 
LabVIEW™. Thereby, SorpPropLib can be integrated with existing cycle simulation models programmed in those 
environments. The plotting capabilities of SorpPropLib allow fast cycle visualization. Besides, SorpPropLib is an 
open-source project and intended to increase open collaboration in the sorption community.  
SorpPropLib is currently under development for inclusion of transport properties and experimental data and 
shall be updated with new working pairs in the future. Other desirable future additions are information about 
correlation accuracy and valid ranges. With new wrapper functions, SorpPropLib can also be expanded to other 
program platforms such as Fortran® or Java™. 
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Abstract: 
A diffusion absorption refrigeration cycle (DAR) is purely driven by thermal energy directed to the bubble 
pump without the mechanical moving part. The performance of the DAR cycle is considerably influenced by the 
efficiency of the bubble pump. In this study, the experimental evaluations were conducted to figure out the impact 
of the configuration of the bubble pump on the performance of the DAR cycle. The number of the pump tubes and 
heat input were changed while measuring the evaporation temperature of the DAR. In addition, as the global 
warming becomes the serious problem, the low global warming potential (GWP) refrigerants are selected as an 
alternative. Following this trend, the low GWP refrigerant was employed in this study. R1234ze(E), which is 
included in HFO series, was used as refrigerant and DMAC was used as an absorbent. Electrical heaters were used 
to provide the input power, which was varied from 50W to 120W. Pressure value was determined by the saturation 
temperature of R1234ze(E) at around 30℃, which is estimated at 6.0bar. The lowest evaporation temperature was 
estimated at -10.2℃ at 70W with the two pump tubes with the diameter of 4.76mm. 
 
1 Introduction  
A diffusion absorption refrigeration cycle employs the bubble pump to circulate the working fluid instead of the 
compressor. The bubble pump uses only the thermal energy, so it doesn’t demonstrate vibration and noise. 
However, the DAR has a low Coefficient of Performance (COP). By this reason, many researches have been 
conducted to enhance the COP of the DAR. Zohar et al. [1] reported that the COP increased by using a partially 
attached bubble pump, which allows the heat transfer into the rich solution directly from the bubble pump tube. 
The two phase flow pattern in the bubble pump plays an important role in improving the efficiency of the bubble 
pump. White et al. [2] reported that it was the slug flow that the most advantageous flow pattern for enhancing the 
COP for the DAR. Yilidz et al. [3] analyzed the impact of the insulation on the exergy and energy performances 
of the DAR. They announced that the COP increased to 21% - 26% by insulating the solution heat exchanger and 
the rectifier. 
Moreover, many researches have been conducted to substitute the conventional working fluids pair, ammonia 
and water. Zohar et al. [4] simulated the DAR cycle by using the five different refrigerants, such as R23, R22, 
R124, R134a and R32 with DMAC as an absorbent to compare with the ammonia/water pair. Wang et al. [5] 
numerically investigated the DAR cycle with binary refrigerant, which consists of R22 and R134a, and DMF as 
an absorbent. Although many kinds of working fluid pairs were investigated for the DAR applications, these 
couldn’t relieve the environmental problems.  
As the global warming becomes the significant problems in the world, the low global warming potential (GWP) 
refrigerants and the natural refrigerants are considered as the alternatives. In this study, experimental investigation 
focuses on the operation of the low GWP refrigerants and the natural refrigerants for the DAR applications. 
R1234ze(E) was used as refrigerant with N,N-dimethylacetamide(DMAC) as an absorbent. Helium is used as an 
auxiliary gas. The experiments were conducted by focusing on the changes in the evaporation temperature 
according to the number of the tubes in the bubble pump. 
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2 Experiment 
2.1 Experimental setup and procedure 
Fig. 1. represents the schematic diagram of the DAR cycle. The bubble pump, which is insulated, is placed at 
the right side, and the thermal energy is supplied to generate the vapor of the refrigerant (1). The condenser is at 
the top side in which the refrigerant vapor is transformed into the liquid state and enters the evaporator (2). After 
the absorbing process in the absorber, the rest of the gas, which consists of the auxiliary gas and unabsorbed 
refrigerant enters the evaporator passing through the gas heat exchanger (GHX) (3). The evaporator pressure is 
charged with the auxiliary gas so that the refrigerant can be easily vaporized because of the low partial pressure in 
the evaporator, and then the gas mixture flows into the reservoir (4). When some portion of the refrigerant is 
separated from the absorbent in the bubble pump, the solution is called weak solution (7). The weak solution flows 
into the solution heat exchanger (SHX), and the heat transfer occurs between weak solution and strong solution in 
the SHX. After the heat transfer, the weak solution rises to the absorber top side (8) by the potential energy. This 
weak solution passes through the absorber by the gravity force, absorbing the refrigerant gas flowing upward from 
the reservoir. As the absorption process is progressing, the weak solution becomes the strong solution and it drops 
into the reservoir (9). The strong solution is provided into the SHX (5,6) and starts the process (1) repeatedly. 
The experiments were conducted as follows. 
(1) Mix the refrigerant and the absorbent with a given concentration. 
(2) Make the vacuum state for the experimental setup with the vacuum pump. 
(3) Inject the working fluid and the helium gas into the experimental setup until the pressure reaches a given 
pressure. 
(4) Supply the heat energy into the bubble pump with the electrical heater. 
(5) Measure the temperature of the DAR cycle components with the thermo couples. 
 
2.2 The number of the bubble pumps 
To investigate the effect of the number of the bubble pump tubes on the performance of the DAR cycle, 
experimental investigations were conducted by varying the number of the bubble pump tubes while fixing other 
conditions. The charge pressure of the DAR cycle was 6.0bar, and the concentration of the working fluid was 
35wt%. All the diameters of the bubble pump were the same at 4.7625mm. For each case, bubble pump was 
changed to a new one with different number of the bubble pump tubes, while other components remained same.  
 
 
Figure 1-Schematic diagram of the DAR cycle. 
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Table 1-. Experimental condition for different number of the pumps. 
3 Results and discussion 
The experimental results with respect to the evaporation temperature procured by changing the number of the 
bubble pump tubes were investigated. The evaporation temperature was measured at the steady state by increasing 
the number of the bubble pump tubes with the diameter of 4.7625mm. Fig. 2 shows the results for the evaporation 
temperature of the DAR cycle according to the number of the pump tubes 
 
 
 
 
 
 
 
    
 
 
 
 
 
 
 
 
 
Figure 2– Evaporation temperature variations according to the number of bubble pumps.  
 It turns out that the evaporation temperature decreases initially as the number of the tube increases from 1 to 2. 
The minimum temperature is -10.22℃ at two bubble pump tubes with 70W heat input. However, when the number 
of tubes becomes larger than 3, the evaporation temperature begins to rise. The minimum evaporation temperature 
at each number of pumps are summarized in Table 2. It is found that the minimum heat input to achieve the 
minimum evaporation temperature increases as the number of the pumps increases. Moreover, the evaporation 
temperature increases if the heat input becomes larger than the optimum heat input for all the cases of the number 
of pumps. It seems that when the number of tubes is changed from 1 to 2, the increased mass flow rate of the 
refrigerant entering the evaporator makes the evaporation temperature decrease. When the number of the tubes is 
more than 3, because of the limited ability of the absorber, the increased refrigerant isn’t absorbed enough by the 
absorber. This leads to redundant unabsorbed refrigerant passing through the GHX into the evaporator and makes 
the partial pressure of the refrigerant increase so that the evaporation temperature increases. 
 
Table 2 – The minimum evaporation temperature at given number of bubble pumps and heat input. 
Number of bubble pumps Minimum evaporation temperature [℃] Heat input [W] 
1 -5.38 70 
2 -10.22 70 
3 -2.42 110 
4 -1.71 110 
Number of pumps Charge pressure [bar] Concentration [%] Diameter of pump [mm] Heat input [W] 
1 6.0 35 4.7625 50, 70 
2 6.0 35 4.7625 50, 70, 100 
3 6.0 35 4.7625 100, 110, 120 
4 6.0 35 4.7625 100, 110, 120 
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4 Conclusions 
In this study, the evaporation temperatures of the DAR cycle using R1234ze(E) and DMAC were measured 
according to the number of the bubble pump tubes and the heat input. The number of the tubes in the bubble pump 
were varied from 1 to 4. The heat input ranged from 50W to 120W. The following conclusions were drawn from 
the present study. 
• For the bubble pump with 2 tubes, the evaporation temperature becomes the lowest at the estimated 
value of -10.22℃ with 70W heat input. 
• If the number of the bubble pump tubes is more than 3, the increased generated refrigerant is not 
sufficiently absorbed in the absorber so that the residual refrigerant makes the higher partial pressure in 
the evaporator. This is the reason why the higher evaporation temperatures are achieved at the tubes with 
3 and 4 than 1 and 2. 
• It is found that the evaporation temperature decreases when the heat input is increased and after the 
optimum heat input, the evaporation temperature increases with increasing the heat input. Therefore, to 
achieve the best performance of the DAR cycle, it is important to set the optimum number of the bubble 
pump tubes and the amount of heat input. 
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1. Introduction  
Ammonia sorption cycles can be used in gas-fired heat pumps and offer potential in reducing CO2 emissions 
associated with domestic heating. Interest in sorption heat pumps in the UK is related to the commitment by the 
UK government to ‘net zero’ by 2050 [1], with the decarbonisation of heat key to achieving emissions targets. 
 
Research at The University of Warwick (Warwick) over recent decades, has focused on the reversible sorption 
reactions of ammonia (NH3) as an adsorbate, with applications including waste heat transformation [2, 3], 
refrigeration [4] and heat pumping (for domestic applications) [5, 6]. Previous work at Warwick has focused on 
ammonia-carbon physical sorption, although work over recent years has been with ammonia and salts in chemical 
sorption. The work presented herein focuses on chemical sorption reactions for heat pumping applications.  
2. Background and Review of Model Development 
2.1. Adsorbate Selection 
A good place to start the review of ammonia-salt sorption reactions and their application in heat pumping, is with 
the adsorbate itself - why ammonia? Amongst others, the desirable characteristics of an adsorbate (refrigerant) are 
to have: high heats of reaction compared to sensible heating of the adsorbent; thermal stability; environmental 
harmlessness; and ideally be non-toxic. Work at Warwick has considered water, methanol and ammonia as 
potential candidates. Specifically, work by Critoph [6] discusses the merits of a series of adsorbates, concluding 
that methanol and ammonia are strong contenders for heat pumping and refrigeration applications. Ammonia has 
no ozone depletion potential, no global warming potential and although is toxic, when considering pressure and 
instability of methanol (above 120 °C), ammonia is determined to have the best potential.  
2.2. Historical Experimental Work 
In relation to experimental sorption reactions, Hosatte et al. [7] identify that the low heat loss and temperature 
uplift capabilities of solid-gas reactions (potentially over a wide-temperature range) allow applications to be wide 
ranging. Worsøe Schmidt [8] also shows the simplicity and reliability of a ‘solid-absorption’ (adsorption) cycle of 
ammonia-calcium chloride for solar refrigeration. The advantage of a simple resorption system is also explained, 
in that the heats of reaction for the ‘two steps of reaction (CaCl2·8/4NH3 and CaCl2·4/2NH3) are almost twice the 
latent heat of vaporisation.’  
 
With regards salt pairing selection, Neveu and Castaing [9] evaluated the reaction enthalpies and entropies of 
chloride salts reacting with ammonia, providing a thorough and tabulated appendix to their paper. The tabulated 
data is valuable in selecting salt combinations for specific applications. The paper begins to review the benefits of 
a resorption cycle and references a paper by Goetz, Elie and Spinner [10], also useful in understanding initial 
developments. Both papers recognise that operating two solid-gas reactor beds out of phase with one another will 
yield ‘almost’ continuous heating/cooling.  
 
There is a vast number of enthalpy and entropy values for ammonia-salt reactions compiled in work by 
Touzain [11] and a more recent publication by Donkers et al. [12], which, coupled with the work by Neveu and 
Castaing [9] and the Clapeyron equation, (2), theoretically enable any salt couple to be evaluated.  
 
Vasiliev et al. [13] apply this knowledge to a barium chloride (as the High Temperature Salt (HTS)) and nickel 
chloride (as the Low Temperature Salt (LTS)) pair. A conductive carbon fibre (fabric) is used as the host matrix 
to produce a resorption ‘heat pump’ in a four reactor configuration, for specific delivery of high temperature heat 
(steam at T = 120-130 ℃) and chilled water (T = 3-5 ℃). The stated Coefficient of Performance (COP) is 1.2, 
although with proposed heat/mass recovery this is posed to be in the region 1.4-1.5.  
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Trudel, Hosatte and Ternan [14] discuss the development of an ammonia-cobalt chloride chemical heat pump and 
the hysteresis behaviour exhibited in a number of previous published works. Within the paper the explanations put 
forward to address hysteresis are first the swelling of the crystal lattice structure as the content of ammonia changes 
and second is related to the difference in temperature between the gas and solid phases. Alongside hysteresis, 
Gordeeva and Aristov [15] specifically look at the intricacies for targeted design of  composite ‘salts inside porous 
matrix’ (CSPMs) where the importance of the synthesis method, salt content, and matrix pore size are discussed. 
The work is a valuable resource when considering the production of CSPMs for heat pumping. 
 
In short, experimental work on ammonia-salt (re-)sorption systems has been promising and significant work has 
already be invested in characterising salt behaviour (equilibrium lines), understanding hysteresis and the 
identification that salt swelling, agglomeration and low conductivity in the reactor bed, are all challenges required 
to be addressed when designing a chemical heat pump.  
2.3. Modelling 
As research continued at a pace in the early to mid-1990s, work focused on the applications of ammonia-salt 
reactions, with significant modelling of the behaviour of the reactions taking place. Lebrun and Spinner [16] 
discuss the two operating modes of a solid-gas reaction, either in a ‘heat pump’ or ‘thermotransformer’ operation, 
and explain the requirement to understand the heat and mass transfer inside the porous reacting medium. (In the 
research at Warwick, this constitutes salt impregnated in an Expanded Natural Graphite (ENG) matrix). In relation 
to modelling of the reactions, Lebrun and Spinner reference a number of analytical models, but relevant to the 
application at Warwick is the general equation, (1), for the rate of reaction, 𝑣.  
  (1) 
where: 𝑣 = reaction rate, s-1;  𝑥 = degree of reaction advancement; 𝑘% = specific rate of reaction, s-1, 𝑓(𝑃, 𝑇); 𝐸 = pseudo energy for activation, K-1; 𝑇 = temperature, K; 𝑃 = pressure, bar; 𝑃-(𝑇) = equilibrium pressure, bar, 
calculated from the Clapeyron equation (2); 
 
 (2) 
where: Δ𝐻 = reaction enthalpy change, J·mol-1; Δ𝑆 = reaction entropy change, J·mol-1·K-1 𝑅% = universal gas 
constant, J·mol-1·K-1 and finally, in (1), 𝑓(𝑥) in the model, describes the reaction kinetics by introducing a 
‘pseudo-constant for the order of the reaction by analogy to reactions in a homogenous medium’ [16], formulating 
in the equation, (3).  
  (3) 
where: 𝑋 = degree of advancement; 𝑛 = reaction order; and 𝐶 = kinetic coefficient, s-1. Mazet, Amouroux and 
Spinner [17] construct a similar model for salts in porous media, however, the exponential term is assumed 
constant, and the natural log driving pressure term is simplified; (4) shows the simplification.  
  (4) 
where: 𝐴𝑟 = Arrhenius term, determined to be approximately constant throughout the reaction [17]. Note that 
Lebrun and Spinner [16] convert the function  to , to take account of the consecutive nature of 
two stage salt reactions, for example the decomposition stages of calcium chloride and ammonia, CaCl2·8/4NH3 
followed by CaCl2·4/2NH3, where is the conversion (or advancement) of the first reaction and the 
conversion of the second. For simplicity only the first reaction equation has been summarised. 
 
Goetz and Marty [18] discuss an unreacted-core model for ammonia-manganese chloride reactions, using an inert 
graphite binder. The paper presents the equilibrium lines and shows the pseudo-equilibrium region where the 
reaction rate is zero, referencing an earlier German paper by Furrer [19].  
 
Lepinasse, Goetz and Crozat [20] go further and present a thermochemical transformer based on the coupling of 
two solid-gas reactions, referencing Goetz, Elie and Spinner [10]. Both papers present the coupling of the salt 
reactions, whereby the working pressure is linked to the coupling of the two reaction rates, encompassing reaction 
kinetics alongside heat and mass transfer. Goetz et al. also present the idea of four reactors filled with three 
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different salts, to provide pseudo-continuous cooling, termed a double-effect resorption machine, although the 
application can be considered for heat pumping.  
 
Further modelling work has been conducted by a number of other sources and although some are listed [21-24], 
the reference list is by no means exhaustive. 
3. Sorption at Warwick 
Interest in the reversible reactions of halide-salts with ammonia, has developed at Warwick because of the higher 
adsorption quantities (up to 1 kg·kg-1) compared to physical sorption reactions (ammonia-carbon work at 
Warwick [25]) and working pressures greater than atmospheric pressure, important for good mass transfer [26]. 
At present a finite element model is being developed to simulate the resorption reaction in a two-reactor 
configuration, between a HTS and LTS.  
 
The model will build on work conducted by: Hinmers and Critoph [2], in modelling the ammoniation of barium 
chloride for waste heat transformations; Mazet, Amouroux and Spinner [17] and Lebrun and Spinner [16], in the 
development of the reaction (kinetic) models; Rivero-Pacho, Critoph and Metcalf [25], in developing a finite 
element model for physical sorption; and Lepinasse, Goetz and Crozat [20] in coupling two solid-gas reactions. 
The model, developed in MATLAB®, will simulate a two-reactor (re-)sorption heat pump, for the proposed salt 
pairing of barium and calcium chloride. The salts have been selected for the range of driving temperatures and 
pressures considered, with the low temperature range 5 °C - 30 °C and high temperature range 150 °C - 200+ °C 
for an operating pressure in the region of 7-8 bar. The model is based on the same geometry used by Hinmers and 
Critoph [2] in their LTJ experiments, Figure 1.  
 
  
(a) (b) 
Figure 1: (a) Cross-sectional view of the LTJ geometry and (b) an axial view, showing a series of stacked samples. 
 
Within the proposed MATLAB® model, the geometry is discretised axially and radially, Figure 2, similar to work 
by Rivero-Pacho et al. [25]. Each reactive element is considered to be a lumped parameter with temperature, 
pressure, concentration and heat flow in/out, from which an enthalpy flow is generated from the reaction model.  
 
An equal pressure rise in a small timestep is assumed in the reactive (ENG) elements; knowing the heat flow in 
addition to the kinetic behaviour, the temperature and mass of the ad/desorbed ammonia can be calculated. With 
a fixed mass of ammonia in the simulated system, the pressure rise can be iteratively calculated, thus providing 
the conditions for the next time step.  
 
Figure 2: Discretised (half) axial view of the reactor geometry to enable a finite element model to be developed 
in MATLAB®. Each control volume shown (bounded by the yellow boxes) can be considered to have a temperature, 
pressure and concentration for the model.  
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The reaction kinetics aspect of the model is based on an adaption of the work by Mazet, Amouroux and Spinner 
[17] and Lebrun and Spinner [16], which is summarised in equations (2) and (4), and used to describe the rate of 
the reaction.  
 
Work to-date has involved developing the model presented in [2] to account for the coupled nature of the 
two-reactor (two-salt) system and designing a new Large Temperature Jump (LTJ) rig to conduct the experimental 
validation. Laboratory scale experiments will follow, validating the heat and mass transfer predicted. Further work 
will then look to optimise the unit-cell reactor designs, before looking ahead in preparation of building a small-
scale resorption heat pump.  
4. Conclusions 
To conclude, both experimental and modelling published works with ammonia-salt systems have been summarised 
and significant contributions to the research area from a number of prominent sources have been introduced in an 
abridged literature review. Utilising previous modelling work at Warwick, alongside literature studied, a sorption 
heat pump MATLAB® model is to be developed to be able to predict the performance of a resorption reaction 
between a HTS and LTS in a two-reactor heat pumping configuration. Additionally, further work beyond this 
paper will look to validate the simulations through large temperature jump experiments, before designing a 
proof-of-concept resorption heat pump.  
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Abstract: 
Quartz crystal microbalance (QCM) technique was used to measure the adsorption rate of water vapor with a step 
change of the vapor pressure to silica-gel A-type micro particles consolidated on the QCM sensor. By applying 
LDF approximation, the time constant for vapor diffusion in a pore of adsorbent was revealed. The effect of the 
vapor pressure difference before and after the reaction, which is the driving force of the adsorption reaction, on 
the time constant was confirmed. The time constant increased as the pressure difference decreased. Moreover, the 
time constant increased as the temperature of the adsorbent decreased.  
 
1 Introduction  
Adsorption chiller and heat pump are one of the electric power saving technologies for cooling and heating 
equipment. For widespread use, it is important to shorten the adsorption and desorption times, that is, increase the 
reaction rate, in order to reduce the size and increase the output. 
Exothermic and endothermic phenomena in the adsorbent due to the vapor adsorption and desorption reactions 
slow the rate of the reaction. Therefore, the adsorbent is coated thinly on the heat exchanger surface [1-4], and the 
reaction is accelerated by improving the heat transfer. In addition, since the mass transfer resistance inside the 
adsorbent greatly affects the progress of the reaction, it is necessary to clarify the effects of the pore structure, 
diameter and surface state of the adsorbent particles on the internal diffusion resistance. 
In this study, a quartz crystal microbalance (QCM) method [5] was used to measure the mass change due to the 
adsorption of water vapor to the silica gel particle coated on the QCM sensor under isothermal conditions. First, a 
sample was prepared by bonding adsorbents on a QCM sensor, and then the transient response of the amount of 
adsorption was measured while increasing the water vapor pressure in a stepwise manner to perform the adsorption 
reaction, and the time constant was obtained. Finally, the effect of the range of vapor pressure, temperature and 
relative pressure on the time constant was investigated. 
2 Experimental Methods of Measurements 
2.1 Measurement principle of QCM method 
This method utilizes the phenomenon that the resonance frequency changes when the mass on the crystal unit 
changes, and the increase or decrease of the mass is measured by measuring the frequency. In general, an equation 
presented by Sauerbrey [6] is used to convert the frequency change into mass change. 
2.2 Sample 
The sample was prepared by suspending silica gel micro particles (A type) with an average diameter of about 10 
µm and a vinyl acetate resin-based aqueous adhesive with a resin mixing ratio of 41% in distilled water. Ten 
minutes later, 8 µl of the supernatant of the suspension was dropped onto the gold electrode of the QCM sensor 
and allowed to dry naturally to bind the fine particles. Figure 1 shows a SEM image of the particles on the sensor. 
The particles were almost uniformly scattered, and the particle size was found to be less than 2 µm.  
Although not shown in a figure, as a result of the measurement experiment of the equilibrium adsorption amount, 
it was confirmed that the adhesive did not affect the equilibrium adsorption amount. 
2.3 Experimental setup and methods 
Figure 2 shows an experimental setup consisting of a QCM sensor consolidated with silica-gel micro particles, 
pressure sensor, thermocouples, vacuum pump, evaporator, temperature-controlled water circulator, valves and 
tubes. The QCM sensor was installed inside the tube and connected with the evaporator. Vapor pressure was 
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controlled by valves and the vacuum pump. Pressure sensors measured around the sensor and inside the evaporator 
by each. Temperature-controlled water circulator kept water temperature in the evaporator. The tube and valves 
were set in a constant temperature chamber. From the above, pressure and temperature both of vapor and adsorbent 
were controlled. 
Before starting the adsorption experiment, inside the tube was evacuated. Then, the valve 1 and 3 were closed and 
valve 2 was opened and the tube was filled with water vapor. With the start of the experiment, valve 3 was opened 
to supply the vapor to the QCM. After the experiment, the valve 2 was closed, the valve 1 was opened, and 
adsorbed vapor was desorbed from the adsorbent while evacuating by the vacuum pump. In the experiment, the 
above series of operations was repeated multiple times. 
The resonant frequency of the fundamental mode of the QCM sensor was about 5 MHz. Temperature of the sensor 
Tads was set at 10 oC and 27 oC. Vapor pressure p was set to about 0.3, 0.4 and 1.0 kPa when the temperature Tads 
was 10 oC, and about 0.7, 1.3 and 2.4 kPa when the temperature 27 oC. Note that the relationship between these 
pressures and temperatures is often expressed by a single variable called relative pressure. The relative pressure 
f is the ratio of the vapor pressure of the adsorbent p to the saturated water vapor pressure corresponding to the 
adsorbent temperature psat(Tads). Relative pressure f around the adsorbent by water vapor supply was set to be 
around 0.2, 0.3 and 0.7.  
 
 
Figure 1 - A SEM image of silica gel particles on the electrode of QCM sensor 
 
 
Figure 2 - A schematic of measuring setup 
1: QCM sensor, 2: frequency measuring device, 3: evaporator, 
4: water bath, 5: temperature-controlled water circulator, 6: 
temperature-controlled chamber, 7: vacuum pump, 8: PC,
: pressure sensor, : thermocoupleP T
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3 Results 
3.1 Frequency change and time constant 
Figure 3 shows an example of the result when the vapor pressure p changes stepwise from 0 to 2.57 kPa. When 
the relative pressure f increased, that is, the vapor pressure increased, the frequency also changed, confirming that 
the mass of the adsorbent increased. The time constant t of this measurement was about 2 seconds. The time 
constant represents the resistance value of the vapor transfer rate to the adsorbent. This resistance is due to the 
diffusion resistance within the pores of the adsorbent particles. 
Figure 3 - Frequency change DF during adsorption  
 
3.2 Influence of pressure difference on time constant 
Figure 4 shows the time constant t obtained when the vapor pressure p was changed. It was found that the time 
constant increased when the change in vapor pressure (pend-pini) was small. This suggested that the effect of the 
pressure difference on the vapor transfer in a pore of adsorbent was significant. It was also considered that this 
was because the number of water vapor molecules was small when the vapor pressure was low, and thus the 
number of molecules reaching the pore walls was small. 
In addition, it was also found that when the temperature of the adsorbent Tads was different, the time constant was 
different even if the pressure difference of the vapor before and after the reaction was the same, as in around 1 kPa 
in the figure. This means that when the temperature of adsorbent was low, the saturated vapor pressure on the 
surface of the pores also decreased and the relative pressure increased. As a result, it was considered that the 
equilibrium adsorption amount increased, the vapor transfer rate increased, and the time constant decreased. 
Next, in order to investigate the time constant dependence of the adsorbent temperature, it is appropriate to 
compare not only with the vapor pressure difference but also with the relative pressure difference including the 
effect of temperature. 
Figure 4 - Influence of pressure difference on time constant 
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3.3 Influence of temperature of adsorbent on time constant 
Figure 5 shows the effect of the relative pressure difference on the time constant. The initial relative pressure fini 
(=pini /psat(Tads)) was given as 0 under any conditions, and final relative pressure fend (=pend/psat(Tads)) was changed 
corresponding to vapor pressure p and temperature Tads. It was confirmed that time constant increased as the 
adsorbent temperature decreased. When the LDF model was applied, the reciprocal of the time constant was 
proportional to the effective diffusion coefficient in the pores of the adsorbent. Therfore, the above measurement 
results indicated that the coefficient decreased as the temperature decreased. The qualitative tendency for the 
effective diffusion coefficient to decrease with decreasing temperature was similar to that for the porous alumina 
adsorbent [7]. 
In addition, it seemed that the temperature dependence of the time constant became smaller as the relative pressure 
change increased. However, when a measurement error of about 1 second was added to the measurement result, 
the above characteristics disappeared and the temperature dependence appeard to the same degree regardless of 
the relative pressure difference. It is necessary to verify whether this tendency can be seen in other materials in the 
future.  
Figure 5 - Influence of relative pressure difference on time constant 
 
4 Conclusions 
Time constants of silica-gel (type A) micro particles adsorbing water vapor under several vapor pressure conditions 
were measured. The influence of the pressure difference on the time constant was significant. This suggested that 
the effect of the pressure difference on the vapor transfer in a pore of adsorbent was not negligible. Further, the 
time constant tended to increase as the adsorbent temperature decreased. 
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Abstract: 
Absorption cooling can significantly contribute to industrial energy efficiency by using waste heat, especially if 
equipped with compact energy storage. Therefore, we developed a novel absorption cold storage process, which 
includes the formation of LiBr-monohydrate (LiBr∙H2O). First, we motivate the formation of LiBr∙H2O by means 
of theoretically achievable energy densities, which fundamentally impact both system compactness and economic 
viability. We also present the results of first experimental investigations, which aimed for an initial assessment of 
the technical feasibility of the proposed storage process. By means of a 10-kW experimental plant, we 
experimentally quantified the effect of a low specific salt solution volume flow rate on the heat and mass exchange 
on a standard tube bundle absorber. Reducing the specific salt solution volume flow rate from 100 L/(h m) to 
40 L/(h m) increases the difference in salt mass fraction by 78 %, while the power output is only reduced by 29 %. 
In laboratory experiments, we achieved salt mass fractions between 73-76 % in a storage tank where saturated salt 
solution and LiBr∙H2O coexist. This would enable theoretical energy densities up to 300 kWh/m3, whereas an all-
liquid-state system cannot achieve more than 135 kWh/m3 when operating under the same temperature conditions. 
1. Introduction 
Waste heat driven absorption chillers are an effective technology to improve energy efficiency in industry. 
However, waste heat supply and cooling demand have to fit with respect to time, location, and capacity to 
maximize the effect. Energy storage can close the gap, if supplied economically. The usual working pair of 
absorption cooling cycles, H2O/LiBr, can be used as storage material. Since both lithium bromide and industrial 
space have to be paid for, a high energy density of the storage process is essential. The energy turnover of an 
absorption cycle is directly proportional to the water evaporated in the evaporator and absorbed in the absorber. 
Related to the salt solution, it is therefore necessary to achieve a wide spread in the water mass fraction of the 
solution to maximize its energy storage capacity, which accordingly means a wide spread in the salt mass fraction 
of the solution. The attempt to increase the spread in the direction of lower salt mass fractions reveals firstly a 
dependency of the spread of the cooling water temperature and secondly the degradation of the specific absorption 
capacity of the absorber surface. The attempt to increase the spread in the direction of higher salt mass fractions 
leads to crystallization of the solution at absorber temperature. Extending previous works [1-3], these challenges 
were investigated in three phases: First, in a theoretical study, we evaluated the achievable energy density 
depending on the operational temperatures. Second, in a 10-kW experimental plant, we investigated the absorber 
performance at increased spread in salt mass fraction. And third, in laboratory experiments, we investigated the 
handling of partly crystallized solutions. 
2. Background/Fundamentals/Experimental Set-up 
2.1. Calculation of theoretical energy densities 
An ideal storage process is assumed. This mainly includes the achievement of sorptive and thermal equilibrium 
states and neglecting any losses. Furthermore, we assumed constant temperatures 𝑇!, 𝑇", 𝑇#, and 𝑇$ of the sub-
processes evaporation, absorption, desorption, and condensation respectively. The parameters of the calculation 
model are the temperatures 𝑇!, 𝑇", and 𝑇$ and the maximum salt mass fraction of the strong absorbent after 
charging 𝑤%&' in order to differentiate between systems without and with crystallization. We analyzed three 
different process variants, which differ in the salt mass fraction 𝑤%&' achieved after complete charging. In case of 
the all-liquid-state system, 𝑤%&' corresponds to the salt mass fraction at the solubility line at 𝑇", which is assumed 
to be the lowest process temperature of the absorbent. For the variants dihydrate and monohydrate, we assumed 
that the strong absorbent is completely converted into the corresponding salt hydrate. The values assumed for 𝑤%&' are summarized in Tab. 1.  
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Table 1 – Maximum salt mass fractions wmax assumed for the three process variants analyzed 
 All-liquid-state Dihydrate Monohydrate 𝑤%&' 62,7 % 70,7 % 82,8 % 
 
By means of the equilibrium state points, the volumetric energy density of the absorption cold storage 𝑞( can be 
calculated according to Eq. 1, where the heat of evaporation 𝑄! is related to the maximum volume of the storage 
material 𝑉),%&'; 𝑞( is defined on the storage material level. 
 𝑞( =	𝑄! 𝑉),%&'⁄  (1) 
 
2.2. Experimental investigation of a standard tube bundle absorber for storage application 
The experimental investigation of a standard tube bundle absorber was done by means of a 10-kW experimental 
plant of absorption cold storage. 2-ethyl-1-hexanol was added to the aqueous LiBr-solution. The experimental 
plant is depicted in Fig. 1 and consists of three major components: A salt solution storage tank (1), a reactor (2), 
and a water storage tank (3). The reactor contains two standard tube bundle heat exchangers: one operates as 
evaporator during discharging of the storage and as condenser during charging, the other serves as absorber 
(discharging) and desorber (charging). 
 
The specific salt solution volume flow rate 𝛾 at the absorber was varied between 40 L/(h m) and 100 L/(h m) to 
analyze its impact on the difference in salt mass fraction ∆𝑤 and the specific power ?̇?" transferred to the heat 
transfer fluid at the absorber. The operating conditions were kept constant throughout the complete series of 
experiments; the most important are summarized in Tab. 2. 
 
Table 2 – Operating conditions of the investigation of the experimental plant of absorption cold storage  
(T: temperature; w: salt mass fraction) 
Internal mean T at 
the evaporator 
Internal mean T at 
the absorber 
T of the salt 
solution at the 
reactor inlet 
w of the salt 
solution at the 
reactor inlet 
Theoretical w at the 
outlet of the reactor 
10 °C 35 °C 54 °C 60 % 52 % 
 
2.3. Experimental investigation of the crystallization behavior of LiBr∙H2O 
In the intended storage process, both saturated salt solution and LiBr-monohydrate are to be stored in a single 
storage tank without separation of the two phases. Therefore, first experiments were set out to assess the effective 
salt mass fraction achievable with this storage principle. The experimental method worked as follows: In a first 
step, we prepared 100 g samples of LiBr-solution with salt mass fractions of 70 %, 72 %, 75 %, and 78 % by 
boiling out water on a heating plate. In dependence of the salt mass fraction, the samples had a temperature of 
Overall experimental plant  
Volume of salt solution tank 0,5 m3 
Volume of water tank 0,3 m3 
Surface area of evaporator/condenser 0,7 m2 
Mean power at the evaporator 10 kW 
Absorber  
Surface area of absorber/desorber 1,5 m2 
Outer diameter of the absorber tubes 0,018 m 
Inner diameter of the absorber tubes 0,016 m 
Tube rows 3 
Tubes per row 20 
Length of the absorber tubes 0,44 m 
Figure 1: CAD-model and main data of the experimental plant of absorption cold storage 
(1) 
(2) 
(3) 
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120-140 °C at the end of the heating process. The samples were then brought into a tempered water bath at 
T = 95 °C. The water bath was then cooled down with cooling rates of 60 K/h, 6 K/h, and 1 K/h to T = 50 °C, at 
which the samples were kept for 3 h. Afterwards, we determined the mass ratio of solid sediment (LiBr∙H2O with 
adherent solution and solution inclusions) and saturated liquid salt solution by means of vacuum filtration. 
Additionally, we determined the effective salt mass fraction of the solid sediment by the salt and water mass 
balances of the system. 
3. Results 
3.1. Theoretical energy densities 
The theoretical energy densities 𝑞( calculated under ideal conditions are depicted in Fig. 2 as function of 𝑇! for 
three process variants: all-liquid-state, dihydrate, and monohydrate. These values are based on a heat rejection 
temperature at the absorber 𝑇" and the condenser 𝑇$ of 35 °C. According to Fig. 2, theoretical energy densities of 
the all-liquid-state system hardly exceed 200 kWh/m3. For 𝑇! = 6 °C, the system with monohydrate achieves 
358 kWh/m3, while with dihydrate only 239 kWh/m3 can be obtained. Considering that these values are based on 
an ideal storage process, formation of LiBr-monohydrate is necessary in order to achieve high energy densities in 
technical implementation. Thereby, also the specific storage material costs can be minimized.  
3.2. Experimental investigation of a standard tube bundle absorber for storage application 
The experimental results concerning the dependence of the difference in salt mass fraction ∆𝑤 and the specific 
power transferred to the heat transfer fluid at the absorber ?̇?" on the specific salt solution volume flow rate 𝛾 at a 
standard tube bundle heat and mass exchanger are presented in Fig. 3. Reducing 𝛾 from 100 L/(h m) to 40 L/(h m) 
results in an increase of ∆𝑤 of 78 % from 4.0 % to 7.1 %. Simultaneously, ?̇?" decreases by 29 % from 8.9 kW/m2 
to 6.3 kW/m2. These first experimental results indicate that a standard or slightly modified tube bundle absorber 
might be suitable for storage application. 
0 3 6 9 12 15
0
100
200
300
400
500
q c
 / 
kW
h/
m
3
TE / °C
 all-liquid-state
 dihydrate
 monohydrate
Figure 2: Theoretical energy densities of absorption cold storage with H2O/LiBr for the process variants all-
liquid-state (𝑤%&' = 62,7 %), dihydrate (𝑤%&' = 70,7 %) and monohydrate (𝑤%&' = 82,8 %) for TA=TC=35 °C 
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volume flow rate 𝛾 at a tube bundle absorber; initial salt mass fraction = 60 % 
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3.3.  Experimental investigation of the crystallization behavior of LiBr∙H2O 
The results of the experimental investigation of the crystallization behavior are shown in Fig. 4. Fig. 4 left depicts 
which part of the initially liquid salt solution is converted into solid sediment after 3 hours at 50 °C. Using the 
example of an initial salt mass fraction of 72 %, around 60 % of the salt solution is transferred into solid sediment. 
Theoretically, resulting from the corresponding phase diagram, 38 % of the initial salt solution would be converted 
into pure LiBr∙H2O. Overall, it can be seen that the fraction of solid sediment tends to increase with rising cooling 
rate due to a more porous structure of the resulting solid phase. In Fig. 4 right, the overall salt mass fraction of the 
solid sediment is shown. Accordingly, due to the inclusion of saturated solution in the solid phase, the salt mass 
fraction is significantly below the theoretically achievable value of pure LiBr∙H2O. Considering again the values 
for an initial salt mass fraction of 72 %, the results indicate that an overall salt mass fraction of 76 % could 
technically be feasible. 
4. Conclusions 
In this study, we presented the results of first theoretical and experimental investigations of a novel absorption 
cold storage process, which is based on H2O/LiBr as absorption couple and comprises the formation of LiBr-
monohydrate. The formation of monohydrate was first motivated by the calculation of theoretical energy densities 
of potential process variants. With regard to its technical feasibility, we conducted first experimental 
investigations. Laboratory-scale experiments indicated that a salt mass fraction of up to 76 % can be achieved in 
a storage tank where LiBr-monohydrate and saturated salt solution coexist; this would enable theoretical energy 
densities up to 300 kWh/m3. We also conducted first experiments concerning the heat and mass exchanger, where 
a significantly higher spread in salt mass fraction of the solution is required compared to an absorption chiller 
process. In fact, we evaluated the performance of a standard tube bundle absorber at reduced specific salt solution 
volume flow rates and found that reducing the specific salt solution volume flow rate from 100 L/(h m) to 
40 L/(h m) increases the difference in salt mass fraction by 78 %, while the specific power transferred to the heat 
transfer fluid at the absorber is only reduced by 29 %. This might indicate that a standard tube bundle absorber 
could also be suitable for storage application, which would e.g. facilitate its integration in industrial waste heat 
driven absorption chillers. Thereby, potential gaps between waste heat availability and cold demand could be 
closed. In summary, these results highly motivate the further development of the technology. Therefore, we are 
planning to implement the proposed storage process in a laboratory plant in a next development step.  
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Abstract: 
NH3-LiNO3 and plate heat exchangers (PHE’s) present multiple advantages regarding the conventional working 
fluids and exchanger technologies used in absorption chillers. The methods used to characterize the absorber and 
desorber in these systems usually neglect the coupled heat and mass transfer phenomenon. The present work shows 
the characterization of PHE’s used as the absorber and desorber of an NH3-LiNO3 absorption chiller through their 
thermal and mass effectivenesses (εth and εm, respectively), which could help better understand the sorption 
exchanger performances and serve as a tool for more energy-optimized components. The absorber resulted with a 
εm from 0.31 to 0.76 and a εth from 0.33 to 0.77, whereas the desorber presented a εm from 0.39 to 0.85 and a εth 
from 0.63 to 0.92. Results show that εth and εm were mostly impacted by the solution flow regime. 
1. Introduction  
Absorption chillers possess the potential to fight global warming by the use of renewable energies and waste heat 
instead of electricity [1]. Nevertheless, they are more complex and expensive when compared to conventional 
vapor compression systems [2]. Research is ongoing on the study of new working fluids and new compact 
exchanger technologies to reduce the size and cost of absorption systems. Regarding the former matter, NH3-
LiNO3 has emerged as a possibility due to its advantages of wide operating temperature conditions and no need of 
a rectifier [1], whereas plate heat exchangers (PHE) have been investigated for their high performance and 
compactness [2]. 
The absorber and desorber have been pointed out as the “bottlenecks” in absorption chillers [3]. Heat/mass transfer 
coefficients or fluxes are commonly used as parameters to characterize them. However, their effectivenesses is 
also a fundamental issue towards their size optimization. The present study shows the experimental 
characterization of PHE used as absorber and desorber for absorption chillers through their thermal and mass 
effectivenesses (εth and εm, respectively). In the first section, a brief definition of εth and εm is given, after which 
the studied exchanger geometries and the tested operating conditions are presented. Finally, the results are 
presented and discussed. 
2. Effectivenesses definition and experiments 
2.1. Thermal and mass effectivenesses 
The studied exchangers (absorber and desorber) possess a counter-current configuration of the liquid phases 
(solution/heat transfer fluid) and on the two-phase flow side, the NH3-LiNO3 solution and the ammonia vapor both 
flow upwards in a co-current configuration, as represented in Fig. 1 for the case of the absorber. Their performance 
is defined on the basis of thermal and mass effectivenesses (εth and εm, respectively). The thermal effectiveness 
(Eq. (1)) is defined as the ratio of the actual transferred heat to the maximum theoretical transferable heat. On the 
other hand, the mass effectiveness (Eq. (2)) is defined as the ratio of the actual transferred mass (absorbed or 
desorbed) to the maximum theoretical exchangeable mass. 𝜀!" =	 ?̇?#$%& ?̇?#$%&'()& 	                                                                               (1)  𝜀' = ?̇?#$%& ?̇?#$%&'()⁄ 	                                                                              (2) 
In the following, the case of the absorber is discussed to explain the procedure. A similar procedure is followed in 
the case of the desorber. The maximum absorbable mass depends on the solution flow rate and the potential of the 
heat transfer fluid (HTF) to cool it or heat it. This potential is represented by the equilibrium factor (Eq. (3)), 
defined as the ratio between the maximum amount of heat that can be transferred to the HTF to the maximum 
amount of heat that can be transferred by the solution. 
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𝑅(*# =	 +̇!"#,%&'(%)+̇'*+,%&'(%) =	 '̇!"#-"!"#,*./'*+(%)01	"!"#,,3'̇'*+,,"'*+,,1	'̇'*+,*,'* "'*+,*,'* 4/!"#,,;)'*+,*,'* 67	'̇%&','* "-                                      (3) 
The maximum amount of heat that can be transferred to the HTF in an infinitely long exchanger (?̇?"!8,(*#'() ) is 
proportional to the maximum enthalpy difference in the HTF itself when achieving an outlet temperature equal to 
the maximum temperature that the solution side can achieve (𝑇#$:'() = max	[𝑇#$:,;; 𝑇#$:,$(< ]). When the inlet solution 
temperature is lower than the equilibrium solution temperature (Tsol,i <Teq(Pv,xi)), it has a tendency to absorb 
refrigerant (increase its temperature) and the maximum solution temperature (𝑇#$:,$(< ) corresponds to an adiabatic 
absorption in an infinitely long exchanger. On the other hand, the maximum amount of heat that can be transferred 
by the solution (?̇?#$:,(*#'() ) derives from an energy balance for an isothermal absorption in which the outlet solution 
temperature is equal to the inlet HTF temperature (𝑇#$:,$';= = 𝑇"!8,;). 
 
 
 
 
 
 
 
 
 
 
 
Variables ?̇?         mass flow rate (kg s-1) 
h          enthalpy (J kg-1) 
P          pressure (kPa) ?̇?         heat transfer rate (W) 
R         equilibrium factor 
            (dimensionless) 
Re        Reynolds number 
T          temperature (°C) 
x          concentration (% w.t.) 
 
Greek letters 
ε          effectiveness 
Subscripts and superscripts 
abs        absorption 
ad         adiabatic 
des        desorption 
eq         equilibrium 
htf        heat transfer fluid 
i            inlet 
iso        isothermal 
m          mass 
max      maximum 
min       minimum 
o           outlet 
th          thermal 
sol        solution 
sorp     sorption 
v           vapor 
    Figure 1 – Control volume of a bubble absorber.                                           Nomenclature 
If the equilibrium factor is higher than one (R>1), then the solution is the limiting fluid and the maximum 
transferable heat/absorbable mass correspond to an isothermal absorption in an infinitely long absorber where the 
outlet solution temperature reaches the inlet HTF temperature, in which case ?̇?(*#'() =	 ?̇?#$:,(*#'()  and ?̇?(*#'() =	 ?̇?(*#;#$ . 
On the other hand, if R<1, the HTF is the limiting fluid and the maximum transferable heat/absorbable mass 
corresponds to an absorption in an infinitely long absorber where the outlet HTF temperature reaches the maximum 
solution temperature (?̇?(*#'() = ?̇?"!8,(*#'() ). 
2.2. Exchangers’ geometries and experimental conditions 
PHE and NH3-LiNO3 were investigated as the exchanger technology and working fluid, respectively. The PHE 
technology has been recently investigated owing to its high compactness and low cost. On the other hand, the 
NH3-LiNO3 working pair possesses different advantages over the conventional working pairs (NH3-H2O and H2O-
LiBr) such as its wide range of operating conditions without crystallization and no need of a rectifier. The 
exchangers’ geometrical characteristics and operating conditions are presented in Tables 1 and 2, respectively 
[4,5]. Two tests were conducted to study the absorption performance, the first one (test 1) was aimed to study the 
effect of the solution flow rate and the HTF inlet temperature, while the second one (test 2) was aimed to study 
the effect of the HTF inlet temperature and the HTF flow rate [4]. In the experiments performed to characterize 
the desorber [5], the main interest was to study the heat transfer phenomenon and there was no strict control on 
the inlet solution temperature, concentration, and operating pressure. Instead, two parameters were changed: the 
outlet solution temperature, which was fixed at five different values (78, 82, 86, 80, and 95°C), and the solution 
mass flow rate, which was fixed at three levels (151.2, 208.8, and 298.8 kg h-1). For more details about the 
experimental set-ups, see the referenced works [4] and [5]. 
Table 1 – Geometrical characteristics of the studied absorber [4] and desorber [5]. 
 Absorber Desorber 
Model Alfa Laval NB51 Alfa Laval AN76 
Number of plates 4 20 
Absorber length (m) 0.53 0.576 
Absorber width (m)  0.112 0.175 
Heat transfer effective area (m2) 0.1 1.8 
Spacing between the plates (m) 0.002 0.0024 
Plate thickness (m) 0.0004 0.0004 
Corrugation angle with horizontal axis (degrees) 30 58.5 
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Table 2 – Experimental operating conditions of the tested absorber [4] and desorber [5]. 
 Absorber Desorber 
Inlet solution temperature, Tsol,i (°C) 45 (test 1 and test 2) 56 to 69.6 
Inlet HTF temperature, Thtf,i (°C) 35 and 40 (test 1 and test 2) 80.1 to 100.9 
LiNO3 inlet solution mass fraction, xsol,i (kg kg-1) 0.55 (test 1 and test 2) 0.538 to 0.548 
Operating pressure (kPa) 510 (test 1 and test 2) 977.7 to 1606 
Inlet solution mass flowrate,  ṁsol,i (kg h-1) 10 to 50 (test 1 with ṁhtf = 
265 kg h-1) 
(151.2, 208.8, 298.8) 
HTF mass flowrate, ṁhtf (kg h-1) 132 to 447 (test 2 with ṁsol,i 
= 40 kg h-1) 
602.36 to 745.64 
Outlet solution temperature, Tsol,o (°C) 36.9 to 44.2 (78, 82, 86, 90, 95) 
3. Results 
Fig. 2a shows the impact of the solution flow rate and the HTF inlet temperature on the equilibrium factor (R), or 
Test 1. During this test, the solution side remains the limiting fluid (R>1). For Test 2 (Fig. 2b), while Resol remains 
at values around 35, R increases linearly with the Reynolds number on the heat transfer fluid side (Rehtf), varying 
from 0.9 to 3 with a Rehtf from 470 to 1600. The inlet HTF temperature does not seem to have a significant impact 
on R. This happens because the variation on Thtf,i impacts in a similar way the maximum transferable conditions 
on the HTF side (?̇?"!8,(*#'() ) as on the solution side (?̇?#$:,(*#'() ). Figs. 2c and d show the evolution of εm and εth of the 
studied absorber with Resol for both tests. The highest effectivenesses are reached at the lowest Resol due to the low 
solution velocity that generates two phenomena: a high hydrodynamic bubble disturbance and a high flow 
residence time in the channel. As Resol increases, these phenomena decrease and both εm and εth decrease to an 
asymptote that indicates an approach to a R=1 (the solution side is reaching the limit of the maximum potential of 
transferable heat by the HTF). Moreover, εth is systematically higher than εm. This happens because even though 
the mass transfer is coupled to the heat transfer, it is also impacted by the driving force of the absorption process 
(deviation from the equilibrium conditions). Figs. 2c and d show that the variation of Rehtf and Thtf,i don’t 
significantly impact εm and εth in the studied conditions. 
                 
               
 
Figure 2 – Evolution of R with (a) Resol (Test 1) and (b) Rehtf (Test 2), and evolution of (c) εm and (d) εth vs Resol 
for both Test 1 and Test 2 in the absorber. 
Fig. 3a shows the evolution of R with Resol for the desorber. The three Resol grouped zones represent the three 
solution mass flow rates (see Table 2), and the variation in Re in each zone is due to the change in the inlet solution 
dynamic viscosity. The data is grouped in five outlet solution temperatures (Table 2). The solution side was the 
limiting fluid in the whole range of tested conditions (R>1), with high R values at low Resol, and as Resol increases, 
R decreases. Moreover, the thermophysical properties’ evolution and inlet conditions seem to have a stronger 
positive impact on R at low Resol. Regarding the mass and thermal effectivenesses (Fig. 3b and c), the same 
(a) 
(c) (d) 
(b) 
58
 
TU Berlin August 2020 Online ISHPC 2020 #59 
   4 
tendency as for the absorber can be observed with higher effectivenesses for low Resol and a decrease approaching 
an asymptote as R comes close to 1. εm is again systematically lower than εth, however, in this case the gap is much 
higher due to the high subcooled state of the solution at the inlet of the desorber (subcooling of between 15 and 
25°C), leading to poor mass transfer performances. Moreover, for each solution mass flow rate (151.2, 208.8, and 
298.8 kg h-1), there is an increase of both εth and εm with Resol induced by a decrease in the solution’s dynamic 
viscosity. Indeed, a lower viscosity increases the hydrodynamic bubble disturbance, enhancing the mass transfer 
and increasing ε, which is in agreement with other works that have blamed the elevated viscosity of NH3-LiNO3 
for its low experimental performance compared with other low viscosity solutions such as NH3-H2O [1]. 
          
       
Figure 3 – Evolution of (a) R, (b) εm and (c) εth vs Resol for the different tested conditions in the desorber. 
4. Conclusions 
A study of PHE as the absorber and desorber components of an NH3-LiNO3 absorption chiller based on their 
thermal and mass effectiveness was performed. The impact of the different conditions on the effectivenesses was 
observed. The studied absorber presented a mass effectiveness between 0.31 and 0.76 and a thermal effectiveness 
between 0.33 and 0.77. On the other hand, the studied desorber presented a mass effectiveness between 0.39 and 
0.85 and a thermal effectiveness between 0.63 and 0.92. As the maximum transferable conditions (?̇?#$%&'() and ?̇?#$%&'()) in the studied exchangers were always dependent on the solution side (R>1), εth  and εm were mostly 
impacted by the solution flow regime (Resol), leading to better performances at low Resol and lower dynamic 
viscosities (mainly due to a mass transfer enhancement by hydrodynamic bubble disturbances and an increased 
bubble residence time in the plate channels). The lowest Rehtf in order to maintain R>1 is desirable in the sorption 
exchangers to have a low pumping energy consumption. Finally, the solution’s thermophysical properties and 
deviation from the equilibrium conditions have a stronger impact on the mass effectiveness than on the thermal 
effectiveness, especially at low solution flow regimes. 
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Abstract: 
Based on the coupling of a thermochemical sorption cycle with an expansion device, five operating modes are 
presented for low-grade heat storage and conversion into power and cold. Considering CaCl2,(8/4)NH3 as reactant, 
the performances of these hybrid cycles are presented. The simultaneous power and cold production mode is the 
most promising one. Its energy and exergy efficiencies reach 0.50 and 0.33, respectively, and its energy storage 
density 151.4 kWh/m3system. The study of the dynamic behavior of this cycle shows that a suitable control of the 
expander leads to stable power and cold outputs of 490 W and 8 kW for 3 hours, using 0.19 m3 reactive composite. 
1 Introduction  
Industrial waste heat at low temperatures (lower than 250 °C) is a huge heat source. Several cycles have been 
developed to recover this heat, such as ORC for electricity production or sorption cycles for cold production and 
storage purposes. The hybrid thermochemical cycles based on solid/gas reactions combine power and cold 
production with a storage feature, by inserting an expansion device in a thermochemical cycle. So far, very limited 
research has been carried out on this kind of hybrid cycles, despite their attractive storage ability. In the early work 
of Ziegler et al. [1], a re-evaluation of the Honigmann process was proposed, leading to a broad approach of hybrid 
sorption cycles involving an expansion device for power production. Later, Bao et al. [2] investigated their 
dynamic behavior. Their experimental study [3] showed that power output is very unstable without any external 
control of the expander behavior, due to the strong coupling between expansion and reaction kinetics. Therefore, 
managing the dynamic behavior of such hybrid thermochemical cycle is still a key issue. In this paper, 5 ways of 
hybridizing a thermochemical cycle with an expander are presented. The significant results of the thermodynamic 
and dynamic studies are depicted, focusing on CaCl2 (8/4)NH3 as solid reactant of the sorption process. 
2 Operating modes of hybrid thermochemical cycles 
Classical thermochemical sorption cycles are characterized by their discontinuous operation, which provides their 
storage feature: a cycle involves a charging step (endothermal decomposition reaction) and a discharging step 
(exothermal synthesis reaction). Hybridizing a thermochemical sorption cycle consists in inserting an expansion 
device on the gas flow between its classical components. Five different operating modes have been identified, they 
are depicted in Figs. 1 (general working principle) and 2 (thermodynamic paths). They are sorted according to 
their shares of power and cold in the overall production: 
• Prevailing cold production modes: the expander is inserted either in the charging step, in the discharging 
step, or in both steps. These 3 modes are thoroughly investigated in [4]. They are named respectively: 
- separated power and cold mode: Wch ≠ 0 and Wdisch =0 (in Figure 2: Charge (b) and Discharge (c)), 
- simultaneous power and cold mode: Wdisch ≠ 0 and Wch = 0 (in Figure 2: Charge (a) and Discharge (d)), 
- combined power and cold production mode: Wch ≠ 0 and Wdisch ≠ 0) (in Figure 2: Charge (b) and Discharge (d)). 
• Prevailing power generation modes: in the discharging step, the constraint of cold production is 
removed, which allows increasing evaporator pressure (point 4’) and inserting an expander between evaporator 
and reactor (points 5’-6’). Heat from the reactor (point 7’) is provided to the evaporator to achieve an original 
autothermal power production step. We note that such autothermal process is close to the above-mentioned 
Honigmann process for electricity production. A residual cold production occurs at the expander outlet (point 
6’). An expander can also be inserted in the charging step, as described above. This leads to two operating modes:  
- discharge power generation mode: Wdisch ≠ 0 and Wch = 0 (in Figure 2: Charge (a) and Discharge (e)), 
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- combined charge and discharge power generation mode: Wch ≠ 0 and Wdisch ≠ 0 (Charge (b) and Discharge (e)). 
Figure 1 – Operating modes of hybrid thermochemical cycles: working principle. 
Valves enable the actuation or bypass of the expander. 
Figure 2 – Operating modes of hybrid thermochemical cycles: thermodynamic paths in Clausius-Clapeyron 
diagrams. LTE: Low Temperature Equilibrium, liquid/vapor phase change equilibrium of the working fluid. 
HTE: High Temperature Equilibrium, chemical reaction equilibrium of the reactant. 
3 Framework and main results of the study 
3.1 Thermodynamic study 
The thermodynamic study is based on usual assumptions (steady-state process, heat losses and pressure drops 
inside components are neglected). It is detailed in a previous work [4]. Several temperature pinches are set for heat 
exchanges and for the deviation from chemical reaction equilibrium line (HTE line). The cold source and ambient
sink temperatures are set at Tcold = 0 °C and Tamb = 20 °C, while the required heat source temperature Thot depends 
on reactive salt and operating mode. Thermodynamic analyses were conducted for the 5 modes. Four key 
performance indicators were selected (Table 1). The power production ratio τw gives the share of power in the total 
output. The energy efficiency ηI of these cogeneration cycles involves all energy outputs over one complete cycle 
(W = Wch+Wdisch and Qcold). The exergy efficiency ηex allows a fair comparison between the operating modes 
despite the various shares of cold and mechanical work outputs. The storage performance indicator ESD (Energy 
Storage Density) involves the production in discharging step and the volume of storage components (reactor – 
metal wall, anhydrous reactive salt and porous volume, considering a global porosity of 0.7 – and NH3 tank). 
Table 1 – Definition of four key performance indicators to characterize the operation of the hybrid thermochemical cycles. 
3.2 Dynamic modelling 
To predict the dynamics of hybrid thermochemical cycles, models were developed for each component (reactor, 
condenser, evaporator, expander), accounting for their respective dynamic behaviors. In each component, internal 
Power production ratio Energy efficiency Exergy efficiency Energy Storage Density 
𝜏𝜏! =
|𝑊𝑊|
|𝑊𝑊| + 𝑄𝑄"#$%
 𝜂𝜂& =
|𝑊𝑊| + 𝑄𝑄"#$%
𝑄𝑄'#(
 𝜂𝜂)* =
|𝑊𝑊| + |𝐸𝐸𝐸𝐸"#$%|
𝐸𝐸𝐸𝐸'#(
 𝐸𝐸𝐸𝐸𝐸𝐸 =
|𝑊𝑊%+,"'| + 𝑄𝑄"#$%
𝑉𝑉,(#-
 
62
 
TU Berlin August 2020 Online ISHPC 2020 #64 
   3 
variables (thermodynamic state of the gas, wall temperature, reaction advancement …) were considered uniform 
(0D modelling). The model of the reactor includes energy and mass balances, solid/gas reaction kinetics, and an 
ideal gas assumption. The works of Castaing et al. [5] and Bao et al. [2] provide more details on such 0D approach 
for thermochemical systems. Realistic heat transfer coefficients have been used (100 W.m-2.K-1 for reactive 
bed/wall, 1000 W.m-2.K-1 for wall/heat exchanger). As a first approach, the expander is supposed to operate in 
steady-state and its global performance is described by two efficiencies: isentropic efficiency ηis and volumetric 
efficiency ηv. Moreover, its exhaust pressure is fixed to simulate user control. Finally, CaCl2 (8/4)NH3 emerged as 
a good candidate and a well-known reactant [4]. Thus, the following results are based on this reactive salt. 
3.3 Thermodynamic study: results for all operating modes 
The main results are gathered in Table 2: heat source temperature Thot and key performance indicators (see §3.1). 
 
Prevailing cold production Prevailing power generation 
Separated mode Simultaneous Combined  Discharge mode Combined 
Thot (°C) 138 108 138 108 138 
τw (%) 10.9 5.0 14.8 53.2 70.7 
ηI (-) 0.44 0.42 0.45 0.08 0.12 
ηex (-) 0.26 0.22 0.33 0.20 0.31 
ESD* 
(kWh/m3system) 
74.4 151.4 107.9 33.0 28.1 
Table 2 – Results of the thermodynamic analyses for the 5 operating modes. 
Selected reactant: CaCl2 (8/4)NH3. * ESD is computed for CaCl2 (8/2)NH3 
The 3 operating modes involving a non-isobaric charging step (separated mode, combined power and cold mode, 
combined charge and discharge mode) require a higher heat source temperature (Thot=138°C) than the other 
operating modes (Thot=108°C). As expected, power production ratios are higher for prevailing power modes (τw ≈ 
53-71 %, against 5-15 % for prevailing cold modes). Moreover, energy efficiencies are much higher for prevailing 
cold modes (ηI ≈ 0.42-0.45, against 0.08-0.12 for prevailing power modes). The difference no longer exists for 
exergy efficiencies, because this indicator takes account of the high share of power provided by the prevailing 
power modes. Finally, the highest Energy Storage Density is reached by the simultaneous mode because all useful 
effects (cold and power) are produced during the discharging step. In view of this good storage performance, 
simultaneous mode has been selected as case study for the dynamic modelling hereafter. 
3.4 Dynamic modelling: results for simultaneous mode 
The simultaneous mode appears as the most promising mode. Thus, its dynamic behavior during the discharging 
step is investigated. The components (evaporator, superheater, expander and reactor with 0.19 m3 of composite: 
see Fig. 1) initially rest at ambient temperature. The simulation begins when the evaporator is connected to the 
cooling loop (at Tcold = 0 °C) and mass connections between the components (valves) are open. In Fig. 3a, output 
powers during discharging step (right side) and input thermal power during charging step (right side) are plotted 
over time. Fig. 3b displays the operating pressures (left side), temperatures and reaction advancement (right side). 
Regarding output thermal and mechanical powers, a peak is observed at the beginning of the discharging step 
(Figure 3a: more than 27 kW cold production and 1 kW power production). It lasts less than 2 minutes. Then, the 
non-equilibrium stage that is reached is close to a steady-state stage: during this stage, cold power mean value is 
8 kW and mechanical power mean value is 490 W. Finally, a decrease occurs at about 175 min, caused by the 
decrease in solid/gas reaction kinetics: the reaction is almost complete (advancement reaches 0.9, see Figure 3b). 
At the beginning of the simulation, the evaporator temperature Tev suddenly drops (Figure 3b) because of two main 
factors: (i) the mass connection with the other components (especially the reactor resting at a much lower pressure) 
which brings the evaporator out of its liquid/vapor equilibrium and creates a suction effect, and (ii) the thermal 
connection with the cooling loop. This causes the sharp increase in thermal and mechanical powers. 
Regarding pressures, a pressure control has been implemented so that the expander low pressure is fixed at 1.9 
bar. During the operating stage that is close to a steady-state stage, the evaporator lies at high pressure Phigh,D = Pev 
= 4 bar and the reactor lies at low pressure Plow,D = Pr = 1.9 bar (the expander pressure ratio is 2). 
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Finally, using the data from this dynamic study, the energy and exergy performance indicators listed in Table 1 
have been computed: they reach ηI=0.50, ηex=0.33 and τw=5.6 %. Although relatively close to the estimates 
derived from thermodynamic study (Table 2, simultaneous mode), these performance values are slightly higher 
because the temperature pinches are lower than the ones set for the thermodynamic study. 
Figure 3 – Simultaneous mode (using CaCl2 (8/4)NH3 as reactant): main results of the dynamic study. 
(a) thermal and mechanical powers during charging (left side) and discharging (right side) steps 
(b) Operating pressures (left side), temperatures and reaction advancement (right side) during discharging step. 
4 Conclusions 
In this paper, five operating modes of hybrid thermochemical cycles were introduced, targeting low-grade heat 
storage and cogeneration of power and cold. CaCl2 (8/4)NH3 was chosen as reactive salt. A thermodynamic 
analysis allowed the determination of their energy, exergy and storage performances. The simultaneous power and 
cold production mode appeared as very promising, especially in terms of energy storage density. The dynamic 
behavior of this mode was investigated by means of a dynamic model. The first results of this dynamic study 
highlighted the highly dynamic behavior of the process at the beginning of the discharging step. The global energy 
and exergy performances obtained with the dynamic study are promising, in line with the results of the 
thermodynamic analysis: energy and exergy efficiencies reach 0.50 and 0.33, respectively. 
These first results suggest a strong coupling between reactor and expander, which needs further investigations: the 
increase in pressure ratio across the expander (linked to the increase in mechanical power) is competing with the 
increase in pressure deviation from the thermodynamic equilibrium of the reactor (linked to the increase in 
solid/gas chemical reaction kinetics). Using mean mechanical power as objective function, the existence of an 
optimal exhaust pressure of the expander is under study. An experimental proof-of-concept is currently under 
development, it will integrate a control of the expander to achieve optimal and stable power output. 
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Abstract: 
The metal-organic frameworks (MOFs) Al-fumarate and aluminum-isophthalate CAU-10 (CAU = Christian 
Albrechts University Kiel) are considered for water-based adsorption chillers because of their excellent cyclic 
stability and high water uptake. However, water uptake captures only the equilibrium behavior, while process 
performance depends strongly on kinetics. In this work, we, therefore, determine characteristic time constants for 
water ad- and desorption on Al-fumarate and CAU-10. The MOF coatings are studied by small-scale Infra-
red Large-Temperature-Jump (IR-LTJ) experiments. Commercially available granular silica gels serve as 
benchmark. We show that the performance expected from the characteristic time constants depends strongly on 
the chosen characteristic time as well as the chosen reference in the heat exchanger: For area-specific mean power, 
silica gel performs best for small time constants, CAU-10 and silica gel both perform best for intermediate time 
constants, and Al-fumarate performs best for large time constants for the temperature triple 10/30/80 °C. For 
volume-specific mean powers, silica gels are outperformed by both MOF-coatings with the best results for 
CAU-10 at intermediate time constants. The results highlight the potential of MOF coatings for adsorption chillers. 
1.? Introduction 
Adsorption chillers can provide environmentally-friendly cooling but are typically limited by low specific cooling 
power (SCP) and coefficients of performance (COP) [1]. To overcome the limitations of state-of-the-art materials 
like silica gels or zeolites, advanced materials are developed. Metal-organic frameworks (MOFs) provide 
improved equilibrium properties such as high water uptake and well-located uptake step [2]. These improved 
equilibrium properties allow increasing the COP. 
Despite promising equilibrium properties, the MOFs MIL-101(Cr) and NH2-MIL-125 have shown poor specific 
cooling power SCP in granular form compared to commercial silica gel due to slow heat and mass transfer as well 
as low densities [3]. To also improve SCP, MOFs have been directly coated on heat exchanger surfaces with 
promising results [4,5]. However, benchmarking MOFs or comparing coatings with granulates is difficult. 
To investigate the kinetic behavior of adsorbents, the Large-Temperature-Jump (LTJ) was developed by Aristov 
et al. [6] and advanced to the Infrared-LTJ (IR-LTJ) by Graf et al.  [7] and Velte et al. [8]. However, different 
criteria have been employed to extract performance indicators from 
these LTJ experiments. 
In this work, we perform IR-LTJ measurements of granular and coated 
adsorbents with water for adsorption and desorption. We then discuss 
two approaches to evaluate the IR-LTJ results. 
2.? IR-LTJ experiments 
IR-LTJ requires less than 100 mg of the adsorbent allowing to 
benchmark adsorbents at an early development stage. The IR-LTJ setup 
(Figure 1) employs an IR-camera to monitor the temperature of the 
investigated adsorbent sample. The adsorbent sample is exposed to a 
temperature jump so that the kinetic behavior can be determined from 
the following step responses of pressure in the vapor phase p and 
temperature of the adsorbent T. The resulting change in loading X is 
measured indirectly from the change in vapor density in the known 
1 
2 
3 
Figure 1 – Experimental IR-LTJ setup: 
measuring cell with IR-transparent 
cover (1), copper heat exchanger to 
control the sample temperature (2), and 
tubing for the heat exchanger (3). 
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volume through temperature and pressure measurements. As temperatures, we chose the commonly used triple 
10/30/80 °C for evaporation, condensation/adsorption, and desorption, respectively. The refrigerant is water. 
As promising adsorbents, we selected Al-fumarate [4] and the aluminum-isophthalate CAU-10 [5]. Small samples 
of 44 mg Al-fumarate and 35 mg CAU-10, were coated on aluminum sheets (Radius R = 15 mm) to represent the 
conditions in a finned heat exchanger. To resolve the impact of the coating thickness, we also investigate two 
thinner coatings of 22 mg Al-fumarate and 25 mg CAU-10. The reference materials for comparison are the 
granular silica gels “SG 123” (Grace, 0.5-1.25 mm) and “Siogel” (Oker Chemie, 0-0.71 mm) which are also 
placed on aluminum sheets of the same size as the MOFs. The adsorbents differ in masses, diameters/coating 
thicknesses, and bulk densities (Table 1) so the question remains on how to compare these adsorbents. 
 
Table 1 – Overview of the investigated adsorbents. 
Material Supplier Mass ???? 
in mg 
Diameter/Thickness 
in µm 
Bulk Density ???? 
in g/cm³ 
SG 123 Grace 1008 500 - 1250 0.710 ± 0.060 
Siogel Oker Chemie 436 0 - 710 0.710 ± 0.090 
Al-fumarate ISE2 44 181.0 ± 17.5 0.343 ± 0.036 
Al-fumarate ISE2 22 107.0 ± 12.0 0.291 ± 0.035 
CAU-10 ISE2 35 112.0 ± 22.6 0.442 ± 0.091 
CAU-10 ISE2 25 81.0 ± 11.3 0.437 ± 0.063 
3.? Interpretation of IR-LTJ experiments: Time constants versus mean powers 
The kinetic behavior of the materials can be quantified by characteristic time constants?? as introduced by Aristov 
et al. [6]: The time constant ??????  (????? in %) is the time evolved after the applied temperature jump until the 
loading ? has reached a specified percentage of the equilibrium loading????. 
 
Figure 2 - Resulting characteristic times ??? for 80% relative loading from the IR-LTJ for SG123, Siogel, 
Al-fumarate, and CAU-10-H for adsorption (filled) and desorption (hatched). Expanded measurement 
uncertainties are within the drawing accuracy. 
The comparison of the characteristic time constants ??? for 80 % relative loading in Figure 2 shows faster 
desorption than adsorption for all materials. MOF-coatings mostly have lower characteristic times than granular 
silica gels with the exception that ???? (for adsorption) of the 44 mg Al-fumarate sample is with 178 s on par with 
the characteristic time of Siogel (175 s). For desorption, Al-fumarate is the slower MOF (with ???? = 6 s), but is 
still 87 % faster than the faster benchmark material Siogel (???? = 46 s). CAU-10 performs equally well as 
Al-fumarate for desorption and is even faster for adsorption. 
However, the representation of process performance by characteristic times like ??? can be misleading since the 
amount of adsorbed refrigerant is not included. Thus, the benefit of a high uptake capacity, which would also result 
in a high power density, is not considered. Based on Bendix et al. [9] and Ammann et al. [10], we, therefore, 
propose an alternative analysis of LTJ data by defining an area-specific mean power (Figure 3a) 
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 ??????? ???? ? ??? ???? ? ????? (2) 
and a volume-specific mean power (Figure 3b) 
 ??? ?
?????? ? ?????? ????
???? ? ????? ????
? ?????? ? ??? ???? ? ?????????? ????
?????? ????? ?
??
??  (3) 
where ?????? is the enthalpy of evaporation (2477 kJ/kg at 10 °C) and ????? ????  is the adsorbed mass of water 
at varying relative loadings. Evaluating LTJ-measurements with???? incorporates the adsorbed refrigerant mass 
????? ???? ?and the heat exchanger area ??? (Eq. 1). Evaluating ???  takes into account the adsorbent volume 
???? (Eq. 3) determined by the bulk densities ???? from Table 1. The two different mean powers lead to a more 
comprehensive analysis than only the time constants, but still, the choice of time constants (e.g.????,????,????) 
strongly affects the evaluation of the LTJ-measurements (Figure 3). This effect is similar to the choice of a cycle 
time which affects the trade-off between SCP and COP in the full-scale adsorption chiller [11]. As adsorption 
seems to be slower and thus the limiting phase (cf. Figure 2), we only evaluate the adsorption phase. 
 
 
Figure 3 – Area-specific mean power ??? (a) and volume-specific mean power ??? (b) over different adsorption 
time constants ???? for the granular adsorbents SG 123 and Siogel as well as the MOF-coatings CAU-10 and 
Al-fumarate. Shaded areas represent measurement uncertainty with coverage factor k = 1 according to [12]. 
In Figure 3, small time constants are subject to a larger measurement uncertainty as decreasingly small pressure 
differences have to be detected with the indirect IR-LTJ experiment. Importantly, each adsorbent shows a distinct 
optimal relative loading where its mean power is maximal. The highest mean power is also provided by different 
adsorbents at different time constants ???? at which the LTJ-measurements are evaluated. 
The highest area-specific power (Figure 3a) is provided by Siogel which is thus expected to maximize SCP. For 
high time constants ???? > 75 %, however, the thin Al-fumarate coating yields maximal area-specific mean power. 
Regarding coating thickness, the thick coating of CAU-10 outperforms its thin coating while Al-fumarate shows 
the opposite trend. Additional research is needed to optimize coating thickness and to study limits on heat and 
mass transfer. 
In Figure 3b, the volume-specific mean power of the adsorbents also depends on the chosen time constant?????. 
Here, all MOF-coatings outperform the two silica gels with the best results for CAU-10. In contrast to Figure 3a, 
the volume-specific mean power not only accounts for the adsorbed mass but also for the volumes of the 
adsorbents (cf. Eq. 3). 
While the observations only hold for the chosen temperature triple of 10/30/80 °C, the findings clearly show the 
importance of the chosen time constant ???? and the reference for the mean power. 
4.? Conclusion 
The equilibrium properties of new materials are not sufficient to determine the overall performance of adsorption 
chillers. For this reason, we determine and compare characteristic times for ad- and desorption of Al-fumarate and 
High 
COP 
High 
SCP 
(a) (b) 
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CAU-10 coatings to two commonly used granular silica gels by performing IR-LTJ-experiments for the refrigerant 
water. Our results show that the MOF-coatings can compete with classical granular silica gels with respect to 
area-specific chilling power and outperform the silica gels with respect to volume-specific chilling power. For the 
temperature triple 10/30/80 °C, the area-specific mean power is maximal at low relative loadings for Siogel; at 
intermediate relative loadings for the thick coating of CAU-10 as well as Siogel, and at high relative loadings for 
the thin coating of Al-fumarate. For the volume-specific mean power, all MOF-coatings outperform the silica gels 
with the best results for CAU-10. Thus, to exploit the advantages of MOF-coatings over granular silica gels, a 
dedicated adsorber design is required: An adsorber with the same available heat transfer area for granular and 
coated materials will not provide higher cooling power for MOF-coatings. 
These results indicate the complex trade-offs between kinetic and equilibrium properties, between granulates and 
coatings as well as between heat transfer area and adsorbent volume. Additional insight could be gained by varying 
the temperature triple and the coatings’ thicknesses. The presented approach shows that such studies should cover 
the full range of time constants. To study all resulting trade-offs including SCP and COP, heat exchanger metal 
mass needs to be incorporated into the analysis. For such an analysis the kinetic behavior should be employed as 
the basis for predictive dynamic models to determine the performance of full-scale adsorption chillers as proposed 
by Graf et al. [3]. 
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Abstract: 
The aim of the paper at hand is, to compare experimental data of a single-lift and a double-lift adsorption cycle 
when used in a refrigerator. The miniature adsorption cycle runs without electricity, water and silica gel is used as 
the working pair. The objective for this study was to provide 8 °C evaporator temperature at ambient temperatures 
of up to 43 °C.  
Both systems reach the 8 °C evaporator temperature at 43 °C ambient temperature. The double-lift system 
provided a larger cooling capacity and achieved 2 K lower evaporator temperatures. The maximum cooling 
capacity of both systems is similar, due to a heat transfer restriction in the adsorber. An improved double-lift 
system will be used in a future refrigerator prototype designed for off-grid use. 
1 Introduction  
Nearly one billion people worldwide have no access to electricity [1] and many more have no reliable access. For 
many of these people this means, that access to basic healthcare services cannot be guaranteed as many critical 
medicines require reliable cooling which in most cases has to be realized with electricity driven refrigerators. The 
state-of-the-art medical off-grid refrigerators are “solar direct drive” (SDD) refrigerators. These refrigerators are 
directly driven by photovoltaic panels and use ice storages as a buffer to provide cooling at night and eliminate 
the bottlenecks that limited the use of photovoltaic or fossil fuel powered refrigerators for off-grid cooling 
previously: short battery life-time in hot and arid climate zones [2] or difficulties with the fuel supply [3]. However, 
the direct connection to the photovoltaic panel is also the major weakness of SDD refrigerators. The photovoltaic 
system has to be designed very carefully [2]. On the one hand, it must be assured that the starting current of the 
compressor of the refrigerator can be overcome. Until the intensity of solar irradiation on the photovoltaic panel 
generates a strong enough current to start the compressor, a significant share of the daily solar energy is wasted 
[4]. For the same reason, the compressor might stop working when the intensity of solar irradiation on the 
photovoltaic system drops, e.g. when clouds appear. Then the compressor might not be able to start again during 
the rest of the day and the refrigerator may become too warm to maintain proper storage temperatures for medicine 
[4]. This problem is partially mitigated by a new generation of compressors that was released in 2019 and requires 
a lower starting current [5]. On the other hand, cooling must be produced in a short time during a day, so, that 
refrigerators often become too cold [2]. Important medical substances like vaccines are spoiled when they are 
frozen [2]. Current attempts are to insulate the medicine from the walls of the refrigerator compartment via baskets 
(causing most of the refrigerator’s storage volume to be underutilized) or to integrate a better temperature 
regulation. 
An alternative approach to solving these challenges is to use a completely different technology. Over the past 30 
years, several concepts of solar thermally driven adsorption refrigeration units were realized. The solar irradiation 
during daytime is used to dry an adsorbent and cold is provided overnight to provide either cool water [6,7] or, at 
best, ice [7,8]. There is no temperature control and methanol is used as the refrigerant [6,7,8]. Unfortunately, in 
these known concepts, the cold room is often heated by condensing refrigerant during the regeneration of the 
adsorbent at daytime [8]. Thus, these concepts always require the intervention of the user, who manually transfers 
either the goods that have to be chilled, or the ice produced by the cooling system [8] into a nearby cool box. 
Besides, previous concepts have so far only used solar thermal collectors that were directly filled with the sorption 
medium [6,7,8]. Due to that, the collectors had to be connected to the cooling unit in a vacuum-tight manner. This 
greatly limits the flexibility to position the refrigerator in relation to the collector and leads to a high risk and 
vulnerability to leakages in the system. Previous concepts furthermore only achieved sufficient ice production for 
cooling at ambient temperatures well below 30 °C [7,8]. 
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The team at Coolar UG has developed various prototypes for vaccine refrigerators based on adsorption 
refrigeration technology. As opposed to the concepts described above, these prototypes cool the cold room directly, 
use water as refrigerant and just need a simple water circuit heated by a solar thermal collector to drive the system 
[9]. As a result, the vacuum system can be kept at a compact size while the heat supply can be locally decoupled 
from the refrigerator. In addition, a good antifreeze-protection for the use-case of storing vaccines can be achieved, 
due to using water as the refrigerant. In a previous work, test results of a solar thermal off-grid refrigerator for 
32 °C ambient temperature were presented, which is able to run without any electricity or batteries [9]. The paper 
at hand sets out to show first results from a test rig, which runs a standard single-lift adsorption cycle as well as a 
double-lift cycle. The aim is to show the differences of both processes when cooling a refrigerator at ambient 
temperatures of up to 43 °C while targeting evaporator temperatures below 8 °C.  
2 Background/Fundamentals/Experimental Set-up 
2.1 Experimental setup 
Figure 1 shows a photograph of the test rig with the medical refrigerator cabinet (left) and a schematic of the 
internal adsorption refrigeration cycle setup (right), comprising an evaporator, two adsorption chambers and a 
condenser, separated by three check valves (I-III) and a U-tube. The internals of the adsorbers are finned tube 
bundle heat exchangers, which are filled with silica gel beads and are optimized for natural circulation in the 
external water circuit. The internal cycle is comparable to the one presented by Saha et.al [10] but consists of only 
two instead of four adsorption chambers. Thus, no continuous cooling can be provided. The external circuits and 
the self-made internal check valves are similar to the ones used in a former prototype [9]. 
   
Figure 1 – Photograph of the test rig (left), schematic of the internal adsorption refrigeration cycle setup (right)  
The two connected adsorption chambers are located between the evaporator and the condenser. Thereby, either an 
operation in single-lift or in double-lift mode is possible. In single-lift operation, both adsorbers are heated or 
cooled simultaneously and hence, operate together like a single adsorber. When both adsorbers are cooled, check 
valves I and II are open and water vapor flows from the evaporator to the adsorbers; when they are heated, water 
vapor flows from the adsorbers through valve II and III to the condenser. Depending on the condenser pressure 
and the liquid water fill level in the condenser during desorption, a certain amount of condensate flows back 
through the U-tube to the evaporator automatically. 
In double-lift operation, the water vapor from the evaporator flows either exclusively to adsorber 1, when the 
pressure of adsorber 2 is higher than the evaporator pressure, or otherwise to both adsorbers. In contrast to the 
single-lift operation, in double-lift mode regeneration is done in two steps. In the first step of regeneration, only 
adsorber 1 is heated and adsorber 2 is still cooled; the water vapor is lifted from adsorber 1 to adsorber 2. In a 
subsequent step the now much more humid adsorber 2, in comparison to the single-lift operation, is heated and the 
water vapor flows to the condenser and is condensed and the liquid water flows back to the evaporator. The double-
lift operation is intended to be used at high ambient temperatures, when the adsorber pressure would stay below 
the condenser pressure while regeneration in a single-lift process. However, the additional step where adsorber 1 
is heated but adsorber 2 stays cool increases the controlling effort of the cycle.  
All tests are performed in a climatic chamber at 43 °C (±1K). The adsorbers are unequal: adsorber 1 contains 
6.6 kg silica gel while adsorber 2 contains 2kg. In the refrigerator prototypes, which are controlled by the day-
night-cycle of the sun, the adsorbent mass is higher. In order to approximate the cooling performance of a full size 
adsorption cooling system in such a refrigerator prototype, nearly 4 cycles per day are performed in the test rig. 
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The ratio between adsorption and regeneration time is set in a way that simulates 8 hours per day of sufficient 
solar irradiation for regeneration. 
2.2 Balancing 
Several digital temperature sensors of the type Dallas DS18B20 are used for the balancing. The measurement 
uncertainty given by the manufacturer is 0.5 K. 
To determine the cooling capacity, the heat infiltration rate into the refrigerator cabinet (UA) and the heat capacity 
of the refrigerator compartment (C) are needed. The heat infiltration rate UA is 0.618 W/K and includes the heat 
transfer through the refrigerator housing and the thermal bridges from the installed components, as well as the air 
circulation through seals. It was determined by using a constant electric heat source at steady state [9]. The heat 
capacity of the refrigerator compartment C is approximately 19.1 kJ/K. It results from the masses and heat 
capacities of the internals and fluids and was determined with warm-up tests at constant ambient temperature based 
on the known UA-value. When temperature differences between the individual refrigerator compartment 
components as well as their different rate of temperature change is neglected, the cooling capacity ?̇?! within a 
time step (𝑡" − 𝑡#) can be calculated from the temporal change of the mean cooling compartment temperature 𝑇$ 
and the ambient temperature 𝑇% as follows: 
 ?̇?! = #&!'&" ∫ [𝑈𝐴 ⋅ (𝑇((𝑡) − 𝑇)(𝑡))]	d𝑡&!&" + C ⋅ *#(&!)'*#(&")&!'&"   (2) 
The mean evaporator temperature is determined over the arithmetic mean of three temperature sensors located on 
the outside of the evaporator in equal vertical spacing above each other (Figure 1, right). The mean internal 
compartment temperature is given by the arithmetic mean of two sensors, one close to the bottom and one close 
to the top of the refrigerator compartment. 
3 Test results at 43 °C ambient temperature 
Figure 2 shows the trend of the cooling capacity over time at the top section and the mean evaporator and mean 
internal compartment temperature in the section below in comparison between single-lift (SL) and double-lift (DL) 
operation for three cycles. The process phases are marked on the top right part of Figure 2. 
 
 
Figure 2 – temporal evolution of cooling capacity (top) and internal temperatures (bottom) during the test 
The starting time in Figure 2 is the point at which the cooling capacity during adsorption reaches its maximum. 
While adsorption takes place the evaporator temperature decreases until a minimum is reached. At that time the 
compartment temperature is decreasing further and reaches a constant level. The cooling capacity is positive, 
reaches a rather steep maximum and decreases slightly afterwards while the loading of the adsorbent increases. 
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When adsorption stops and heating starts (after approx. 3.5 hours), the cooling capacity drops and the internal 
temperatures increase significantly. 
During regeneration the cooling capacity becomes negative because the pressure in the condenser increases and 
condensed water is forced into the evaporator through the U-tube. During single-lift operation, the cooling capacity 
becomes negative right after regeneration starts, because both adsorbers are heated and push water vapor into the 
condenser. In double-lift operation, regeneration starts with the lift of water vapor from absorber 1 to adsorber 2; 
adsorber 1 is heated and the generated water vapor is adsorbed by the cool adsorber 2 and no water vapor is 
condensed in the condenser. After half of the regeneration time has passed, adsorber 2 is heated and consequently 
starts to release water vapor into the condenser, causing the pressure to rise whereby liquid water is recirculated 
into the evaporator and the cooling capacity becomes negative. The total heat input into the refrigerator 
compartment caused by the condensate recirculation is approximately 25% lower for the double-lift than for the 
single-lift process, mainly due to the later recirculation when the evaporator temperature and pressure have been 
increased already. 
During adsorption, the cooling capacity and the maximum cooling capacity that is reached are nearly the same in 
both modes of operation. The maximum cooling capacity is most likely restricted by heat transfer constraints as 
the maximum cooling capacity was similar in the tests at 43 °C and 32 °C (not shown here) ambient temperature. 
The heat exchanger designs of the adsorbers as well as of the evaporator were adopted from a former prototype, 
which was intended to run at 24h day-night-cycles [9]; but the test rig was operated about four times faster.  
The most noticeable difference in the adsorption phase between single-lift and double-lift operation occurs at the 
beginning of the adsorption process. There, the cooling capacity curve is steeper and the maximum cooling 
capacity is reached earlier in double-lift operation than it is the case in single-lift operation. The duration of the 
cool-down period of adsorber 1 is similar in both modes of operation. However, adsorber 1 is much drier when 
the system is operated in double-lift mode than in single-lift mode, so that the temporary available adsorption 
capacity increases stronger with decreasing adsorber temperature. Hence, it can be noticed, that the decrease in 
evaporator temperature at the beginning of the adsorption is stronger in double-lift operation. Obviously, the total 
absorption capacity is also bigger in double-lift operation than in single-lift operation so that the total amount of 
cold generated during adsorption is also higher in double-lift mode. Hence, a 2 K lower mean evaporator and 
compartment temperature are achieved during double-lift operation compared to the single-lift operation. 
However, a much bigger difference between both processes was to be expected from the theoretically much bigger 
achievable difference in loading in the double-lift process. 
For future investigations the components will be more harmonized to each other, especially regarding cycle times. 
Further tests on a fully functional stand-alone refrigerator prototype for 43 °C ambient temperature are planned 
for the summer of 2020. 
4 Conclusions 
A single-lift and a double-lift process were investigated on a test rig, which cools a medical refrigerator 
compartment. The experiments were performed in a climatic chamber, maintaining ambient temperature of 43 °C. 
The aim was to reach a temperature of 8 °C or below at the evaporator of the refrigerator. 
Using the single-lift process a mean evaporator temperature of 8 °C was reached. With the double-lift process a 
lower mean evaporator temperature just slightly above 6 °C is achieved, due to less internal process losses during 
regeneration and a higher adsorption capacity of the adsorber. However, restrictions, due to unfavorable 
component designs, were detected and a more significant difference between the two operation modes is to be 
expected in future setups. 
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Abstract: 
Gas driven adsorption heat pumps require compact, efficient and cost effective adsorption modules. The design 
studied here is based on aluminum fiber heat exchangers. This technology is currently under development and 
only two modules with different size were studied up until now. The evaporator / condenser of the large scale 
module has the same size as the adsorption heat exchanger. In case of the downsized module, the adsorption heat 
exchanger is 60 % of the size of the large scale component and the evaporator / condenser is only 30 % of the 
size of the large scale component. Here, we present new measurement data of the small scale module and relate 
it to the data of the larger module. The evaluation on the component level shows that the downsizing of the 
evaporator has the advantage of a lower thermal mass, which could improve the efficiency. However, the 
downsizing has its price in terms of a higher heat and mass transfer resistance which lowers the evaporator 
power. A systematic study with different evaporator temperatures reveals the strong sensitivity of the module 
performance on this parameter. 
1 Introduction 
Wall hung condensing gas boilers are the most widely used technology for domestic heating and hot water 
supply in Germany and Europe (>4 million units sold per year in Europe) [1]. A reduction of CO2 emissions can 
be achieved with further improvement of efficiency. The efficiency of burning gas is at its maximum – it cannot 
be improved further. With gas driven sorption heat pumps the efficiency can be improved – resulting need for 
this market segment: compact, efficient and cost-effective adsorption modules.  
Several working pairs have been studied for the application in gas heat pumps (e.g. zeolite-water, AC-ammonia) 
[2], [3]. Adsorption modules with aluminium fiber heat exchangers and a directly crystallized layer of zeotype 
SAPO-34 with water as refrigerant are a promising candidate for high power density at acceptable efficiency, 
they were successfully built and evaluated [4]–[6].  The absolute size (and power) developed in the ADOSO 
project is too big for a wall hung system. Further room for improvement has been identified: thermal mass of 
evaporator / condenser has been too high in comparison to adsorber, this lowers the efficiency.  
In this contribution we show results on a small scale adsorption module with a resized evaporator / condenser. In 
addition, the temperature conditions presented by [4] are not sufficiently representative for the space heating 
application, thus we show a systematic evaluation of more relevant temperature conditions.  
2 Materials and methods 
 
2.1 Adsorption module 
The adsorption module in this study consists of two heat exchanger based on fibrous structures as described 
earlier by Wittstadt et al. [4]. The main dimensions of the module presented here (“Size S”) and the module 
measured by Wittstadt et al. (“Size L”) are listed in Table 1. Size S is based on a previous design study (“Size S 
design”), but due to production limitations not all design features could be realized. The thermal capacity for 
both the adsorption heat exchanger (adHX) and the combined evaporator / condenser (evco) including the heat 
transfer fluid (HTF) was calculated according to a recent publication of Gluesenkamp et al. [7]. The results are 
shown in Figure 1. The thermal mass relative to the adsorbent mass is 5.6 kJ/(kg_ads∙K) for size L and 
9.4 kJ/(kg_ads∙K) for size S. This is a remarkable difference due to manufacturing limitations and has a negative 
impact on the efficiency. On the other hand, the lower thermal mass of the evaporator of the size S module will 
increase the efficiency. It can be calculated with the thermal mass of the components and the temperature 
difference between evaporation / condensation and adsorption / desorption that the efficiency (COP) of the “Size 
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S” module could be increased by 0.04 up to 0.08 in absolute numbers if the thermal mass relative to the 
adsorbent mass of the “Size S” module was 5.6 kJ/(kg∙K) instead of 9.4 kJ/(kg∙K). 
 
Table 1 – Main dimensions and parameters of the adsorption modules 
Quantity Size L Size S 
Adsorption heat exchanger 
Adsorbent mass in kg 3.3±0.3 1.5±0.2 
Heat exchanger dimensions in mm with headers 
w/o headers 
700x313x45 
600x313x45 
450x185x80 
400x185x80 
Volume in dm³ with headers 9.9±0.1 5.7±0.1 
Evaporator / condenser 
Heat exchanger primary area in m² 43±2 14±1 
Heat exchanger dimensions in mm with headers 
w/o headers 
700x313x45 
600x313x45 
450x158x45 
400x158x45 
Volume in dm³ with headers 9.9±0.1 3.2±0.1 
Module 
Dimensions in mm (w/o insulation) 730x320x147 474x169x188 
Volume in dm³ (w/o insulation) 34±0.2 15±0.2 
 
 
 
2.2 Experimental set-up for characterization of adsorption modules 
The experimental set-up consists of three storage tanks (approx. 500 dm³) at three different temperature levels 
(5-10 °C, 20-60 °C, 70-110 °C) and controlled mixing units. The inlet temperature of the adsorption heat 
exchanger and the evaporator / condenser is changed periodically with this set-up in order to trigger the 
adsorption and the desorption process. The inlet- and outlet temperature of these two components is measured 
with Pt-100 sensors (+/- 0.01 K), the volume flows are measured with two magnetic-inductive flow sensors 
(Proline Promag 50P, Endress + Hauser, Germany, +/- 0.5 % relative uncertainty). The sub-atmospheric pressure 
in the module is measured with a capacitive pressure sensor (MKS Baratron, 0-100 mbar, approximately 1% 
relative uncertainty). Within just a few seconds, the supply temperature can be switched from e.g. ad- to 
desorption temperature level, and supply temperature can be kept stable with temperature fluctuations < 0.5 K. 
 
2.3 Evaluation 
The heat flows transferred into the components during desorption and evaporation as well as the heat flows 
extracted from the components during adsorption and condensation are calculated with the energy balance 
equations (2.1) and (2.2).  
The data for the enthalpy ℎ!, are calculated with the IAPWS 97 formulation [8] with a script implemented by 
Holmgren [9]. 
Figure 1 – Thermal capacities of the adsorber and the evaporator / condenser for two modules with different size (left), 
picture of a fiber heat exchanger (middle), schematic drawing of an adsorption module with fiber heat exchangers (right) 
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?̇?𝑄"# = ?̇?𝑀$%&,"# ⋅ 'ℎ!(𝑇𝑇"#,()** − ℎ!(𝑇𝑇"#,+,*, (2.1) 
  
?̇?𝑄-.$/ = ?̇?𝑀$%&,-.$/ ⋅ 'ℎ!(𝑇𝑇-.$/,()** − ℎ!(𝑇𝑇-.$/,+,*, (2.2) 
The amount of heat released by the module during adsorption and condensation and the amount of heat 
transferred into the module during desorption and evaporation can be calculated by integrating equation (2.1) 
and (2.2). The efficiency for the heating application is the ratio between the heat extracted from the module 
during adsorption and condensation and the heat transferred to the module during desorption. 
The power density is defined according to equation (2.3) with 𝑄𝑄-.0	being the amount of heat released during 
adsorption and 𝑄𝑄1(,. being the amount of heat released during condensation. The cycle time 𝑡𝑡121 is the time 
needed for one adsorption and one desorption half cycle. The volume of the module 𝑉𝑉3(.)45 is listed in Table 1. 
𝑃𝑃65-*
𝑉𝑉3(.)45
=
𝑄𝑄-.0 + 𝑄𝑄1(,.
𝑉𝑉3(.)45 ⋅ 𝑡𝑡121
 
(2.3) 
An overall UA-value (i. e. the inverse of the overall transport resistance) for the evaporator / condenser can be 
calculated with equation (2.4) according to Wittstadt et al. [4]. The underlying assumption of this approach is 
that the (logarithmic mean) temperature difference between the saturation temperature of the module pressure 
𝑇𝑇0-*(𝑝𝑝3(.) and the temperature of the heat transfer fluid (HTF) 𝑇𝑇"#,+,/()* drives the evaporation and 
condensation processes. 
(𝑈𝑈𝑈𝑈)"# =
?̇?𝑄"#
Δ𝑇𝑇4(8
=
?̇?𝑄"#
T9:,;< − 𝑇𝑇"#,()*
⋅ ln
𝑇𝑇"#,+, − 𝑇𝑇0-*(𝑝𝑝3(.)
𝑇𝑇"#,()* − 𝑇𝑇0-*(𝑝𝑝3(.)
 
(2.4) 
In order to compare the performance of the two components (“Size S” and “Size L”) on the same basis, the 
overall UA-value in equation (2.4) can be calculated relative to the heat exchanger primary area 𝑈𝑈=. The heat 
exchanger primary area is defined as the area of the heat exchanger that is in contact with the working fluid 
(water), i. e. fibrous structures, flat tubes, and headers. The contact area of the fibrous structure is the surface 
area of the fibers, which mainly depends on the diameter of the fibers and the porosity of the structure [10].  
 
3 Results 
More than 20 measurements at different temperature conditions and cycle times have been performed. The 
results proved to be reproducible after 7 months: absolute difference in COP was below 0.01, the relative 
deviation of the power density was below 2 %. The results for efficiency and power density of the two modules 
are shown in Figure 2. The temperature levels for evaporation, adsorption/condensation and desorption, the half 
cycle times and the numbering of points 2-6 are similar to the measurements of Wittstadt et al. [4].  
Figure 2 – Efficiency and power density for different temperature conditions and half cycle times. In points a-d the 
desorption half cycle time (200 s) is shorter than the adsorption half cycle time (400 s).  
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Points a-d were measured with the “Size S” module only, this is a variation of the evaporator temperature from 
5 °C to 15 °C with constant adsorption/condensation temperature. The comparison of “Size S” and “Size L” 
results shows that the “Size S” module has a slight advantage in terms of power density in points 4 and 5 but a 
lower efficiency in points 2, 4-6. The lower efficiency in points 4 and 5 can be explained with the higher ratio of 
thermal mass to adsorbent mass of the “Size S” module. In points 2 and 6 the evaporator temperature is lower 
and the half cycle time shorter (only point 2). This further decreases the efficiency and the power density of the 
“Size S” module. It was observed that the “Size S” module needs at least 300 s (better 400 s) for evaporation / 
adsorption half cycle with reasonable efficiencies, whereas the desorption half cycle is finished after 200 s. Thus, 
asymmetric half cycle times (desorption shorter than adsorption) are chosen in points a-d. From the results of 
points a-d it can be clearly seen that the evaporator temperature has a strong impact on efficiency and power 
density. 
The analysis of the time-dependent temperature curves of evaporator / condenser of the “Size S” module shows 
that the condensation process happens very fast, e. g. there is no temperature difference at the end of the 
desorption half cycle. The evaporation instead requires relatively large temperature differences over the whole 
cycle, even at the end. Thus, the evaporation seems to be the limiting process in the module. Out of the 
temperatures and the module pressure an overall UA-value for the evaporator is calculated according to equation 
(2.4). For the „Size S“ module these values are in the range of 400 W/K and 1600 W/K for the “Size L” module. 
It can be clearly seen that the downsizing of the evaporator / condenser has a strong impact on the UA-value. 
However, if we relate these figures to the primary area of the evaporator / condenser this yields 14…40 W/(m²K) 
for the „Size S“ component and 27…45 W/(m²K) for the „Size L“ component, i. e. not only the absolute UA-
value is lower for „Size S“ but also the specific UA-value. Thus, the module performance suffers not only from 
the downsizing of the evaporator / condenser but also from the higher heat and mass transfer resistance of this 
component. A targeted component design requires much more data and a better understanding about the 
dependence of the heat and mass transfer resistances on the geometric parameters of the fibrous structures. 
4 Conclusions 
Systematic measurements revealed a strong sensitivity of dynamics of the adsorption module on evaporator 
temperature. The newly designed and downsized adsorption module with smaller evaporator/condenser yielded a 
good overall performance, however some issues showed to be problematic: The overall thermal mass of the 
adsorption heat exchanger relative to adsorbent mass is higher in comparison to Wittstadt et al. (downsize 
problem), the evaporator performance not sufficient for low temperatures (< 10 °C), and overall thermal mass 
relative to heat exchanger area is also higher in comparison to component presented by Wittstadt et al. (downsize 
problem). Still, the measured power density is definitely high enough to consider this technology for a wall-hung 
gas heat pump application. To achieve useful power output and acceptable performance, a low temperature heat 
source with temperatures >8°C is helpful. Buildings ventilation exhaust air could be considered as source. 
General feasibility of a gas heat pump based on such modules also depends on long-term stability and on 
production cost. 
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Abstract: 
In this contribution we focus on the differentiation and quantification of different heat and mass transfer 
phenomena governing the overall sorption dynamics for the example of a binder based aluminium fumarate 
coating for heat transformation applications with water as refrigerant. The methodological emphasis is on 
extending the volume swing frequency response (FR) method to problems which are dominated by heat transfer. 
Finally, the transfer parameters are mapped to sample’s temperature and loading state in order to be able to 
reproduce the non-linear behaviour exhibited under application conditions. Based on a model with space 
discretised heat transfer and linear driving force (LDF) simplified micro pore diffusion, the thermal conductivity 
of the samples was identified to about 0.07 W/(m K) and the micro pore transport diffusivity between 3 × 10!"# 
and 1 × 10!"$ m2/s at 40 °C, with a characteristically U-shaped loading dependency.  The heat transfer 
coefficient ℎ for the contact between coating and support was identified to ≥ 4 × 10% W/(m2K). The model is 
validated with a non-linear simulation, informed solely by parameters obtained from the new FR-based method, 
which is compared to results from a large temperature jump experiment.  
1 Introduction 
Adsorption chillers are an environmentally friendly solution for the valorisation of waste or solar heat for 
cooling demands. The working principle allows a simple, robust and scalable design. Adsorption chillers and 
heat pumps have been applied successfully for different applications like solar thermal cooling of buildings [1], 
gas adsorption heat pumps [2] and more [3]. A possible application that has attracted rising interest in recent 
years is the provision of data centre cooling driven by heat yielded from water cooled CPUs. Current high 
performance CPUs allow cooling water temperatures of up to 60 °C or more [4] that can be used to drive 
adsorption chillers. 
Development of new adsorbent materials has been a research interest for many years. Aluminium fumarate, a 
metal-organic framework (MOF) that attracted increasing interest for thermal applications in recent years, 
exhibits adsorption equilibrium properties that fit well to the boundary conditions of this cycle [5]. Due to its 
beneficial stepwise isotherm it allows considerably more efficient cycles compared to the state of the art material 
silica gel with a good hydrothermal cycle stability [6]. The material is potentially a low cost material due to 
widely available educts (Al-salts and fumaric acid) and water based synthesis route [7]. 
The increase of volume specific cooling power (VSCP) – thus reduction of specific costs – while keeping a 
reasonably high COP is one of the major development challenges for adsorption chillers [8]. Typical values for 
COPs of market available adsorption chillers are in the order of 0.5 to 0.65 [9]. In the case of data centre cooling 
the target COP is determined by the ratio of low temperature cooling demand and available waste heat from 
CPUs which typically is in the same range [4]. A promising approach to increase VSCP is to use binder based 
adsorbent coatings to allow for a substantially better heat transfer to the heat exchanger structure in comparison 
to loose grain bed, the state of the art solution [10]. Further performance increase can be reached through model 
based design and optimization which is more cost-effective than empiric trial-and-error prototyping [11]. 
However, model based design requires detailed knowledge of a) relevant physical heat and mass mechanisms 
and the corresponding transfer coefficients, b) the adsorption equilibria, c) the adsorption enthalpy and d) the 
specific heat capacities, allowing for models with explicit dependency on design parameters like heat exchanger 
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geometry, layer thicknesses and particle sizes. In this work we propose a comprehensive approach to gain most 
of this data from small representative Ad-HX cutouts based on the frequency response (FR) analysis.  
Moreover, the volume swing FR apparatus used here also allows for measurements of the differential adsorption 
equilibrium, i.e. the slopes of the isotherm and the isobar, through the equilibrium response for small step 
experiments. Both slopes can be directly combined to determine the differential adsorption enthalpy.  
In the following, a brief summary of experimental set-up and measured quantities is given. Main focus is then on 
actual results from the measurement and validation of a dynamic model of overall adsorption dynamics which 
makes use of the measured parameters. 
2 Materials and methods 
Aluminium sample plates (5x5 cm²) were partly coated (Act = 18.9 cm²) with different thicknesses dct (0.14, 0.24, 
0.61 mm) in a specific process and characterised as described before [12] resulting in different coating dry 
masses (134, 217, 563 mg). The particle size of the initial adsorbent power was measured to 18 µm on average. 
2.1 Experimental set-up 
Frequency response measurements are done with a custom setup detailed earlier [16]. In addition, this setup 
allows large temperature jump (LTJ), large pressure jump (LPJ) and small pressure jump (SPJ) experiments with 
water [13–15]. The closed measurement chamber volume (𝑉𝑉)  = 885.4 ± 1.3 ml) is varied sinusoidally by 4.12% 
with a flexible bellow that is driven by a stepper motor. The bellow position is recorded and calibrated to the 
chamber volume. The sinusoidal response of the chamber pressure is recorded simultaneously with two pressure 
transducers. Additionally, the sample’s surface temperature is recorded with an IR temperature sensor through a 
ZnSe vacuum viewport.  
Thus, this volume swing thermal FR inspired by approaches from other authors [16–20] is extended by a 
thorough control of the sample’s thermal contact and a temperature response measurement in order to 
discriminate between heat and mass transfer effects.   
2.2 Model 
The framework for FR modelling is mainly based on the transfer function approach suggested by Wang and 
LeVan [21]. The principal assumptions are: 
1. Perturbations of loading, pressure and temperature are sufficiently small to allow the linearization of all 
equations with constant coefficients. These coefficients are assumed local for the given mean state but 
may be different for different mean state, i.e. different experiments. 
2. The pressure in the chamber is uniform. 
3. The temperature of the gas in the chamber is constant and equal to the sample support’s.  
4. Adsorption occurs only on the sample and not on the chamber walls. 
5. The chamber contains a pure working fluid atmosphere (single component adsorption). 
6. The gas may be described as ideal gas which is a very good approximation for water in the pressure (< 
100 mbar) and temperature (20–100 °C) region of interest here. 
More in depth information on the FR modelling will be published in a journal publication. 
For modelling of macro pore diffusion in even layers of adsorbent coating and intra crystalline (micro pore) 
diffusion in non-isotropic materials with a single preferred diffusion direction like aluminium fumarate [22] the 
diffusion equation needs to be solved on an even plate or slab geometry. Moreover, to model the heat transfer 
effect of coating thickness a 1D-heat-transfer model with contact resistance is required. 
For this work we developed the FR solutions for differently simplified heat and mass transfer models describing 
the coupled adsorption dynamics and then found which model would best describe the actual situation. 
 
a)         b)  
Figure 1: Principles of a) the measurement set-up and b) the best fitting model  (discretised heat transfer and 
LDF-simplified micro pore diffusion) developed amongst others for FR parameter identification 
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2.3 Evaluation 
Most model parameters can be determined externally or in the first part of the measurement procedure [12], 
whereas the parameters for heat and mass transfer are identified through a generalised weighted least squares 
method following an approach from Marsili-Libelli [23]. The value for the error functional of the best estimate 
of the parameter vector is an average relative deviation between the fitted model and the experiment. 
3 Results 
Sorption equilibria and enthalpy have been evaluated with a separate procedure within the same set-up [12]. The 
isotherm confirms the step-like form known for aluminium fumarate with a temperature dependent inflection 
point at 𝑝&'( ≈ 0.25, 0.28 and 0.33 for 30, 40 and 60 °C. The differential enthalpy of adsorption calculated from 
the measurements is 2.90±0.05 MJ/kg (52.2±1.0 kJ/mol) on average which is about 10–15% higher than 
expected by a simple Dubinin approximation. 
3.1 Transport parameters 
Based on the model with discretised heat transfer through the composite layer and LDF-simplified micro pore 
diffusion assuming a diffusion length of 9 µm based on adsorbent particle size distribution (1DHT_miLDF, 
Figure 1b) the thermal conductivity of the samples was identified to about 0.07 W/(m K) and the micro pore 
transport diffusivity between 3 × 10!"# and 1 × 10!"$ m2/s at 40 °C. The characteristically U-shaped loading 
dependency, i.e. the transport diffusivity is small for intermediate loadings and large for low/high loadings, may 
be explained with the pronounced change of the Darken factor due to the step-like isotherm [24]. After Darken 
correction, the self-diffusivity is roughly estimated to about 2–7 × 10!"# m2/s at 25 °C. The heat transfer 
coefficient ℎ for the contact between coating and support was identified to ≥ 4 × 10% W/(m2K). An upper 
boundary for ℎ cannot be given, as it showed to be irrelevant for the overall transport process (non-identifiable).   
3.2 Validation with LTJ results 
By Pulsed Field Gradient Nuclear Magnetic Resonance (PFG-NMR) a value of 3–5 × 10!"$ m2/s at 25 °C has 
been found for the micro pore self-diffusivity of water in aluminium fumarate [25] which differs from our results 
by about two orders of magnitude. To achieve this value for the micro pore diffusion, a diffusion length of about 
100 µm needs to be assumed. Since the length scale relevant for micro pore diffusion in the coated layers can 
only be guessed, FR is the method of choice for the determination of the relevant heat and mass transfer 
coefficients. The results obtained by FR are validated by comparison to available results from LTJ measurements 
on the same samples [26]. Thus, an accurate prediction of the LTJ validates the parameters obtained as a basis 
for application oriented component design and optimisation. To this end, the transport and thermodynamic 
parameters, identified by the FR-method, were used for a non-linear simulation of an LTJ response, using an 
existing implementation of the 1DHT_miLDF model (Figure 1b) in the time domain [15]. The simulation is 
based on loading and temperature dependent micro pore diffusivity and constant thermal conductivity, obtained 
by FRA, a constant adsorption enthalpy and the fitted adsorption equilibrium, identified in-situ for the same 
samples through an extended procedure [12]. The simulation is solely based on parameters identified by FRA, 
without any fitting in the time domain.  
  
Figure 2: Response of surface temperature (left) and chamber pressure (right) on a large jump of the cold plate 
temperature (desorption) measured (exp) for sample Ct_610 and simulated with the 𝑇, 𝑋-dependent transport 
and equilibrium parameters identified in this work (sim). 
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The results show very good agreement (Figure 2), validating the aforementioned procedures and identification 
results. The deviation between measurement and simulation show an improvement compared to previous work 
where similar transport models were fitted directly in the time domain [15,27]. Our results indicate that the 
deviation observed before was rather due to the incompletely mapped state dependency of the transfer 
coefficients than to the general model simplifications, like the reduction of particle size and layer thickness 
distributions to single values. Obtaining precise state dependent transfer coefficients on samples of relevant scale 
for practical component design is a specific feature of the FR method, distinguishing it from methods based on 
fits in the time domain as well as from direct measurements e.g. for diffusion coefficients like PFG-NMR. 
4 Conclusions 
We developed and validated a method for local (in the thermodynamic state space) measurements of the sorption 
dynamics based on the frequency response analysis (FRA). Combined with linearized heat and mass transfer 
models in the Laplace domain, physical transport coefficients can be determined. These coefficients with their 
state dependency allow precise non-linear modelling of application-relevant processes in the time domain. As 
these models are explicitly including geometrical parameters they may be directly used for design and 
optimisation of adsorber heat exchangers (Ad-HX) for adsorption heat pumps and chillers. In particular, a model 
was developed that takes the spatial temperature distribution into account. 
The coated samples showed a high performance. Due to the sorption equilibrium of aluminium fumarate this 
performance can be achieved under very favourable temperature conditions with low driving temperature. 
Further improvement is expected by more compact coatings with smaller adsorbent particles. 
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Abstract: 
The main obstacles preventing the commercialization of waste-heat driven sorption systems are their low 
performance, large weight, and high cost. Capillary-assisted low-pressure evaporators (CALPEs) are a compact 
solution for increasing the power density of closed-cycle adsorption systems including heat pumps, heat 
transformers, desalination, and thermal energy storage systems. This paper presents experimental results for a 3D 
printed metallic CALPE and compares its performance with analytical models available in the literature. Tests are 
performed with water vapor pressure of 0.87 – 3.17 kPa and a 5-25 °C heat transfer fluid (HTF) inlet temperature. 
1. Introduction  
The commercialization of waste-heat driven solid sorption cooling systems (SCS) using water as refrigerant faces 
major challenges, including: i) low operating pressure, leading to sealing and associated maintenance issues; ii) 
low specific cooling power (SCP), due to poor heat (and/or mass) transfer in heat exchangers; and iii) low 
coefficient of performance (COP), partly due to the high thermal inertia of heat exchangers (HEXs). These, in 
turn, make the current SCS costly, bulky and unreliable. To address these issues, heat/mass exchangers need to be 
specifically designed and optimized for SCS. A solution to address some of these issues is to use a compact 
capillary assisted low pressure evaporator (CALPE) to reduce the overall size. A CALPE eliminates the need for 
a circulating pump in the low-pressure evaporator taking advantage of the capillary effect. Thimmaiah et al. [1, 2] 
studied the performance of a CALPE for SCS using water as the refrigerant. Xia et al. [3, 4] considered a series of 
enhanced heat transfer tubes featuring circumferential rectangular micro-grooves for experimental investigation 
and provided an analytical model. They summarized different approaches for predicting the performance of 
CALPE evaporators. In terms of modeling, the focus has been on the thin film evaporation. Several papers have 
dealt with this topic [5, 6]. In this study, an experimental approach is undertaken to investigate the performance of 
a new CALPE, which is 3D printed from stainless steel. The existing heat transfer models are applied to predict 
the performance of the present 3D CALPE and compared against data collected in our lab.   
2. Experimental Study 
A custom-made gravimetric large pressure jump (G-LPJ) test bed was re-configured to investigate the heat and 
mass transfer performance of the present CALPE, as shown in Figure 1. Heat transfer fluid (HTF) was pumped 
through the evaporator by a Cole-Parmer Polystat thermal bath with controllable temperature. The evaporator was 
placed inside a vacuum chamber which was connected to a condenser (vapor collector). The entire test bed was 
vacuumed for 6 hours using a vacuum pump to dry the surfaces. The vacuum chamber was then placed on a 
precision balance (ML4002E, Mettler Toledo) with an accuracy of 0.01 g to measure its weight. Four T-type 
thermocouples with an accuracy of 0.5 °C were passed via a feedthrough in the vacuum chamber to measure the 
temperature of evaporator’s wall and the pool of water. The contribution of connecting tubes and sensors are 
deducted by running the tests first without the evaporator and measuring their evaporation contribution. The 
pressure of the evaporator was measured using a 722B Baratron pressure transducer (MKS instruments) with an 
accuracy of 0.5%. 200 ml of distilled water was used for this experiment. The absolute values for weight are 
unimportant. After placing the evaporator chamber on the scale, the scale was zeroed, the distilled water was added 
and then during the evaporation, the rate in decrease of overall weight was understood to be the evaporation rate. 
A schematic diagram of our G-LPJ test bed is shown in Figure 1. It also shows the 3D printed CALPE and its 
geometry, compared with a Canadian quarter.  
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3. 3D Printed CALPE  
The tested CALPE was made using an AM 400 RENISHAW metal 3D printer and from 316L SST stainless steel. 
It had a height of 6 cm and length of 10 cm as shown in Figure 1. The fins were 100 µm thick and 100 µm apart, 
totaling roughly 1000 capillary channels available. The fin height was 1.5 mm. The evaporator weighed 300 grams 
and had a total volume of 48 cm3. On the HTF side, it had 28 parallel 1-mm-radius channels inside. The inlet and 
outlet of the evaporator were ¼" (6.35 mm inner diameter) ports that acted as a header for the parallel micro-
channels. 
 
Table 1 – Three relevant heat transfer mechanisms present in a capillary evaporator. The total cooling power is 
the result of these three phenomena acting together [3,4]. 
Natural convection Thin film evaporation 2D heat conduction  
 
 
                                                                                         
 
                                                                                        
                                                                                         
 
                                                                                         
 
 
                                                                                         
 
                                        (5)                                                           
     
                                        (6)
                                                                                        
 
                                               (7)                                               
 
!!"!#! + !!"!$! = 0	                                    (8) 
 𝑞!!(𝜉) = −𝑘(𝑇"#$$−𝑇$%)𝑊 ∗	 ,2𝑛 − 12&'() 𝜋𝐶' sin 5−2𝑛 − 12 𝜋6	 ∗ sinh 8*'+)* 𝜋𝜉9													                            (9) 
 
 
4. Results 
There are three heat transfer mechanisms present in a CALPE: i) natural convection from the walls to the pool of 
water, Eqs. 1-4; ii) thin film evaporation, which is directly related to and occurs in the thin film area, Eqs. 5-7; and 
iii) 2D heat conduction from the walls to the bulk fluid in the capillary meniscus, Eqs 8 and 9 (x and y denote the 
geometry of a rectangular cross section between two fins). A summary of governing equations for each mechanism 
is given in Table 1. In the literature, it is assumed that the total heat transfer rate is the summation of these three 
mechanisms [3, 4]. In a non-capillary low-pressure evaporator, the only considered heat transfer mechanism is the 
natural convection, which has a direct relationship with the heat transfer area submerged in water. Therefore, in a 
non-capillary evaporator, the cooling power decreases with decreasing water height; thus, the active heat transfer 
area. However, in a CALPE, the dominant heat transfer mechanism is the thin film evaporation which keeps the 
cooling power constant even when the water height decreases. Moreover, in a non-capillary low-pressure 
evaporator, the saturation pressure difference between the surface of the pool of water and its bottom leads to 
lowered cooling power, whereas in a CALPE, it is possible to keep a low water height and utilize the capillary 
action to keep the rest of the evaporator wet. In this experiment, the starting water height was 6.5 mm for 200 ml 
of distilled water and experiments continued until the evaporator ran out of water. Based on the existing theoretical 
models available in the literature, a new analytical model is developed in this study. Figure 2 shows G-LPJ data 
and analytical results from the models summarized in Table 1 for the cooling density of the present 3D printed 
CALPE vs the pressure difference between the evaporator and condenser (vapor collector). It is expected that the 
cooling capacity of the evaporator increases as the driving force, the pressure difference between two chambers, 
is increased. Additionally, a comparison is made between the proposed design and a CALPE designed in our lab 
[2] (on a per volume basis), showing considerable improvement if off-the-shelf tubes were replaced with the 
present design. It is also seen that the model is capable of capturing data within 10%. Figure 2 also provides the 
transient data from the experiments showing constant evaporator pressure and constant rate of weight change 
during evaporation. In this example, a constant pressure of 2.65 kPa and a constant evaporation rate of 2.1 g/min, 
associated with evaporation at 25 ℃, was observed. Data for higher and lower evaporation temperatures are 
omitted for brevity.  
5. Conclusions  
A new CALPE was designed, and 3D printed from stainless steel to increase its cooling power which would have 
been otherwise limited by off-the-shelf tubes. The fine features of the proposed CALPE, namely the fin spacing 
and thickness of 100 µm, led to a significant increase in surface-area-to-volume ratio. Moreover, the 1-mm micro-
channels on the HTF side decreased the internal thermal resistance considerably. As a result, the present 3-D 
printed CALPE showed a notable per volume cooling capacity improvement, i.e., 4 vs 0.88 kW/m3 compared to a 
CALPE made from off the-shelf tubes in our previous study [2]. The experimental data are compared with a new 
ℎ𝑛𝑐 = ,	./0                  (2) 
𝑁𝑢 = 0.48(𝐺𝑟. 	𝑃𝑟)1.*3 
                                  (3) 𝐺𝑟 = 45∆7 0!8"              (4) 
𝑄𝑛𝑐 = ℎ𝑛𝑐 𝐴𝑛𝑐 ∆𝑇  (1) 𝑃% − 𝑃$ = 𝜎𝜅 − 𝐴𝛿9
𝛿1 = ( −𝑏𝐴𝑎(𝑇"#$$ − 𝑇%)))/9 1𝛿∗ 𝑑*𝛿∗𝑑𝑧∗ − 1𝛿∗* 5𝑑𝛿∗𝑑𝑧∗6*= 11 + 𝜆𝛿∗ (1 − 1𝛿∗9) 
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analytical model developed here. Overall, a good agreement between the proposed model and the experimental 
data was observed with an averaged relative difference of 10%. This work will be continued by exploring other 
parameters that impact the cooling capacity of CALPEs, such as channel cross sections and alternative materials. 
Moreover, the share of improvement from the evaporation side versus the HTF side will be investigated. 
  
Figure 1 - A schematic diagram of G-LPJ test bed. Left: The G-LPJ test setup showing the evaporator 
chamber, condenser (vapor collector) and thermal baths. Right: The 3D printed CALPE and its geometry (fin 
spacing and a thickness 100 µm, height 5cm and length 10 cm), compared with a Canadian quarter. Tests 
were performed with a 5-25 °C heat transfer fluid (HTF) inlet temperature. 
  
Figure 2 – Left: Experimental and analytical results for cooling density of 3D printed CALPE vs pressure 
difference between the evaporator chamber and condenser (vapor collector) chamber, compared to a 
previous CALPE’s performance [2]. Right: real time data from experiments showing constant evaporator 
pressure and constant rate of weight change during evaporation at 25℃ as an example.  
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Abstract: 
Using our 2-D analytical model, an analysis of variance (ANOVA) is carried out to find the level of contribution 
and significance of design parameters, namely, fin height, fin thickness, sorbent thickness, graphite flake content 
in the sorbent, cycle time and fluid channel height to specific cooling power (SCP) and coefficient of performance 
(COP) of sorber bed heat exchanger (S-HEX). It is shown that the components of S-HEX, consisting of the sorbent, 
heat exchanger and the heat transfer fluid, should be optimized simultaneously to achieve optimal SCP and COP. 
Thus, using our closed-form analytical solution and a multi-objective genetic algorithm, an optimization study is 
conducted on the geometry and heat transfer characteristics of S-HEX to acquire optimal SCP and COP. A design 
with SCP of 976 W/kg and COP of 0.6 was selected; i.e. a compromise between SCP and COP. Based on the 
optimization results, a novel sorber bed heat exchanger is designed and built. The experimental results show that 
the present S-HEX has achieved an SCP of 1005 W/kg sorbent, and a COP of 0.6 which are higher than previously 
published results in the literature. The present S-HEX has been tested under various operating conditions: i) 
desorption temperatures, 60 to 90 °C, ii) ambient temperatures (sorption temperature 20–40 °C), iii) evaporator 
temperature (5–20 °C), and iv) cycle time (10–20 min).  SCP in the range of 320-1230 W/kg and COP of 0.4-0.8 
were measured in our testbed over the range of targeted operating conditions.  
1. Introduction  
Two of the major limitations facing the commercialization of sorption air conditioning systems (S-AC) include: i) 
Low specific cooling power (SCP), resulting from low sorbent thermal diffusivity and use of the off-the-shelf heat 
exchanger designs that are not optimized for S-AC. The low thermal conductivity is a direct result of the high 
porosity of the sorbent materials, which is crucial for the sorption mass transfer. ii) Low coefficient of performance 
(COP), in part due to high thermal inertia of the current off-the-shelf heat exchangers used in S-AC. 
This study aims to address these limitations by providing a specific design and optimization of sorber bed heat 
exchangers (S-HEX) for S-AC, while minimizing the S-HEX thermal inertia.A number of researchers have 
proposed S-HEX to tackle the low performance of S-AC. A summary of the available studies with a reasonable 
compromise between specific cooling power (SCP) and coefficient of performance (COP), is presented in Table 
1. It can be seen that the performance has been enhanced considerably over the past decade. However, the 
performance enhancement has been mainly due to the utilization of improved sorbate such as zeolite-based 
sorbents, such as SAPO-34 and AQSOA FAM Z02, which are expensive due to their synthesis process [1]. 
Furthermore, most of the sorption by zeolite-based sorbents occur in a narrow range of p/p0, which limits the 
application to relatively high desorption temperature, i.e. heat source of 80-90 °C, and low condenser temperature, 
about 30 °C. In the present study, a novel S-HEX is developed  that provides high SCP and COP over a large range 
of operating conditions. The sorbent composite is made from silica gel and CaCl2, graphite flakes as thermally-
conductive additive and PVA as binder. The selected composite is cost-effective and is readily-avaiable in the 
market compared to the zeolite-based sorbents [2]. Moreover, the uptake of the selected composite takes place 
over the entire range of  0.06<p/p0<0.4, suitable for air-conditioning applications [3]. 
 
Table 1. A summary of the available studies with a reasonable compromise between SCP and COP 
Ref. Sorption pair S-HEX τ (min) Qevap (kW) SCP (W/kg) COP 
[4] Coating silica 
gel+CaCl2(SWS-
1L)/water 
Aluminum finned 
tube 
10 0.48 137  0.15 
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[5] Coating AQSOA-
FAM-Z02/water 
Extruded aluminum 
finned-tube heat 
exchanger 
– 0.442 294.67 0.21 
[6] Silica gel/water Aluminum finned 
tube 
6 1.9 158 0.29 
[7] Loose grain LiNO3–
Silica KSK/water 
(SWS-9L) 
Aluminum finned flat 
tube 
6.4  318 0.176 
[8] Loose grain 
AQSOA-FAM 
Z02/water 
Aluminum finned flat 
tube 
7 0.155 394 0.6 
[9] Coating zeolite, 
SAPO-34/water 
Aluminum finned flat 
tube 
5  675 0.24 
[10] Coating SAPO-
34/water 
Aluminum sintered 
metal fiber structures 
soldered on flat fluid 
channels 
10 5 852 0.4 
[11] Coating AQSOA-
FAM-Z02/water 
Finned tube (copper) 1.5 1.5 872 0.27 
2. Background/Fundamentals/Experimental Set-up 
Using our 2-D analytical model [12] and a multi-objective genetic algorithm, the geometry and heat transfer 
characteristics of S-HEX are determined in this study to optimize SCP and COP. The constraints are defined based 
on the parametric study performed in and include: i) fin height 1–3 cm, ii) fin thickness 1–3 mm, iii) sorbent 
thickness 1–3 mm, iv) graphite flake content 0–20 wt.%, v) cycle time 10–20 min, and vi) fluid channel height 4–
8 mm. Using the multi-objective genetic algorithm in MATLAB, the SCP and COP of S-HEX are optimized. The 
sets of optimum solutions for S-HEX, i.e. the trade-off between SCP and COP, are presented in Figure 1. The 
design that can achieve SCP of 976 W/kg and 
COP of 0.6, shown with pentagram in Figure 1, 
is selected, due to an optimal compromise 
between SCP and COP. It can be seen that 
before and after this point, either COP or SCP 
decreases significantly. The propsoed S-HEX 
was built based on the optimization study. 
Figure 2 shows the assembled S-HEX coated 
with the optimum composite sorbent. The 
spacing between the fins, the serpentine fluid 
channels and the half-circle regions for the 
aluminum tube were machined out of two 
aluminum 6061 plates using our CNC machine 
in the machine shop in our university. After that, 
two halves of S-HEX and two aluminum tubes 
were welded together. Subsequently, the fin 
spacing of the HEX was filled with the slurry 
solution of the optimum composite sorbent 
consisting of 39 wt.% CaCl2, 39 wt.% silica gel 
B150, 10 wt.% PVA, and 12 wt.% graphite flakes 
according to the optimization study. The composite 
sorbent was dried at 80 °C and then cured at 180 °C 
in the oven. 
 
Figure 3 shows a picture of the custom-built two-sorber bed sorption test bed in our lab. A custom-designed 
capillary-assisted evaporator and a helical coil shell and tube HEX were used as the evaporator and the condenser, 
respectively. The sorber beds and the evaporator were placed inside the vacuum chambers. Check valves were 
installed between the sorber beds and the condenser and gate valves were installed between the evaporator and the 
beds. A needle valve with high precision flow adjustment (Speedivalve SP16K, Edwards) and a U-tube were 
Figure 1. Set of optimum solutions for S-HEX, trade-off 
between SCP and COP. Each point represents a S-HEX 
design specification. 
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installed between the condenser and the evaporator. The whole system was vacuumed for 6 hours before the tests. 
Two temperature control systems were used to keep the evaporator at 15 °C and the condenser at 30 °C. 
Furthermore, two temperature control systems, Julabo LH50 Plus, were set to 90 °C and 30 °C for desorption and 
adsorption processes, respectively. Two four-way valves were employed to switch the heat transfer fluid between 
two sorber beds for desorption and adsorption processes. RTD (PT100) temperature sensors (Omega, model #PR-
13-2-100-1/8-6-E) with accuracy of 0.15 °C and pressure transducers with 0-34.5 kPa operating range (Omega, 
model #PX309-005AI) and 0.4 kPa accuracy were installed to monitor and record the temperature and pressure 
variations in each component of the sorption test bed over time. Positive displacement flow meters (FLOMEC, 
Model # OM015S001-222) with accuracy of 0.5% of reading were installed to measure the flow rate of the heat 
transfer fluid. The instruments were interfaced with a PC through a data acquisition system and in-house software 
built in the LabVIEW environment. Experiments were performed continuously until the system reached an 
oscillatory steady state. The maximum uncertainties in the measured COP and SCP were calculated to be 12.5% 
and 10.6%, respectively.  
 
 
 
Figure 2. S-HEX coated with the composite sorbent, 
silica gel, CaCl2, PVA and graphite flakes 
Figure 3. Picture of the two-sorber bed sorption test 
bed 
3. Results 
Figure 4 shows the performance of the present S-HEX versus the published values in the literature. It can be seen 
that the present design provides the highest SCP and COP using the composite silica gel/CaCl2 sorbent whose 
sorption occurs over the entire range of 0.06<p/p0<0.4; that is the range of air-conditioning applications [3]. On 
the other hand, zeolite-based sorbents, such as SAPO-34 and AQSOA FAM Z02, were employed in Ref. [10], 
whose sorption takes place in a narrow range of p/p0, limiting the application to relatively high desorption 
temperature, i.e. heat source of 80-90 °C, and low condenser temperature, i.e. ambient temperature about 30 °C. 
4. Conclusions 
A multi-objective optimization study was performed on the geometry and heat transfer characteristics of S-HEX 
to find the optimal SCP and COP. A design with SCP of 976 W/kg and COP of 0.6 was selected to achieve an 
optimal compromise between SCP and COP. A novel sorber bed heat exchanger was designed and built based on 
the present optimization study. It was shown that compared to the literature, the present S-HEX provided a SCP 
of 1005 W/kg sorbent, and a COP of 0.6; highest compared to previous studies. 
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Abstract: 
The absorption heat pump and absorption heat exchanger are widely applied in space heating system of to recover 
waste heat as heat source. The U-pipe is the pressure separation device between the condenser and the evaporator 
to meet the wide pressure difference change demand during the whole heating season. Current studies in this area 
paid few attention to the flow inside U-pipe. The designed U-pipe cannot supply stable pressure separation and 
fluid flow rate when working condition changes. This study experimentally investigate the two-phase flow 
phenomenon inside U-pipe under vacuum condition. The bubbles generated under the surface on downward side 
supply nuclei for flashing. The two-phase flow will undermine the pressure separation ability of a given U-pipe 
and cause vapor bypass from condenser to evaporator. The vapor bypass mass flow rate is tested. The vapor bypass 
will reduce the cooling COP of single-stage absorption heat pump by 10%. 
1 Introduction  
The absorption heat exchanger (AHE) is the key equipment in novel district heating system of China [1]. The AHE 
replaces the conventional plate heat exchanger to complete the heat exchange from the primary water to the 
secondary water. The AHE consists of a hot-water driven lithium-bromide absorption heat pump (AHP) and a 
plate heat exchanger (HEX). Although the structure of the AHE is quite similar to the absorption chiller, the 
working condition is quite different. The pressure range of the AHP inside AHE is much wider than the absorption 
chiller. This is a huge challenge to the pressure separation device that connects the condenser and the evaporator.  
   
Figure 1: Principle of AHE 
Table 1- Condition of absorption chiller and AHPs/AHEs 
 
The orifice plate and the expansion valve are the early choices of pressure separation device in absorption chiller. 
The flow rate through these devices are closely related to the pressure difference, making them less convenient to 
be applied in equipment with wide pressure difference change range. That is why the U-pipe is more commonly 
used in AHPs and AHEs nowadays instead. The main contribution to pressure drop in a U-pipe is the gravitational 
pressure drop caused by the liquid level difference between downward and upward side. The flow rate can be 
stable even if the pressure difference changes a lot. Although the U-pipe seems to be a suitable option for AHPs 
and AHEs, some unexpected fluid flow problems still happen in real applications that undermine the performance 
of the equipment. The understanding of the fluid flow inside U-pipe is not sufficient to guide the design. 
In previous studies and equipment development, the flow on the upward side of the U-pipe is simply considered 
to be pure liquid or bubbly two-phase flow [2]. Therefore, the required length of the U-pipe was set equal to the 
rated pressure difference divided by the product of density of the liquid and the gravitational acceleration. 
However, we discovered that the fluid on the upward side can flash and develop into churn flow [3]. The change 
of flow pattern will increase the void fraction to over 0.7 that reduces the overall fluid density. The U-pipe pressure 
separation capability will be reduced given the designe pipe length. The downward side liquid surface is very low 
and finally disappear. The liquid seal function of the U-pipe is failed and the vapor channel between two chambers 
is opened, causing refrigerant vapor bypass from condenser to evaporator.. 
The U-pipe is a widely used device in areas like chemical engineering, nuclear energy, boiler, and refrigeration 
[4-6]. It is used to redirect the flow instead of separating the pressure. Previous studies focus on the two-phase 
flow of U-pipe under ambiten or high pressure system. In AHPs, however, the absolute pressure is under 20kPa. 
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Very few studies focus on this pressure range. In upward flow, the static pressure of fluid decreases and leads to a 
higher superheat temperature difference under vacuum than under higher-pressure condition. Therefore, 
phenomena that cannot or rarely exist under higher pressure conditions may be observed inside the U-pipe of 
AHPs. Meanwhile, the refrigerant vapor bypass is a special condition in pressure separation device. Current studies 
haven’t discussed this condition. This study aim to find the two-phase flow characteristics inside U-pipe of AHPs 
and AHEs under vacuum condition and to find the effect of vapor bypass on the performance of AHPs and AHEs. 
    
(a) U-pipe flow principle in 
previous studies 
(b) Real 
situation 
(c) U-pipe two-phase flow in 
this study 
(d) U-pipe vapor bypass 
condition 
Figure 2: U-pipe flow principle 
2 Experimental Set-up  
To observe the U-pipe flow phenomenon under vacuum and to study the flow characteristic, an experimental unit 
that is visible and has good vacuum performance with less than 10-7 Pa.m3/s gas leakage rate is developed. The 
experimental unit consists of a high-pressure chamber, a low-pressure chamber, and a PMMA material U-pipe (of 
19 mm inner diameter and 1.5 m height) connecting two chambers. The unit can imitate the flow from condenser 
to evaporator inside AHPs. More detailed description of the unit set up can be found in the authors’ work [3].  
 
Figure 3: Experimental system 
Table 2- Test conditions 
 
The pressure of two chambers are controlled by the input heat or cold source fluid temperature and flow rate as 
well as the flow rate of working fluid which is pure water in this experiment. The working condition shown in 
Table 2 covers the condition of most absorption chillers, AHPs and AHEs. The two phase flow temperature and 
pressure change, the flashing evaporation mechanism, and the vapor bypass special condition are discussed. 
3 Results 
3.1 Two-phase flow phenomenon and fluid status  
The main phenomenon and profile of the U-pipe flow are discussed using the experimental result with internal 
flow velocity of 0.3 m/s. More experimental results can refer to [3]. From case 1 to case 6 in Fig. 4 and Table 3, 
the pressure difference between the inlet and outlet of the U-pipe changes from 0 to 18 kPa. The flashing happens 
in the upward side just above the downward side liquid surface. The downward side liquid surface is lower and 
lower. The two-phase flow zone length increases. Table 3 lists the temperature and pressure change through the 
flow direction. It also lists the saturated temperature of fluid. The shaded data is in two-phase zone. The underlined 
data is in downward side free falling zone above the liquid surface. The fluid status can be described as follows: 
a. The fluid enters the U-pipe in a saturated state. This fluid flows through a free-falling zone on the downward 
side of the U-pipe with unchanged temperature and pressure before hitting the free liquid surface of the U-pipe. 
b. Under the free liquid surface of the downward side, the fluid flows as full pipe flow. The static pressure rises as 
the fluid flows down and the temperature of the fluid remains unchanged. The fluid remains in the liquid state. 
c. On the upward side of the U-pipe, the fluid pressure decreases. The temperature of the fluid is unchanged. It is 
lower than the local saturated temperature until reaches the same height of the downward side free liquid surface. 
d. As fluid flows upward above the free liquid surface height at the downward side, the temperature of the fluid 
increases above the local saturated temperature. At this point, flashing evaporation occurs. The fluid temperature 
decreases to near the local saturated temperature to provide heat for the evaporation.  
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e. As the fluid flows upward, its pressure decreases. Evaporation continues until the fluid leaves the U-pipe. A 
two-phase flow zone is formed on the upward side of the U-pipe. The void fraction rises as flashing continues.  
Case1 
 
Case2 
 
Case3 
 
Case4 Case5 Case6  
Figure 4: Basic phenomenon 
Table 3- Test data 
 
 
 
Note: 
aLiquid level: 
The height 
from the 
downward-
side liquid 
surface to the 
bottom of the 
U-pipe. 
bFlashing start 
level: The 
height from 
the start point 
of flashing to 
the bottom of 
the U-pipe. 
cPressure 
transducer 
outranged. 
dNo flashing 
evaporation. 
3.2 Flashing evaporation mechanism 
The flashing evaporation process inside the fluid starts in the bubble growth around the nucleus. The bubble growth 
requires a pressure difference between the inside and outside to overcome the surface tension. Smaller the bubble, 
higher is the pressure difference needed for the growth. In the experiment, several small bubbles formed under the 
free liquid surface on the downward side when the falling liquid hit the surface and entrained vapor. The bubbles 
flowed with the liquid into the upward side of the U-pipe and grew larger immediately when flashing occurred. 
The bubbles are large enough to be observed; their sizes vary between 0.5 and 3 mm. Fig. 6 shows the calculated 
connection between bubble diameter and the pressure difference. When the diameter of bubble is larger than 
0.25mm, the flashing required pressure difference is lower than 1 kPa. The starting point of flashing is no more 
than 0.1 m higher than the downward-side surface. This is consistent with the observed phenomenon, proving that 
the small bubbles caused by the free surface vapor entrainment provide the nuclei for the U-pipe flashing process. 
 
Figure 5: Bubble formation and movement  
 
Figure 6: Bubble diameter and pressure difference  
Two 
phase 
zone
Two 
phase 
zone
Two 
phase 
zone
Case no. #1 #2 #3 #4 #5 #6 
U-pipe inlet pressure P1 [kPa] 2.0  8.9  11.1  14.5  20.2  22.8  
Pressure point P2 [kPa] 12.7  17.8  19.7  20.1  21.9  22.8  
Pressure point P3 [kPa] 5.1  10.5  11.6  12.9  N/A N/A 
U-pipe outlet pressure (before) P4 [kPa] 2.5  6.9  8.4  10.1  13.3  14.4  
U-pipe outlet pressure (after) [kPa] 2.4  2.3  3.7  2.5  3.2  4.5  
U-pipe inlet temperature T1 [°C] 16.3 42.5 46.9 52.3 59.2 62.8 
Downward fluid temperature T2 [°C] 16.4  42.4  46.9  52.2  59.2  62.8  
Saturated temperature at T2 point [°C] 50.6  57.6  59.7  60.1  62.0  62.9  
Upward fluid temperature T3 [°C] 16.4  42.3  46.7  50.7  55.6  57.5  
Saturated temperature at T3 point [°C] 33.2  46.8  48.7  50.8  N/Ac N/Ac 
U-pipe outlet temperature (before) T4 [°C] 16.4  39.0  42.5  46.0  51.1  52.9  
Saturated temperature at T4 point [°C] 21.1  38.6  42.5  46.1  51.5  53.1  
U-pipe mass flow rate [kg/h] 302.5 311.3 301.7 313.8 309.1 306.9 
Downward-side liquid level [m]a 1.505  1.350  1.315  1.010  0.580  0.330  
Upward-side flashing start level [m]b N/Ad 1.405  1.380  1.055  0.680  0.425 
 
0
1
2
3
4
5
6
7
8
9
10
0 0.5 1 1.5 2
P
re
ss
u
re
 d
if
fe
re
n
ce
 [
k
P
a]
Bubble diameter [mm]
1
1.5
2
2.5
3
3.5
4
4.5
5
5.5
6
0.05 0.1 0.15 0.2
P
re
ss
u
re
 d
if
fe
re
n
ce
 [
k
P
a]
Bubble diameter [mm]
10℃
30℃
50℃
70℃
94
 TU Berlin August 2020 Online ISHPC 2020 #33 
   
4 
3.3 Refrigerant vapor bypass problem and the effect on COP 
When two-phase flow happens in a U-pipe, the pressure separation ability reduced. The downward side liquid 
surface may disappear even though the pressure difference is not large. We found this problem in both the 
experiment and real AHPs. When this condition happens, annular or mist two-phase flow happens. The bypass 
vapor mass flow rate can be calculated by the heat balance of condenser or evaporator. The bypass flow rate ratio 
is defined as the bypass vapor mass flow rate divided by the condensing water mass flow rate through the U-pipe. 
 
Figure 7: Measured vapor bypass flow rate ratio 
 
Figure 8: Measured COP at vapor bypass condition 
As shown in Fig. 7, the bypass vapor flow rate is 4% to 10% of the condensing water flow rate. This part of the 
vapor is genearted by generator, but does not participate in the condensing and evaporating processes. Therefore, 
the cooling COP of AHP is reduced by over 10%. More energy are needed to recover low-grade waste heat. 
4 Conclusions 
In this study, the two-phase flow inside U-pipe under vacuum condition is experimentally observed and tested. 
The study on this topic in AHP area is blank in the past. The phenomenon and fluid status is described based on 
test data. The bubble generated below the downward side liquid surface serves as the flashing nuclei. The 
refrigerant vapor bypass between condenser and evaporator is a newly found condition when two-phase flow 
happens inside U-pipe. It happens easily and commonly in present running AHPs since the effect of two-phase 
flow on void fraction and fluid density inside U-pipe is not found or considered in the past design of U-pipe length. 
The bypassed vapor can be 4% to 10% of condensing water flow rate. The cooling COP is reduced by 10% when 
this happens. There is a good potential to improve the COP of AHPs and AHEs by solving this problem. 
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Abstract: 
A microchannel heat exchanger coated with silica gel is investigated in this paper, and a series of condensation 
experiments are implemented under the simulated high temperature and high humidity conditions to analyze the 
dynamic performance of the microchannel desiccant coated heat exchanger (DCMHE). The sign of judging the 
presence of condensation is found during the process of changing cooling water temperature. The influence 
differences of desiccant coating under condensation and non-condensing conditions are compared and it is seen 
that condensation dehumidification plays a leading role under condensation conditions. Besides, the performance 
of DCMHE is stable in continuous operation under condensation conditions. 
 
1 Introduction  
In the past years, the research on desiccant coated heat exchangers mainly put emphasis on experimental research 
[1][2] and mathematical model [3][4]. It can be found that quantities of work have been done to discover the 
performance of fin-tube heat exchangers under non-condensing conditions. In some cases, condensation conditions 
appear but are ignored. However, one potential issue with the DCHE system is that condensation may happen after 
the desiccant coating is saturated. The temperature of the desiccant layer on the surface of the circulating 
dehumidification evaporator is about 16~18℃, while the outdoor dew point in summer is usually above 20℃, and 
the indoor return air dew point under the standard working condition is 17℃ [5][6]. Therefore, in-depth research 
on the performance of dehumidification heat exchanger under condensation conditions should be put on the 
agenda. In recent years, the desiccant coated microchannel heat exchanger (DCMHE) derived from DCHE has 
attracted people's attention due to its advantages of light weight, great efficiency and high compactness [7]. 
The objective of this research is to analyze the performance of DCMHE under condensation conditions. The 
dynamic characteristics of DCMHE and microchannel heat exchanger (MHE) are compared under various cooling 
water temperature. With diverse operating conditions, the influences of inlet air velocity and fluid temperature on 
the moisture and heat transfer and pressure drop performance of DCMHE are analyzed. 
2 Experimental Set-up 
2.1 Experimental system description 
The whole experimental system which is made up of three sub arrangements; air circulation loop, water circulation 
loop, and control unit has been designed as an open-loop flow system. Fig.1 (a) sketches the simplified 
experimental setup and (b) is the actual view. 
 
 
(a) (b) 
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Figure 1 - (a) Schematic diagram and (b) actual view of the experimental system. 
The air circulation loop subsystem consists of two air duct sections whose profile areas are 50x50 cm2. The tested 
heat exchanger is placed on the rim of the massive section, and the other section which can be moved via slideway 
installed below gets closed over the massive one. The inlet air comes from the head of the massive duct section to 
the head of another. A centrifugal fan is installed at the outlet to drive airflow. Furthermore, air ducts have been 
wrapped with heat insulation foam to reduce heat loss. 
The water circulation loop includes two fluid circulation units those are the hot water loop and the cooling water 
loop. Each has a centrifugal pump, a thermostatic tank, and conventional and magnetic valves. The magnetic 
valves get opened-closed according to the certain circulation. 
The control unit subsystem includes the cabinet fan with variable speed (the maximum the volumetric flow rate of 
800 m3/h), sensors, magnetic valves, relays, and console data acquisition devices. Besides, the electric heater, 
cooler, and the humidifier have been installed to control the inlet air conditions of temperature and humidity via 
the panels. 
2.2 Desiccant coated microchannel heat exchanger (DCMHE) 
Microchannel heat exchanger coated with 0.15 mm particle diameters is kept into solid silica gel with liquid glue 
and baked. The detailed views of coated and uncoated are exhibited by Fig.2.  
 
(a) (b) 
Figure 2 - Photograph of an MHE(a) and DCMHE(b). 
3 Results 
3.1 Judgment mark of condensation phenomenon found during cooling water temperature 
change 
In order to explore the dynamic characteristics of the outlet air under condensation conditions, the operating 
conditions chosen are as follows: 27℃, 80%RH inlet air (23.3℃ dew point), 60℃ hot water temperature and 1.5 
m/s inlet air velocity. The average values of inlet water temperature in the steady-state of the dehumidification 
process are adopted as the cooling water temperature, which varies from 9℃ to 38℃. The sampling interval is 1s. 
Considering that the long cycle time is conducive to observing condensation, the cycle switch time is set to 40 
min. 
The outlet air temperature, humidity ratio and relative humidity of DCMHE in one cycle time at the 
aforementioned operating conditions are individually plotted in Fig. 3 (a), (b) and (c). In the process of cooling 
water temperature transition from above dew point (38℃, 32℃, 25℃) to below dew point (16℃, 9℃), significant 
curve characteristics were found with the generation of condensation. It is obvious that no matter the outlet 
temperature, humidity ratio or relative humidity in a cycle, the dynamic curves higher than the dew point show the 
same trends with varying degrees of regular changes, which is consistent with the previous research results [8],  
while the dynamic curves lower than the dew point have different trends. 
   
(a)   (b) (c) 
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Figure 3 - (a) Outlet air dry bulb temperature, (b) humidity ratio and (c) relative humidity of DCMHE with 
different cooling water temperatures (1.5 m/s inlet velocity). 
During the dehumidification process, the cooling water quickly flows into the heat exchanger and mixes with the 
residual hot water, resulting in the outlet air temperature drops at a very high slope (0~1 min), then slowly drops 
and keeps basically stable (1~20 min). As the desiccant is still in full regeneration state under the initial switching 
state, the outlet humidity ratio drops sharply (0-1 minute) because of the high humidity difference, then rises 
slowly and restores stability (1-20 minutes) during the process of desiccant adsorption saturation. However, when 
the cooling water temperature is lower than the dew point, the condensed water is generated and accumulated on 
the surface of the heat exchanger as the desiccant adsorption saturates at the same time, and finally drops to the 
ground. Therefore, the outlet air humidity ratio drops suddenly in about 7 minutes in Fig. 3 (b), which is caused 
by the beginning of the condensation water dropping. Correspondingly, the outlet air temperature and relative 
humidity also show a trend of a sudden drop in Fig. 3 (a) and 3 (c). 
The humidity ratio of outlet air in a stable state is approximately equal to that of inlet air when there is no 
condensation. When the cooling water temperature is lower than the dew point, adsorption dehumidification and 
condensation dehumidification are both involved in the dehumidification process. Due to the continuous 
occurrence of condensation, the steady-state humidity ratio at the outlet of the dehumidification process cannot be 
consistent with that at the inlet. And the lower the temperature of cooling water, the more condensate produced, 
the more obvious the difference. But whether there is condensation or not, the instant maximum moisture removal 
at the outlet increases with the cooling water temperature decreasing, which indicates that the lower temperature 
of the cooling fluid is helpful to promote dehumidification.  
The outlet air temperature deviates from the previous trend and suddenly drops to form a trough (20.5~24 min) 
when the cooling water temperature is lower than the dew point, which is caused by the evaporation and heat 
absorption of condensate on the surface of the heat exchanger. As the condensed water changes from liquid to gas, 
the outlet air humidity ratio increases rapidly, which deviates from the previous trend and presents a new peak 
(about 23 min). Besides, a large amount of water vapor flows into the outlet since the evaporation and the 
desorption occur simultaneously at this stage, so the sensor detects that the relative humidity at the outlet reaches 
100%. 
3.2 Effects of desiccant coating on dynamic curves under condensation and non-condensing 
conditions 
The similarities and differences of heat transfer performance between DCMHE and MHE under condensation and 
non-condensing conditions are shown in Fig. 4 (a) and 4 (b), separately. 
It is thus clear that the temperature difference between the inlet and outlet air of DCMHE is smaller than that of 
MHE owing to the thermal resistance of desiccant. In both condensing and non-condensing conditions, the heat 
transfer performance of DCMHE is reduced, and the regeneration process is more obvious. Therefore, under the 
same relative humidity, the higher outlet air temperature of MHE in the steady-state stage of the regeneration 
process makes its outlet air humidity ratio higher than that of DCMHE. Furthermore, when the dehumidification 
is stable under condensation conditions, the curves of the humidity ratio at the outlet of MHE and DCMHE almost 
coincide, which are far lower than the inlet air humidity ratio. Hence it can be concluded that condensation 
dehumidification plays a leading role under condensation conditions. 
  
(a) (b) 
Figure 4 - Outlet air conditions of DCMHE and MHE under (a) condensation (6℃ cooling water, 50℃ hot 
water, 2.4 m/s inlet velocity) and (b) non-condensing conditions (32℃ cooling water, 50℃ hot water, 2.4 m/s 
inlet velocity). 
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3.3 Stability of desiccant coated microchannel heat exchanger under condensation conditions 
Given that the condensate produced in the dehumidification process will stay on desiccant surface of the heat 
exchanger and may have a negative influence on the function of desiccant, variation of instantaneous 
dehumidification capacity in three continuous dehumidification-regeneration cycles is drawn in Fig. 5 to check 
whether the performance of DCMHE will be affected. It is evident that three cycles have almost the same change 
trend and peak value. Therefore, the performance of DCMHE is stable in continuous operation under condensation 
conditions. 
 
Figure 5 - Instantaneous dehumidification of DCMHE in three cycles time. 
4 Conclusions 
The sudden drop of temperature and humidity in the dehumidification process, the temperature trough in the 
regeneration process, the double peaks of humidity ratio and 100% relative humidity can be used as the sign to 
judge the existence of condensation. Condensation dehumidification plays a leading role under condensation 
conditions. The lower temperature of the cooling fluid is helpful to promote dehumidification. The decisive factor 
of the outlet air temperature is the internal cooling source temperature. The performance of DCMHE is still stable 
in continuous operation under condensation conditions. 
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Abstract: 
In this study, single-phase H2O/LiBr solution heat transfer and frictional pressure drop characteristics in plate heat 
exchanger(PHE) for the widest range of LiBr concentration are experimentally evaluated for triple-effect 
H2O/LiBr absorption chiller applications. The test PHE is single-pass heat exchangers with 78.5° chevron angle. 
Heat transfer experiment in the PHE was conducted with LiBr concentration ranging from 50.21% to 64.92%, 
solution Reynolds number from 35.01-393.70, and Prandtl number from 3.90 to 18.61, in which the obtained 
Nusselt number was from 7.40 to 29.10. Frictional pressure drop experiments in the PHE was conducted with LiBr 
concentration ranging from 50.21% to 62.05%, solution Reynolds number from 52.68 to 536.90, in which the 
calculated friction factor was from 8.30 to 19.85. All experiments were conducted within ±3% energy balance 
error range, and the heat transfer and pressure drop correlations developed are applicable within ±10% and ±5% 
error ranges, respectively. 
 
1. Introduction  
The H2O/LiBr absorption system was firstly developed in the mid-20th century. A low operating pressure of the 
H2O/LiBr system allows high-temperature heat sources to be used multiple times. An absorption system that 
separates refrigerants from absorbents using heat energy multiple times in multiple generators is called a multi-
effect absorption system. In 2005, a Japanese manufacturer released the world’s first triple-effect absorption 
system. Then, in 2020, a Korean manufacturer is preparing to enter the market by completing the development of 
a triple-effect absorption system with a coefficient of performance (COP) of 1.65 and IPLV of 1.75. 
In consideration of various international policies [1, 2] and energy consumption efficiency, absorption systems 
have been extensively paid attention; hence, studies on absorption systems and their components are being actively 
conducted. A solution heat exchanger is located between an absorber and a generator, which reduces the driving 
thermal energy required in the generator and the cooling load of the absorber. A solution heat exchanger is essential 
for improving the COP of absorption systems [3]; however, studies pertaining to it are insufficient. 
Plate heat exchanger (PHE) has been adopted in refrigeration and heat pump systems since its development in the 
1920s. PHE with multiple stacks of wave patterns, despite their small size, has an extremely large heat transfer 
area. When the PHE is applied to refrigeration systems, both system performance and system volume reduction 
can be achieved easily. 
The objectives of this study are to evaluate the single-phase heat transfer and frictional pressure drop characteristics 
of the H2O/LiBr solution in the PHE. The findings are then applied to the triple-effect H2O/LiBr absorption cooling 
system; hence, experiments were performed for the widest range of LiBr concentration compared with that of 
other relevant studies.  
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2. Experiment 
Figure 1(a) shows the schematics of the experimental apparatus. The experimental apparatus of this study 
comprised two solution loops; strong and weak solution loops Figure 1(b) shows the schematics of the test PHE, 
and the specifications of the PHE are summarized in Table 1. 
Figure 1 – Schematics of experimental apparatus(a) and test plate heat exchanger(b) 
Table 1 – Geometric conditions of the test plate heat exchanger 
Port to port length, m  portL  0.466 
Plate height, m  heightL  0.4315 
Plate width, m  widthL  0.111 
Plate thickness, m  t  0.0004 
Corrugation depth, m  b  0.002 
Corrugation length, m    0.007 
Port diameter, m  portD  0.0345 
Chevron angle, °   78.5 
 
RTDs and pressure sensors were installed as close as possible to the inlet and outlet of the test PHE. The hot-side 
solution flows from the bottom to the top, whereas the cold-side solution flows from the top to the bottom; both 
solutions were arranged with a single pass and a counter flow in the test PHE. 
The concentration of the solution was controlled by refrigerant absorption and generation. When distilled water 
was added to the low-temperature solution in a vacuum state, the concentration of the solution was reduced. By 
contrast, when steam was released from the solution by heating, the concentration of the solution increased. The 
concentration, which is a function of temperature and pressure, was calculated using the measured temperature 
and pressure of the solution in the tank. The properties of the solution were calculated using an Engineering 
Equation Solver (EES). 
3. Results 
Energy balance error refers to the difference in heat transfer rate between the hot- and cold-side solution in the 
PHE. In this study, heat transfer experiments were conducted within ±2.3% energy balance error in the PHE. 
Figure 2(a) shows the Nusselt numbers with various Reynolds numbers in the PHE. As shown in Figure 2(a), the 
Nusselt number increased with the Reynolds numbers. In addition, it is known that the Nusselt number increases 
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with increasing Prandtl number. The Prandtl number of the solution increases as the LiBr concentration increases 
and the temperature decreases. The Nusselt numbers obtained were between 7.40 and 29.10 in the PHE. The 
experimental conditions for heat transfer test in the PHE are summarized in Table 2. 
 
 Table 2 – Experimental conditions (Heat transfer tests)  
 High-theta PHE 
LiBr Concentration, % 50.21-64.92 
Inlet Solution Temperature, C  23.16-149.82 
Inlet solution Flow Rate, 
310 / skg  4.88-31.03 
Reynolds Number 35.01-393.70 
Prandtl Number 3.90-18.61 
 
 
Figure 2 – Nusselt numbers with various Reynolds numbers in the PHE(a) and comparisons between 
experimental and calculated Nusselt numbers in the PHE(b) 
Figure 2(b) compares the experimental and calculated Nusselt numbers in the PHE, obtained by the Wilson plot 
method [4, 5]. The accuracy of the solution heat transfer correlation of the PHE was estimated to be ±10%. 
Figure 3(a) shows the friction factor with various Reynolds number in the PHE. As shown in Figure 3(a), the 
friction factor decreased as the Reynolds number increased, indicating that the frictional pressure drop increased 
with the flow rate. The friction factors were between 8.30 and 19.85 in the PHE. The experimental conditions for 
pressure drop test in the PHE are summarized in Table 3. 
 
Table 3 – Experimental conditions (Pressure drop tests)  
 High-theta PHE 
LiBr Concentration, % 50.21-62.05 
Inlet Solution Temperature, C  133.81-149.80 
Inlet solution Flow Rate, 310 / skg  5.21-30.43 
Reynolds Number 52.68-536.90 
 
Figure 3(b) compares the experimental and calculated friction factors in the PHE. The form of the friction factor 
correlations are selected, according to Focke et al. [6]. The accuracies of the frictional pressure drop correlation 
of the PHE were estimated to be ±5%. 
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 Figure 3 – Friction factor with various Reynolds number in the PHE(a) and comparisons between experimental 
and calculated friction factor in the PHE(b) 
  
4. Conclusions 
In this study, the heat transfer and frictional pressure drop characteristics of a H2O/LiBr solution in PHE were 
evaluated for the widest LiBr concentration range. All experiments were carried out within ±3% energy balance 
error range. The following conclusions were drawn from the present study. 
(1) Based on the experimental results, the new heat transfer correlation was developed and was applicable 
within ±10% error range for the plate heat exchangers as Nu = 0.220 𝑅𝑒0.696 𝑃𝑟0.446. 
(2) Based on the experimental results, the new fictional pressure drop correlation was developed and was 
applicable within ±5% error range for the plate heat exchangers as f = 7.136 + 1055 𝑅𝑒1.112⁄ . 
 
5. Acknowledgment 
This work was supported by the Korea Institute of Energy Technology Evaluation and Planning(KETEP) and the 
Ministry of Trade, Industry & Energy(MOTIE) of the Republic of Korea (No. 10060218). Some parts of the 
present study are from a manuscript entitled “Comparison of Nu correlations for H2O /LiBr solution in plate heat 
exchanger for triple effect absorption chiller application”, which has been published on the journal Energy in 2019. 
 
6. List of References  
[1] Secretariat, O. (2000): The Montreal protocol on substances that deplete the ozone layer. United Nations 
Environment Programme, Nairobi, Kenya.  
[2] Grubb, M., Vrolijk, C., & Brack, D. (1999): The Kyoto Protocol. a guide and assessment. Royal Institute of 
International Affairs, London, UK. 
[3] Song, J.Y., Lee, J.W., Kang, Y.T. (2019): Comparisons of Nu correlations for H2O/LiBr solution in plate heat 
exchanger for triple effect absorption chiller application, Energy. 
[4] Wilon, E.E. (1915): A basis for rational design of heat transfer apparatus. The Journal of American Society of 
Mechanical Engineers. 
[5] Fernandez-Seara, J. Uhía, F.J., Sieres, J. Campo, A. (2007): A general review of the Wilson plot method and 
its modifications to determine convection coefficients in heat exchange devices. Applied Thermal 
Engineering. 
[6] Focke, W.W., Zachariades, J., Oliver, I. (198): The effect of the corrugation inclination angle on the 
thermohydraulic performance of plate heat exchangers. International Journal of Heat and Mass Transfer. 
103
 TU Berlin August 2020 Online ISHPC 2020 #44 
   
1 
 
Capillary-assisted evaporation of water from finned tubes: 
Impacts of dynamics and experimental setups 
 
Seiler, Jan1, Volmer, Rahel2, Krakau, Dennis1, Pöhls, Julien2, Ossenkopp, 
Franziska2, Schnabel, Lena2 and Bardow, André1,3* 
 
1 Institute of Technical Thermodynamics, RWTH Aachen University, 52062 Aachen, Germany 
2 Department Heating and Cooling Technologies, Fraunhofer Institute for Solar Energy Systems ISE, 
Heidenhofstr. 2, 79110 Freiburg, Germany 
3 Institute of Energy and Climate Research – Energy Systems Engineering (IEK-10), Forschungszentrum 
 Jülich GmbH, 52425 Jülich, Germany 
* Corresponding Author: Phone +49 241 80 95381, E-mail andre.bardow@ltt.rwth-aachen.de 
Abstract: 
Capillary-assisted thin-film evaporation has attracted increased attention recently to efficiently evaporate the 
natural refrigerant water at low pressures. Although capillary-assisted evaporators have been studied in many pub-
lications, it remained unclear if published results can be compared. In this work, we compare experimental setups 
and procedures. Experiments with finned copper tubes are conducted at RWTH Aachen and Fraunhofer ISE. A 
set of requirements is identified to ensure good agreement of the overall heat transfer coefficients. Furthermore, 
dynamic experiments with continuously decreasing filling levels are well-suited to quickly assess the heat transfer 
at all filling levels in a single experiment. Thus, this work identifies approaches for fast and reproducible 
characterization of capillary-assisted evaporation.  
1 Introduction  
Due to its environmental friendliness, broad availability and high enthalpy of evaporation, water is often used as 
refrigerant in thermally driven heat pumps. However, low-pressure evaporation of water at low temperatures is 
challenging since the favourable nucleate boiling regime can only be achieved by high superheats [1] which can 
usually not be provided in thermally driven heat pumps. To overcome this drawback, capillary-assisted thin film 
evaporation has been intensively investigated recently [2-6]. However, so far, it has been unclear to what extent 
experimental conditions affect measurement results and thus if published results are comparable.  
In this work, we investigate if capillary-assisted evaporation is affected by the experimental procedure (decreasing 
vs. constant filling levels) and by experimental setups (setup @RWTH1 vs. setup @ISE2). We identify 
requirements for obtaining comparable results. Contents of this work have also been published in [7].  
2 Experimental setup and data reduction 
The geometry of the investigated finned copper tubes (Table 1) was chosen to create strong capillary action for 
thin-film evaporation. An internal structure of the tube prevents limitations of the overall heat transfer coefficient 
on the inside. Four identical tubes were serially connected and installed in the vacuum-tight evaporator chambers 
in the experimental setups @RWTH and @ISE. Details of the similar setups along with the employed data reduc-
tion are given in Figure 1. The setups differ in condenser (type and position), the way the refrigerant is supplied 
to the evaporator (liquid reflux @RWTH vs. condensed @ISE), connection of the tubes (outside @RWTH vs. 
within vacuum chamber @ISE) and the measurement uncertainty of the used sensors [7].  
Table 1 – Details of finned tube investigated in this work.  
Tube property Value Sketch of tube Tube in setup 
Material Cu (C12200) 
 
 
Tube inner diameter 𝑑in 9.6 mm 
Tube outer diameter 𝑑out 13.2 mm 
Fin spacing 56 fpi 
Fin width 𝑤fin 0.15 mm 
Fin height ℎfin 0.8 mm 
Tube inner fluid side Internal structure 
Total length of tubes 𝐿 2 m 
104
 TU Berlin August 2020 Online ISHPC 2020 #44 
   
2 
Figure 1 – Employed experimental setups @RWTH (left) and @ISE (right). (a) CAD drawing of evaporator 
chambers with installed finned tubes. (b) Sketches of experimental setups with installed sensors for temperature 
(𝑇), volume flow rate (?̇?) and pressure (𝑝) in evaporator and condenser. (c) Definition and detection of relative 
filling level in communicating pipe of experimental setup @RWTH. (d) Data reduction which is identical for 
both setups. Refrigerant and secondary fluids are water and its physical properties (density 𝜌, specific enthalpy 
ℎ and saturation temperature 𝑇𝑠𝑎𝑡) are calculated by RefProp using the equation of state “IAPWS-95” [8].  
Both setups measure at decreasing filling levels, thereby determining the overall heat transfer coefficient 𝑈 at all 
filling levels within a single experiment. Additionally, the setup @RWTH also allows experiments at any constant 
filling level in steady-state condition. The desired constant filling level in the evaporator can be changed by ad-
justing the height of the drain without affecting the vacuum in the experimental setup (cf. Fig. 1 (b), left). A camera 
and an image analysis algorithm automatically determine the filling level. Knowledge of the uncertainty of the 
conducted measurement is important for the evaluation of low-pressure evaporation. Therefore, the whole 
measurement chain including data reduction was analysed regarding uncertainty 𝑢 according to GUM [9] with the 
“law of propagation of uncertainty” for uncorrelated input quantities 𝑥𝑖 
𝑇in    
h
o
t
th
er
m
o
st
at
co
ld
th
er
m
o
st
at
?̇?    
𝑝
𝑇out    
4
4
condenser
evaporator
drain
evaporator
glass tube
camera
relative
filling level
    
1
0
(c) Definition and detection of relative filling level     
co
ld
th
er
m
o
st
at
condenser
evaporator
𝑇out    
?̇?    
𝑝
𝑇in    
h
o
t
th
er
m
o
st
at
RWTH ISE
(a) Evaporator CAD drawing
(b) Experimental setup
(d) Data reduction
overall heat transfer
coefficient𝑈
     𝑈   
 ̇
     
heat flow  ̇  ̇   ?̇?𝜌 ℎ 𝑇in  ℎ 𝑇out
reference surface
area  
   𝑑out𝐿
Logarithmic mean
temperature difference
 𝑇 n   
𝑇in  𝑇out
  
𝑇in  𝑇  t  
𝑇out  𝑇  t  
 
105
 TU Berlin August 2020 Online ISHPC 2020 #44 
   
3 
𝑢𝑓(𝑥𝑖)  √∑(
𝜕 
𝜕𝑥𝑖
)
2
𝑖
𝑢𝑥𝑖
2  (1) 
using a coverage factor of k = 1. The calculated uncertainties for the 𝑈–values are shown in Figure 3.  
2.1 Experimental procedure 
The following experimental procedure was employed to ensure comparable experiments: Since surface condition 
affects wetting of the tubes [7], the tubes were cleaned with isopropanol before installation. The refrigerant was 
degassed, deionized/bi-distilled water. Control of non-condensable gases (NCG) dissolved in the refrigerant or 
attached to surface is crucial since NCGs affect condensation, evaporation and the evaluation of the saturation 
temperature by pressure measurement. Thorough evacuation after the installation of the tubes (until experimental 
results did not change anymore) and additional evacuation prior to (@ISE) or during (@RWTH) each experiment 
ensured no impact from NCGs. Before the experiments started, the tubes were submerged in refrigerant to fully 
wet their surface. The thermostats were set to constant inlet conditions (cp. boxes in Figure 2 and Figure 3). The 
inlet conditions of the condenser were set to obtain identical pressure in the evaporation chamber during the ex-
periment. Measured inlet conditions were identical within uncertainty of measurement during all experiments [7].  
3 Results 
3.1 Impact of dynamics - decreasing vs. constant filling levels 
In Figure 2, the results for experiments with decreasing filling level versus 6 constant filling levels and identical 
inlet conditions (given in blue box in the figure) are presented. Reproducibility of both types of experiments is 
very good. Although measured 𝑈–values at constant filling levels are generally 5-10 % lower than measured 𝑈–
values at decreasing filling level, they mostly coincide within uncertainty of measurement. Detachment occurs at 
Figure 2 – Overall heat transfer coefficient 𝑈 for decreasing and constant filling levels in setup @RWTH. 
higher      for constant filling levels, which is probably caused by difficulties to precisely set low constant filling 
levels due to a meniscus in the drain. Since the menisci between the tubes and the refrigerant in the evaporator are 
very fragile at filling levels below the tube, these filling levels will probably not be used in real-world applications 
anyway. Thus, experiments with decreasing filling levels are well-suited to quickly assess the 𝑈–values at all 
filling levels in a single experiment. Furthermore, operating capillary-assisted thin-film evaporator with decreasing 
filling levels might enhance the 𝑈–value by up to 10 %.  
3.2 Impact of experimental setups 
In general, the results @RWTH and @ISE are very similar (Figure 3). For low driving force (low  𝑇 n, Figure 3, 
left), the measured 𝑈–values coincide within uncertainty of measurement, while the measured 𝑈–values differ up 
to 24 % for high driving forces (Figure 3, right). Overall, the agreement of the experiments is very good and shows 
that obtaining comparable results with different experimental setups is possible. The remaining difference can be 
explained by 3 effects: (1) Capillary action might have deteriorated due to altered surface properties of the tubes 
@ISE caused by necessary brazing for vacuum-tight connection of the tubes. (2) The configuration of the 
refrigerant pool differs @RWTH and @ISE (Figure 1): @RWTH, the evaporator contains more refrigerant which 
is also thermally connected to the metal vessel. Therefore, its thermal mass is increased which leads to comparably 
lower evaporating temperatures @ISE which in turn lead to lower 𝑈–values. (3) Unknown measurement 
uncertainties and/or distorting effects could also have caused the observed differences.  
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Figure 3 - Overall heat transfer coefficient 𝑈 shown with uncertainty (as shade in light colour in the back-
ground) plotted over time for decreasing filling levels for low driving force (left) and high driving force (right). 
Both experiments (@RWTH and @ISE) are synchronized at the end of the experiment (t=0) when the first tube 
loses contact to the refrigerant pool. 
4 Conclusions 
The results demonstrate that experiments with continuously decreasing filling levels are well-suited to quickly 
assess the 𝑈–values at all filling levels in one single experiment. Furthermore, experiments in two different setups 
@RWTH and @ISE can produce identical results within uncertainty of measurement. The following aspects 
should be considered to ensure reproducible experiments of capillary-assisted thin-film evaporation: (1) exact 
definition of the investigated heat exchangers’ surface properties is i portant; (2) analysis of uncertainty of meas-
urement and accordingly choice of appropriate sensors and design of experiment; (3) input conditions need to be 
identical and if possible constant; and (4) vacuum tightness and control of NCGs are crucial for reproducibility.  
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Abstract: 
High concentration NH3/H2O is suitable for Kalina cycles used for the recovery of low grade heat. Plate heat 
exchangers (PHEs) are compact and reduce the charge of working fluid. This work investigates the absorption of 
NH3/H2O in a PHE, which has a weight concentration of 96%. Being different from normal absorption systems, 
the concentration difference between vapor and liquid is small, and apparent heat transfer coefficients (HTCs) are 
used to interpret the phase change process, which assumes that the vapor and liquid are in equilibrium state. The 
apparent HTCs and frictional pressure drop of NH3/H2O are presented and are compared with those of NH3. The 
mass transfer resistance has noticeable influences on heat transfer depending on the flow patterns, while the 
influence on frictional pressure drop is minor. 
 
1. Introduction  
The utilization of low grade heat is a promising approach to increase the sustainability of energy systems. The 
recovery of low grade heat can be implemented making use of Organic Rankine Cycles or Kalina Cycles. During 
evaporation and condensation, Kalina Cycles utilize the temperature glide of mixtures to match the temperature 
change of the secondary fluid. NH3/H2O is a suitable working fluid because of the large latent heat. NH3/H2O can 
be combined with PHEs to transfer large heat loads with compact structures and reduced charge. The condensation 
of NH3/H2O is characterized by a large temperature glide. This process is also referred to as absorption. In order 
to obtain uniform temperature difference between NH3/H2O and the secondary fluid, the bulk weight concentration 
is required to be higher than 80%. Thus it is different from the phase change process in normal absorbers where 
the liquid concentration is in the range of 25%~50% and the vapor concentration is >98% [1].  
The absorption of NH3/H2O within PHEs has been investigated experimentally. The driving potential for the 
external heat transfer is the temperature difference between the NH3/H2O liquid and secondary fluid. The vapor is 
almost pure NH3 and is absorbed into the liquid, releasing heat. The corresponding heat transfer correlations 
available in the literature are only applicable in the original operating ranges. The analysis of mass transfer is 
limited to the overall absorbed mass flow rate, which determines the heat generation and is sensitive to the two-
phase concentration difference [1, 2]. The temperature glide of NH3/H2O changes significantly with concentration, 
making it difficult to develop widely applicable predicting models. This paper addresses the absorption of 
NH3/H2O with an average weight concentration of 96%. 
The authors have studied NH3 condensation in a PHE including flow patterns, heat transfer and frictional pressure 
drop [3, 4]. The fluid properties of high concentration NH3/H2O are slightly different from NH3. The pure 
refrigerant and mixture have similar momentum transport characteristics, but the energy transport characteristics 
are different owing to the simultaneous heat and mass transfer taking place in the NH3/H2O process [5]. This paper 
experimentally investigates the absorption of high concentration NH3/H2O in a PHE, and compares the results 
with NH3 condensation to analyse the influence of mass transfer resistance. 
2. Background 
The determination of bulk concentration is key for the design of Kalina Cycles operating with NH3/H2O. The 
temperature glide is required to match the temperature change of the secondary fluid from heat source and heat 
sink. Figure 1 shows the temperature glide of NH3/H2O, with fluid properties calculated using Refprop [6]. When 
the concentration is close to 100% and the fluid becomes almost pure NH3, the temperature glide of NH3/H2O is 
so small that the advantage of Kalina Cycles cannot be fully exploited. When the concentration is too low, the 
temperature of NH3/H2O changes more than the secondary fluid. Moreover, lower concentration brings about 
larger mass transfer resistance. Thus an optimum concentration exists and is expected to be located in the range of 
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80%~100%. As shown in Figure 1, the temperature glide between bubble point and dew point is large in this range, 
while the temperature glide between bubble point and the point of 0.5 vapor quality is relatively small. The 
availible range is in low and intermediate vapor qualities of high concentration. In real operating conditions of 
Kalina Cycles, the process starts from two phase and ends up with subcooling. Thus the temperature change of 
NH3/H2O depends on the inlet vapor quality. The optimum concentration is determined by the heat capacity of the 
secondary fluid and the inlet vapor quality of the condenser. The value is sensitive to the cases and needs to be 
discussed in the specific conditions. This work investigates the condensation of high concentration NH3/H2O, also 
referred to as absorption. The bulk weight concentration of 96% is presented in this paper, with other 
concentrations being followed up. This process is different from normal absorption since no rectification is 
involved in the system. Consequently, the vapor and liquid are close to thermodynamic equilibrium.  
 
Figure 1 – Temperature glide of NH3/H2O with varying weight concentrations. The equilibrium temperatures of 
bubble point, dew point and three vapor qualities are indicated.  
3. Experimental Set-up and Data Reduction 
The detailed descriptions of the experimental setup and test section are given in a previous paper [3]. The test 
section is a gasketed plate heat exchanger with a hydraulic diameter of 2.99 mm and a chevron angle of 63°. The 
NH3/H2O has a bulk weight concentration of 96%. The working fluid is two-phase at the inlet and outlet of the 
test section. The two phases are mixed at the inlet by spraying the liquid into the vapor flow. The liquid has 
relatively low NH3 concentration, while the vapor is almost pure NH3. NH3/H2O flows from the top to the bottom 
of the test section, and is cooled by cold water flowing upward. Vapor is absorbed into liquid within the test section, 
releasing heat to the cold water [5]. 
The bulk NH3 concentration is determined by measuring the density of the NH3/H2O at liquid state together with 
the local temperature and pressure [5]. In Eq. (1), the heat transfer rate, 
testQ , is calculated using the energy balance 
of the water. The apparent HTC of NH3/H2O, a , is determined by referring to the equilibrium temperature of 
NH3/H2O, aT . Apparent HTC identifies the deterioration of heat transfer owing to mass transfer, but the mass 
transfer resistance is not calculated directly. Apparent HTC is more relevant for high concentration NH3/H2O at 
low and intermediate vapor qualities, where the concentration difference between the vapor and liquid is small. 
Compared with intermediate concentrations or compelete phase change from vapor to liquid, the temperature glide 
during partial phase change within two-phase region is relatively small. Additionally, apparent HTC is comparable 
with the HTC of NH3. 
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In Eq. (2), the frictional pressure drop, 
fri ,aP , is calculated by subtracting the other components from the measured 
pressure drop, 
exp,aP , including the pressure drops of inlet and outlet ports, in port ,aP  and out port ,aP , the 
deceleration pressure rise, 
de,aP , elevation pressure rise, ele,aP , and the mixing pressure drop, mix,aP  [5]. 
fri ,a exp,a in port ,a out port ,a mix,a de,a ele,aP P P P P P P                 (2) 
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4. Experimental Results and Discussion 
According to the visualization experiments of NH3 condensation in PHEs, the flow patterns are full film flow at 
large liquid mass fluxes and partial film flow at small liquid mass fluxes [3]. During full film flow, the wall surface 
of the PHE is completely wetted by the liquid film. For partial film flow, parts of the wall are dry. Flow patterns 
are the function of two-phase fluid properties, operating conditions and channel geometries. The flow patterns for 
NH3/H2O are considered to be the same as for NH3. The fluid properties change continuously with concentration, 
and the properties of high concentration NH3/H2O approximate to those of NH3. The NH3/H2O experiments have 
been operated at the same ranges of mass fluxes and vapor qualities as the NH3 experiments. Additionally, the 
same test section has been used. Both full film flow and partial film flow are separated flow, and the influences of 
liquid and vapor mass fluxes are investigated separately.  
Figure 2(a) presents the apparent HTCs of NH3/H2O with varying liquid and vapor mass fluxes, whose bulk weight 
concentration is 96%. The saturated pressure is 690 kPa. The HTCs of NH3 are shown for comparison in Figure 
2(b), which have been published in our previous paper [3]. In Figure 2(a), the apparent HTCs increase with 
increasing liquid mass fluxes at small values, and stay almost constant at larger values. Partial film flow happens 
at small liquid mass fluxes. The wall is composed of wetted zones and dry zones. In the wetted zones, the vapor 
contacts the two-phase interface and is absorbed by the liquid. The heat and mass transfer through the liquid film. 
In the dry zones, the vapor is in contact with the wall directly. The phase change takes place since the wall 
temperature is lower than the bubble point of NH3/H2O. The heat transfer performance at the wall is inferior to 
that at the two-phase interface where the two-phase concentration difference drives the mass transfer. The area of 
the wetted zones increases with liquid mass fluxes, promoting the overall HTCs. Full film flow applies at a certain 
liquid mass flux when the wall gets wetted completely. All the heat is transferred through the two-phase interface. 
The apparent HTCs become almost constant. The slope of HTCs is different from that of NH3 in Figure 2(b). For 
partial film flow, the heat transfer at the dry zones can be regarded as mixture condensation. The concentration of 
vapor is higher than 99%. According to the experimental results, even minor H2O brings about noticeable mass 
transfer resistance and deteriorates the phase change heat transfer at the wall surface. Consequently, the apparent 
HTCs of NH3/H2O are significantly smaller than the HTCs of NH3. For full film flow and the wetted zones of 
partial film flow, the mass transfer resistance hinders the heat transfer. Nevertheless, the concentration difference 
of NH3 promotes the absorption of NH3 vapor into the liquid, which simultaneously drives the heat transfer. These 
two effects counteract each other. Thus the apparent HTCs of NH3/H2O are slightly smaller than the HTCs of NH3. 
Larger vapor mass fluxes enhance the heat transfer, which is the same as for NH3. 
  
Figure 2 - HTCs with varying liquid and vapor mass fluxes: (a) apparent HTCs of NH3/H2O, (b) HTCs of NH3 
[3] 
Figure 3 shows the influence of liquid and vapor mass fluxes on frictional pressure drop. For NH3/H2O, the 
frictional pressure drop increases monotonously with both mass fluxes, which is the same as NH3 [3]. The change 
of flow patterns does not affect the trend of frictional pressure drop. The sharp trend indicates separated flow and 
further confirms that the flow patterns of NH3/H2O are the same as for NH3. 
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Figure 3 - Frictional pressure drop with varying liquid and vapor mass fluxes: (a) NH3/H2O, (b) NH3 [3] 
5. Conclusions 
This paper discusses heat transfer and frictional pressure drop during NH3/H2O absorption in a PHE, and compares 
the experimental results with pure NH3 condensation. The bulk weight concentration is 96% and will be extended 
to larger ranges in the follow-up work. The flow patterns are considered to be the same as for NH3 condensation 
because the fluid properties only change slightly. For full film flow, the phase change takes place at the two-phase 
interface. The apparent HTCs of NH3/H2O are slightly smaller than the HTCs of NH3. On the one hand, the mass 
transfer resistance deteriorates the heat transfer. But on the other hand, the two-phase concentration difference of 
NH3 drives the mass transfer and promotes the absorption of NH3 vapor into the liquid. The process is the same at 
the wetted zones of partial film flow. At the dry zones, the phase change takes place directly at the wall surface. 
The apparent HTCs of NH3/H2O are much smaller than the HTCs of NH3 because of the mass transfer resistance. 
The frictional pressure drop of NH3/H2O increases sharply with both liquid and vapor mass fluxes, showing the 
same flow characteristics as for NH3. The frictional pressure drop is not affected by mass transfer resistance or the 
change of flow patterns.  
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Abstract: 
Condensing boilers are widely applied for optimal fuel utilization, but the targeted increase of boiler efficiency 
by extracting heat from the hot flue gas is often limited by high return temperatures of the heating system. This 
research investigates the use of an absorption heat pump (AHP) for flue gas condensation of biomass-fired 
boilers. Sensible and latent heat obtained by cooling the flue gas down to temperatures around 25 °C is upgraded 
for further utilization in conventional heating systems. Aiming at robust operation and smallest possible electric 
energy input, the concept of an AHP with a thermosiphon-desorber and a falling film evaporator without 
refrigerant recirculation is investigated. An experimental setup has been designed to investigate refrigerant 
evaporation at a vertical tube bundle. The setup aims at characterizing the wetting behavior of tubes with 
structured surfaces. Heat transfer coefficients around 3.3 kW/(m2 K) are expected for lowest mass flow rates per 
unit wetted perimeter of 0.0076 kg/(m s). The thermodynamic modelling of the thermosiphon desorber predicts 
comparatively high heat transfer coefficients for the boiling of the sorbent solution, indicating a limitation of the 
heat transfer through the external heating cycle. Temperature and pressure profiles in the boiling tube are 
strongly influenced by varying operating conditions. Hence, the results of the experimental investigations and 
the modelling are essential for the final design of the AHP. 
Keywords: absorption heat pump, water-lithium bromide, falling film evaporation, thermosiphon desorber 
1 Introduction  
Cooling the flue gas down below the dew point with release of sensible and latent heat leads to an increase of 
boiler efficiency over 100%. Utilization of heat pumps for flue gas condensation can provide low cooling 
temperatures that are independent from return flow temperatures of the heating network. An AHP needs, unlike 
compression heat pumps, only a fraction of electrical energy for operating the heat pump cycle. 
This research investigates the integration of an AHP into the heating system of a woodchips fired boiler. The 
driving heat to run the sorption cycle can be supplied by the biomass-fired boiler, and consequently, operation of 
the heat pump cycle is almost completely based on renewable energies. The temperature levels of boiler and 
heating network are decisive for the performance of the AHP. In previous studies the concept of the heat pump 
cycle for integration in the biomass heating system has been developed, as illustrated in 
Figure 1 [1]. 
g 
 
Figure 1: concept of the heat pump cycle 
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A biomass boiler which provides supply water temperatures of 95 °C is considered to achieve the highest 
possible temperature level for heat input into the thermosiphon desorber. In the evaporator, heat is transferred to 
the refrigerant from the flue gas that is cooled down from 140 °C to 25 °C. The extracted heat is upgraded from 
the low temperature level to release it to a standard heating network with return temperatures of 50 °C by 
absorber and condenser. Conventional falling film apparatuses are applied for absorber and condenser. Avoiding 
electrical consumption of a solution pump, natural circulation of sorbent between generator and absorber shall be 
accomplished by means of a thermosiphon desorber and the evaporator is operated without a pump for 
refrigerant circulation. 
This research paper focuses on experimental investigations of the evaporator and thermodynamic modelling 
supporting the design of the thermally driven thermosiphon desorber.   
2 Experimental investigations of Evaporator 
The flue gas-coupled evaporator is designed as falling film evaporator with flue gas directed downstream inside 
the tube bundle and shell-side evaporation of the refrigerant. Tubes with structured surfaces are used, aiming at 
complete wetting and evaporation of refrigerant over the whole length of the evaporator. For investigation of the 
evaporation heat transfer coefficient, a test rig with 2 x 2 vertical evaporator tubes heated by a heating circuit has 
been erected. The schematic diagram of the setup is shown in Figure 2. 
 
 
Figure 2: Experimental setup  
Aiming at flue gas condensation at about 25 °C, the experiment will be operated at saturation pressure around 25 
mbar. The refrigerant is supplied to the top end of the evaporator tubes by a feed tray, serving for even 
distribution of the refrigerant. The capillary structure of the tubes is expected to assure a complete wetting of the 
tube surface. The resulting vapor is liquefied by a condenser and flows back to the distribution system of the 
evaporator by gravity. To adjust the amount of circulating refrigerant, a tank below the evaporator collects and 
stores excess refrigerant. Thermodynamic modelling of the falling film evaporation indicates heat transfer 
coefficients around 3.3 kW/(m2 K), which shall now be proved experimentally. With a wettable tube length of 4 
x 1.5 m an evaporation capacity of 6 kW is expected, which correspond to a refrigerant mass flow rate per unit 
wetted perimeter of 0.0076 kg/(m s).  
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3 Thermodynamic modelling of the thermosiphon 
3.1 Fundamentals 
The thermosiphon desorber serves both the circulation of sorbent solution between absorber and condenser, and 
the desorption of the refrigerant. The solution enters the bottom end of the vertical boiling tubes and external 
heat input drives vaporization of the refrigerant, inducing an upward two-phase-flow. The desorption process 
and the fluid-dynamic situation of the LiBr/water sorbent solution inside the boiling tubes is modelled using the 
software EES. Over the length of the boiling tube, mass flow rate, heat transfer and pressure losses of the two-
phase flow are strongly interdependent. So, the balance equations can only be solved iteratively. Characteristic 
pressure profiles of the boiling tubes show high pressure at the inlet of the tube which decreases with continuous 
heat supply due to transition from a single phase to a two phase flow [2]. Given the dependence of the 
equilibrium temperature of the sorbent solution on pressure and concentration, a variation of the boiling 
temperature along the boiling tube is found. Pressure loss in the two-phase flow of the solution results from 
acceleration, friction and change of hydrostatic height. The frictional pressure drop is calculated according to the 
Lockhart-Martinelli-method [3]. Pre-heating of the solution entering the thermosiphon desorber is analyzed 
separately and it is assumed that the sorbent solution enters the vertical tube under boiling conditions. Heat is 
transferred from hot water entering at the bottom of the boiling tube and streaming in upward direction. Thereby 
a high temperature difference is provided at the inlet, where the highest boiling temperature is expected. Heat 
transfer is calculated based on correlations for nucleate boiling, according to Steiner and Taborek [4]. The 
boiling tube is divided into ten sections and within each, energy, mass and pressure balances are solved to 
characterize fluid properties and flow conditions. 
3.2 Results 
Results of the modelling are discussed in the following charts. A boiling tube with an internal diameter of 10 
mm and a height of 1.5 m has been chosen. Sorbent solution of 54 % mass fraction LiBr enters at an inlet 
pressure of 19.5 kPa; outlet pressure is 12.35 kPa.  
The following charts show the profiles of solution concentration and temperature, and pressure drop over the 
length of the boiling tube. 
 
 
 
Figure 3: saturation temperature (T_s) and 
concentration of LiBr solution (x_LiBr) 
Figure 4: pressure drop due to accelation (dp_acc) , 
friction (dp_fr) and hydrostatic (dp_hydr) 
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Figure 5: volumetric vapor content (ε) and vapor 
velocity (v) 
Figure 6: heat transfer coefficient (α) and heat flux 
density (q) 
Figure 3 shows high saturation temperature at the inlet of the boiling tube that decreases over the height of the 
boiling tube. The concentration of the sorbent solution increases constantly. Figure 4 illustrates the pressure drop 
originating from acceleration, hydrostatic and friction of the two-phase flow. Losses originating from 
acceleration stay negligibly small. At the inlet, hydrostatic pressure losses are dominating but with increasing 
height, friction gains importance and results in higher pressure drop values. This corresponds to the rising vapor 
velocity, as can be seen in Figure 5. Starting from the outlet of the lowest tube section, the volumetric vapor 
content exceeds 75 % and vapor velocity rises significantly. Figure 6 shows values for the heat transfer 
coefficient. With progressing desorption and increasing flow velocity, the heat transfer coefficient rises 
significantly. However, heat flux density stays nearly constant. This indicates that heat transfer is limited by the 
external heating characteristics. 
4 Conclusions 
For the implementation of a sorption heat pump which shall be applied for flue gas condensation of a biomass 
boiler, a vertical-tube evaporator and a thermosiphon desorber are developed. Theoretic modeling yields 
promising results for practical implementation. The contribution will include further results for varying input 
parameters of the thermosiphon desorber and first experimental data of the evaporator experiment. 
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Abstract
For an efficient, safe and reliable design of direct fired or exhaust gas fired regenerators for multi-stage water/LiBr
absorption heat pumps the exact knowledge of local heat transfer coefficients on the solution side is crucial due to
high gas temperatures, and high heat loads to the heat exchanger tubes exposed to the corrosive LiBr solution. A
promising type of regenerator type is a natural convection boiler - a thermosiphon regenerator. Within this work
experimental series have been carried out with detailed results of local solution side heat transfer coefficients and
natural circulation flow characteristics. It could be shown experimentally that the heat transfer coefficients (htc) are
only weakly dependant on the circulation mass flow rate but directly and positively dependent on the heat flux. This
allows for the application of even very high heat fluxes as they occur in gas fired regenerators.
1. Introduction
Multi-stage absorption heat pumps enable high efficiencies (COP) and/or high temperature lifts and thus enable a
wide range of applications, such as high-temperature heat pump applications or simultaneous heating and cooling.
However, high temperatures for driving the heat pump process are required which can be found in hot exhaust gases.
The input of high-temperature driving heat from exhaust gases into the absorption heat pump process requires a
reliable and efficient heat exchanger, called high temperature regenerator. Previous studies (e.g. [1]) have shown
that a natural circulation boiler design of the regenerator (thermosiphon regenerator) with vertical boiling tubes has
significant advantages. The heat transfer on the flue gas side in the boiling tube regenerator type is up to twice as
high compared to the shell boiler type - allowing for the same flue gas side pressure drop. That implies that the
required heat exchanger surface can be halved.
The thermosiphon regenerator type enables compact designs and thus high heat fluxes from high exhaust gas tem-
peratures, gas velocities and thus high exhaust gas-side heat transfers. LiBr solution is highly corrosive, especially at
elevated temperatures (>140 ◦C), so that the temperature of the inner tube wall in contact with the solution should be
kept as low as possible to ensure the stability of the heat exchanger. Hence, the decisive parameter for the resulting
local tube wall temperature is the local solution-side heat transfer coefficients.
2. Fundamentals
Within the frame of the research work [2] summarized in this paper, the thermo-hydraulic operating principle
of natural circulation regenerators has been outlined and an extensive literature research has been carried out on
available correlations and calculation approaches for both fluid dynamics and heat transfer. A large number of
different empirical approaches are available to calculate the processes in such boiling tubes. Particularly worth
mentioning here are: correlations for convective heat transfer, pool boiling (e.g. [3]), flow boiling (e.g. [4, 5, 6]) and
frictional pressure loss in two-phase flows (e.g. [8, 9]). The empirical data of all these correlations are largely based
on water as process fluid above atmospheric pressure, whereas in the present application aqueous LiBr solution
is used under sub-atmospheric pressure conditions. Therefore, the suitability of the existing correlations for this
application is questionable and has to be verified. Furthermore, the scattering range of the results from the different
correlations and approaches is very high. A challenge in quantifying the processes in such boiling tubes is the
thermally driven natural circulation. The supply of heat into the boiling tube - also called riser tube - causes the
evaporation (regeneration) of refrigerant (water vapour) resulting in a two-phase mixture with a density lower than
the density of the single-phase solution in the unheated down comer tube. A circulating mass flow results from this
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density difference (see fig. 1a). This mass flow is expected to influence the heat transfer by e.g. its flow velocity, the
local vapour contents and the resulting fluid temperature profile in the riser tube. The coupling of heat transfer and
fluid dynamics is an implicit problem. The circulating mass flow can not be determined a priori and therefore must
be determined iteratively. These boundary conditions led to the conclusion that own experimental investigations on
fluid dynamics and heat transfer within the boiler tubes are necessary for a reliable and safe design of thermosiphon
regenerators.
2.1. Experimental Setup
An experimental test rig has been designed and set up in the laboratory, which enables to determine height-resolved
solution side heat transfer coefficients along the upward flow in the boiling tube and to measure the mass flow rate
of the natural circulation between riser and down comer tube (see fig. 1a. The core of the experimental setup is the
exchangeable electrically variably heated boiling tube. It is included in the vacuum-tight apparatus and is connected
to the down comer tube, a sump container which connects both tubes at the bottom, a head container at the top in
which the generated steam and liquid solution are separated. In the externally cooled condenser heat exchanger the
generated water vapour condenses and the process pressure can be adjusted during operation. The circulation mass
flow rate can be determined by measuring the volume flow rate in the down comer tube by the means of a magnetic
inductive volume flow meter.
The local solution side htc can not be measured directly but can be determined by the local heat flux (by measuring
the electrical power of each local heating clamp), the local tube wall temperature and the local solution temperature
in each height element. The tube wall temperatures (12 or 18 depending on the different boiling tube lengths) are
determined by means of resistance thermometers axially recessed in the middle of the thick tube shell in deep hole
borings (see fig. 1b). Also, the solution temperatures are not measured directly but can determined by the first of
two software models specifically designed for this purpose.
The first model - based on Excel-VBA - calculates the natural convection flow by means of a height segmented
calculation of (given) temperatures, local pressure, pressure drops, saturation temperatures, and so forth. The
second model calculates the heat conduction in the thick experimental boiling tube (FEM-modelling in Engineering
Equation Solver). Both models combined lead to the target values - the height-resolved local solution side htc. The
experimental setup has been validated by a series of pre-experiments.
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Sump
Magn.-Ind.
flow meter Boiling tube
with heaters and 
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Figure 1: Scematic drawings of experimental test rig (a) and boiling tube (b).
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2.2. Experiments
In the main experiments a wide variation of different parameters has been carried out to analyse their effects on
both flow characteristics in natural circulation and heat transfer. Six boiling tubes with typical dimensions for
regenerators have been investigated, which differed in length and inner diameter and represented typical dimensions
in such regenerators (3 tubes with a length lbt of 480 mm each and inner diameters di of 11, 17 and 30 mm as well
as 3 tubes with the same inner diameter but the tube length lbt of 692 mm). For all tubes, typical parameters for
exhaust driven regenerators have been applied. Heating rates (heat flux density at the inner wall q˙ = 5 - 321 kWm−2,
for a more detailed distinction, see table 1), global process pressure (expressed by the condensation temperature of
the generated steam ϑC = 60-95 ◦C, resulting in pressures of approx. 200-850 mbarabs) and solution concentration
(wLiBr = 55-63 wt. %) have been varied in narrow steps. The application of electrical heating of the tubes represents
the boundary condition of forced heat flux, q˙=constant. This boundary condition can be found in exhaust driven
regenerators as the highest heat flux resistance lies on the exhaust gas side of the tubes. The inner htc - on the
LiBr-side - is at least one magnitude higher. Thus, the heat flux is forced onto the tubes. A total of 2,122 test series
for the local htc are available. The detailed measurement and result uncertainty check yielded satisfactory average
uncertainties in the mass flow of less than 5%, for the local htc clearly below 20%.
3. Results
3.1. Flow characteristics in natural circulation
The influences of the varied parameters on the characteristics of the natural circulation mass flow have been analysed.
The result is a uniform and generally valid picture for all varied parameters. The natural circulation mass flow rate
is strongly influenced by the applied heat flux. Starting with small heat fluxes, the mass flow rate increases steeply
with increasing heat flux, reaches a maximum and decreases flatly with increasing heat flux (see a typical result
for a specific test series in figure 2). These typical characteristics for natural circulation boilers could be shown.
Although increased steam quantities - as a result from higher heating rates - cause higher driving forces for the
natural circulation they are overcompensated by disproportionately increasing irreversible frictional and acceleration
pressure losses in the two-phase flow after having reached the point of the mass flow maximum. Over all test series,
mass flow densities (m˙ = M˙/A, with A being the cross sectional area of the boiling tube) of approx. 200-1000
kgs−1 m−2 have been observed. The larger the inner diameter of the boiling tube, the larger is the circulating mass
flow rate at otherwise identical boundary conditions. Another important parameter influencing the circulation rate is
the global process pressure. At the lowest process pressure (equals to a condensation temperature of ϑC = 60 ◦C),
the circulation has been up to 30% lower than at the highest process pressure ϑC = 95 ◦C) (see again fig. 2). That
can be explained by the lower steam densities and higher volumetric vapour quantities at lower pressures and the
associated higher friction and acceleration pressure losses in the two-phase flow region. Further varied parameters
(concentration, tube length) are of minor importance. The natural circulation software model could be validated by
means of the experimental results and can be used for hydraulic design purposes of such regenerators.
3.2. Heat transfer
At the bottom of the boiling tube there is always a section with sub-cooled single-phase fluid. The solution enters
the riser tube with its equilibrium temperature from the header. The liquid head adds pressure to the liquid and that
causes higher eq. temperatures which is the reason for the sub-cooled state. With rising height in the tube static
pressure decreases and increasing solution temperatures by the applied heat lead to a equilibrium state from where
the two-phase flow starts. It has been expected that the single-phase region is characterized by convective heat
transfer which is mainly be influenced by the flow properties of the fluid namely flow velocity, Re numbers, etc. In
the two-phase section additionally heat transfer by flow boiling is expected to occur. In the two-phase region the
correlations available in the literature predict higher htc compared to the single-phase region, since the presence
of steam promises turbulence-enhancing effects and the influence of bubbly boiling improves heat transfer. In the
two-phase region an additional direct heat flux dependency of the htc (by means of pool boiling effects) can be
expected.
However, the experiments have shown that the solution side htc - found in all test series and independent of the
state of phase - does not significantly depend on the mass flow rate while the htc is positively and continuously
dependent on the local heat flux - both for single- and two-phase flow - meaning that increasing heat flux constantly
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leads to increasing htc (see figure 3).
The dependency of the htc on the heat flux in the single-phase region can be explained by the occurrence of
sub-cooled flow boiling. The positive dependency of the htc on the heat flux described in the literature could thus be
experimentally confirmed. For the present application, however, much higher minimal heat flux densities had been
expected for the onset of sub-cooled boiling (e.g. [7]).
In the two-phase region a similar dependence could be shown throughout. Here, the htc there also depends directly
on the heat flux density (α ∝ q˙0.5...0.8) - as expected qualitatively (e.g. [3]). In addition, the local steam content has
a strengthening effect on the htc: the higher the local steam content, the higher the htc.
Over all test series, the average htc in the two-phase region are about 2 times higher than in the single-phase region.
Htc between 0.2 and 15 kWm−2 K−1 have been observed in the single-phase region and htc between 1.0 and 20
kWm−2 K−1 in the two-phase region.
As an important result of this work, a simple but reliable estimation of the minimum achievable htc for the
investigated operating range in the boiling tube as a function of heat flux density can be given. By means of the
following simple equation the minimum achievable htc αmin can be calculated by αmin = q˙∆ϑmax as a function of the
heat flux density q˙ and the maximum wall overtemperature ∆ϑmax = ϑwall,max−ϑ f luid which has been detected in
the experiments. The maximum resulting wall overtemperatures vary depending on the phase state and pressure
range. Table 2 lists the maximum wall overtemperatures one can use for calculating the respective htc applying heat
flux density (use table 1 accordingly). At the highest examined pressure (ϑC = 95 ◦C) wall overtemperatures ∆ϑmax
= 20 K for one-phase flow region respective ∆ϑmax = 25 K for two-phase flow can be used. For the lowest pressure
examined (ϑC = 70 ◦C) a continuous maximum wall overtemperature of ∆ϑmax = 30 K can be used. The maximum
wall overtemperatures for pressures that lie between the two extremes can be estimated by linear interpolation.
There are regions of smaller heat fluxes where the maximum wall temperature even is smaller and the htc are higher.
The use of this simple estimation does not necessarily lead to the optimum design, as often higher htc can result than
calculated by the minimum estimation, it can yet be used to reliably derive a safe design of such regenerators. The
use of the available correlations for the htc is not recommended as high scattering of values can be found. Possible
reasons are the differences in operating pressure and the use of LiBr solution (e.g. ) which has not been in the
scope of examination in the literature so far. The influence of the tube roughness especially on nucleate boiling
is significant (compare e.g. [3]), therefore the use of tubes as rough as possible is recommended. Although the
roughness has an influence on the achievable circulation mass flow - the rougher the pipe the smaller the circulation
rate - it has no significant influence on the htc within wide limits. The advantage of improving the htc by a rough
tube clearly outweighs here.
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Table 1: Heat flux densities q˙ applied to each
experimantal boiling tube (bt)
lbt di q˙
mm mm kWm−2
480
11 13-321
17 13-321
30 8-215
692
11 21-152
17 14-143
30 5-110
Table 2: Maximum wall overtemperatures ∆ϑmax of all experimental data
for both phase states and the two extreme operating pressures - all
heat flux densities q˙ in kWm−2.
ϑC in ◦C one-phase two-phase
95
∆ϑmax(q˙≥ 50) = 20 K ∆ϑmax(q˙≥ 80) = 25 K
∆ϑmax(q˙ < 50) = 15 K ∆ϑmax(q˙ < 80) = 15 K
∆ϑmax(q˙ < 50) = 10 K
70 ∆ϑmax(q˙≥ 7) = 30 K
∆ϑmax(q˙≥ 80) = 30 K
∆ϑmax(q˙ < 80) = 25 K
∆ϑmax(q˙ < 50) = 20 K
4. Conclusions
The major conclusion of this work is that the feasible heat transfer on the LiBr solution side is sufficiently high so
that the regenerator in thermosiphon design can be exposed to high heat flux densities without violating reliable
operating limits with regard to excessive wall temperatures and increased risk of corrosion. A positive dependence
of the heat transfer coefficients on the heat flux has been observed throughout, both in the single-phase and the
two-phase region within the boiling tube. In the experiments, values of heat transfer coefficients were found to
be significantly higher in all operating ranges than would have been expected based on the available literature.
The findings shown in this paper extend the understanding and the predictability of the decisive processes in
vertical boiling tubes under sub atmospheric pressure conditions and the use of LiBr solution. They allow for the
optimisation of the design of high temperature thermosiphon regenerators in absorption heat pumps.
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Abstract: 
Non-absorbable gasses in absorption heat pumps are well known to significantly hamper their performance. It is 
hard to prevent the presence of non-absorbable gasses; therefore, regular purging is required. Publications 
describing earlier work on purge systems for absorption heat transformers (or type II absorption heat pumps) are 
relatively scarce. The goal of this work has been to design a motor-less purge system that continuously collects 
and evacuates non-absorbable gasses. This system was installed and tested on our laboratory scale 10 kW LiBr-
H2O absorption heat transformer. The measurements indicate that system performs well and successfully removes 
non-absorbable gasses.  
1? Introduction  
This paper details the concept and measurement results of a motor-less system for purging Non-Absorbable Gasses 
(or Non-Condensable Gases, NCGs) from an Absorption Heat Transformer (AHT, or type II absorption heat 
pump). The presence of NCGs in an absorption machine reduces its performance mainly due to their entrainment 
by the refrigerant/absorbate vapor flow towards the absorbing/condensing surfaces where they accumulate and 
create a mass transfer resistance for the vapor flow. Typically, in LiBr-H2O absorption machines, the operating 
pressure is sub-atmospheric, and penetration of the ambient air is the significant source of contamination. The 
problem of NCGs is well recognized and any absorption heat pump system should address it. 
 
Some publications predict a severe performance penalty due to the mere presence of NCGs, while others predict 
a performance reduction somewhat proportional to the percentage of NCG content in the vapor volume. An 
example of the latter was recently published [1], and includes an informative literature review regarding the 
performance penalty incurred by NCGs in absorption systems, of both theoretical and experimental results, 
including the authors’ own. Their results are relevant for a rather substantial presence of NCGs (up to more than 
30% volume), but not for minute amounts of less than 1% in volume, which might explain the discrepancy with 
publications which focus on the very minute presence of NCGs [2]. 
 
Dozens of publications and hundreds of patents regarding NCG purging from sub-atmospheric pressure 
refrigeration systems are available since at least the 1920s; with growing interest in the 1940s which is also around 
the time aqueous LiBr absorption chillers technology was pioneered in the USA [3]. Many relevant patents were 
later granted to US firms in the late 1960s, and, according to Google Patents, in the late 1980s there was a growing 
number of relevant Chinese patents. 
 
Some concepts use a cold trap (or a variation thereof) to collect the NCGs. Some use ejectors (or eductors, 
exhausters, etc.) to entrain NCGs by a motive stream branching from an already available higher-pressure source. 
After collection, the NCGs are periodically evacuated from the system, along with some vapor (refrigerant). 
Relatively recently, a non-ejector-based motor-less NCG collection method for AHPs was patented [4]. It is similar 
to ejector-based systems except that the suction is not produced by high velocity liquid, but by creating a so-called 
contraction turbulence that captures gas in the liquid flow through a dedicated vertical conduit, delivering it to a 
separate container where the NCGs are trapped. 
 
Another NCGs collection method uses an additional smaller dedicated absorber. This absorber uses a fraction of 
the solution stream delivered from the desorber and is cooled to be slightly colder than the main absorber to 
maintain a lower pressure and thus NCGs suction. This method, or a variant of it, was detailed in several patents 
in the field of absorption refrigeration NCGs separation and collection [5], [6]. 
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2? Background/Fundamentals/Experimental Set-up 
We installed and tested a moto-less purge system on an experimental laboratory scale, single-effect LiBr-H2O 
AHT system described elsewhere [7]. Figure 1 includes a schematic diagram thereof, where the AHT is faded out 
to visually highlight the purge system. It is assumed that the reader understands the fundamentals of absorption 
heat pumps technology, hence the following is just a brief overview. 
 
Figure 1 - Non-absorbable purge system diagram superimposed on a faded AHT diagram. Solid arrow lines 
indicate liquid tubing, dashed lines indicate vapor tubing. 
The high-pressure vessel (HPV, on left) is supplied with hot water at about 95°C generated by a dedicated 10 kW 
in-line water heater. This hot water source powers the evaporator and the absorber. A portion of the temperature-
boosted water leaving the absorber is recirculated back to the absorber to maintain its higher temperature, and the 
rest returns to the in-line heater. The pressure within the HPV (P1) is measured at the top of the evaporator. The 
refrigerant and the solution are distributed over the evaporator and absorber tube bundles using spray nozzles. The 
absorber’s spray nozzles atomize the liquid solution to increase its surface area in contact with the surrounding 
vapor and thus enhance the adiabatic absorption process. To measure this, two RTD probes are used: One (T01) 
measuring the solution temperature soon after leaving the nozzle, and the other (T02) below it, immediately before 
the solution contacts the tube bundle. 
 
The absorber power is calculated according to the measured external water temperature difference (T12 – T11), 
volumetric flow rate F1 (the water density and specific heat capacity are estimated according to the measured 
temperature and pressure in the water line). The low-pressure vessel (LPV, on right) contains the desorber and the 
condenser. The desorber is powered by an external electric heater, and the condenser is cooled by water from a 
cooling tower. The pressure within the LPV (P2) is measured at the condenser. The refrigerant in the evaporator 
pool is continuously recirculated to wet the evaporator tube bundle, and the strong solution in the desorber is 
continuously pumped, through the cold side of the recuperative solution-to-solution heat exchanger (SSHX), to 
wet the absorber tube bundle.  
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The purge system operates in two stages: collection and evacuation. To collect and trap the NCGs, an adiabatic 
absorption vessel (AAV) is used. The lowest pressure in the system is maintained within the AAV by spraying a 
pre-cooled small fraction of the pumped concentrated solution from the desorber outlet. It is cooled using a water-
solution heat-exchanger (WSHX) which recuperates heat between the solution leaving the desorber and the water 
leaving the condenser. As the cooled solution is sprayed into the AAV, its vapor pressure is lower than the LPV’s, 
allowing it to absorb vapor from the LPV adiabatically. It is important to emphasize that the WSHX heat is 
recuperated and not considered a heat. 
?
In normal operation, this system continuously collects and traps NCGs in the main volume of the AAV and in the 
EV, while absorbent solution exits from the bottom of the AAV. After sufficient time, the presence of NCGs in 
the AAV may prevent further absorption, which is manifested by diminished pressure difference between the AAV 
and the LPV. Also, given that the solution heating effect by absorption is diminished, the solution may leave the 
AAV colder than it had entered it due to heat losses. Either of these measured indications can be used to determine 
that it is time to exhaust the EV content to the ambient, by the following steps: 
 
(1) Isolate the purge system vessels from the AHT except for the solution inlet - allowing the solution to continue 
entering the AAV. This will cause the solution liquid level to act as a rising piston pressurizing the trapped NCGs 
at the top of the EV to a pressure similar to the solution pump outlet pressure, which must be above ambient 
pressure. (2) Isolate the EV from the AAV. (3) Open the EV outlet to allow the pressurized NCGs to exhaust to 
the atmosphere. (4) Close the EV outlet. Either return to (1), or continue. (5) Open to solution outlet to allow the 
liquid level to recede well below the AAV vapor inlet port. (6) Return to normal operation by opening the AAV 
vapor inlet line. 
 
To demonstrate the purge system operation, while the system operates at a relatively steady state, a measured 
amount of NCGs (in the form of N2) is injected into the system, and the performance before and after this deliberate 
contamination is measured. Then, purging is periodically performed while the AHT performance is monitored. It 
is difficult to maintain a steady state in our system because the cooling tower power is too low, which causes to 
cooling water temperature to steadily rise over the course of several hours. However, the injection and purging of 
NCGs very noticeably impacts the AHT performance almost immediately.  
3? Results 
To demonstrate the presence of NCGs effect on the absorber performance, Figure 2 presents relevant 
measurements before and during N2 injection, and during evacuation. During the time prior to evacuation (point 
‘e’), the AHT was disconnected from the purge system (V11 and V12 closed), except for the solution inlet and 
outlet. The performance is almost immediately reduced as the N2 is injected at the times indicated as ‘a’, ‘b’, ‘c’, 
and ‘d’. The injected N2 occupied roughly 0.2% of the HPV volume each time. The absorber power clearly drops 
as a consequence, each time by roughly 2%. The drop in external water inlet and outlet temperatures T11 and T12, 
and the adiabatic absorption temperatures T01 and T02, are also presented. 
 
At the time indicated as ‘e’, the AAV was connected to the HPV line (V33 and V11 opened, while V12 remains 
closed), and then a series of purge cycles started. Consequently, the performance recovered as indicated by the 
increase in absorber power and temperature. The performance in this example does not fully revert to the level it 
was at before N2 contamination. This is partly because the purging was performed from the HPV alone, and some 
NCGs make their way to the LPV over time by dissolving in the solution.  
 
It is important to note a specific inherent problem with this purging method – the potential crystallization risk due 
to subcooling the solution leaving the desorber. If the machine operates close to the crystallization line, using this 
purge system may require adjustment of the operating point or stricter control.  
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Figure 2 - relevant AHT and purge system measurements before and during NCGs injection, and during their 
purging. The abscissa indicates the time of day. 
4? Conclusions 
The proposed AHT motor-less non-absorbable gasses (or non-condensable gasses, NCGs) purge system design 
was built and operated. This system can potentially operate in a fully automated mode. It demonstrated its ability 
to collect NCGs, and then remove them from the AHT. This was demonstrated by reversing the performance 
penalty associated with our deliberate NCGs (N2) injection. An important observation is that, for a purge system 
to function properly, it is crucial to design the interior of the AHT volumes to promote sufficiently high vapor 
velocities to entrain the NCGs to designated removal points, and to place the purge system suction points 
accordingly to remove them from where they accumulate. 
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Abstract: 
This paper presents a three-year experimental comparative analysis of a desiccant based and a traditional flower 
greenhouse in winter mode operation, with particular reference to the thermo-hygrometric conditions inside the 
greenhouse. The innovative greenhouse allows a primary energy saving with respect to the traditional one ranging 
from 9.6% in 2010 to 15.1% in 2012. Moreover, it exhibits more stable thermo-hygrometric patterns and it 
maintains thermo-hygrometric optimum ranges (16-20 °C temperature and 60-80% relative humidity) more times 
than the traditional greenhouse. In particular the innovative greenhouse operated with H2O-LiCl desiccant in 2010 
exhibited the best humidity control. 
1. Introduction  
The thermo-hygrometric control is fundamental for the management of flower greenhouses as improper values of 
temperature and humidity content might cause damage to the plants increasing also the energy consumption. 
In the traditional greenhouse air-conditioning system the humidity control is obtained through ventilation with 
outdoor air, while the temperature level is adjusted by unit heaters, generally fed by hot water or steam. 
Sorption technology provides a new technique for controlling the thermo-hygrometric conditions inside the 
greenhouse based on the use of desiccant. The energy cost of this process is due to the regeneration of the desiccant, 
when the moisture ab/adsorbed is removed from the solution, and it may be consistently reduced by a proper heat 
recovery, such as, for example, in multi-effect techniques [1]. The desiccants have also a direct sanitising effect 
on the air by removing dusts and microbial content [2]. 
In a previous work [3], the authors carried out an experimental comparative energy analysis between a traditional 
and an innovative flower greenhouse equipped with a liquid desiccant based air-conditioning system in the winter 
season. Three different desiccants were tested: H2O/LiCl in 2010, H2O/KCOOH in 2011 and H2O/LiBr in 2012. 
The primary energy saving of the innovative greenhouse was of 9.6% with H2O/LiCl in 2010, 11.7% with 
H2O/KCOOH in 2011 and 15.1% with H2O/LiBr in 2012. No corrosion or carry over phenomena were observed 
during the three years of experimental campaign. 
This work reports a comparative analysis aiming at investigating the thermo-hygrometric conditions inside the 
traditional and the innovative greenhouses by means of big-data analytics techniques to highlight additional 
benefits of the desiccant based air-conditioning system, beyond the simple energy saving. 
2. Background/Fundamentals/Experimental Set-up 
Two identical flower greenhouses in northern Italy were provided with a traditional and a desiccant based air-
conditioning system, respectively. Both the greenhouses are equipped with unit heaters driven by hot water, for 
temperature control, and an automatic roof opening system, for humidity control by ventilation with outside air. 
The innovative greenhouse is also equipped with a Ventilated Latent Heat Converter (VLHC) AGAM 1020 [4] 
that directly dehumidifies around one third of the air inside the greenhouse by using a hygroscopic salt solution. 
The hygroscopic solution, after the dehumidification process, is heated by hot water coming from a gasoline boiler 
and regenerated by scavenger air evolving in a closed loop. Heat recovery is performed on the desiccant 
regeneration process by condensing part of the humidity content of the scavenger air at the outlet of the 
regeneration unit, thus recovering the corresponding latent heat to warm up the dehumidified air, before re-entering 
the greenhouse. The VLHC unit is directly controlled by a hygrometer inside the greenhouse. The total energy 
demand of the innovative greenhouse includes the thermal energy for driving the unit heaters and the regeneration 
process in the VLHC unit, while the traditional greenhouse only requires heat to operate the unit heaters. The 
relative humidity RH and temperature T inside the greenhouses were measured by using a capacitive hygrometer 
(uncertainty (k=2) = ± 1.8 %) and a band-gap thermometer (uncertainty (k=2) = ± 0.3 K) integrated within a single 
measuring probe. Each greenhouse was instrumented with eight probes uniformly distributed over the space. 
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Figure 1 - Hourly average thermo-hygrometric condition inside the greenhouses in 2010 (H2O/LiCl). 
3. Results 
The relative humidity RH and the temperature T inside each greenhouses were measured over the eight positions 
six times per hour, from October 31st to December 10th, in 2010, 2011 and 2012, when the greenhouses were filled 
with Christmas flowers. From the measurement of temperature T and relative humidity RH also the humidity ratio 
X was computed, therefore the final whole thermo-hygrometric database of the two greenhouses in the three years 
of experimentation consists of almost 106 T, X, and RH data-points. Figures 1, 2, and 3 show the hourly average 
values for temperature T, humidity ratio X, and relative humidity RH measured inside both the greenhouses in the 
testing periods of 2010, 2011 and 2012. The hourly averaged air temperature was in general within the optimum 
range (16-20 °C) for Christmas flowers in both the greenhouses, whereas the hourly averaged relative humidity in 
the traditional greenhouse in some cases was over the upper limit (80%) selected to prevent the moisture 
condensation on the plants. 
The whole thermo-hygrometric database was processed by big-data analytics and re-sampling techniques. In 
particular, the adoption of permutation tests, i.e. highly flexible non-parametric testing procedures allowing us to 
deal with high-dimensional data, and providing some interesting insights on the behaviour of the two greenhouses. 
 
Figure 2 - Hourly average thermo-hygrometric condition inside the greenhouses in 2011 (H2O/KCOOH). 
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Figure 3 - Hourly average thermo-hygrometric condition inside the greenhouses in 2012 (H2O/LiBr). 
Firstly, we focused on temperature and generated the response variable Y, a binary variable assuming value 0 if 
temperature T is within the optimum range, 1 otherwise. We then adopted directional permutation tests, using the 
difference of mean as test statistic and B=2000 permutations, in order to identify the measurement occasions in 
which the innovative greenhouse had a significantly higher number of temperature out-control positions than the 
traditional one (H1a: µI > µT), and vice versa (H1b: µI < µT). The numbers of instances in which we concluded in 
favour of H1a and H1b were then recorded. The same approach was also adopted for the relative humidity.  
Figure 4 shows the percentage of Temperature out-control (T >20 and <16 °C) and Relative Humidity out-control 
(RH > 80%) in the innovative and in the traditional greenhouse in the three years of experimentation. The 
percentage of RH out-control is always higher for the traditional greenhouse with respect to the innovative one 
(29.6% vs. 14.1% in 2010, 35.1% vs. 27.6% in 2011 and 47.1% vs. 41.8% in 2012), while in general the percentage 
of T out-control of the traditional greenhouse is lower than in the innovative (37.8% vs. 35.6% in 2010, 39.8% vs. 
43.2% in 2011 and 24.8% vs. 30.6% in 2012). 
 
 
Figure 4 - Percentage of T and RH out-control inside the greenhouses in 2010, 2011 and 2012.. 
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Figure 5 - Percentage of T and RH out-control inside the greenhouses in 2010, 2011 and 2012.. 
These results are also confirmed by the analysis of the distribution of the significant differences in terms of number 
of out-control positions for temperature T and relative humidity RH in the innovative and traditional greenhouses 
illustrated in figure 5. The percentage of occasions in which we conclude in favour of H1a (see column 
Traditional<Innovative T-OUT), i.e. the innovative greenhouse has a significantly larger number of temperature 
out-control positions than the traditional one, is always higher than its counterpart, the percentage of cases in which 
data support H1b (see column Traditional>Innovative T-OUT): 6.2% vs. 3.1% in 2010, 11.8% vs. 5.8% in 2011 
and 1.8% vs. 0.2% in 2012. On the other hand, considering the relative humidity, the percentage of occasions in 
which the traditional greenhouse has a worse performance than innovative (i.e. data support H2b) is in general 
higher than the percentage of occasions in which the innovative greenhouse has the highest number of out-control 
positions (i.e. we conclude in favour of H2a): 17.7% vs. 0.4% in 2010, 3.9% vs. 4.1% in 2011 and 6.4% vs. 0.7% 
in 2012. These behaviours might be explained considering the different strategy in themo-hygrometric control of 
the traditional and the innovative approach. The sorption dehumidification unit controls the moisture content of 
the greenhouse by introducing hot dehumidified air, therefore it is easy to overcome the optimum thermal range. 
On the contrary, the traditional system controls the internal humidity level by ventilation with outside dry and cold 
air, therefore it is easier to overcome the optimum range of relative humidity. 
4. Conclusions 
The big-data analytics of the thermo-hygrometric database of the two greenhouses in the three years of comparative 
analysis that consists of almost 106 T, X, RH data points, shows that the thermo-hygrometric patterns are more 
stable and the thermo-hygrometric optimum ranges are maintained more times in the innovative greenhouse than 
in the traditional one. In particular the innovative greenhouse operated with H2O-LiCl desiccant in 2010 exhibited 
the best humidity control. This result highlights additional benefits of the desiccant based air-conditioning system 
with respect to the traditional one, beyond the simple energy saving. Moreover, no corrosion or carry over 
phenomena were observed with all the desiccants tested. 
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Abstract 
Solar assisted heat pumps till now have used the solar collectors as a cold source. Solar collectors provided when 
possible direct heating, otherwise they offered temperature levels higher than outside air for the heat pump 
evaporator. At the same time, solar thermal cooling exploits solar collectors and the absorption chiller only in hot 
months. The paper considers the possibility of employing ETCs to drive an absorption heat pump that is in 
summertime the absorption chiller. The cold source is the ground which is recharged by the solar collectors in mid 
seasons and by the cooling of absorber-condenser in summer. The study analyses the system behavior in yearly 
operation evaluating also the role of suitable storage capabilities in a temperate climate. 
1. Introduction  
An interesting option to increase attractiveness of solar thermally driven systems with respect to the actual more 
competitive PV heating and cooling systems can be the utilization of Evacuated Tube Collector(s) (ETC) as driving 
energy at the generator of a thermally driven heat pump. This can be nowadays possible thanks to a series of 
improvements regarding the solar thermal collectors occurred in the last years [1], thus a first order thermal losses 
coefficient of 1 W m-2 K-1 or even less is normal in ETC largely available on market. As a matter of fact, thanks 
to the high thermal efficiency also during colder months, suitable outlet temperature can be reached if a sufficient 
solar radiation impinges the collectors. Obviously, the performance depends on the climate of the resort 
considered, in particular on the outside air temperature and the clearness index. For such an annual utilization of 
solar thermal energy, a thermally driven chiller that can operate as heat pump with the suitable temperatures at the 
three heat exchangers (generator, evaporator, absorber/condenser) has to be coupled. 
In this study, a simulation model of a thermally driven dual-source heat pump/chiller that faces the heating and 
cooling loads of an existing building is developed. The main novelty of this study is the utilization of thermal 
energy produced by ETC as both driving and heat source energy of a thermally driven heat pump/chiller. 
2. Background 
2.1. The simulation model 
The case study concerns an existing real building, the F92 sited at ENEA Casaccia Research Centre near Rome 
(Italy) that houses the “Scuola delle energie” (“Energies School”). It is developed in three-storey (basement, 
ground floor and first floor, the lasts being identical) for a volume of 620 m3 and a total floor surface of 230 m2. 
The building/plant system has been modelled in Trnsys on the basis of transparent and opaque surfaces 
characteristics, internal gains and thermal/cooling plant schedules data supplied by ENEA [2]. The heating and 
cooling loads are calculated on the basis of climatic data of the Italian resort Belluno (46.14° N latitude) [3]. 
The original feature of the HVAC plant is the solar section composed of ETCs that drive a thermally driven 
absorption heat pump which satisfies all the loads. Moreover, the ETCs provide direct heating when possible, or 
act as heat pump cold source. The plant is set up by four main loops, and the various components are connected 
via suitable storage tanks (Figure 1). The control logic is based on a survey of solar radiation intensity (S), 
determining an operation threshold of 50 W m-2, and on a comparison between the various suitable tanks set-points 
and the available temperatures in the different circuits (see next section 2.2). 
The ETC considered is a modern collector available on the market, with very low first order heat loss coefficient 
(0=71.8%, a1=1.051 W m-2 K-1, a2=0.004 W m-2 K-2). It is modelled by type 71, with a tilt of 30° and an azimuth 
of 0°. The ground field is modelled by type 557a with a ground thermal conductivity of 2.87 W m-1 K-1, and a 
storage heat capacity of 2016 kJ m-3 K-1. The ground field is composed by nx50 or nx100 m in a row vertical tube 
U heat exchangers (n varying with the ETC field area), with an outer diameter of 32 mm and a thickness of 2.9 
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mm, distance 6 m. The tanks are modelled by type 4a (Generator Tank, Cold Tank) and type 60d (Heat Source 
Tank, Hot Tank). Finally, as no specific type is available in Trnsys for modelling a thermally driven heat pump, 
type 927 is used to model the water-water heat pump based on nominal data from a manufacturer concerning 
thermal power, cooling power and thermal power consumption at various heat source, heat sink and generator 
temperatures, considered varying in useful ranges according to source and sink temperatures (respectively 2 ≤ 
Tsource_tank ≤ 20 °C and Hot Tank or Heat Source Tank max 40 °C), and generator temperature (75-95 °C). 
 
Figure 1 - Schematic of the main equipment of the plant 
2.2. Control strategy of the plant 
During heating season, the operation of the ETC field is based on the useful thermal energy producible by the 
plant in correspondence of two values of the reduced temperature Tred, defined as a function of the mean 
temperature of the water entering and leaving the collector (Tm), the air temperature (Ta) and the global solar 
radiation on the tilted surface (G) (Equation (1)): 
𝑇𝑟𝑒𝑑 =
𝑇𝑚−𝑇𝑎
𝐺𝛽
      (1) 
Tred1 is calculated as a function of the return temperature from the Generator Tank, whereas Tred2 in function of the 
return temperature from the Hot Tank (with Tred1>Tred2). In correspondence of these two values, the thermal 
efficiency as defined in Equation (2) is calculated (EN ISO 9806:2017): 
𝜂𝑡ℎ,𝐸𝑇𝐶 = 𝜂0 − 𝑎1𝑇𝑟𝑒𝑑 − 𝑎2(𝐺𝛽) ⋅ 𝑇𝑟𝑒𝑑
2      (2) 
where 0 is the optical efficiency, a1 is the heat loss coefficient, a2 is the temperature dependence of the heat loss 
coefficient. The useful thermal energy producible by the plant in the two cases has been then determined (where 
COPHP is the Coefficient Of Performance of the heat pump, HP): 
1. Qus,1 = th,ETC,1GCOPHP  (indirect heating by HP) 
2. Qus,2 = th,ETC,2G  (direct heating by ETC) 
The ETC field is operated on the basis of the greatest Qus: if Qus,1 > Qus,2 the ETC field feeds the Generator Tank 
(A=B=C=D=1 - indirect heating by HP), whereas if Qus,1 < Qus,2 the ETC field feeds the Hot Tank (A=B=0 - direct 
heating by ETC). If Tred < Tred2 the ETC field feeds the Heat Source Tank (A=B=1, C=D=0) (Figure 1). 
During cooling season, A=B=1 in any case (no direct heating as no heating loads are present). The ETC operation 
is based on the Generator Tank outlet temperature: if Tgen_tank < 95 °C, hot water from ETC is supplied to the 
Generator Tank to feed the absorption HP generator (C=D=1), if Tgen_tank > 95 °C, hot water from ETC is supplied 
to the Heat Source Tank to regenerate the ground (C=D=0). 
The operation strategy of the HP is based on the Hot Tank outlet temperature during heating season 
(COOLING_LOADS = 0   AND   Tout_hot_tank < 40 °C), and on the Cold Tank outlet temperature during cooling 
season (COOLING_LOADS > 0   AND   Tto_load > 12 °C). In the first case, the machine operates as heat pump (the 
absorber/condenser heats up the Hot Tank, the evaporator is fed by the Heat Source Tank). In the second case, the 
equipment can operate as chiller (the evaporator cools down the Cold Tank) with heat recovery (if Tout_hot_tank < 38 
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°C the absorber/condenser is connected to the Hot Tank) or without heat recovery (if Tout_hot_tank > 40 °C the 
absorber/condenser is connected to the Heat Source Tank). Moreover, when the HP/Chiller is in operation, its 
generator has to be fed by hot water that is produced by the Generator Tank if Tgen_tank > 75 °C (H=I=1) or by an 
Auxiliary Boiler (efficiency supposed constant and equal to 0.9) if Tgen_tank < 75 °C (H=I=0). 
3. Results 
As the Authors already proved ([4]-[6]), the length of the ground probes can be reduced when increasing the solar 
field as the contribution of the solar energy to recharge the ground during summer months is greater. This feature 
is here considered also in the following economic analysis. Furthermore, the capacity of the Hot Tank and the Heat 
Source Tank is fixed at 0.8 and 1.5 m3 respectively, whereas the Cold Tank capacity is fixed at 0.75 m3.  
Many different combinations of ETC area, Generator Tank capacity and length of the ground probes have been 
simulated. For the sake of brevity, only the ones described in Table 1 are compared in Figure 2(a) on a yearly basis 
in terms of no-renewable primary energy consumption EPannual (divided into two contributes relative to heating 
and cooling seasons), each with the counterpart of a traditional solution (NG Boiler for heating + a/w Chiller for 
cooling). The yearly primary energy ratio (PERplant,nren) is reported as well. It is calculated on the basis of the no-
renewable primary energy consumption of the whole plant (Auxiliary Boiler and parasitic power of pumps with 
the primary energy factors as defined by Italian Decree DM 26/06/2015: fP,nren (NG) = 1.05;  fP,nren (electricity from 
the grid) = 1.95). 
Table 1 – ETC area, ground probes number and length, and Generator Tank capacity for the main alternatives 
simulated – CAPEX of the main equipment 
 ETC (m2) Ground (n x m) GenT (m3)  CAPital EXpenditures (CAPEX)  
1 60 2 x 100 4  Variable Ground Bor. cost (€ m-1) 25 
2 60 2 x 50 4  Fixed Ground Bor. cost (€) 10000 
3 80 2 x 50 4  ETC cost (€ m-2) 300 
4 80 2 x 50 5  Adsorption HP/Chiller (€ kW-1) 600 
5 100 2 x 50 6  El. Trad. Sol. a/w Chiller (€ kW-1) 300 
 
 
(a) 
 
(b) 
Figure 2 - Comparison between the different alternatives compared with the conventional one, on the base of 
annual no-renewable primary energy consumption (EPnren,gl) and primary energy ratio (PERplant,nren) (a), and on 
the base of annual discounted saving and extra-CAPEX (b) 
Comparing solutions 1 and 2 in Figure 2(a) reveals that a correct balance between the solar and the ground fields 
is necessary in order to improve energy performance of the plant. Moreover, increasing the ETC area is beneficial 
as EPannual (red triangle) decreases: looking at solutions 1-3-5, the increase of the ETC area decreases the no-
renewable primary energy consumption of the plant both in heating season (blue line bars) and in cooling season 
(orange line bars) as more thermal energy for driving the HP/Chiller is produced thus reducing the NG 
consumption of the Auxiliary Boiler. Increasing the capacity of Generator Tank has a similar effect, that is the 
plant EPannual decreases (comparison between solutions 3 and 4). When EPannual decreases, PERplant,nren increases. 
For the BL climate here considered, it is not advantageous to have lower than 60 m2 of ETC field, as in this case 
EPannual would be in any case greater than the traditional solution. The best solution appears to be the number 5 
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(100 m2 ETC, 2x50 m ground probes, 6000 L Generator Tank), with an EPannual of 80.1 kWh m-2 year-1 and a 
PERplant,nren equal to 3.56. 
In terms of economic analysis, besides the CAPital EXpenditures (CAPEX) reported in Table 1, an extra 
investment cost of 6000 € for the innovative solutions is considered (for Generator and Heat Source tanks, pumps, 
etc.) with respect to the traditional one. OPerating EXPenses (OPEX) are determined on the basis of a price of 0.9 
€ Sm-3 for NG, and 0.2 € kWh-1 for electricity from the grid. The results of the comparison of the five alternatives 
here considered with the “traditional” solution are reported in Figure 2(b) (interest rate 2%, time period 20 years). 
The figure reports both the net saving (calculated on the basis of the OPEX) and the extra-CAPEX annualized 
discounted cash flows: the economic viability is assured when the former are greater than the latter. As a matter 
of fact, the economic viability of all the five alternatives is allowed only considering the presence of the Italian 
economic incentive “Conto Energia Termico”, that is determined on the basis of the standard performance of the 
considered ETC in the Wurzburg location (552 kWh m-2), the ETC area, and the economic incentive by the Italian 
Decree DM 16/02/2016 (0.13 € kWh-1). Figure 3(a) reports the annual discounted cash flows with respect to the 
traditional solution: even the best solution from the energy point of view (5) allows a discounted payback of 16 
years. A turnaround of this conclusion cannot be excluded, if an important falling price of solar collectors takes 
place (Figure 3(b)). This would be not unexpected, as an investigation on market price of ETCs in China and India 
reveals prices already less than a half of current European price lists. 
 
(a) 
 
(b) 
Figure 3 - Annual discounted cash flows of the different alternatives compared with the conventional one with 
300 € m-2 (as Table 1) (a) and 150 € m-2 (b) ETC investment cost 
4. Conclusions 
The use of modern high efficiency ETC offers a technical solution really suitable in view of solar heating and 
cooling systems with high energy performance. This study allows to understand the reasoning of the optimum 
sizing strategies and annual utilization of the equipment in dual-source (ground+ETC) thermally driven heat 
pump/chiller. The design of the plant by means of dynamic simulation considers different alternatives by varying 
the solar ETC field, the ground field, and the Generator Tank capacity, revealing that the most efficient solution 
features 25% saving of no-renewable primary energy consumption compared to a traditional one. A future decrease 
in ETC cost could make this kind of solar heating and cooling plant competitive with the actual more advantageous 
PV driven electric HP/chiller solution. 
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Abstract: 
The absorption heat exchanger (AHE) plays an important role in the district heating system in China, increasing 
the temperature difference between the supply and return water of the primary network and improving the heating 
capacity. The two-stage AHE is proposed and systems of different capacities are applied in Taiyuan. The operation 
performances of different capacities in the heating season in 2018-2019 are tested. The units operate stably and 
efficiently at the load rate of 5%-98%, and the tested heat exchange efficiency is from 1.2 to 1.43. Furthermore, 
the system can also operate stably when the inlet water temperature of the primary network is as low as 65 °C. The 
results show that the two-stage AHE has a remarkable effect on improving the heating capacity in district heating. 
1 Introduction  
The temperature difference between the inlet and outlet of the primary network is generally 50-60 K in the 
traditional district heating system of China. Increasing the temperature difference is conducive to increasing the 
heat supply scale of the system, which has caused extensive research. The first type AHE system proposed by Li 
et al. [1] can effectively reduce the return water temperature of the primary network without changing the supply 
water temperatures of the primary and secondary networks, resulting in increasing the heat supply scale. Moreover, 
the low-temperature return water of the primary network allows improving the waste heat recovery, which 
contributes to energy saving. Therefore, the AHE system has been widely studied and applied in different 
engineering situations. 
The process of the basic first type AHE system is shown in Fig. 1. The first type AHE consists of a first type 
absorption heat pump (AHP) using LiBr/H2O as working fluids and a plate heat exchanger (PHE). This system 
can realize the heat exchange between the heat source with the large temperature difference, low flow rate and the 
heat sink with the low temperature difference and large flow rate. When the inlet water temperatures of the primary 
network and secondary network are 110 °C and 40 °C respectively, the outlet water temperature of the primary 
network in the conventional PHE system is higher than 40 °C, while that in the AHE system can be reduced to 
20 °C. The heat supply of the AHE system is 1.3 times higher than that of the PHE system under the same flow 
rate of the primary network, which has the apparent advantage. 
 
Figure 1 – The process of basic first type AHE.             Figure 2 – The T-Q chart of basic first type AHE. 
The basic AHE system has been utilized in district heating [2], but the tested heat exchange efficiency is 1.14-1.2, 
which leaves room for improvement. The T-Q chart of the basic AHE system is shown in Fig. 2. The temperature 
changes significantly in the process, which leads to the immense heat transfer triangle in the heat exchanger of the 
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system, thus leading to the dissipation [3]. Therefore, the emphasis of researches is to reduce the heat transfer 
dissipation, which refers to the irreversible loss of energy grade due to the heat transfer temperature difference 
between the two fluids in the heat transfer process. Wang et al. [4] optimized the flow rate distribution of the 
secondary network and determined the process under the minimum dissipation. The method based on the entransy 
dissipation analysis was proposed by Wang et a. [5], and the multi-section AHE system was designed to reduce 
the irreversibility. A multi-section unit of 180 kW capacity was made by Zhu et al. [6] based on the result. The 
tested heat exchange efficiency rose to 1.2-1.3. Furthermore, a two-stage AHE system of 6 MW capacity was 
proposed by Yi et al. [7] and applied in Taiyuan for district heating. The heat exchange efficiency rose to 1.25-
1.41. 
Therefore, the operation performance can be effectively improved by reducing the dissipation. The two-stage 
system has the best performance. A batch of two-stage AHEs with different capacity play a practical role in district 
heating in Taiyuan. In this paper, five units with capacities of 1, 2, 3, 6, 8 MW are selected for the operation 
performance test. The critical parameters of the system, including the heat load rate, flow rate ratio and heat 
exchange efficiency are tested to evaluate the performance of the two-stage AHE systems with different capacities. 
2 Process and evaluation parameters 
2.1 Process of the two-stage AHE. 
The process of the two-stage AHE is shown in Fig. 3(a), and the T-Q chart is shown in Fig. 3(b). This system 
consists of two AHPs and a PHE. The water of the primary network flows through the corresponding heat 
exchanger in series, and the water of the secondary network is divided into three currents flowing separately into 
different heat exchangers to realize the heat exchange process. The corresponding pressures of the heat exchangers 
in different AHPs are different, which matches the temperature of the fluid flowing through the heat exchanger 
respectively, resulting in the heat transfer process with less irreversibility. Compared with the basic AHE system, 
the two-stage AHE system changes the heat transfer triangle in the condenser and evaporator into two steps, which 
reduces the heat transfer dissipation in condenser and evaporator. Thus, the performance of the system has been 
improved. 
 
Figure 3 – The (a) process; (b) T-Q chart of the two-stage AHE system. 
2.2 Evaluation parameters. 
The processes of the AHEs with different capacities are the same, but the design parameters including the area of 
the heat exchangers and the flow rate etc. are different. The heat exchanger areas per stage of different systems 
are shown in Table 1. The temperature before and after each heat exchangers and the flow rate of water are tested 
to calculate and analyze the performance of the system. The temperature measuring instrument is the copper-
constantan thermocouple, and the flow rate measuring instrument is XCT-2000 ultrasonic flowmeter. The 
accuracies of the instruments are ±0.2 °C and ±0.5% FS respectively. The critical parameters to evaluate the 
performance include the heat load rate, flow rate ratio and heat exchange efficiency. The heat load rate is the ratio 
of the actual load to the design load of the system. The flow rate ratio is the ratio of the flow rate of the secondary 
network to the flow rate of the primary network. The definition of the heat exchange efficiency ε is as follows: 
, ,
, sec,
pri in pri out
pri in in
t t
t t

−
=
−
 (1) 
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Where tpri,in, tpri,out and tsec,in are the inlet water temperature of the primary network, the outlet water temperature of 
the primary network and the inlet water temperature of the secondary network respectively. The heat exchange 
efficiency of the AHE system is obtained by analogy with that of the PHE. By dividing the molecular denominator 
of the expression of the PHE’s heat exchange efficiency by the flow rate of the fluid with low flow rate, the heat 
exchange efficiency expressed by temperature is obtained. For the PHE, the fluid temperature on one side is higher 
than that on the other side in all positions in the heat exchange process, so the heat exchange efficiency must be 
less than 1. For the AHE, if it is regarded as a black box model, the outlet water temperature of the primary network 
is lower than the inlet water temperature of the secondary network, so the heat exchange efficiency is greater than 
1. This parameter is equivalent to the degree that the system reduces the temperature of the primary network under 
given conditions, which can be used to evaluate the performance of the AHE [3,6,7]. All of the critical parameters 
can be calculated by the measured temperature and flow rate. 
Table 1 – The heat exchanger aera per stage of different systems.  
System capacity Ag (m2) Ac (m2) Aa (m2) Ae (m2) 
1 MW 9.23 5.91 13.45 5.46 
2 MW 24.11 15.52 37.22 13.56 
3 MW 35.57 22.91 52.90 20.35 
6 MW 69.98 37.28 80.01 40.79 
8 MW 92.44 60.32 134.50 53.62 
3 Results 
3.1 Test results 
The heat load rate ranges of systems with 1, 2, 3, 6, 8 MW are 10%-30%, 15%-32%, 55%-98%, 5%-47.5% and 
26%-51.4% respectively. The heat load rates of different capacity systems are different, and the degrees of the 
change are also different, which are 17%-43%. In terms of all the systems, the overall heat load rate ranges from 
5% to 98%, and the system can operate stably. Therefore, in the range of full heat load rate, the system can achieve 
the heat exchange and obtain the low outlet water temperature of the primary network. The test results of the flow 
rate ratio and heat exchange efficiency of different systems are shown in Table 2. The overall heat exchange 
efficiency is high, ranging from 1.2 to 1.43. In early or late winter, both of the heat load rate and the inlet water 
temperature of the primary network are low, resulting in the high flow rate ratio and the high heat exchange 
efficiency. In harsh winter, when the heat load rate and the inlet water temperature of primary network increase, 
the flow rate ratio becomes lower and so as the heat exchange efficiency. 
Table 2–The flow rate ratio and heat exchange efficiency of different systems.  
System capacity 
Early/late winter Harsh winter 
Flow rate ratio 
Heat exchange 
efficiency 
Flow rate ratio Heat exchange efficiency 
1 MW 16-24 1.3-1.34 14-18 1.2-1.28 
2 MW 14-20 1.33-1.37 12-14 1.3-1.35 
3 MW 10-12 1.28-1.33 8-10 1.25-1.3 
6 MW 10-15 1.35-1.4 8-12 1.3-1.35 
8 MW 12-16 1.38-1.43 9-12 1.33-1.38 
3.2 Analysis 
Some typical conditions are selected for correlation analysis of different critical parameters. The relationship 
between the heat load rate and the flow rate ratio under the typical condition of different systems is shown in Fig. 
4(a). It can be seen that the higher the heat load rate of the same system, the lower the flow ratio. This is caused 
by the regulation mode of the system. When the heat load increases, the method is to increase the flow rate of the 
primary network and keep the flow rate of secondary network unchanged to meet the heat demand, resulting in 
the decrease of the flow rate ratio. The relationship between the heat exchange efficiency and the flow rate ratio 
under typical conditions of different systems is shown in Fig. 4(b). For different systems, the temperature increases 
with the increase of flow rate ratio, which is the same as the result proposed by Yi et al. [7]. Under the same flow 
rate ratio, the larger the system capacity, the higher the heat exchange efficiency. Furthermore, the larger the 
system capacity, the lower the slope of the curve between the heat exchange efficiency and the flow rate ratio. 
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3.3 Performance under the extreme condition 
In order to further verify the operation performance of the system under all operating conditions, the performance 
of the 1 MW system is tested under the extreme condition that the inlet water temperature of the primary network 
is lower than 70 °C in late winter. The temperature curves of the primary and secondary networks are shown in 
Fig. 5. When the inlet water temperature of the primary network drops below 70 °C, the system can reduce the 
outlet water temperature of the primary network to a level lower than 10 K of the inlet water temperature of the 
secondary network. And the heat exchange efficiency reaches the level of 1.24. Therefore, under the extreme 
conditions of low heat load and low inlet water temperature of the primary network, the two-stage AHE can keep 
operating normally. 
 
Figure 4 – The relationship between the (a) heat load rate; (b) heat exchange efficiency and the flow rate ratio. 
 
Figure 5 – The temperature curves of the primary and secondary network under the extreme condition. 
4 Conclusions 
The AHE system plays an important role in the development of district heating. Several two-stage AHE systems 
with different capacity utilized in Taiyuan are tested in the whole heating season. The critical parameters are 
calculated and analyzed to evaluate the performance of the system. The systems with different capacity can operate 
normally, the measured overall heat load rate is 5% - 98%. The heat exchange efficiency is 1.2 - 1.43. Furthermore, 
the system can operate stably under the extreme condition that the inlet water temperature of the primary network 
is lower than 70 °C, resulting in the great capacity of load regulation. The heat exchange efficiency of the system 
is about 0.15 higher than that of the conventional AHE system, and about 0.1 higher than that of the two-section 
AHE system. The test results of the two-stage AHE systems show the superiority of the performance, which has 
an important guiding significance for further optimization. 
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Abstract: 
In terms of the high-rise buildings with large areas, the heating system of the vertical zone is generally considered 
to prevent the problems of hydraulic imbalance and bearing pressure. In practical application, the plate heat 
exchanger (PHE) is utilized in the zonal heating system and the parameters are designed in different zones. A 
zonal absorption heat exchanger (AHE) utilized in the heating station for high-rise buildings is proposed in this 
paper to realize the function of the zonal PHE heating system, heating for each zone independently. Furthermore, 
this system can reduce the outlet water temperature of the primary network to 15 K lower than the inlet water 
temperature of the secondary network. The low water outlet water temperature of the primary network contributes 
to the waste heat recovery and improves the heating scale. The heat load adaptability and the regulating ability of 
the process are analyzed. The results contribute to the energy saving of the zonal heating system. 
1 Introduction  
More and more clusters of high-rise buildings have been established in China, which are characterized by a high 
number of floors and large heat load demand. The problems of overpressure and vertical hydraulic imbalance will 
occur if utilizing the general heating system [1]. At present, there are mainly three directions to solve this problem: 
the direct heating system, the indirect heating system and the zonal heating system. The characteristic of the direct 
heating system is that all heat users are connected in the same set of pipelines. The problems are solved by adding 
the valve, pump and the pipes [2]. However, the self-regulation ability of the direct heating system is weak, which 
leads to the extremely high requirements of the operation regulation. The indirect heating system is characterized 
by multiple sets of heating pipes, and the heat exchange between different sets of pipes is through the PHE [1]. 
However, the indirect heating system is still not independent. A disturbance of heating will happen in the high 
zone when a problem occurs in the low zone. The zonal heating system is a system designed for the high-rise 
buildings with large areas (such as a community), the equipment of which is generally in the heating station [3]. 
This system divides the high-rise buildings into two or more heating areas in the vertical direction, called different 
heating zones and heated by different equipment respectively. The zonal heating system not only solves the 
problems, but also realizes the independence of different heating zones, which is widely utilized in the district 
heating of high-rise buildings. 
The first-type AHE utilized in the heating station is proposed by Fu et al. [4] in 2011 to effectively reduce the 
outlet water temperature of the primary network to 10 K lower than the inlet water temperature of secondary 
network, which contributes to the waste heat recovery and improve the heating capacity of the system. The first-
type AHE consists of a first-type absorption heat pump and a PHE. The water of primary network flows in series 
through the generator, the PHE and the evaporator for heat exchange. The water of the secondary network is 
divided into three currents flowing separately into the condenser, the absorber and the PHE to exchange heat. 
Compared with the system utilized the PHE, the heat load of this system is 1.3 times higher under the condition 
of the constant flow rate of the primary network [5]. The heat exchanger in the current zonal heating system is the 
PHE system, in which the outlet water temperature of the primary network is higher than the inlet water 
temperature of the secondary network. Thus, the current zonal heating system leaves room for improvement. 
A zonal AHE system is proposed to replace the current PHE in the zonal heating system.  This process retains the 
characteristics of the AHE which can reduce the outlet water temperature of the primary network to 10 K lower 
than the inlet water temperature of the secondary network. Furthermore, the pipes of secondary network in different 
heating zones are independent to ensure that different heating zones don’t influence each other. In this paper, the 
performance, heat load adaptability and the regulating ability of the process under an actual condition are simulated 
and analyzed. The results show the feasibility of the zonal AHE system. 
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2 Process design 
The process of the zonal AHE with two zones are shown in Fig. 1. The red curve represents the primary network. 
The dark and light blue curves represent the secondary network in two different zones respectively. 
 
Figure 1 – The process of the zonal AHE with two zones. 
This process is equal to the process of the two-stage AHE system [5], which consists of two AHPs with different 
pressures and two PHEs. The C, G, E, A represents the condenser, generator, evaporator and absorber respectively, 
and the follow-up 1 and 2 represent different stages. The primary network water flows through the high-pressure 
generator of the first stage AHP and the low-pressure generator of the second stage of AHP. Then, it is divided 
into two currents flowing into PHE1 and PHE2 separately. The two branches are mixed after the heat exchange in 
the PHEs. Then, it flows through the high-pressure evaporator of the second stage AHP and the low-pressure 
evaporator of the first stage AHP and finally to be cooled to the outlet temperature. The secondary network in 
different zones flows through the same heat exchangers at different levels to obtain heat according to the same 
flow process. Take the secondary network of zone 1 as an example. The secondary network water is divided into 
two currents flowing into the PHE1 and the first stage AHP respectively. In terms of the branch into the AHP, the 
water first flows into the absorber, then flows through the condenser and finally flows out. The two branches are 
finally mixed after finishing heat exchange and flow to the user of zone 1. 
This process continues the characteristic of the AHE, which can realize heat exchange between fluids with the 
unmatched flow rate and reduce the outlet water temperature of the primary network to the level that lower than 
the inlet water temperature of the secondary network. Furthermore, in terms of the secondary network, the heat 
exchange processes of different zones are symmetric. The parameters of the system can be determined separately 
based on the corresponding heat load of different zones in the system design. The heat exchange processes between 
the two zones are independent, which can effectively replace the PHE of the current zonal heating system.  
3 Analysis 
3.1 Parameter introduction 
The related parameters of the zonal AHE system are designed based on the heat load requirement of an actual 
zonal heating system. This system is divided into the high zone and low zone. The design heating loads of both 
zones are 960 kW. The inlet water temperature of the primary network is 110 °C, and the inlet water temperatures 
of the secondary network of the two zones are both 45 °C. The flow rate, heat exchanger capacity of the zonal 
AHE system designed for this condition is shown in Table 1. The simulation model of the zonal AHE system is 
established. The one-dimensional three-fluid heat transfer model [6] is utilized in the heat transfer processes of 
generator and absorber, and the logarithmic average temperature difference model is utilized in other heat 
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exchangers. The specific assumptions and equations are introduced in the published research [5]. The simulation 
model is calculated by the Engineering Equation Solver [7]. 
The simulation results under the design condition are shown in Fig. 1, including different water temperatures of 
the primary and secondary networks. Both of the outlet water temperatures of secondary network in zone 1 and 
zone 2 are 54.6 °C. The heat loads of different zones are 959 kW and 962 kW respectively. The outlet water 
temperature of the primary network is 27.6 °C, which is 17.4 K lower than the inlet water temperature of the 
secondary network. The performance of the zonal AHE system is satisfactory. 
Table 1–The parameters of the zonal AHE system designed for the specific condition.  
Flow rate (m3·h-1) Heat transfer capacity (KA) (kW·K-1) 
Primary network 20.1 Generator (per stage) 36.17 PHE1 86.18 
Secondary network (zone 1) 86 Condenser (per stage) 34.15 PHE2 86.18 
Secondary network (zone 1) 86 Absorber (per stage) 48.40 Solution HEX1 10 
Solution (generator inlet) 3 Evaporator (per stage) 24.42 Solution HEX2 10 
3.2 Heat load adaptability 
Such a situation often occurs in the actual condition that the actual heat load is lower than the design heat load. 
Adjusting the corresponding flow rate of primary and secondary networks can solve this problem for the 
conventional heating system. However, in terms of the zonal AHE system, it may appear that the actual heat load 
of one zone is the same as the design heat load, but the actual heat load of another zone is lower than the design 
heat load. At this time, the same adjustment method as the convention system is required to achieve this 
requirement. The heat supply of one zone is unchanged and that of another zone is reduced by adjusting the total 
flow rate of the primary network and secondary network. 
The simulation results of the heat load adaptability are shown in Fig. 2. In Fig. 2(a), the heat load of zone 1 is 
reduced and the heat load of zone 2 is unchanged, while in Fig. 2(b), the heat load of zone 2 is reduced and the 
heat load of zone 1 is unchanged. The mw,pri, mw,sec, mw,pri0, mw,sec0 are the actual flow rate of the primary network, 
the actual flow rate of the secondary network, the design flow rate of the primary network and the design flow rate 
of the secondary network. The change trends of the two figures are almost the same, which verifies the symmetry 
of heat exchange in different zones of the system. Take the results of Fig. 2(a) as examples, the heat load of zone 
1 is reduced and the heat load of zone 2 is slightly increased if only reducing the secondary network flow rate of 
zone 1. This is because the flow rate of the primary network is given based on the design heat load, but the actual 
heat load is reduced. Therefore, it’s necessary to slightly reduce the flow rate of the primary network to keep the 
heat load of zone 2 unchanged. When the secondary network flow rate of zone 1 is reduced to 20% of the design 
flow rate, the heat load rate of zone 1 is reduced to 53.7% after adjustment, and the outlet water temperature of the 
primary network increases to 35 °C. That is, in terms of the zonal AHE system, when the heat load rate of one 
zone is reduced to about 50%, and the heat load rate of another zone is unchanged, the heating requirement can be 
realized by adjusting the total flow rate of primary and secondary networks. Meanwhile, the outlet water 
temperature of the primary network is still 10 K lower than the inlet water temperature of the secondary network. 
As a result, the zonal AHE system has excellent heat load adaptability. 
 
Figure 2 – The simulation result of the heat load adaptability: change the flow rate of: (a). zone 1; (b) zone 2. 
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3.3 Regulating ability in partial load  
The regulating ability in partial load is also required when the system is in normal operation under the design 
parameters. Consistent with the conventional system, when the heat load on the user side drops in the early or late 
winter, the heat load of different zones is required to drops in the same proportion by only reducing the flow rate 
of the primary network, so as to meet the corresponding heat demand of each zone. The simulation result of the 
regulating ability in partial load by reducing the flow rate of the primary network is shown in Fig. 3. Four 
conditions that the ratios of the actual and the design flow rate of the primary network are 0.4. 0.6. 0.8 and 1.0 
respectively are simulated. The flow rates of the secondary network under different conditions are the same, and 
the inlet water temperatures of the secondary network under different conditions are 36 °C, 39 °C, 42 °C and 45 °C 
respectively. According to Fig. 3, when the ratio of primary network is reduced from 100% to 40%, the heat load 
rates of zone 1 and zone 2 decrease almost the same, from 100% to 51.7% and 49.7% respectively. That is, in 
terms of the zonal AHE system, the heat load of different zones can be reduced in the same proportion only by 
reducing the flow rate of the primary network in partial load. As a result, the zonal AHE system also has an 
excellent regulating ability in partial load. 
 
Figure 3 – The simulation result of the regulating ability in partial load. 
4 Conclusions 
The zonal AHE system is proposed in this paper aiming at the zonal heating system for the existing high-rise 
buildings with large areas. The system can not only meet the function of the existing system, but also realize the 
function of AHE to reduce the outlet water temperature of the primary network. Based on the two-stage AHE, the 
secondary network is designed as the symmetrical heat exchange process. The simulation model of this system is 
established and analyzed. The system can reduce the outlet water temperature of primary network 17.4 K lower 
than the inlet water temperature of the secondary network under design condition. Furthermore, the zonal AHE 
system has both excellent heat load adaptability and regulating ability in partial load, which can effectively replace 
the current PHE zonal heating system. The results contribute to the energy saving of the zonal system in district 
heating. 
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Abstract: 
Liquid distribution effectiveness on horizontal tubes directly influences falling film heat and mass transfer 
efficiency in falling film absorbers. Droplets spreading and horizontal motions at tube bottoms directly influence 
liquid distribution. This paper studies phenomena of LiBr/H2O solution droplets spreading and horizontal motions 
on horizontal tubes, and investigates heat and mass transfer characteristic of smooth copper and enhanced copper 
tube bundles in falling film absorption. A vacuum experimental unit is built and set up on a vacuum test bench. 
Horizontal motion distances on pre-wetting tubes are larger than those on no pre-wetting tubes. Droplets horizontal 
motion is related to propagation of liquid film wave on the fully wetted falling film.  Horizontal motions distances 
decrease when Reynolds number rises. In the range of Reynolds number between 87~228, horizontal motion 
distances on enhanced copper tube are between 0.99~1.30cm. Wettability on enhanced tubes is relatively higher 
than that on smooth copper tubes under the same Reynolds number. 
1.? Introduction  
Effectiveness of liquid distribution of falling film directly influences the performance of heat and mass transfer 
process of absorption heat pumps and absorption heat exchangers, especially under low Reynolds numbers [1]-
[4]. Two influential phenomena of falling film distribution are discovered in practical falling film absorption heat 
exchangers: dry patches on the tube surface (with no liquid on the tube surface), and droplets horizontal motions 
at horizontal tube bottoms, as shown in Fig.1 and Fig.2. Dry patches occur when the flow rate is low, or 
misdistribution of falling film. Fig. 2 shows pictures of a droplet horizontal motion. The droplet at the first tube 
bottom changed its position before it jumps off from the first tube to the next tube row by time series. Firstly, the 
droplet forms from a breaking liquid bridge. After the bridge breaks, the droplet jumps off to the next tube. At this 
time, there is not enough residual liquid at tube bottom to produce another droplet immediately, and waves at the 
tube bottom push the next droplet to form at another site near the first droplet. There is a horizontal distance 
between jumping off sites of the two continuous droplets. This process lasts less than one second, and is very hard 
to recognize with naked eyes. It is so fast that it seems to be a “horizontal motion” of droplets. Droplets horizontal 
motions at tube bottoms lead to redistribution of droplets on the next row. The two flow phenomena directly affect 
the effectiveness of heat and mass transfer processes of liquid film on horizontal tubes, especially in tube bundles.   
 
 
 
Figure 1 Dry patches on tubes                       Figure 2 Droplets horizontal motions at the bottom of the first row  
Researches on falling film liquid distribution on horizontal tubes define falling flow regime into droplets, jets, and 
sheets modes, depending on different Reynolds numbers[5]. Hu and Jacobi [6][7] describe the distance between 
adjacent liquid droplets and liquid jets λT as the “departure site spacing”. Wang [8] describes the phenomenon that 
during the formation of a droplet, the upper part of the liquid column rebounds back to the tube bottom once the 
liquid bridge breaks, and waits for enough liquid refilling for the formation of the next droplet. Killion and 
Garimella[9][10] describe the phenomenon of droplets horizontal motions at tube bottoms, named as “axial 
translation”. Axial motion of the liquid on the tube bottom due to propagating waves is described, and it is stated 
that it may generate a local excess of liquid that can develop into a formation site. Killion states that these waves 
145
 
TU Berlin August 2020 Online ISHPC 2020 #21 
   2 
at the tube bottom can disturb the formation of neighbouring droplets, and affect the mixing in the film. Above all, 
there are a few research focusing on phenomena of droplets horizontal motions at tube bottoms. However, there 
are limited quantities researches. This paper is going to study the liquid spreading and horizontal motions of 
aqueous Lithium Bromide solution on falling film horizontal tube bundles based on experiments using an 
absorption-evaporation experiment unit on a vacuum test bench, and try to define the scale of droplets horizontal 
motions, and the effect to falling films.  
2.? Background/Fundamentals/Experimental Set-up 
The experiment was carried out on a test bench for vacuum falling film heat and mass transfer process [11]-[13]. 
The structure of the test bench was shown in Fig. 3. In the absorber, a horizontal orifice divided the absorber into 
the upper liquid distribution chamber and the lower absorption chamber. Diameters of the holes in the orifice liquid 
distributor were 1.5 mm, and spacing between each hole was 30mm. Properties of the tube bundle were given in 
Table 1. Two kinds of tubes were applied to the experiment, the smooth copper tube and the enhanced copper 
tube, as shown in Fig.4.  The tube spacing was 16 mm. There was only one tube on each altitude, so that movements 
of droplets on the tube bundle were be well observed from both sides of the tube bundle through sight windows.  
Images and films of horizontal motions of droplets were collected by a high speed camera. Both mass flow rate 
and densities of inlet and outlet solution were measured separately by two Coriolis flow meters. Pressure of the 
experimental unit was measured by a high precision vacuum pressure sensor (0-200Torr). Solution temperatures 
inside the unit were measured by T type copper-constantan thermocouples. All the parameters were measured after 
they were stable. In order to compare the wettability under for pre-wetted tubes and the no pre-wetting tubes, the 
pre-wetting treatment was conducted. During the pre-wetting treatment, large flow rate of solution was applied to 
tubes. We made sure that the tube surface was completely wetted by solution by observing though sight windows. 
The large flow rate of solution remained over 10mins, and then the flow rate was reduced to the normal flow rate 
range. Later, layers of the tube bundle were increased to observe droplets spreading, tube bundle wettability and 
droplets horizontal motions in tube bundles. There were over 18 layers on tube bundles, and were named as tube 
diameter d (mm)x tube spacing s(mm) x the distance between the bottom of the tube-type liquid distributor (as 
shown in fig.5) and the top of the first layer h(mm). The wettability of tube bundles were calculated using image 
capture tools from the video during the experiment.  
Figure 3 the vacuum test bench 
Table 1 Properties of tubes 
 
External 
diameter of 
smooth part 
/mm 
Wall 
thickness/mm 
External 
diameter of 
enhanced 
part /mm 
Tooth 
height/mm 
Tooth bottom 
thickness/mm 
Teeth 
per 
inch 
smooth tube 16.0 0.96 - - - - 
enhanced tube 15.9 0.71 15.6 0.35 0.45 26 
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Figure 4 the smooth copper tube 
(L) ,the enhanced tube (R)    
Figure 5 The tube-type 
liquid distributor 
Figure 6 Spreading 
width 
3.? Results and Dicussions 
3.1 Observation results 
During the experiment, fully wetted liquid film at tube bottoms are wavy during falling film, and these waves 
produce droplets for the next tube. However, when there are dry patches at tube bottom, as shown in fig.7, the 
uneven distribution of film waves at the tube bottom produces droplets horizontal motions. This dry patch stops 
the wave propagation in the liquid film, and is the “disturbance “of steady falling film flow. Disturbances in the 
falling film process, especially at the tube bottom, were essential conditions to droplets horizontal motions. 
Disturbances include uneven distribution of liquid from the distribution orifice, the droplet not spreading on the 
very central point on top of the tube, or the uneven distribution of roughness on the tube. These errors are common 
in manufacturing. These disturbances result in film waves propagating transversely at the bottom of the tube, and 
change the liquid amount of different sites at the tube bottom. Therefore, droplets jump off the tube bottom at 
different times and different sites, and is observed as “droplets horizontal motions?.  
Figure 7: Dry patches at the bottom of a tube 
Based on the observation during the experiment, horizontal motion distance is defined as follows: 
 
where dhm is the horizontal motion distance in cm, t(i) is the droplet jumping off time, and l is the droplet jumping 
off site at the tube bottom.  
3.2 Quantities results 
Fig. 8 shows total spreading widths of 10 droplets on different horizontal rows under different solution flow rates. 
The spreading width is the length of top of each spreading area of the droplets, as shown in Fig. 6. There is a clear 
trend that as the solution flow rates increases, the total spreading width of droplets increases. Total spreading 
widths of droplets on the second tube are generally larger than the first tube. However, as the solution falls to the 
lower horizontal tubes, spreading widths tend to be stable. Under the experiment conditions, in which the tube 
diameter is 16mm and axis spacing is 32mm, spreading widths on the third and the forth tube are almost the same. 
This means the axis spacing limits spreading of the liquid film. As the film continues falling down, flow regimes 
are more complicated, and there is higher possibility that dry patches occur on the film in practical engineering. 
Therefore, the effective heat and mass transfer areas on lower layers are lower. In order to find a higher wetting 
ratio, it is important to find out the best row number and tube spacing for a tube bundle. 
Fig. 9 shows droplet horizontal motion distances on pre-wetting copper tubes and no pre-wetting tubes. Under 
different Reynolds numbers, horizontal motion distances of pre-wetting tubes are larger than that of no pre-wetting 
tubes. Horizontal motion distances are on the same order of magnitude with droplet departure site spacing. Fig. 
shows droplet horizontal motion distances under different liquid spray densities. As solution mass flow rate rises, 
liquid spray density rises, and droplet horizontal motion distances decrease. This trend is relatively easy to explain 
that as flow rate rises, Re number rises, and falling film regime tends to transfer to jets mode. In the jets mode, 
gravity dominates the falling film regime, and there are seldom any horizontal motions.  
( ) ( 1)hm t i t id l l −= −
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Fig.10 shows horizontal motion distances of enhanced tubes under different Re numbers. Under the Re range of 
87-227, droplets horizontal motion distances on smooth copper tubes are between 0.4-0.8cm, and droplets 
horizontal motion distances on enhanced tubes are between 0.9-1.2cm. As Re increases, droplets horizontal motion 
distances on both tubes decreases. Fig.11 shows wettability on smooth and enhanced copper tube bundles. Under 
the same tube spacing (10mm) and distribution height from the orifice to the top of the first tube (6mm), the 
enhanced copper tube bundles had higher wettability than the smooth copper tube bundle. As the distribution 
height increases from 6mm to 32mm, wettability on both smooth tube and enhanced tube bundle also increases.  
  
Figure 8: Total spreading width droplets on different 
rows     
Figure 9: Horizontal motions on pre-wetting copper 
tubes and no pre-wetting tubes 
  
 Figure 10: Horizontal motion distances of enhanced 
tubes under different Re numbers 
Figure 11: Wettability on smooth and enhanced 
copper tubes 
4.? Conclusions 
Falling film LiBr flow experiments are conducted on droplets spreading and horizontal motions. The conclusions 
are as follows: 
1. Spreading widths of droplets increase with solution flow rates. Low row spacing limits spreading widths of the 
liquid film, and spreading widths of droplets do not increase apparently on lower layers. 
2. Horizontal motion distances of pre-wetting tubes are larger than that of no pre-wetting tubes; 
3. LiBr/H2O solution droplets horizontal motion distances on a 16mm diameter smoother copper tube are between 
0.45~0.83cm in the range of Reynolds number between 87~237, and it decreases when liquid spray density rises; 
4. In the range of Re between 87~228, horizontal motion distances on enhanced copper tube are between 
0.99~1.30cm, higher than horizontal motion distances on smooth copper tubes.  
5. Wettability on enhanced tubes are relatively higher than that on smooth copper tubes. The essence of the 
phenomenon is the same as that of the upper layer, which is caused by the disturbance of the liquid film. It is 
transmitted to the lower layer of the tube bundle to form the liquid drop displacement. Wettability is necessary for 
droplets horizontal motions. 
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Abstract: 
Industry requires mainly heat above 100 °C, but waste heat is mostly available at temperatures below 100 °C. To 
close this temperature gap, Adsorption Heat Transformers (AdHTs) are particularly promising and, therefore, re-
cently discussed in the literature. However, an experimental feasibility study of closed AdHTs is currently lacking 
for temperatures around 100 °C. Therefore, we present an experimental setup for a lab-scale cyclic operating pro-
totype of a closed AdHT in one-bed configuration that uses TiAPSO-34 & H2O as working pair. For the AdHT 
prototype, we demonstrate that heat transformation from 90 °C to 110 °C is experimentally feasible, while achiev-
ing a Coefficient Of Performance (COP) of 0.136 and a Specific Heating Power (SHP) of 32.4 W/kg. Moreover, 
we identify main challenges of the AdHT cycle that limit the AdHT performance and need to be resolved. 
1. Introduction 
To reduce greenhouse gas emissions from industry, the decrease of energy consumption to generate heat is key 
since heat accounts for 71% of the industrial energy demand [1-2]. According to a study, the heat demand is 2.2 EJ 
(27%) between 100 °C and 400 °C for the European industry [3], whereas 8.7 EJ (27%) of the global industrial 
waste heat is available between 60 °C and 100 °C [4]. Thus, most waste heat cannot be integrated directly into 
industrial processes but needs to be transformed to temperatures of industrial heat demand first. 
For heat transformation, three thermally driven technologies have been discussed in literature: (1) thermo-
chemical heat transformers; (2) absorption heat transformers; and (3) adsorption heat transformers. The concept 
of thermochemical heat transformers has proven to be experimental feasible for operating temperatures around 
100 °C, with COPs reported up to 0.38 and heating capacities reported up to 50 kW [5]. However, major open 
issues are the selection of stable working pairs [6], with high reaction kinetics [5-6], and the enhancement of 
currently low gas permeabilities [7]. Absorption heat transformers have already been shown to be experimental 
feasible by both several lab-scale prototypes and first industrial prototypes [8-9]. For operating temperatures 
around 100 °C, reported COPs range from 0.15 to 0.50 and reported heating capacities range from 0.7 kW up to 
6700 kW [8-9]. However, non-toxic working pairs, which do not corrode, are stable, and have good thermody-
namic properties, are still missing for higher temperatures [8]. In contrast to thermochemical and absorption heat 
transformers, AdHTs are particularly promising due to non-toxic environmentally friendly working pairs that are 
well-known, characterized by good reaction kinetics, and have great material stability [9]. 
For the interesting operating temperatures around 100 °C, open AdHTs have already been proven to be exper-
imental feasible [10], whereas closed AdHTs have only been investigated by steady-state analysis [11], showing 
e.g. promising COPs up to 0.49 for heat transformation from 85 °C to 110 °C. However, the experimental feasi-
bility of closed AdHTs has been proven for operating temperatures around 20-30 °C using methanol as refrigerant 
[12]. For example, Gordeeva et al. built a first prototype in one-bed configuration and generated an averaged useful 
heat flow of 350 W for heat transformation from 20 °C to 29 °C [13]. For both the same operating temperatures 
and the same prototype, Tokarev et al. have increased the averaged useful heat flow from 350 W to 670 W when 
changing the sorbent [14-15]. Furthermore, Tokarev build another prototype of a closed AdHT in two-bed config-
uration to transform heat from 20 °C to 30 °C, releasing waste heat at -30 °C [16]: He reported a COP of 0.44 and 
a SHP, which he normalized to the sorbent mass, of 350 W/kg for the working pair LiCl/SiO2 & CH3OH.Thus, 
closed AdHTs are already known to be promising for low-temperature heat transformation when using methanol 
as refrigerant. 
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However, the experimental feasibility of a closed AdHT 
has not yet been demonstrated for operating tempera-
tures around 100 °C and, thus, an experimental assess-
ment of the potential is still missing. To close this gap, 
we present an experimental setup for a closed AdHT in 
one-bed configuration that uses TiAPSO-34 & H2O as 
working pair (Section 2). In Section 3, we assess the 
performance for heat transformation from 90 °C to 
110 °C. In Section 4, we draw conclusions.  
2. Experimental Set-up 
We investigated the cyclic operation of a closed AdHT 
(Fig. 1). Main components of the AdHT were a finned-
tube evaporator, a double helix condenser, and a finned-
tube adsorber that were all made from copper and placed 
into vacuum-tight steel vessels. Besides the main com-
ponents, the AdHT consisted of a reservoir for con-
densed water, various valves to connect the components, 
and an orifice between the evaporator and the adsorber 
for smooth pressure equalization. The heat transfer fluid 
was water, and inlet temperatures of the water were kept 
constant by thermostats. To ensure easy reproducibility 
of experiments, the experimental setup was completely 
automated. 
As working pair, we selected TiAPSO-34 & H2O 
based on a previously performed analysis of equilibrium 
data of different sorbents. We used TiAPSO-34 as 
sorbent due to its high working capacity for water com-
pared with classical sorbents such as Zeolite 13X or Silica Gel 123 for the investigated operating temperatures 
around 100 °C. We used water as refrigerant since it is environmentally friendly, has no global warming potential, 
and offers a high enthalpy of evaporation. 
To assess the AdHT performance, all heat transfer circuits of the main components were equipped with meas-
urement sensors. We measured the temperatures of the heat exchanger inlets (𝑇i) and outlets (𝑇o), of the sorbent 
(𝑇s), and the volume flows at heat exchanger inlets (?̇?). Furthermore, we measured the absolute pressures (𝑝) in 
all main components. Based on the measurements, we calculated the COP and the SHP. The COP describes the 
efficiency of the AdHT, depends only on transferred energy amounts, and is given by 
COP = 
∫ ?̇?adsd𝜏
𝜏end
𝜏start
∫ ?̇?evap+?̇?desd𝜏
𝜏end
𝜏start
,           (1) 
where ?̇?ads is the adsorption heat flow, ?̇?des the desorption heat flow, ?̇?evap the heat flow supplied for evaporation, 
𝜏start the start time of the cycle, and 𝜏end the end time of the cycle. The SHP describes the power density of the 
AdHT, depends on the sorption dynamics and system size, and is given by 
SHP =  
∫ ?̇?adsd𝜏
𝜏end
𝜏start
(𝜏end−𝜏start)(𝑚sor+𝑚hx)
,          (2) 
where 𝑚sor is the mass of the sorbent (2.18 kg) and 𝑚hx the mass of the adsorber heat exchanger (3.35 kg). To 
calculate the heat flows 𝑄?̇?, we applied energy balances to the heat exchangers of the main components and ne-
glected changes of inner energies of the heat transfer fluids. Thus, the energy balances read 
𝑄?̇? = 𝜌𝑗?̇?𝑗 (ℎin,𝑗(𝑇i,𝑗) − ℎout,𝑗(𝑇o,𝑗)),         (3) 
where 𝜌𝑗 describes the density at the heat exchanger inlets, ℎin,𝑗  / ℎout,𝑗 the specific enthalpy of the heat transfer 
fluids at the heat exchanger inlets / outlets. To calculate physical properties of water, we used RefProp with equa-
tion of state “IAPWS-95” [17]. 
We only present results once we had reproduced the AdHT cycle at least 4 times. Here, the AdHT cycle 
consisted of 5 phases: (1) pressure equalization, (2) use phase, (3) cooling phase, (4) condensate reflux, and (5) 
desorption. 
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Figure 1 – a) Photograph of the lab-scale adsorption 
heat transformer. b) Scheme of experimental setup of 
the adsorption heat transformer with measurement 
sensors (circles): pressure (𝑝), temperature (𝑇), vol-
ume flow (?̇?) located at inlet (i), outlet (o), sorbent (s). 
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1) During the pressure equalization phase (here: 270 s), the adsorber started at desorption temperature 𝑇des and 
condensation pressure 𝑝cond, whereas evaporation temperature 𝑇evap and evaporation pressure 𝑝evap were kept 
constant by supplying a heat flow to the evaporator. The evaporator was connected to the adsorber by an orifice 
that smoothens the pressure equalization between the two components. Thereby, we avoided dragging liquid 
water from the evaporator into the adsorber that would have been caused otherwise due to the huge pressure 
difference between both components (here: 𝑝evap − 𝑝cond > 650 mbar). During the smooth pressure equaliza-
tion, vapor flowed from the evaporator into the adsorber and was adsorbed by the sorbent. Thus, the heat of 
adsorption was released and heated up the adsorber heat exchanger from desorption temperature 𝑇des to adsorp-
tion temperature 𝑇ads since the adsorber heat transfer fluid did not flow through the adsorber. 
2) During the use phase (here: 350 s), the evaporator was connected directly to the adsorber and the adsorber heat 
transfer fluid flowed through the adsorber. Since the inlet temperature of the adsorber heat transfer fluid was 
set to adsorption temperature 𝑇ads, the adsorber discharged a useful heat flow at temperature 𝑇ads. 
3) During the cooling phase (here: 50 s), the adsorber was disconnected from all components and the inlet tem-
perature of the adsorber heat transfer fluid was switched from adsorption temperature 𝑇ads to desorption tem-
perature 𝑇des. Thus, the adsorber was cooled down at isosteric conditions. The isosteric cooling phase was 
introduced to imitate the influence of a heat recovery phase that would possibly be used for a 2-bed AdHT. 
4) During the condensate reflux phase (here: 30 s), the reservoir was first disconnected from the condenser. Then, 
the vapor phases of the reservoir and of the evaporator were connected for pressure equalization. Subsequently, 
the liquid phases of the reservoir and of the evaporator were connected and, thus, condensed refrigerant flowed 
into the evaporator due to gravity. Thus, we avoided using a mechanical pump for condensate reflux. 
5) During the desorption phase (here: 600 s), the adsorber was connected to the condenser and the condenser was 
connected to the reservoir. By supplying a desorption heat flow to the adsorber at temperature 𝑇des, the sorbent 
desorbed water vapor. The vapor flowed into the condenser and condensed at condensing temperature 𝑇cond. 
The temperature 𝑇cond was kept constant by releasing a condensing heat flow to the ambient. 
The phase times were selected exemplary to demonstrate the experimental feasibility of the AdHT cycle. To in-
vestigate impacts of the operating temperatures on the AdHT performance, we evaluated three temperature triples. 
The reference temperature triple was 𝑇cond = 35 °C / 𝑇evap/des = 90 °C / 𝑇ads = 110 °C according to the objective 
of waste heat transformation presented in Section 1. We used a relatively high condensing temperature to imitate 
the ambient temperature of a hot summer day, which is typically used for recooling. Besides, we reduced the 
adsorption temperature from 110 °C to 105 °C to see an impact of the gross temperature lift, and we reduced the 
condensing temperature from 35 °C to 30 °C to see an impact of the ambient temperature. 
3. Results 
The results demonstrate that adsorption heat 
transformation is possible for operating tempera-
tures around 100 °C when using water as refrig-
erant (Fig. 2). For the reference case 
35/90/110 °C, the COP is 0.136 and the SHP is 
32.4 W/kg. When reducing the adsorption tem-
perature by 5 K, the COP and the SHP increase 
by about 22% and 34%, respectively, because less 
heat of adsorption is required to heat up the ad-
sorber heat exchanger. Thus, more released heat 
of adsorption is available to generate useful heat. 
When reducing the condensing temperature by 
5 K, the COP and the SHP increase by about 4% 
and 20%, respectively, because the usable work-
ing capacity increases. Thus, more heat of adsorption can be spent to generate useful heat. Overall, the operating 
temperatures influence the AdHT performance as expected and as derived from the behavior of adsorption chillers. 
However, the COPs are about 70% lower compared to the state-of-the-art absorption heat transformers for oper-
ating temperatures around 100 °C (cf. Section 1) [8-9]. Moreover, the COPs and the SHPs are about 66% or 72% 
lower than the values reported by Tokarev for the closed AdHT in two-bed configuration (cf. Section 1) [16]. To 
Figure 2 – Comparison of Coefficient Of Performance 
(COP) and Specific Heating Power (SHP) for three AdHT 
cycles with different operating temperature triples condensa-
tion / evaporation / adsorption in °C. 
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identify reasons for 
the low performance 
indicators as well as 
main characteristics 
and challenges of the 
AdHT cycle, we ana-
lyze pressures in the 
main components, ad-
sorber temperatures, 
and the difference in 
the enthalpy flow of 
the adsorber heat 
transfer fluid over 
time for the reference 
operating tempera-
tures 35/90/110 °C: 
1) The pressure 
equalization (Fig. 
3 a) to overcome 
the pressure differ-
ence between the 
evaporator and the 
adsorber (> 650 
mbar) is very slow 
and, thus, limits the 
mass flow. Conse-
quently, the pressure equalization also limits the adsorption-based heating (Fig. 3 b), increases the cycle time, 
and thus decreases the SHP. However, the SHP could be increased by 16% if the phase time of the pressure 
equalization were decreased by 80%. 
2) The cooling phase (Fig. 3 b-c) is not suitable for a 1-bed AdHT since we lose the sensible heat of the adsorber, 
which is stored in the adsorber heat exchanger after adsorption, to the ambient, instead of using it for desorption. 
Therefore, we suggest using the sensible heat of the adsorber for desorption for a 1-bed AdHT or for heat 
recovery for a 2-bed AdHT. For example, the COP could be increased by 17% if all sensible heat (here 224 kJ, 
cf. Fig. 3 c) could be used for desorption. 
3) Due to the huge pressure difference between the condenser and the evaporator (> 650 mbar), condensate cannot 
be returned to the evaporator by gravity only. Therefore, we propose to use a condensate reflux based on grav-
itation-supported pressure equalization (Fig. 3 a). When using the proposed condensate reflux, the subsequent 
desorption is not limited by the pressure increase of the condenser (Fig. 3 a). Thus, we show that the proposed 
condensate reflux is applicable for the AdHT cycle. 
Overall, the results show the experimental feasibility of a closed AdHT transforming heat around 100 °C. How-
ever, we expect to achieve higher COPs and SHPs at optimal control of the AdHT cycle in future, since the per-
formance of sorption systems is known to strongly depend on the control [18]. Moreover, higher temperature lifts 
may be achievable when using other working pairs with tailor-made equilibrium properties for heat transformation 
applications at specific temperatures. 
4. Conclusions 
We demonstrated the experimental feasibility of a lab-scale cyclic operating prototype of a closed AdHT in one-
bed configuration. For the operating temperature triple 35/90/110 °C, we obtained a COP of 0.136 and a SHP of 
32.4 W/kg. When reducing the condensing or the adsorption temperature by 5 K, COP and SHP increased by 4% 
to 34%. Furthermore, we proposed and experimentally demonstrated a gravitation-supported pressure equalization 
for the condensate reflux from the condenser to the evaporator. Thereby, we could avoid a mechanical pump, 
which is often suggested in the literature, for the condensate reflux. This work thus provides the experimental 
starting point to investigate closed adsorption heat transformers around 100°C to exploit waste heat. 
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Abstract 
Halide salts reacting with ammonia have been tested using the Large Temperature Jump (LTJ) method. To date 
the experiments have revealed much about the nature of the reversible sorption reaction. The tests showed some 
gaps in the knowledge as well as highlight the importance of LTJ experimentation to understand the sorption 
behaviour. The LTJ tests enable the salts to be tested in realistic conditions like those in a sorption machine, with 
rapid reactions while monitoring conditions in the salt, and the system pressure. This can illustrate far more than 
traditional gravimetric testing methods. A major unknown, was the percentage conversion of ammoniated salt to 
pure salt and vice versa in desorption and adsorption respectively (per cycle). It was observed that the temperature 
sampling method failed to enable accurate modelling within the heat transfer model and with the unknown 
percentage of ammonia reacting during a cycle, the reaction engineering was unclear. Steps have now been taken 
to improve the temperature sampling to ensure a simple heat transfer model while Rubotherm magnetic suspension 
balance tests can enhance understanding of overall conversion of ammoniate during reactions. 
1 Introduction  
Resorption systems utilising the reversible reactions of ammonia and two halide salts, present an opportunity for 
the recovery of waste heat. Resorption is a well explored method, which can provide cooling, heat pumping, or 
heat transforming [1-4]. The aim of this project is the development of a resorption heat transformer; the premise 
is a simple system which can recover low grade heat with limited use of electricity, upgrading to a useable 
temperature is an attractive prospect and will increase efficiencies of industrial processes. This will facilitate a 
switch from current fossil fuel energy supplies, to renewable alternatives as part of the Energiewende. Resorption 
also creates an opportunity for better integrated heat networks.  
To design a machine with a coefficient of performance (COP) great enough to make a case for support, it is 
necessary to understand the behaviour of the salt materials during cycles. This required the use of Large 
Temperature Jump (LTJ) tests. The monovariant nature of the salt-ammonia reactions show a desorption or 
adsorption of salt is a transition between ammoniate phases, only occurring when certain pressure or temperature 
conditions are exceeded. The representation of the phase changes are seen in a Clausius-Clapeyron diagram as 
equilibrium lines. Work by Neveu and Castaings, reviews and presents a huge number of these from the literature 
[5]. The data collected shows a single line for the phase changes, but when LTJ testing one can observe that 
adsorption and desorption occur at different conditions. This is observed by Goetz and Mazet, they describe the 
region between the two as an area of pseudo-equilibrium in which the reaction rate is zero [6]. The salt is also 
observed to form a metastate before the reaction initiates; this is measured as the conditions exceed those of the 
phase change, before returning to the phase change, further explained in section 2. 
An LTJ machine has been developed at the University of Warwick to measure the reaction conditions. The design 
has gone through several iterations and initial tests have proven insightful leading to some published data. What 
is clear, is the requirement to improve the design and the data recording. This paper will detail the past experiments 
and the design, before elucidating the issue and improvements made to address these. The experiments provide a 
basis for constructing an empirical model which simulates reaction rate, it will also provide an insight into the heat 
transfer of the reactive material. Details of the empirical model are found in the work by Hinmers and Critoph [7]. 
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2 Background and Experimental Set-up 
2.1 Large Temperature Jump 
Large temperature jump experiments are well documented [8-11], they test a sorbent material under real cycle 
conditions. The LTJ design rig is documented by Hinmers and Critoph [7], the simple design mimics a heat 
exchanger bed that would be packed with the sorbent material and is subjected to rapid heating and cooling, where 
the conditions in the system are measured to attain data on performance, reaction rate, and pressure rise. The 
reaction material used is an expanded natural graphite (ENG) matrix, hosting a halide salt. The matrix avoids the 
effects of agglomeration of the salt crystals, and the high conductivity ensures a rapid reaction. A relatively high 
conductivity is necessary as when small salt crystals are hosted in a matrix the reaction is limited by the rate of 
heat transfer. The initial test reactor can be seen in Figure 1. 
Figure 1 Initial LTJ design [7] Thermocouple positions indicated by green lines, heat transfer fluid passes through jacket via 
inlet and outlet perpendicular to reactor axis. 
The initial LTJ focussed on simplicity, as a single double pipe heat exchange, comprised of an inch outer diameter 
pipe and half inch inner diameter pipe. The heat transfer fluid (silicone oil) flows through the annulus, providing 
the driving force for the reaction. The fitting on the left hosted a long 1mm K type thermocouple that fed down 
the centre into the middle sample of ENG indicated in figure 1. Two fittings on the top and bottom of the outer 
tube house the thermocouple sheaths used to measure the temperature of the outer wall of the inner tube. They are 
K type sheathed thermocouples. To fill dead volume in the reactor, polytetrafluoroethylene (PTFE) fillers were 
machined with a 1.2mm diameter central hole. The ENG was drilled with a 1mm central hole before salt dosing. 
The reactor is connected to a pressure vessel which limits the pressure rise during the process. 
Figure 2 Initial LTJ result for barium chloride, desorption cycle followed by an adsorption cycle [7]. The wall temperature 
(perpendicular thermocouples figure 1) rises, causing the phase change to occur at around 50°C, the desorption causing the 
pressure rise in the system. The reverse happens around 400 seconds, where the wall is cooled and desorption occurs at 
around 45°C. This behaviour is described by Hinmers and Critoph [7]. ENG TC describes the central thermocouple figure 1. 
The first set of results were promising, and an example can be seen in Figure 2. The yellow line is the central 
thermocouple, which measures the temperature at the centre of the salt-ENG composite. The orange line, and blue 
line (behind and not visible) are the top and bottom wall temperatures (identical). Overlaid is a green line which 
is the system pressure recorded on the right-hand scale. The reaction occurs both when the sample temperature is 
steady and when the pressure changes due to devolution or evolution of ammonia. The large temperature jump 
occurs shortly after time zero creating the step change in wall temperature. As the reaction progresses ammonia is 
desorbed causing the linear pressure rise. This is reversed in adsorption, beginning just before 400 seconds. The 
linear pressure change shows the reaction is heat transfer limited, since concentration and pressure have no effect 
on rate of reaction; it is constant until completion. The metastate discussed earlier is seen as the peak in the yellow 
line as the sample superheats before returning to the isothermal phase change. 
PTFEPTFE
Reactive 
Sample
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The initial data enabled modelling to be done which identified the order of the reactions using an empirical form 
presented by Mazet [12] and can be seen in the paper by Hinmers and Critoph [7]. This may present enough data 
to design with, but some shortfalls were observed in the measurements. The thermocouple having a sheathed tip 
meant it was insulated from the steel of the reactor wall, the heat transfer resistance between the tip and the wall 
impeded accurate wall measurement, giving a reading more akin to the oil temperature. The conversion of 
ammoniate during a cycle is also an unknown, this reduces the effectiveness of the model as the heat transfer and 
the total percentage reacted are integral in calculating the reaction rate. The pressure rise within the system can 
give a guide to the ammoniate mass change but some of the gas and pipework is heated so there is error in any 
calculation. To more accurately measure the wall temperature and predict the heat transfer a new design has been 
proposed. Furthermore, to give an indication of the percentage conversion some Rubotherm magnetic suspension 
balance tests will be performed to see how much ammoniate reacts. The cycles in a magnetic suspension balance 
are much longer but this will give us an indicative value. 
The new design uses custom made thermocouples from TC. These are sheathed k-type thermocouples with an 
exposed junction at the end. The exposed junction is placed in contact with the pipe and gives a more accurate 
wall reading but with a small contact area there is still a difference. To further improve this, a thermocouple on 
each side of the pipe has one connection from each so that the contact point is now the pipe itself and the reading 
is the average temperature of that section of pipe radius. This can be seen in Figure 3. One wire colour from each 
thermocouple is seen. 
Figure 3 New reactor design 
Initial tests are promising, but large temperature jumps for extended periods can cause thermocouple contact loss. 
Future work will consider the longevity of this set up considering options to solder the thermocouple tip to the 
pipe with a small amount of tin/silver solder. To be able to monitor the position of the tip and to enable future 
soldering or adjusting of pipe surface, a boss has been manufactured which hosts a thermocouple fitting with a 
PTFE olive rather than a stainless-steel olive to increase flexibility, and to enable monitoring of tip or to attempt 
soldering. Other adjustments have been to use O-ring Swagelok face seal fittings, these make taking apart of the 
reactor very easy and reduce effects of pinching of the inner pipe which can occur with standard fittings opened 
and closed many times. The pinching reduces the inner diameter and affects the insertion of samples. 
The new design has improved the quality of results enabling formulation of a reliable reaction model. Next steps 
will look to review the behaviour of halide salts like calcium chloride and manganese chloride and retest barium 
chloride. This will build on that by Spinner, Mazet and Amaroux and provide data which can be used to model the 
next generation of ammonia-salt adsorption machines. 
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3 Conclusions 
A number of improvements have been made to the large temperature jump test rig at the University of Warwick.  
The new design addresses the issue of accurate wall temperature readings by the novel use of the reactor as the 
contact for two thermocouple wires. Further modifications to improve reactor reliability have been considered. 
Accurate data for ammonia-salt reactions under conditions similar to those within a working sorption machine are 
yet to be published. Finalising this data can provide the basis to model the next generation of sorption machines. 
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Abstract
A significant number of multifamily buildings constructed in Spain during the last years have been provided with
centralized heating systems, typically achieving the required domestic hot water (DHW) solar fraction by oversizing
collector fields, with the aim of reducing the winter auxiliary consumption (typically, natural gas) of the heating
demand. This sizing criteria of the solar system generates some problems during summer operation, when no space
heating load has to be met and DHW demand is also low, requiring the operation of heat dissipators connected to
the solar loop (or other methods, none of them energy efficient) during a significant number of hours to prevent
overheating problems. One of the purposes of this work is to estimate the cooling fraction that the integration of an
absorption chiller can provide in a multifamily building located in Madrid without modifying any major aspect of
the existing solar system (maintaining the same conventional flat-plate solar collectors, collectors arrangement and
slope, volume of the thermal storage tank (TES), etc.), only including an additional loop in the TES to drive the
absorption chiller. TRNSYS simulation results have shown that this solution is only capable of providing a limited
cooling fraction (less than 15%), as the absorption chiller operates more efficiently at high temperatures (90−95◦C),
a range of temperatures that conventional flat-plate collectors connected in parallel are not able to supply during
prolonged periods even on the hottest summer days, as these high operation temperatures reduce significantly
collectors thermal efficiency, and may also lead to excessive thermal stresses on solar system components (pumps,
tanks, pipes, etc.).
1. Introduction
The required DHW renewable fraction required by the Spanish building codes is typically covered by solar flat-plate
collectors in multifamily buildings [1]. When these buildings are air-conditioned by centralized heating systems,
modern HVAC schemes may also include the possibility of providing a solar fraction of the heating demand
(normally not higher than the 30% for sizing and economic reasons) by the solar system. In these cases, overheating
problems during summer operation (from June to September) can be especially severe due to the low heating
demand (as no space heating is required, and DHW demand is relatively low). Additionally, as most centralized
conditioning systems installed in multifamily buildings are not able to provide cooling, only heating, the installation
of unitary split-system air conditioners to meet the cooling needs during summer is a practice that completely
dominates the residencial market. In this context, the integration of absorption chillers fired by hot water from the
surplus solar energy in summer, may arises as a solution to utilize the full potential of the solar field during the entire
year (avoiding the intense operation of heat dissipators connected to solar loops, as depicted in Figure 1-Right),
for two main reasons: the excess of solar production (wasted heat) during summer months, and the good match
(synchronicity) between the solar radiation and cooling load profiles.
The following study differs from other research approaches [2] carried out in Spain on two main aspects: (1) the
absorption chiller size has to be sufficiently small to be fired by the actual solar collectors field of the multifamily
building (considering a typical range between 2 to 3 m2 of solar field per kW of cooling capacity, which gives rise
to a downsized chiller to meet the building peak cooling load), and (2) no modifications of the solar system are
permitted because of the integration of the absorption chiller (collector technology, collectors arrangement or slope,
TES volume, etc.), in order to realistically evaluate the absorption chiller performance.
In the following sections, the TRNSYS [3] modeling of the base case building and its centralized HVAC system
including the solar collectors field is described. Next, simulation results for the heating and cooling seasons are
presented and discussed. Finally, the main conclusions are summarized.
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2. Base Case Building Model/TRNSYS Simulations/Absorption Chiller
A 32-flat multifamily building has been chosen as building base case. Table 1 summarises the most relevant
characteristics of the building model. Building comprises of four identical, single-level floors containing eight
apartments each floor (four apartments perfectly oriented to the South while the other four to the North). Figure
1-Left shows the South facade of the base case building. In an initial approach, the building was modeled using
the component Type 12, based on the simplified ASHRAE energy/degree-day methodology, considering a single
lumped capacitance model, which estimates the space heating and cooling loads with a low computation effort.
Solar gains transmitted through the windows were computed using the TRNSYS component Type 687, being
linked to the building model. Because a simplified component (Type 12) was used to model the thermal behavior
of the building, it was assumed that building floor area coincides with the actively conditioned area (considering
both heating and cooling services), according to the parameters shown in Table 1.
Figure 1: Left: Schematic of the multifamily building model analysed. Right: Photograph of dissipators connected to the solar
loop.
Table 1: Main characteristics of building base case model
Parameter Value Units
Floor area per flat (x32) 88.24 m2
Building envelope area 1988 m2
Walls overall U-value 0.41 W/m2K
East (or West)/ South (or North) Window area 26.72/83.20 m2
Glass U-factor 3.809 W/m2K
Total building thermal capacitance 248000 kJ/K
Heating/Cooling setpoints 20/26 ◦C
Main solar collector field characteristics are presented in Table 2. These values are able to provide a solar DHW
fraction slightly higher than the strictly mandatory values (60 %) for the weather conditions of Madrid, being able,
at the same time, to provide a fraction of the building heating demand of the multifamily building (around 30 %). A
relatively large TES volume/collectors area ratio equal to 100 liters/m2 is considered in the study. Although the
building has a single HVAC system, two different TRNSYS schemes were considered in the study: one for the
heating season (from October to May), and another for the cooling season (from June to September). This modeling
approach should not add any error to our simulation results, considerably simplifying the TRNSYS modeling task.
The cooling scheme (illustrated in Figure 2) only differs from the heating scheme in the absorption chiller and its
associated heat rejection loop (cooling tower and condensing loop). Considering the collectors area available, a
hot water single-effect chiller Yazaki WFC-SC10, with a nominal cooling capacity of 35.2 kW has been included
in the simulation scheme. TRNSYS component Type 107 was used to model the absorption machine, using the
operational performance curves from the work of [4]. To simulate both TRNSYS schemes a short time step of 2
min was chosen to prevent instability and convergence problems.
3. Results
Table 3 summarises the most relevant TRNSYS simulation results for the heating and cooling seasons and the
weather conditions of Madrid. The effect of the absorption chiller on the collectors efficiency and average operating
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Table 2: Main characteristics of solar system
Parameter Value Units
Collectors Orientation South -
Collectors Slope 40 ◦
Collectors Area 80 m2
Collectors Optical efficiency 0.8 -
Collectors slope efficiency 3.611 W/m2K
Collectors curvature efficiency 0.013 W/m2K2
Solar loop flow rate 4000 l/h
Solar Tank Volume 8 m3
HXs effectiveness 0.7 -
Figure 2: TRNSYS simulation scheme of the solar system for the cooling season.
temperatures is examined in Figure 3. Absorption chiller increases collectors efficiency lowering at the same time
its operating temperatures during summer, these beneficial effects are caused by the increment in the useful energy
delivered by the solar field, from 15587.75 to 21222.69 kWh (approximately a 35% greater).
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Figure 3: Average operating temperatures and efficiency of collectors for the proposed system, and with no absorption chiller.
4. Conclusions
TRNSYS Simulation results have shown that multifamily buildings for the weather conditions of Madrid having an
oversized solar field with the aim of providing a greater solar fraction than that strictly established by building codes,
and additionally a portion of the heating demand (around 25-30%), can only provide a limited fraction of the cooling
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Table 3: Heating and cooling season operation. Most relevant TRNSYS Simulation results.
HEATING SEASON
Performance Indicator Value Units
Total solar energy delivered to TES 38098.74 kWh
Solar energy supplied to DHW service 16494.39 kWh
Solar energy supplied to building space heating 16691.39 kWh
Auxiliary DHW energy 7866.36 kWh
Auxiliary space heating energy 42377.43 kWh
DHW solar fraction (DHW ) 0.67 -
Space heating solar fraction (Heating) 0.28 -
COOLING SEASON
Performance Indicator Value Units
Total solar energy delivered to TES 18637.12 kWh
Solar energy supplied to DHW service 5260.31 kWh
Solar energy supplied to absorption chiller 6945.23 kWh
Auxiliary DHW energy 796.57 kWh
Chilled water energy produced by chiller 4101.05 kWh
Auxiliary chilled water energy 32763.14 kWh
DHW solar fraction (DHW ) 0.87 -
Space cooling solar fraction (Cooling) 0.11 -
Average Coefficient of Performance (COP) 0.59 -
demand (below 15%) when it is integrated into the centralized HVAC system an absorption chiller for summer
cooling. Unless profound modifications were incorporated into the solar system (used of evacuated collectors, a
different arrangement in series, etc.), an economic analysis (not conducted in this work) would probably conclude
that the proposed system is not economically feasible.
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Abstract: 
The novel district heating system applies absorption heat exchanger (AHE) to realize low return primary water 
temperature to collect low-grade waste heat for heating. However, current applications only replace the plate heat 
exchanger (HEX) in group substation (GS) with large scale AHE. The limitations of GS mode still exist, including 
complicated secondary network, imbalanced flow rate distribution to each building, and high secondary water 
pump energy consumption. The building-level substation (BLS) mode is the way to solve the problems of 
conventional GS mode. However, current BLSs applies HEX that cannot reduce return primary water temperature 
for waste heat collection. This study proposes a new mode called building-level absorption heat exchange 
substation (AHE-BLS) that combines the benefits of current modes. A small scale vertical multi-segment AHE is 
designed and tested for the AHE-BLS. The performance of AHE-BLS in real application is tested. The heating 
rate control of AHE-BLS is tested and proved to be better than conventional BLS. 
1 Introduction  
The novel district heating (DH) system applying waste heat from power plants and factories as heat source is 
developing rapidly in China to reduce fossil energy consumption and realize clean-energy heating [1]. The heat 
source site is usually far away from city. The primary district heating network connecting the heat source with the 
group substation (GS) around terminal users is running at large temperature difference and low flow rate condition 
to reduce long-distance heat transportation energy consumption. While the secondary district heating network 
connecting each GS with terminal buildings and rooms prefer to run at small temperature difference and large flow 
rate condition to overcome hydraulic imbalance. In a GS, the heat exchange from primary water to secondary 
water is a process with two fluids of extremely different flow rate. The heat source should be over 115°C to meet 
the demand. Most low grade waste heat cannot reach this high temperature. The absorption heat exchanger (AHE) 
is proposed to solve this problem [2]. The AHE is a combination of a hot-water driven lithium bromide absorption 
heat pump (AHP) and a plate heat exchanger (HEX). The primary water flows through generator, HEX, and 
evaporator in series to release heat. The secondary water flows in multiple branches into HEX, condenser, and 
absorber to be heated. Generally speaking, the AHE realizes the heat exchange from the primary to the secondary 
water. The merit is that the outlet hot fluid (return primary water) temperature is lower than the inlet cold fluid 
(return secondary water). The heat source temperature requirement is lower. More low grade waste heat can be 
collect for heating. 
 
Figure 1: Principle of AHE 
At the meantime, the building-level substation (BLS) heating mode is quite commonly used in European countries 
like Finland, Germany, and France [3]. Each building has one BLS. The primary hot water flows directly to each 
BLS instead of a GS which supplies heat to 5-20 buildings. Compared with the traditional GS mode in China, the 
BLS mode has simple secondary network, less hydraulic imbalance problem, and low energy consumption for 
1 m3/h
6.5 m3
120℃
25℃
60℃
45℃
Primary 
hot 
water Secondary 
cold water
120℃
45℃
60℃
45℃
60℃
45℃60℃
46℃
90℃
Hot-water Driven AHP
Generator Condenser
EvaporatorAbsorber
HEX
25℃
165
 
TU Berlin August 2020 Online ISHPC 2020 #34 
   2 
secondary network. However, the conventional BLS applies HEX inside. The heat source temperature is still too 
high to apply waste heat. We propose the building-level absorption heat exchange substation (AHE-BLS) that 
replaces the HEX with AHE to combine the advantage of AHE and BLS together. 
 
 
Conventional system with HEX                           System using AHE 
Figure 2: Comparison of system with/without AHE 
 
Figure 3: Conventional GS mode vs. AHE-BLS mode 
The AHE used in heating system has 15K-20K hot or cold fluid temperature difference in condenser and 
evaporator, larger than the 5K design difference in conventional absorption chiller. This will undermine the 
performance of condensing and evaporating processes [4]. Meanwhile, the AHE used in GS has large site area and 
heat exchange rate of over 2MW. For the use of AHE-BLS, the heat exchange rate is usually 0.2MW-0.4MW. The 
site area should also be reduced. Advanced cycles and structures are applied in the design of AHE used in AHE-
BLS to improve the performance, reduce the site area, and to realize compact design for small heat exchange rate. 
The first one applies multi-segment design of generator, condenser, absorber, and evaporator [4]. The second one 
applies multiple absorption cycles [5]. The first design is developed, tested, and applied in AHE-BLS project. The 
second one is still under development. In this study, we will introduce the development of the small scale AHE 
inside AHE-BLS and discuss the field test result of the AHE-BLS.  
2 Development of AHE-BLS 
2.1 Design and development of vertical multi-segment AHE 
The designed AHE is for the application in Chifeng city. The designed heat capacity is 200kW. The inlet/outlet 
temperature of heat source water (primary water) is 90℃/30℃. The inlet/outlet temperature of heat sink water 
(secondary water) is 40℃/50℃. The designed condition is controlled by the field application, which is a little 
different from Fig. 1. 
The absorber and evaporator are divided into three segments from top to bottom to provide three evaporating 
processes for the 15K~20K inlet/outlet water temperature difference in evaporator. Since the secondary water 
design temperature is only 40℃/50℃, we let the secondary water flow through absorber and condenser in series. 
In this way, the inlet/outlet water temperature difference in condenser is 5K. There is no need to use multi-segment 
generator and condenser for this working condition. U-pipes are applied to let the solution or refrigerant water 
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flow from the upper section to the lower section and maintain the pressure gradient between the two sections. The 
design modeling process is similar to that mentioned in [4]. EES was used to finish the calculation.  
2.2 AHE-BLS design 
In the development of vertical multi-segment AHE, we integrated necessary devices to realize the function of a 
heating substation, including primary water pump, secondary water pump, flowmeters, temperature and pressure 
sensors, filters, buffer tank, water supply and pressure stabling system, and remote monitor-control system. The 
total dimension of the AHE-BLS equipment is 1.2 m × 1.3 m × 3.0 m (L × W × H). The AHE-BLS can be placed 
on the ground or in parking lot near each building. Only four connectors are designed to connect the inlet/outlet 
of primary and secondary water. There is no need for substation construction or complicated pipework. 
 
External and internal process 
 
3-D design 
 
Real equipment photo 
Figure 4: Vertical multi-segment AHE development 
3 Results 
3.1 Performance test of vertical multi-segment AHE 
The performance of this AHE under various conditions were tested. The outlet primary water temperature was 
below 30℃ in all conditions. The results were better than design condition. 
Table 1- Condition of absorption chiller and AHPs/AHEs 
Parameters Design Case1 Case2 Case3 Case4 Case5 Case6 
Hot side inlet/outlet /℃ 90/30 91.3/28.7 90.1/26.5 91.0/29.4 90.5/29.2 91.0/29.9 85.2/27.3 
Cold side inlet/outlet /℃ 40/50 39.3/48.4 39.0/44.1 40.1/50.8 40.0/49.3 41.0/51.0 40.2/45.5 
Heating rate /kW 200 200.8 223.3 219.2 196.7 173.9 105.1 
3.2 Application of AHE-BLS  
The AHE-BLS is applied in Chifeng city of China to supply heating for community and government buildings. 
The AHE-BLSs are installed next to each building. No separate building is required for each heating substation. 
The primary water is directly connected to each AHE-BLS. Each AHE-BLS can supply heat to a building or 
heating zone with heating area of 5000-8000 m2. The performance of each AHE-BLS can be controlled and 
monitored remotely. No staff is needed on site during the whole heating season. 
 
Figure 5: Heating season running performance of AHE-BLS 
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Figure 6: AHE-BLS applications 
From long-time performance test of AHE-BLS in real project, we found that the outlet primary water temperature 
can remain below 30℃ under large change of condition. This is enough to use low grade waste heat as heat source. 
3.3 Heat exchange rate control ability of AHE-BLS  
One benefit of the AHE-BLS is that the flexibility of heating rate control is improved since the change of flow 
rate or secondary water temperature of one single building has less effect on other buildings compared to GS 
system. Usually the heating rate is controlled by the flow rate of primary water. The control ability of AHE-BLS 
and conventional BLS is compared in Fig. 7. The heating rate of AHE-BLS has a good linear relationship with 
flow rate of primary water. This is better than conventional BLS applying HEX inside. 
 
Calculated comparison with conventional BLS 
 
Tested control ability of AHE-BLS 
Figure 7: AHE-BLS heat exchange rate control ability 
4 Conclusions 
In this study, a novel mode of heating system, the AHE-BLS mode, is proposed. This mode combines the 
advantage of BLS mode and AHE heat exchange process. On the one hand, the outlet primary water temperature 
is reduced from 50°C-60°C to 20°C-30°C to collect low grade waste heat. On the other hand, it can simplify 
the secondary network, reduce hydraulic imbalance, decrease secondary water pump energy consumption, and 
improve single building heating control ability. A 200kW heating rate small scale vertical multi-segment AHE is 
developed and tested. The AHE is integrated with substation functions and developed into a small scale AHE-
BLS. The AHE-BLS is applied in several projects. The outlet primary water temperature keeps lower than 30°C 
during the long time running test. The heat exchange rate control ability of AHE-BLS is tested. It is better than 
conventional BLS because of the linear relationship between primary water flow rate and heating rate. 
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Abstract: Despite their enormous potential in primary energy saving and emissions reduction, sorption heat 
transformers are not in practice commercially viable yet. In the past, a good number of commercialization attempts 
have been discontinued and the remaining players struggle to find a market niche. The units currently marketed 
are more similar to R&D prototypes than commercial devices and are available at prices which cannot compete 
with vapor compression systems yet. In conclusion, AHTs have great potential for the decarbonisation of heating 
and cooling but still suffer from an apparent stage fright, a consequence of a number of technological 
shortcomings, among which their manufacturing process. In this investigation we have experimentally confirmed 
that it is possible to manufacture pressure- and vacuum-tight polymer components with commercial 3D printing. 
This discovery unlocks many of the usual manufacturing limitations which are preventing sorption heat 
transformers from reaching higher technology readiness levels and allows to reduce the cost of manufacturing of 
about 3.9 times. 
 
1 Introduction  
Sorption heat transformers (SHTs) are usually heavyweight and require special manufacture. Vacuum SHTs 
follow strict vacuum standards and rely on machined and special-welded metal components. Pressure SHTs use 
steel, resulting in heavy components. These characteristics ultimately lead to high production costs.  
3D printing is a rapid prototyping manufacturing process having lower cost compared to a number of other 
established processes. 3D printing starts from a 3D computer model, therefore objects of any shape can be created. 
So far, 3D printed objects are deemed unsuitable for the containment of fluids as well as vacuum applications 
because the final objects are porous. The two most popular 3D printing techniques are fused deposition modelling 
(FDM) and stereolithography (SLA). This investigation focuses on SLA, where a layer of epoxy-based resin is 
polymerized by a focused laser beam. In [1], the Sustainable Emerging Technologies Research Group at The 
University of Edinburgh has already proved that SLA can be used to produce vacuum-tight vessels. In this 
contribution we show the design and realization of first 3D printed sorption heat transformer at miniature scale. 
The selection of 3D printing and the decision to produce miniature heat transformer was based on the synergies 
between the flexibility in product design, techno-economical attributes of SLA 3D printing technology and 
moderate installation cost.  
 
2 Experimental set-up design, manufacture and description 
2.1 3D printer and resin specifications  
A SLA 3D printer SL1 (Prusa Research, Czech Republic) was used for manufacturing all the plastic components 
of this investigation. This printer uses a high-resolution LCD panel and a UV LED to cure thin layers of resin. The 
3D printer was operated using transparent Tough Resin (Prusa Research, Czech Republic), a high-quality UV 
photosensitive 405nm liquid resin for 3D printing composed by epoxy resin (40-50%w), methacrylate monomer 
and oligomer (20-40%) and a photo-initiator in traces. 
 
2.2 Design for additive manufacturing 
The utilization of 3D printers instead of traditional manufacturing methods is fascinating but several factors should 
be taken into account in order to produce flawless 3D printed components. These factors eventually reduce the 
initial degrees of freedom, especially those related to the complexity of the manufactured parts. Table 1 discusses 
the main factors that have been considered in this investigation before starting the printing process. The miniature 
heat transformer is manufactured aiming at minimal part cost which can be realized by faster printing time and 
high printing success rate. This was achieved by acting on the following aspects: i) elimination of all support 
structures during printing through proper orientation of the printed part and smart CAD design; ii) reduction of the 
printing time by designing the part with one flat surface and use of transparent resin; iii) all details such as holes, 
grooves and connections are realized by 3D printing, minimizing the need for extensive post-processing of the 
part. 
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Table 1: Factors influencing the 3D printing manufacturing process of vacuum tight components. 
3D Printing factor Description  
Selection of the 3D Printing resin The choice of a transparent resin is to allow direct observation of the 
internal hydraulics. 
3D printing support The SHT is designed in a way that no support is required during printing, 
therefore no wasted material is produced in the end of the process. 
3D printing orientation The choice is based on manufacturability (printing time, capability to the 
3D printer to withstand the component weight) as simulated in the 3D 
printing slicer software. 
Layer height 0.05 mm. This option controls the thickness of each layer being cured 
Faded layers  Initial layers that work as a backbone for the other layers (10 in this study). 
UV-resin exposure initial time  15 seconds of UV light exposure time for faded layers. 
UV-resin exposure time  7 seconds of UV light exposure time for each layer after the faded layers. 
 
2.3 Cost of manufacturing 
The cost of manufacturing is one of the issues in preventing adsorption chillers being brought to market. Although 
there are no specific studies on the subject, it is well know that the manufacturing of metal vacuum-tight vessels 
is expensive, especially because it requires skilled workforce for welding and special vacuum fittings. Being a 
different manufacturing process, 3D printing shows different types of manufacturing costs. A comparison between 
manufacturing of a Stainless Steel vessel and manufacturing of a SLA 3D-printed vessel is reported in Table 2. 
The comparison refers to the vessel shown in Fig. 1 and is realized by using the CALC4XL tool [2]. Among the 
main findings from Table 2, the direct material cost can be reduced by fifty percent  and the direct labor expenses 
of the steel vessel is a cost driver by 10 times compared to the SLA 3D printing technology. The cost analysis 
shows also that 3D printing technology can significantly reduce the vessel total weight 55 times compared to a 
metal steel vessel. Overall, 3D printing can decrease the total cost of manufacturing down to 3.88 times compared 
to conventional manufacturing. 
 
Table 2: Breakdown of cost of manufacturing of the vessel in Fig. 1(dimensions: 9.5 cm X 11.7 cm X 5.4 cm) 
 
2.4 SHT system description and testing process 
The 3D printed miniature SHT in Fig 1 has an internal volume of 385 cm3 and is designed to use ultra-low grade 
heat in range of 30-60 °C. It comprises three aluminum heat exchangers (RC Racing Radiators, Italy), as 
evaporator (40.67 g), condenser (45.39 g) and adsorber (47.09 g), which are all connected to three separate 
thermostatic baths (Julabo, Germany). The heat exchangers have identical dimensions and arranged as illustrated 
in Fig. 2. Temperatures are acquired from thermocouples (Omega Engineering, USA, 0.4% accuracy) located at 
the inlet and outlet of each heat exchanger. The internal pressure is monitored using on vacuum sensor (WIKA, 
Germany, 0.25 % accuracy). The water flow rate through each heat exchangers is adjusted by setting constant 
values on manual flowmeters (Nixon Flowmeters, UK, 1.6% accuracy). The approach described in [1] was adopted 
to assure vacuum tightness. An acetoxy silicon rubber sealant (Dow Corning 732 Multi-Purpose Sealant, USA) 
was used to seal the connection between 3D printed parts such as the vessel and its front cover. This sealant cures 
when it is exposed to moisture in the air with operational temperature range from -60°C to 180°C. 
Water was degassed to get rid from any trapped gas-bubbles in an ultrasound degassing unit (Branson 2800 cpxh 
ultrasonic cleaner 2.8 l, Italy). Non degassed water could increase the overall system pressure and therefore 
decrease the performance of SHT. Water degassing is also important to increase shelf life of the polymeric 3D 
printed parts and metal heat exchangers. The miniature SHT goes under cyclic thermal swing by using the same 
set of automatic valves and data acquisition and control system used in [3]. 
 
The vessel type Stainless Steel vessel SLA vessel Ratio 
Direct Material cost (Euro) 26.11 12.54 2.08 
Direct Labor cost (Euro) 147.56 14.24 10.37 
Manufacturing Overhead cost (Euro) 93.52 42.06 2.22 
Manufacturing location Contractor/Factory The university lab  
Final weight of the vessel (kg) 5.22 0.094 55.65 
Cost of Manufacturing (Euro) 267.19 68.83 3.88 
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 a)  b) 
 
Figure 1: a) CAD model of the sorption heat transformer and its auxiliary components: (1) the single-bed 
miniature heat transformer comprising of evaporator, condenser and adsorber; (2) vacuum pump including a 
liquid nitrogen trap; (3) isolation valve to feed in water from the water reservoir (4) and to isolate the system 
from ambient pressure. b) 3D-printed miniature sorption heat transformer (outer dimensions are 11.7 cm X 9.5 
cm X 5.4 cm) 
 
 a)  b)  c) 
 
Figure 2: a) Top view and the dimensions of one of the heat exchanger used in the prototype. b) Back view of the 
heat exchangers inside the 3D-printing washing and curing machine; c) Side view of the assembled heat 
exchangers with the 3D printed cover sheet. 
 
3 Results 
The device was initially tested without sorption material first at desorption temperature (Tads,in) of 42 °C, 
condensing temperature (Tcond,in) of 19 °C and evaporator temperature (Tevap,in) of 14 °C. Fig. 3 shows the 
temperatures measured at the outlets of each heat exchanger during this preliminary investigation. Vacuum was 
stabile throughout the test. The adsorber heat exchanger underwent heating and cooling with a half cycle time of 
300 seconds. 
Cycling a blank adsorber with water is a crucial first step to quantify the sensible heat of the metal mass of the 
heat exchanger without adsorption material. In the following steps, this allows to detach the heat to the sorption 
material from the heat to the heat exchanger and thus in part distinguish the heat of adsorption from the blank 
experiment. This strategy is described in detail in [3]. Fig. 4 shows that the adsorber heat exchanger needs 50.8±5 
kJ with a heating peak at 375 W and cooling peak at 348 W. 
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Figure 3: Temperature evolution in the miniature heat transformer without sorption material. 
 
 
Figure 4: Blank experiment showing heating and cooling curves of the empty adsorber heat exchanger.  
 
4 Conclusions  
This investigation showed the development of a single-bed 3D printed miniature heat transformer and 
demonstrated the feasibility of using stereolithography 3D printing to produce a miniature-scale sorption device. 
Stereolithography 3D printing can produce vacuum tight parts and has the benefit of moderate manufacturing costs 
(3.88 times less than conventional metal manufacturing) which can significantly help taking the sorption heat 
transformers to the market. This investigation has shown pressure stability of vacuum level while conducting 
temperature swings and temperature stability up to 42 °C. Furthermore, the analysis of the temperatures has shown 
that the amount of energy required to heat the empty adsorber of 47.09 g equals 50.8±5 kJ. In the next steps the 
adsorber will be filled with silica gel an advanced ionic-liquid based sorption material and tested at higher 
regeneration temperatures [4]. 
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Abstract: 
The development and design of a flexible two-stage absorption heat pump system comprising a directly biomass-
fired desorber is presented. A nominal heating capacity of 100 kW is provided with a performance factor (PF) up 
to PFheat ≈ 2, what in this context is the supplied heat referred to the lower heating value of the ligneous biomass 
input. For this purpose, the integrated sorption process replaces valuable renewable biomass energy with thermally 
upgraded heat from any additional low-temperature source. A steady-state simulation-study with input and output 
parameters close to reality was conducted. The results lead to an optimized design and partition of heat exchanger 
area and fluid circuits. The subsequent engineered system-unit allows for several operation-modes, such as double-
effect and double-lift. The chosen design temperatures fit to common ambient heat-sources, new and old buildings 
and industrial processes, as the heat-input can be lowered to 4 °C and the output can reach 90 °C. Additionally, 
the system directly provides cold from biomass-combustion with a performance factor up to PFcold ≈ 1.1. Based 
on the simulations, a pilot-plant was manufactured and commissioned in a test-rig setup. The automated operation 
under laboratory conditions will show, if the distribution of the concept is economically and ecologically justified.  
1 Introduction 
Completive to wind and solar, biomass represents one of the most important renewable energy resources and 
already contributes substantially to a climate-neutral energy supply. Although there is further development 
perspective, for instance regarding residual and waste materials, respecting the available state of the art, the 
economic potential is limited and almost fully tapped. Therefore, highly efficient usage is eminent. 
Beside the use of the energy stored in ligneous biomass for electricity generation, it was particularly the heat 
supply from district heating stations and smaller scaled boiler, which covered the heat demand in Germany by 
10.7% in the year 2016 [1]. For nominal conditions, heat units reach a performance factor of approximately PFheat 
≈ 0.9. By application of innovative flue gas condensation, this value rises to PFheat ≈ 1.1 [2]. A thermally driven, 
two-stage heat pump process enables an even better utilisation of the exergy from the biomass. 
Starting with a simple Proof of Concept in the joint German-Finish SET-plan research project “Solar Heating and 
Cooling for Northern and Central Europe” [3], the development of the directly biomass-fired absorption heat pump 
here is continued in cooperation with a biomass boiler manufacturer. The research project focuses on an economic 
and reliable heat pump design and performance tests under lab conditions. This paper describes the basic sorption 
process design and results of the simulation of the research. Furthermore, the pilot-plant and test rig setup as well 
as defined key figures for testing are shown.  
2 Fundamentals and experimental setup 
The combination of a biomass combustion and sorption process offers a quite efficient way for low temperature 
heat supply with a certain share of ambient heat and minimal consumption of electricity. Multi-staging reduces 
the biomass input significantly. Nevertheless, its pros and cons have to be carefully balanced regarding economic 
feasibility as well as a simple, robust and reliable system design. 
2.1 Advantages of a two-stage heating and cooling system with biomass-combustion 
The benefits of multi-stage absorption heat pumps have been theoretically investigated sufficiently and are well 
known. For instance, Ziegler [4] has shown, that using the driving energy in a cascade leads to a significant higher 
efficiency. Coming along with that, the feasibility is limited by the necessarily rising temperatures of the driving 
energy source and of the working fluids. The fluid used in the apparatus presented in this essay is aqueous lithium 
bromide (H2O/LiBr) with water as refrigerant. It has a common upper range for application temperatures between 
150 °C and 170 °C, regarding rising corrosivity. Carrying out a multistage concept therefore is limited by 
economical acceptable variety and uncomplicated availability of construction materials. Moreover, an increasing 
quantity of stages rises the complexity and expense for heat exchangers, piping valves and instruments. As the 
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refrigerant H2O limits the evaporation temperature to 1 °C to avoid internal freezing, ambient heat-sources seem 
to be limited for H2O/LiBr-heat-pumps. In fact, the potential of ambient heat-sources delivering temperatures 
higher than 8 °C, such as groundwater, wastewater or geothermal probes is notable. Here it also has to be 
considered, that in rural areas, where biomass as fuel is more common and available than in cities, these kind of 
ambient heat-sources also are more probable. Additionally, in current research projects reliable and sufficiently 
efficient evaporator-systems for modified refrigerants are investigated. Presuming successful research, ambient 
heat sources delivering energy with temperatures below the freezing point of water could be integrated.  
Respecting these constraints, a two-stage concept was chosen for the system presented here as a good compromise 
of performance, cost and complexity. Regarding the Coefficient of Performance (COP) as the quotient of net 
energy and driving energy, the increase in efficiency is evident: Modern absorption single-stage heat pumps enable 
a COPSE ≈ 1.8, relating to the generation of heat. A two-stage type enables values up to COPDE ≈ 2.4. 
Commercial two-stage units typically range in capacities of a megawatt. Beside directly gas- and oil-fired systems, 
an implementation of steam-driven or pressurised hot water is economically justifiable in this higher capacity 
class. In general, one falls back to single-stage hot-water-driven absorption heat pumps for lower capacities. To 
replace fossil energy sources in smaller systems, the attention has to be turned to waste heat, solar heat or on the 
best storable, locally available fuel biomass for directly driving absorption heat pumps. Ligneous biomass here 
succeeds as standardised fuel and its combustion is technically mature.  
Without the detour of the initial generation of hot water, a directly biomass-fired two-stage heat pump in the 
medium capacity range is viable, respecting an increase of efficiency (COPDE/COPSE) up to 33%. The additional 
expenses by purchasing an absorption heat pump (AHP) are even more accommodated for the two-stage system: 
A rough estimate shows that the capital investment in the biomass direct-fired, two-stage absorption heat pump 
(bioSHC-system) is nearly the same as for a single-stage AHP connected to a biomass-fired boiler. Additionally, 
the efficiency of the combustion unit concerning the provided fuel is equal for both systems. The common exhaust 
temperature for wood firing at nominal operating conditions is set to 160°C or higher, which enables to use most 
of the smokestacks installed in buildings. Concerning the maximum working-fluid temperatures, the exhaust 
temperature of the two-stage heat pump-system is similar. 
The bioSHC-system reaches a performance factor (PF) up to PFheat ≈ 2 referred to the lower heating value (LHV) 
of the fuel and the heat from an ambient low temperature reservoir included. With halve of the conventional fuel 
input providing the same amount of useable heat, emissions (dust, CO2, etc.) may be reduced in the same scale. 
The following section implicates, that the multi-stage structure induces further advantages regarding variety of 
operation modes.  
2.2 Implemented modes of operation 
The bioSHC-system has been developed based on the analysis of appropriate ambient heat sources for absorption 
heat pumps, so the goal was to utilize the lowest possible temperature of the refrigerant.  
Substantially the system consists of three main subsystems - a directly biomass-fired second-stage desorber plus 
condenser, a single-effect absorption heat pump and a pre-fabricated hydraulic-system, which helps for an easy 
implementation and interaction in buildings and their control systems. The guideline for engineering was the 
double-effect-mode (DE). For this operation mode, the realised concept requires six main heat exchangers. 
  
 
a) double-effect (DE) b) double-lift (DL) c) SE for cooling & heating 
Figure 1 – schematic diagram of the three main operating modes of the bioSHC-system 
The lower four exchangers evaporator (E0), absorber (A0), condenser (C1) and desorber (D1) are realised as tube 
bundles in two vessels and form a separate entity, that could be operated as a single-stage or single-effect-system 
175
 
TU Berlin August 2020 Online ISHPC 2020 #57 
   3 
(SE). A high-temperature-desorber (D2) and a second condenser (C2) are added for building a double-effect-system 
(DE). The second desorber D2 herein is the innovative core piece. It is a directly biomass-fired desorber with a 
driving capacity of about 50 kW and a combustion power of 55 kW. 
The cascade of energy-use from the combustion is carried out by coupling C2 and D1 via an external heat carrier. 
In Figure 1a) this external heat transport is displayed as a double line arrow between these main components. The 
connecting, continuous lines follow the logarithmic depiction of the pressure curve (ordinate) for constant salt 
concentrations depending on equilibrium-solution-temperatures (abscissa). Dashed lines represent the vapour flow 
of the refrigerant between the components. Therefore, the resulting four temperature- and three pressure-levels of 
the bioSHC-system are visible. These levels are quite similar for the three suggested modes of operation. 
Comparing Figure 1a) and Figure 1b) it can be seen, that the external circuit between C2 and D1 allows an additional 
mode for an efficient and very high temperature-lift, by lifting the heat Q̇E0 coupled into the evaporator E0 two 
times. This double-lift-mode (DL) requires the condenser C1 to operate as a second evaporator (E1) and the D1 as 
another absorber (A1) at a higher pressure-level. A further operation mode named “single effect for cooling and 
heating” is also possible within the bioSHC-system. Figure 1c) shows that in this case, cooling and higher 
temperatures as in common single-effect AHP can be provided at the same time without the need of a middle 
pressure stage. 
3 Results 
3.1 Modelling of the heating and cooling system 
The shown system-concept was modelled in a component-based simulation on physical property data and balances 
of mass, sorbent and energy. The steady-state simulation-study with the Engineering Equation Solver (EES) leads 
to an optimum of heat-and-mass-transfer-area by variation of temperature spread as well as different internal and 
external hydraulics. The main results of theoretical capability, coefficient of performance, design temperatures 
and the performance factor for the double-effect and double-lift mode at nominal conditions are given in table 1: 
Table 1 – Key figures of the bioSHC-System  
Key figure Abbreviation and/or 
Equation 
Unit Efficiency mode 
double-effect-mode 
Temperature-lift mode 
double-lift-mode 
chilled water Tcold (supply | return) °C 4   |  8  4 |  8 
heating water Theat (supply | return) °C 41  |  31 *90  |  70(a) 
temperature lift Tlift = Theat supply – Tcold supply K 37 86 
nominal capacity Q̇heat | Q̇cold kW 111  |  62+   66  |  16 
COP(b)heat|cold Q̇heat ⋅	Q̇D2-1 | Q̇cold ⋅	Q̇D2-1 - 2.22  |  1.23 1.31 |   0.3 
Performance Factor 
PF(c) heat|cold 
Q̇heat	⋅	( ṁfuel	⋅	LHV) -1  
Q̇cold ⋅	( ṁfuel	⋅	LHV) -1 - - 1.99 1.10 1.18  0.27 
(a) max. 85 °C feasible             (b) Coefficient of Performance               (c) Reference lower heating value (LHV)   
As boundary conditions, the maximum allowable salt-concentration and temperature of the solution, external and 
internal temperatures, realistic heat transfer rates and heat-exchanger-efficiency were set. In addition, the wetting 
of the tube bundles and therefore the solution- and refrigerant-circuits have been considered based on 
measurements. Depending on whether the required continuous solution-flow through the desorber D1 and D2 is 
parallel or serial, pros and cons vary in operation, efficiency and partitioning of area over all heat exchangers. To 
check the theoretical values, the solution-flow can be switched in the test-rig between serial- and parallel-flow. 
The key figures in table 1 are gained from the series-flow-model, as it was the guideline for engineering.  
Considering that the design-point in practice may not always perfectly match, for example in external conditions, 
the system has to be resilient especially to changing supply-temperatures of the fluid-circuits. A variation of 
temperatures and their spread in the cold- or cooling-water shows a low sensitivity regarding the cooling-
performance and COP. As the temperature Tcold is varied from 3 °C to 6 °C as well as the temperature-spreads 
from 3 K up to 10 K, the cooling-capacity and the COP change merely 2% regarding to the nominal conditions. 
The temperature-variation of Theat from 38 °C to 44 °C and a change in temperature-spreads from 5 K up to 12 K 
show the same results. 
3.2 Developed plant and test-rig setup 
As mentioned before, the innovative core piece of the system is the desorber D2. It was drafted based on an existing 
combustion chamber geometry. The layout as a pool-desorber with natural circulation enables a homogenous 
176
 
TU Berlin August 2020 Online ISHPC 2020 #57 
   4 
allocation of temperature and solution-concentration. The design of the heat exchanger on the solution-side was 
based on extensive research. In the zone of the combustion-chamber a heat flux up to 80 kW·m-² may appear, 
which will not cause critical wall-temperatures above 180 °C due to best heat transfer resulting from flow-boiling, 
following evaluations from Riepl [5][6]. Nevertheless, the design of the desorber D2 seems very similar to any 
standard wood-chip-boiler with flue-tubes, except the built-in components supporting natural convection and 
vapour-flow and the mounted condenser C2. Therefore, it was fabricated with the conventional methods of a boiler 
manufacturer. Due to the effective remodelling, the D2 can be produced with similar costs regarding to a 
commercially available hot-water boiler of the same combustion capacity. 
 
 
(1) Biomass-fired desorber D2 
(2) Absorption heat pump (AHP) 
(3) Storage, supply and scale for 
biomass-fuel 
(4) Control and hydraulic system 
Figure 2 – Picture of the system-setup integrated in a HIL-laboratory environment 
The single-stage absorption heat pump unit (AHP) has been realised for a perfect match to the high-temperature-
desorber D2. As shown in Figure 2 the entire installation of the components was assembled in a laboratory. With 
the aid of a hardware-in-the-loop-test-rig (HIL), measuring of the bioSHC-system is carried out close to reality. 
3.3 Upcoming measurements 
The new setup of the bioSHC-system has already been commissioned, so new and promising measurement data is 
currently gathered and going to be presented at the coming up ISHPC. Particular attention to precise sensors and 
data acquisition ensures accurate scientific measurement. For instance, less than 10 % error in COP is expected, 
despite the less homogenous fuel regarding mass flow and heating value. By means of extensive consideration of 
possible sources of error, a meaningful comparison with conventional SHC-systems and common electrical heat 
pumps is possible. 
4 Conclusions and outlook 
The presented directly biomass-fired absorption heat pump system doubles the heat-output compared to 
conventional biomass boilers, fired with ligneous biomass. Essential precondition is a sufficiently available low 
temperature heat reservoir (e.g. geothermal probes), feeding the implemented sorption heat pump process. The 
modular design of the three main components allows for switching between operation modes such as single-effect, 
double-effect, double-lift or the “single-effect for cooling & heating”. Thus, a high performance factor and/or high 
temperature lift for solely or simultaneous heating and cooling is obtained. 
In addition, the system can directly and highly efficient convert biomass energy into useable cold for cooling 
purposes. Furthermore, the overall very low electricity consumption relieves the electrical grids. The chosen design 
temperatures fit the requirements of new building-standards but are also appropriate to old buildings. This enables 
prospective numerous applications in real buildings or industrial processes. 
The combination of biomass-combustion and heat pump technology offers further applications such as extracting 
heat from flue gas by utilisation of condensing. Referring to Hermann [2], cooling the flue gas of a wood chips 
fired desorber down to 25°C, the gained sensible and latent heat may reduce the required ambient low temperature 
heat source by 18% in double-effect setup and 70 % in double-lift setup respectively. 
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Abstract: 
The absorption chiller types Bee and Bumblebee, which have been developed by the Technische Universität Berlin 
(TU Berlin) in cooperation with Vattenfall Europe Wärme AG and the Bavarian Center for Applied Energy 
Research (ZAE Bayern), are installed in 16 field tests in Germany [1]. The heat driven absorption chiller is based 
on the non-ozone depleting and climate-friendly working pair water/lithiumbromide and has a high potential for 
decreasing indirect/direct greenhouse emissions without the use of fluorinated gases like in conventional cooling 
technologies. Values for the daily average electrical efficiency higher than 30 kWh0/kWhel have been reached for 
state of the art field tests.  
1 Introduction  
The installation of the 25 absorption chillers in Germany took place within the framework of the project FAkS, 
funded by the Federal Ministry for Economic Affairs and Energy (BMWi). Further involved as scientific partners 
in the collaborative research project were the German Heat and Power Association (AGFW), the Federal Industrial 
Association for technical building equipment (BTGA), the Technische Universität Dresden and the Institut für 
Luft und Kältetechnik Dresden (ILK). TU Berlin had a supportive, accompanying and managing role in the 
planning, installation, operation, monitoring and optimization. The installation and commissioning of the 
absorption chillers took place between 2011 and 2017. In some field tests a combination of up to three absorption 
chillers can be found. District Heating (DH) systems, Combined Heat and Power plants (CHP) or solar collector 
systems serve as a heat source for the driving heat.  
A brief overview of the field test results regarding the operation of absorption chillers will be given. The focus is 
on the thermal coefficient of performance (COPth) of the absorption chillers and the electrical/primary energy 
efficiency of the absorption chiller cooling assemblies (ACCA). An ACCA takes into account the energy demand 
of peripheral components, such as pumps and reject heat devices, allowing not only an overall comparison of the 
energy efficiency for the various ACCAs and additional back-up chillers or alternative cooling modes [2], but 
provides an energy based assessment around the peripheral components and their specific energy demand as well. 
Moreover, the aspects of system integration into DH systems or heating networks supplied by decentralized CHP-
units are addressed as much as the wide operation field and the flexibility that can be reached in the heating circuit 
of the absorption chillers. Especially the requirements of CHP-units on the narrow variability with regard to the 
return (hot water for absorption unit / cooling water for CHP-units) temperature have proven a strong demand of 
the implemented absorption chiller control while fulfilling simultaneously an energy efficient cooling operation. 
The so-called CE-controller uses an improved characteristic equation (CE) method [3]. 
A generalized system setup to characterize each field test has been defined. It is further used for evaluating 
energetically and in a comprehensive way the various chillers and cooling systems that are monitored in the 
research project FAkS. Moreover, key figures for assessing the energy efficiency of installed chillers allow a 
comparison of the field tests for which an allocation methodology of the electrical and primary energy demand 
have been developed. This allocation takes into account the different operating modes and site specific features 
found in the external circuits of the ACCA. Those key figures express the ratio of the generated cooling to either 
the thermal energy (thermal efficiency), electrical energy (electrical efficiency) or primary energy (primary energy 
efficiency) within an observed time period. 
2 Operation Results 
2.1 ACCA electrical efficiency and primary energy efficiency 
A thermally driven absorption chiller cooling assembly (ACCA) uses primarily heat as a driving energy source, 
while an electrically driven compression chiller cooling assembly (CCCA) uses electricity. To evaluate and 
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compare cooling systems an integral characterization of the energy efficiency based on primary energy figures is 
made. For the electrical energy input a primary energy factor of 1.8 kWhPE/kWhel (valid since January 1st 2016 
according to German Energy Saving Ordinance EnEV [4]) is applied, whereas for the thermal energy input the 
corresponding certified primary energy factor (fH), provided by each operating DH company, is taken into account. For 
heat from decentralized CHP-units the primary energy factor is assessed with monitoring data according to the 
“displacement” method described in the German Rules [5] and [6].  
With the control of the absorption chillers a partial load from approx. 110 % down to 5 % with respect to the 
nominal cooling capacity was covered. This is equivalent to a part load ratio of approx. 175 % to 10 % with respect 
to the design cooling capacity that varies from site to site.  
Yearly average values for the thermal efficiency above 0.7 kWh0/kWh2 were monitored in several installations. 
Efficient cooling is still feasible with values for the thermal efficiency over 0.6 kWh0/kWh2 and at a part load ratio 
of 30 % [7]. During the last cooling period (2017) in some few field tests values for the electrical efficiency from 
6 to 10 kWh0/kWhel proved insufficient mainly due to design misfit of pumps and reject heat devices. In other 
field tests, with better designed and operated peripheral ACCA components, values for the electrical efficiency of 
20 kWh0/kWhel and in certain sites even up to 30 kWh0/kWhel were monitored. In most ACCAs the operation of 
the pump in the cooling water circuit and the reject heat device is responsible for approx. 70 % of the electrical 
energy demand (Figure 1). In terms of primary energy, the driving energy source of several of the installations in 
FAkS causes approx. 70 % to 95 % of the total primary energy demand (Figure 1, Figure 2 bottom)1. 
Figure 1: Relative contribution of peripheral components in terms of electricity and primary energy 
Figure 2 (top) gives a detailed overview of the distribution of daily values for the primary energy efficiency for 
each ACCA and each location (BOLY, TUEW, etc.) taking into account the site specific factor fH. The majority 
of the values for the primary energy efficiency in FAkS range between 0.8 kWh0/kWhPE and 2.6  kWh0/kWhPE. 
Field tests with a lower primary energy factor for the thermal energy input due to utilization of renewable energy 
sources in the CHP-units or abundant industrial heat in the DH networks (down to 0 kWhPE/kWh2) can reach a 
primary energy efficiency up to 7 kWh0/kWhPE. It should be mentioned that more than 50% of german DH 
networks provide heat with a factor below 0.4 kWhPE/kWh2 (see Figure 3). 
The operation of compression chiller cooling assemblies (CCCA) and the operation mode “Free Cooling” (also 
known as “Direct/Ambient Cooling”) were additionally monitored and evaluated. “Free Cooling” uses low 
ambient air temperatures to directly cool the chilled water network without the need for any chillers. In FAkS field 
tests, where the reject heat devices of installed absorption chillers were used for “Free Cooling”, an electrical 
efficiency between 6 kWh0/kWhel and 36 kWh0/kWhel was monitored. The pumps are responsible for 80-90 % of 
the overall electricity demand for this operating mode. The evaluation of the electrical energy efficiency of CCCA 
showed values in the range of 2.1 - 4.0 kWh0/kWhel. In comparison to CCCA, higher values for the primary energy  
 
1 Subscripts: WhPE: primary energy related unit, Whel: electrical energy unit     
      Wh0: (thermal) energy unit related to cooling, Wh2: (thermal) energy unit related to driving heat 
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Figure 2: Primary energy efficiency in the field test (up) and relative contribution of each peripheral component 
in terms of primary energy (down) 
efficiency of ACCA can be reached when the primary energy factor for the thermal energy input is below 
0.4 kWhPE/kWh2.This shows the high potential of primary energy savings and a change towards a market 
diversification as approx. 50 % of the DH networks in Germany have low primary energy factors and almost 40 % 
of the networks provide district heat with a primary energy factor even below 0.2 kWhPE/kWh2 (see Figure 3). 
Figure 3: Distribution of primary energy factors in FAkS and Germany 
2.2 Operation flexibility on the hot water / driving heat side 
Monitoring data from field test partners show that DH networks operate at a very low load during summer. 
Typically, the monthly heat supply at that time is only 10 to 20% of the peak supply during winter [7,8]. As a 
result, the capacities of efficient CHP-units are hardly used due to the lack of heat demand. Thermally driven 
chillers support thus a better and evenly utilization of heat from DH and local heating networks. The total heat 
used as driving energy source in the summer in all field tests accounts up to 700 MWh per month in 2017. Without 
the installations of FAkS absorption chillers the return temperatures during summer are at a range of 60 °C to 
70 °C and are hence approx. 10 K higher than during winter time [8]. Therefore, demands and expectations from 
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DH-network operators forced absorption chiller return temperatures in FAkS in the range of 60 °C or even lower 
[9]. This project goal of system integration of absorption chillers is met hence completely. Apart from covering 
the cooling demand the absorption chillers provide thus a further benefit by promoting the operation of efficient 
CHP-units by smoothing the district heat load curves. In addition, they can be used to reduce the average return 
temperature in the DH networks if the heat sink temperature is moderate and additional CCCA are able to cover 
the peak load. This is shown in Figure 4 (left hand), where low cooling water from a river allows to be 
counterbalanced by low driving temperatures.  
Figure 4: Desorber outlet temperatures and control quality for the hot water outlet temperature in two field tests 
(KFWK and BKSP) with heat from CHP-units  
In this special case a hot water outlet temperature of less than 50 °C is possible. The installed thermally driven 
chillers can be further characterized by their high level of control quality regarding the hot water outlet temperature 
(see Figure 4 right hand).  
By prioritizing the “hot water outlet” instead of “chilled water outlet” the CE-controller manages to control hot 
and cooling water inlet temperatures in a way that the real temperature meets the set value for the hot water outlet 
in 99 % of the annual operating hours with an absolute deviation of maximal ± 1 K [10] (see Figure 4). As a result, 
the absorption chillers Bee and Bumblebee are an optimal completion for decentralized CHP-units that have the 
highest requirements on stable and not deviating return temperatures and need a high degree of capacity utilization, 
in order to be economically beneficiary.  
These qualities show an extended operation field of the installed absorption chillers that have already been proven 
initially in the laboratory [11]. Verifying this experimentally in the field test makes the technology accessible for 
new application fields that so far have been unknown or uncertain for absorption chillers.  
3 Conclusions  
ACCA, based on Bee and Bumblebee, in combination with a model based multivariable control for the control of 
ab- and adsorption chillers, which has been developed during the research project, are beneficial in terms of 
primary energy efficiency, when the primary energy factor of the driving heat is below 0.4 kWh0/kWhPE. In field 
tests with a satisfactory operation of peripheral ACCA components, daily values for the electrical efficiency of 
20 kWh0/kWhel and in certain sites even up to 30 kWh0/kWhel were monitored. Furthermore, a high level of control 
quality on the hot water outlet temperature, a feature strongly needed by decentralized CHP-units, is reached and 
demands on low DH return temperatures are simultaneously met. More detailed insight is given in the final project 
report [7].  
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Abstract
The performance of a heat recovery and upgrade system based on a 200 kW absorption heat transformer (AHT) is
studied with a focus on its electrical consumption. The analyzed system has been installed in the power plant of
an oil refinery. The system is fully monitored allowing comparison between measured and simulated data. The
electrical energy consumption needed for heat recovery and upgrade is studied for three different system boundaries:
the AHT with its internal pumps; the heat upgrade device including all minimal electrical consumption needed for
its operation; and the complete heat upgrade system, including the power consumption needed to circulate the heat
carriers between the AHT and the heat sources and sinks. Using a model validated with experimental measurements,
a study is performed to evaluate the electrical energy efficiency of the system and its economic and environmental
optimal operating point, depending on the selected external heat carriers flow rates. The results show that for the
present boundary conditions, both economic and environmental performance are better for high external heat carrier
flow rates, even at the price of higher electrical consumption.
1. Introduction
The electrical consumption of sorption systems is often regarded as negligible. Field results of sorption cooling
systems, however, have shown that due to a suboptim hydraulic design, an inadequate control strategy and/or an
oversized system that works mostly under low loads, the electrical consumption can be a significant contributor
to the total primary energy input. [1] Sorption heat transformers upgrade available waste heat above its recovery
temperature. Around half of the waste heat is upgraded to a higher temperature, while the other half is released to a
lower temperature sink (mostly the ambient air through a heat rejection device). Such systems have been presented
in the literature upgrading industrial waste heat from 60-100 ◦C to temperatures up to 140-150 ◦C. In the frame of
the European Indus3Es project a similar system has been installed in a power plant inside an oil refinery in Izmit,
Turkey. Low pressure steam with a temperature around 100 ◦C is used to drive an AHT and increase the temperature
of a demineralized water stream from 95 up to 130-140 ◦C. The system is presented in Figure 1.
2. Pilot plant, electrical consumers and balance boundaries
As shown figure 1 there are 5 main electrical consumers in the system.
The first one includes the consumption of the pumps inside the AHT, Pel,int . The AHT operates with constant flow
rates of solution and refrigerant pumps and constant electrical consumption .
Consumers two, three and four are the electrical driven pumps of the external circuits of the AHT: one at the
intermediate temperature level, Pel,GE , another at the high temperature level, Pel,A, and a third one at the low
temperature level, Pel,C, circuits. Each of these pumps circulates glycol-water or water through the AHT, through
the pipes connecting AHT and the heat sources or sink, and through the source/sink itself. Simplifying the hydraulic
circuits the electrical consumptions are calculated with the following expression.
Pel,X = (V˙
3
X ) ·ρ · (RX ,AHT +RX ,pipes+RX ,HX )/3600/10/ηel (1)
In this equation the flow rates are expressed in m3/h and the hydraulic resistances in mbar/(m3/h). For each main
heat exchanger of the AHT, hydraulic resistances to the flow of the external heat carrier RX ,AHT , are obtained using
an analytic model validated for a 30 kW AHT prototype ([3]. The hydraulic resistances to the flow through the
heat source and high temperature heat sink, RX ,HX , are taken from the manufacturer data of the heat exchangers.
The hydraulic resistances to the flow through the piping systems, RX ,pipes, are obtained indirectly with the flow
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rate measured at the plant for maximum pump speed and the corresponding head from the pump curves from
manufacturer.
The fifth term corresponds to the power consumption of the heat rejection system Pel,HR. The power plant inside the
refinery uses forced draught cooling towers in the capacity range of MW. The literature [1] reports specific electrical
consumption between 0.008 and 0.02 kWel/kWHR for cooling towers of these type. A value of 0.01 is used in the
present study for the ones at the power plant.
Figure 1: System description
COPel indicates the amount of electrical energy necesary to upgrade a unit of heat. The majority of studies regarding
COPel of absorption chillers [1], follow their own methodology for the boundary definition for its calculation. Here,
we distinguish between three boundaries that lead to three different electrical COP values:
• COPel,int : internal electrical COP.
Is the electrical COP of the internal process. This includes electrical consumption of the pumps inside the
AHT, circulating solution and refrigerant between the falling film heat exchangers. (COPel,int = Q˙A/Pel,int )
• COPel,device : the electrical COP of the heat upgrade device.
It includes also the electrical consumption of the pumps used to circulate the external heat carriers through
the AHT heat exchangers, and the amount of electrical energy needed for the heat rejection.
(COPel,device = Q˙A/(Pel,int +ΣPel,X ,AHT +Pel,HR) with X=A, G, E or C)
• COPel,system : the electrical COP of the heat upgrade system.
It includes the internal consumption of the AHT, the consumption of the heat rejection system and that of the
external pumps for the circulation of the heat carriers between the heat sources, sinks and the AHT.
(COPel,system = Q˙A/(Pel,int +ΣPel,X +Pel,HR) with X=A, GE or C)
Table 1: Auxiliary equipment characteristics
Component V˙design PEL@V˙ design V˙max PEL@V˙max ηEL
[m3/h] [kW] [m3/h] [kW] [-]
Pel,int Internal Pumps - 2.13 - 2.13 -
Pel,GE GE Pump (H Source) 74 4.42 96.2 9.70 0.78
Pel,A A Pump (HT H Sink) 17.7 1.18 24 2.96 0.50
Pel,C C Pump (HT H Sink) 38 - ? ? 0.72
Pel,HR Heat Rejection (Pel,HR) - Q˙C · 0.01 - 3.42 -
Because of the high feed pressure of the cooling water at the power plant network, the additional pump in the
condenser circuit is not being used, and for theCOPel,system calculations Pel,C = 0.
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3. Measurement results and optimization study
Figure 2 shows the values for Q˙A and COPel from measured and simulated data. The point series correspond
to average values of quasi-steady state measurements of at least 30 minutes. In addition, the lines present the
simulation results obtained using the characteristic equation model as presented in [2]. Two different lines resulting
from this ∆∆T model are included for each variable: a solid line for a value of V˙GE of 74 m3/h, and a dashed line
for a flow rate reduced to 60 m3/h. The characteristic equation coefficients of the AHT result from overall heat
transfer coefficients kX calculated as a function of the flow rate of the external heat carriers. For its calculation,
the external heat transfer coefficients αA,ext are calculated according to Dittus-Boelter, while the heat transfer
coefficients between solution/refrigerant film and the heat exchanger tube wall are assumed to be constant. The
latter are taken from laboratory measurements of a 40 kW prototype: αA,int=800 W/m2K, αG,int=400 W/m2K,
αE,int=1200W/m2K, αC,int=2000W/m2K [3].
Figure 2: Upgraded Heat Q˙A and COPel vs ∆∆t from measured and simulated data
The value forCOPel,system is half the value forCOPel,device because of the extra consumption at the two intermediate
circuits with water-glycol. The main electricity consumer is Pel,GE . Reducing the flow rate in this circuit from the
design one, 74 m3/h, down to 60 m3/h, COPel,system can be increased from 15-22 up to 18-28. (Pel,GE decreases
from 4.42 to 2.35 kW). COPel,device is also slightly higher when V˙GE decreases. COPel,int however, decreases when
VGE sinks, as it does the amount of upgraded heat, Q˙A.
COPel values alone do not give sufficient information to determine the optimal operation value for V˙GE . Two
additional indicators are calculated: the operational savings of the plant compared to a situation with no heat
upgraded in both economic (savings in euro/h) and environmental (savings in kg CO2/h) terms. Using the
parameters provided by the plant operator, and the characteristic equation method for changing flow rates, the
operation savings are calculated with the following expression. (CX are the costs per unit of energy for X=fuel,
electricity or CO2 emissions and ηboiler is the efficiency of the fuel furnace).
OperationSavings = Q˙A/ηboiler · (Cfuel +CCO2)− (Q˙A/COPel,system) ·Cel (2)
An analogue equation is used to calculate the savings in CO2 emissions in (kg CO2)/h.
In figure 3 V˙GE varies between the minimal flow rate for turbulent flow, (Re=4000) and maximum flow rate that
the pump can provide for the driving heat circuit. The calculations have been made for two sets of boundary
conditions, differing only on the cooling water inlet temperature changing from 15 ◦C to 28 ◦C. The resulting driving
temperature differences ∆∆T are presented on top of the figures, together with the corresponding upgraded heat
Q˙A andCOPel,system. The bottom figures present the economic and CO2 savings per hour of operation. The figures
show that although reducing the flow rate V˙GE can make COPel,system increase up to 25, both the economic and
CO2 savings are larger for higher flow rates. For the two set of conditions the optimal economic operating point
(independent of CO2 price) is for V˙GE values above the design one. The hourly savings increase between 2 and 5%
compared to operating with the design and reduced flow rate respectively. Increasing V˙GE leads to an increase of
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Figure 3: Electrical performance and operation costs of the heat upgrade system for V˙GE variations
Q˙A, and for its optimal value the marginal extra cost for fuel savings is the same as the marginal extra cost of the
electricity. The optimal V˙GE value for the reduction of CO2 emissions is in both cases very close to the value for
optimal economic operation.
4. Conclusions
The obtained COPel of an AHT pilot plant for heat upgrade is in the range 80-120 just considering the internal
process, 35-45 for the minimal possible configuration of a heat upgrade device, and 15-22 for the heat upgrade
system working with design flow rates. This value forCOPel,system can be improved from 15 to 25 reducing V˙GE by
20%. However, taking into account the operation costs and CO2 factors of the site, it is better to increase V˙GE up to
25% from the design value when heat is upgraded from 90 to 135 ◦C, although the value forCOPel,system is reduced
to 16 or even 10 for cooling water temperatures of 15 ◦C to 28 ◦C respectively.
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Abstract
Control strategies of absorption heat pumping systems (AHPS, comprising heat pumps and chillers) often perform
insufficiently well, since they usually do not explicitly consider the systems’ dynamics and cross-coupling effects.
One promising approach to improve their performance is to apply model-based control strategies since they would
allow for an explicit consideration of these system characteristics. Therefore, mathematically simple models of the
system to be controlled are required. This contribution proposes a new approach for such a model for a H2O-LiBr
AHPS. The model results from the linearization of a more complex, nonlinear simulation model, leading to a
simple, but physically still meaningful linear state-space model structure. The experimental validation shows that
the developed model describes the system’s dynamics and cross-coupling effects sufficiently well and indicates that
it is suitable to serve as a basis for the development of a model-based control strategy for AHPS.
1. Introduction
Absorption heat pumping systems (AHPS, comprising heat pumps and chillers) have great potential to increase the
share of renewable energy in the heating and cooling sector. However, many potential applications remain unused
since the performance of the control strategies currently applied is often insufficient. The extensive literature review
given in [1] specifically examines the performance of existing AHPS control strategies and concludes that most are
either only valid for a very narrow operational range, ignore internal control parameters (e.g. solution flow rate),
lack experimental validation and/or neglect cross-coupling effects (i.e. controlled variables which actually have
strong interactions are not controlled with one multivariable controller, but with multiple individual (decoupled)
single-variable controllers instead). Advanced, typically model-based, control strategies have the potential to
overcome these deficiencies. When developing these advanced control strategies the control design process is
usually supported by means of two types of models of the system to be controlled. The first one (subsequently
referred to as simulation model) serves the purpose of a virtual testbench. It is usually implemented in a simulation
environment like Simulink R© or Dymola R© and is used to get an understanding of the dynamic system behavior and
to test newly developed control strategies in simulation (e.g. [2]). The second one (subsequently referred to as
controller design model) is applied for the development of model-based control strategies where the mathematical
description of the system is used to explicitly consider the system’s characteristics in the design of the controller.
Unfortunately, most of the available mathematical models for AHPS cannot serve as a general basis for model-based
control strategies, since they are either too complex (e.g. based on partial differential equations) or too simple
(e.g. steady-state mass and energy balances). The linearized Dymola R© simulation model in [3] could be a viable
controller design model but the paper presents only limited information on the model structure and the validation
results. Therefore, this paper presents a new, promising approach for developing a linear controller design model for
model-based control on the basis of a H2O-LiBr AHPS. In the oral presentation, the derived model and an extensive
experimental validation will be discussed in detail.
2. Experimental setup
The proposed model was developed on the basis of a single stage H2O-LiBr AHPS. A schematic representation of
the AHPS including all sensor installations at the testbench is depicted in Figure 1. The main components include
heat exchangers in the upper shell (i.e. generator and condenser), heat exchangers in the lower shell (i.e. absorber
and evaporator), a solution heat exchanger for heat recovery between rich and poor solution, a solution pump
between absorber and generator, a circulation pump in the evaporator and fixed refrigerant and solution expansion
valves. The testbench setup was implemented in such a way that the rich solution volume flow rate and all inlet
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temperatures and mass flow rates of the external hydraulic circuits (hot, cool and cold water circuit) can be adjusted
precisely and independently, and internal and external variables - like temperatures, flow rates, pressure and levels -
are measured, thus enabling comprehensive test runs and an experimental model validation.
temperature sensor
flow sensor
pressure sensor
level sensor
sensors:generatorcondenser
evaporator absorber
solution expansion valve
solution heat exchanger
refrigerant expansion valve
solution pump
circulation pump
cold water
circuit
cool water
circuit
hot water
circuit
fluid streams:
rich solution
poor solution
refrigerant
water in external circuits
Figure 1: H2O-LiBr AHPS and sensor installations
3. Modeling approach
The modeling approach is divided into two parts. First, a physically motivated simulation model is derived.
Then, this simulation model is used as a basis for the development of a controller design model by systematically
simplifying the simulation model through linearization and linear algebra. Both models will be briefly discussed in
the following two sections. For clarity, the used nomenclature shall be explained before. Variables that influence the
system from the outside will be referred to as input variables ui. For this AHPS there are seven input variables -
the rich solution volume flow rate and the three inlet temperatures and mass flow rates in the external hydraulic
circuits. The states of mass and energy storages will be referred to as state variables xi, which are stored masses
and internal energies for this system. Their change over time is mathematically described by means of first-order
differential equations, which in turn can be subject to certain constraints in the form of algebraic equations. For the
formulation of these constraints additional variables are necessary which will be referred to as algebraic variables
zi (e.g. system pressure, internal temperatures, mass fractions etc.).
3.1. Simulation model
The simulation model is based on a lumped component approach, which means that the individual components
are not spatially discretized but considered as lumped nodes with concentrated properties (like temperature, mass
etc.). The dynamic system behavior is described by ordinary differential equations in the form of differential energy
and mass balances for the fluid in the sumps of the generator, condenser, evaporator and absorber. The simulation
model further contains property data equations (e.g. for the correlation between specific enthalpy and temperature),
correlations for heat transfer and assumptions concerning saturation conditions at the outlet of the heat exchangers.
These are algebraic equations (i.e. not containing derivatives), which describe static correlations between the state,
input and algebraic variable vectors x, u and z. Hence, the resulting model contains differential and algebraic
equations, leading to a so-called system of differential-algebraic equations (DAE model). Both, the differential and
the algebraic equations are in general not linear (e.g. even the simple multiplication of a non-constant mass and a
non-constant specific energy to calculate the total energy is already a nonlinear term). The mathematical structure
can be summarized as
dx
dt
= f (x,u,z) (differential equations), 0 = g(x,u,z) (algebraic equations), (1a-b)
with f and g being vector functions. The resulting simulation model consists of a coupled, nonlinear system of
ten differential and 47 algebraic equations. This model is very suitable for simulation purposes, as will be shown
later, but still very complex and therefore less suitable as a basis for model-based control strategies. Thus, further
simplifications are necessary to derive a viable controller design model.
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3.2. Controller design model
The high complexity of the simulation model in section 3.1 can be attributed to (i) its non-linearity, (ii) the presence
of both differential and algebraic equations, and finally (iii) the large number of equations in general. This section
describes how these three issues are addressed to derive a suitable controller design model.
The first step consists of linearizing the DAE model. For this, at first a reference operating point is chosen. This
reference operating point consists of a set of state, input and algebraic variables xre f , ure f and zre f where the system
is in steady state, i.e. where the derivatives dx
dt
equal zero. For this purpose a representative set of input variables
ure f is chosen and the resulting xre f and zre f are calculated by means of the DAE model (equation (1)). Next, all
differential and algebraic equations of the DAE model are approximated at the chosen reference operating point by
a first order Taylor expansion (i.e. omitting all terms with a higher order than one), yielding a linear DAE model for
the deviations ∆x (= x−xre f ), ∆u (= u−ure f ) and ∆z (= z−zre f )
d∆x
dt
=
∂ f
∂x
∣∣∣∣
re f
∆x+
∂ f
∂u
∣∣∣∣
re f
∆u+
∂ f
∂z
∣∣∣∣
re f
∆z, 0 =
∂g
∂x
∣∣∣∣
re f
∆x+
∂g
∂u
∣∣∣∣
re f
∆u+
∂g
∂z
∣∣∣∣
re f
∆z, (2a-b)
where ∂ f
∂x
∣∣∣
re f
refers to a Jacobian matrix, i.e. a matrix containing the first-order partial derivatives of f with
respect to x, evaluated at the chosen reference operating point. The same applies to the other Jacobian matrices in
equations (2a) and (2b). This results in a linear DAE, hence issue (i) is resolved.
The second step consists of eliminating the set of linearized algebraic equations (equation (2b)). When the set of
algebraic equations of the original DAE model (equation (1b)) is well posed and does not contain redundant or
conflicting equations, the resulting (quadratic) Jacobian matrix ∂g
∂z
∣∣∣
re f
is regular and can therefore be inverted. This
allows solving equation (2b) for ∆z,
∆z =−

[ ∂g
∂z
∣∣∣∣
re f
]
−1
∂g
∂x
∣∣∣∣
re f
∆x+
[
∂g
∂z
∣∣∣∣
re f
]
−1
∂g
∂u
∣∣∣∣
re f
∆u

 , (3)
which is further inserted into equation (2a),
d∆x
dt
=

 ∂ f
∂x
∣∣∣∣
re f
−
∂ f
∂z
∣∣∣∣
re f
[
∂g
∂z
∣∣∣∣
re f
]
−1
∂g
∂x
∣∣∣∣
re f

∆x+

 ∂ f
∂u
∣∣∣∣
re f
−
∂ f
∂z
∣∣∣∣
re f
[
∂g
∂z
∣∣∣∣
re f
]
−1
∂g
∂u
∣∣∣∣
re f

∆u, (4)
resulting in a model form, where the system is described by a set of linear ordinary differential equations only, with
the state vector ∆x and the input vector ∆u. Hence, also issue (ii) and (iii) are resolved. The resulting model in
equation (4) has the mathematical structure of a linear state-space model, which is highly favorable from a control
engineering point of view, since this allows applying a vast number of methods from linear control theory. The
absolute values for x can be easily determined by adding the (known) values xre f to ∆x.
3.3. Output equations
The equations in equation (1) (for the nonlinear simulation model) or respectively equation (4) (for the linear
controller design model) each describe the temporal development of the state variables in dependence of the seven
input variables and therefore describe the system’s dynamic behavior. However, often one is not only interested in
state variables but in variables depending on several state and input variables, e.g. heat flows or outlet temperatures.
These will be collectively referred to as output variables y and can be described by correlations between state, input
and algebraic variables x, u and z in the form of algebraic output equations. For the nonlinear simulation model in
section 3.1 the output equations are in general nonlinear, their mathematical structure can be outlined as
y = h(x,u,z), (5)
with h being a vector function. It shall be stressed at this point, that neither equation (1) nor (4) contain the output
variables y. Equation (1) and (4) are therefore independent of the formulation of equation (5) - output variables do
not influence the system’s state variables and dynamic behavior.
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To derive the linear output equations for the controller design model from section 3.2 the same method as described
in section 3.2 is used and yields linear output equations with the mathematical structure
∆y =

 ∂h
∂x
∣∣∣∣
re f
−
∂h
∂z
∣∣∣∣
re f
[
∂g
∂z
∣∣∣∣
re f
]
−1
∂g
∂x
∣∣∣∣
re f

∆x+

 ∂h
∂u
∣∣∣∣
re f
−
∂h
∂z
∣∣∣∣
re f
[
∂g
∂z
∣∣∣∣
re f
]
−1
∂g
∂u
∣∣∣∣
re f

∆u, (6)
which is also consistent with the mathematical structure of linear state-space models mentioned in section 3.2.
4. Experimental validation
For a controller design model accuracy is often not as important as it is for a simulation model - it’s rather its
mathematical structure that is crucial in order to be able to use it for specific control design methods. Nevertheless,
the more accurate a controller design model is, the more likely it can be used for successful controller design. To
evaluate the model’s accuracy, both the nonlinear simulation model and the linear controller design model were
implemented in the simulation environment Simulink R© and compared with measurement data from the AHPS
described in section 2. Figure 2 shows exemplary results from a test run where the hot water inlet temperature was
changed in a step-wise manner while the remaining six input variables were kept constant at the chosen reference
operating point. The three sub-figures on the left show inlet temperatures in solid grey and outlet temperatures
(output variables) in solid green (measured), dotted dark blue (simulated with nonlinear model) and dashed bright
blue (simulated with linear model) for the three water circuits (hot, cool and cold water). Analogously, the three
sub-figures on the right show the resulting heat flows (output variables) in the three circuits. These results indicate
that both models agree well with measurement data and that the linearized model approximates the nonlinear one
very well in the depicted operating range.
Figure 2: Comparison of measurement and simulation data
The excellent validation results depicted in figure 2 may raise the question why the more complex simulation model
is necessary at all, which shall be briefly discussed. First, the linear controller design model can only be derived
with the help of the more complex simulation model if one does not want to resort to black box approaches, since
only the simulation model is based on physically motivated considerations. Second, a more extensive validation
may show that the linear model is too inaccurate for large deviations from the chosen reference operating point.
In this case the linearization in several reference operating points - instead of in just one - could be an option, for
which again the complex simulation model serves as a basis.
5. Conclusion and outlook
First experimental validations indicate that the developed simulation model and controller design model describe
system dynamics sufficiently well. Furthermore, the controller design model has the favorable mathematical
structure of a linear state-space model, thus being a promising basis for the design of a model-based control. In the
oral presentation, both models and an extensive experimental validation, including an analysis for large deviations
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from the chosen reference operating point for all seven input variables, will be discussed. Using the proposed
controller design model to develop model-based control strategies for AHPS is part of the authors’ current research.
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Abstract: 
By active control of the supply flow rates for an absorption chiller a considerable reduction of auxiliary electricity 
demand is possible. For this purpose, a calculation method is derived which allows an explicit determination of 
the necessary set values for the flow rates in hot, cooling and chilled water circuit at given inlet temperatures and 
desired cooling capacity. An improved method of characteristic equations from open literature is used in combination 
with additional approximations. The deviation in cooling capacity calculated with explicit set values is below 10 %. 
1. Introduction  
Recently an improved calculation method for the part load behaviour of single stage H2O/LiBr absorption chillers 
has been published [1]. The related source code is available at [2]. This method is used by commercial absorption 
chillers in a model predictive control strategy to ensure low hot water return temperatures ?????? in addition to match 
the cooling load ?????? and chilled water set value ?????? [3], [4]. Although the method is able to handle variable flow 
rates of hot, cooling and chilled water they are not yet controlled actively. On the other hand it has been shown in 
[5] that the auxiliary electricity demand of an absorption chiller assembly including the reject heat device can be 
reduced by approx. 60 % under part load condition when the set values ??????, ?????? and ?????? are adjusted by flow 
rate control (and not by the inlet temperatures of hot and cooling water, i.e. ???, ???). In this contribution the explicit 
calculation of the necessary flow rate set values will be derived in detail. In contrast the whole methodology and 
derivation of coefficients is referenced to literature [1], [2]. Only absorption chillers with a serial cooling water 
flow from absorber to condenser and without solution recirculation in the absorber will be considered. 
2. Methodology 
Unlike the established characteristic equation method where arithmetic mean temperatures ?? ? ???? ? ???? ??  of the 
external flow rates are combined to a characteristic temperature difference ??? [6], the improved method combines 
the independent inlet temperatures ??? to an effective characteristic temperature difference ?????. The index ? ?
??????? holds for the main heat exchangers desorber, absorber, evaporator and condenser and ? ? ? for the 
solution heat exchanger. The effective characteristic temperature difference  
????? ? ??? ? ?? ? ??? ? ??? ? ?? ? ??? ? ??? ? ?? ? ??? (1) 
includes the variable but load independent losses. Hereby the loss parameter ?????? of the established method is 
avoided (which is indicated by the asterisk), and the cooling capacity reads (cf. [1], [2]): 
??? ? ?? ? ????? (2) 
The slope parameter ?? consists of four coefficients ??? (where ? ? ???????)  
?? ? ???? ? ??? ? ??? ? ?????? (3) 
which include the dimensionless temperature glides ??, e.g. for the desorber (? ? ?): 
??? ?
??? ? ????
?? ? ? ?? ?
??? ? ?? ? ????
?? ? ?? ?  (4) 
The determining equations of all coefficients ??? and ???? with ? ? ????? and ? ? ?? ? (where ? is used for 
coefficients describing load independent effects and ? for load dependent effects) can be found in [2] or [7].  
For a counter flow heat exchanger ? the dimensionless temperature glide ?? depends on the heat capacity flow rate 
ratio ?? and the dimensionless heat transfer capability ???? ? ?????? ? ?? ? ??????, Consequently, ?? depends 
on the external heat capacity flow rate ?? ? ? ?? ? ? ???  or volume flow rate ??? ? ?? ?????? ? ???, respectively. 
?? ?
? ? ??????? ?? ?? ? ?????
???? ??? ? ??????? ? ?? ? ????? ?
? ? ??????? ?? ?? ? ???????
???? ??? ? ??????? ? ?? ? ??????? 
(5) 
194
 TU Berlin August 2020 Online ISHPC 2020 #66 
   
2
To control the cooling capacity e.g. by a variable set value for the hot water flow rate ??????, eq. (2) has to be solved 
for ?? ? together with eq. (3), (4) and (5). Unfortunately an analytical, explicit solution for ?? ? is yet unknown. 
However, instead of eq. (5) an approximation ???  of ?? can be used to avoid the exponential function. 
?? ? ?? ?
?? ?
?? ??? ? ?
?
???? ? ???
??
? ???  (6) 
In this equation ?? ??? holds for the capacity flow rate at nominal condition (Index 0) and ???? is calculated with 
?? ??? (i.e. also at nominal condition). Thus, at normalized flow velocity ?? ??? ? ?? ???? ? ? the approximation ???  
equals ???? (i.e. the exact value). For ?? ? ? eq. (6) converges to the same limit value ??? ? ? as ?? in eq. (5). 
Between ?? ? ? and ?? ? ? – and also beyond – the exponential dependency is considered by a reciprocal approach. 
By introducing a term ?? ? ??? ???? ? ????? ? ?? approximation (6) can be improved. By means of ???? ??? ??? ???????  
the internal, pseudo specific heat capacity flow rates ???? ? ???? ? ?? ? under nominal conditions are incorporated. 
In evaporator and condenser (i.e. ? ? ???) there is no internal temperature glide. Thus the pseudo specific heat 
capacity ????  is infinite and ???? ? ?. In addition a value ?? ? ? is used. For ab- and desorber (i.e. ? ? ???) values 
of ???? ? 25 kJ/kgK and ?? ? ? are suitable. Thus the improved approximation ???? of ?? reads: 
?? ? ??? ?
?? ?
?? ??? ? ?
?
???? ? ????
??
? ?????  (7) 
On the left hand side of Figure 1 both approximations ???  and ???? are shown in comparison to the exact values for 
an absorption chiller of type FM160v2.1 or Bumblebee, respectively (cf. [4] for further details). On the right hand 
side the deviations ?????? ? ??????????? ? are depicted for the same flow rate variation 0.01 ? ?? ? 2. In practice a 
range of 0.2 ? ?? ? 1.5 is of interest. Here the deviations ???? of ???? from eq. (7) are below 10 %. 
            
Figure 1 – Approximations and their deviation for the dimensionless temperature glide. 
Applying approximation (7) to all coefficients ??? of the slope parameter in eq. (3) simultaneously (i.e. for ? ?
???????), leads to an approximated characteristic equation for the cooling capacity 
??? ? ???? ?
?
?? ? ? ??? ?
?
? ? ? ? ??? ?
?
? ? ? ? ????
??
? ????? ? ??? ? ????? (8) 
with an approximated slope parameter ??? ? ?? and the coefficients 
??? ? ???? ? ????? ? ? ?? (9) 
??? ? ???? ? ????? ? ? ?? ? ?? ? ??? ? ?? (10) 
??? ? ??? ? ?? (11) 
??? ?
??? ? ?????
?? ??? ? ?
?
???? ? ??? ?
??? ? ?? ? ?????
?? ? ????
? ??? ??????
?
?? ? ?? ??? ? ?
?
???? ? ????
???????????????? ??? ? ? ? ????
?
?? ? ????
? ?? ? ????? ??? ? ?
?
???? ? ????
???
?? ??? ? ?
?
???? ? ?????? 
(12) 
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For serial cooling water flow through absorber and condenser (where ??? ??? ? ??? ?) an index ? ? ? is used for 
the related coefficients. Unfortunately also the coefficients ??, ?? and ?? of the characteristic temperature difference 
????? depend on the heat capacity flow rates ?? ? (with ? ? ?????), either directly via ?? ? or indirectly via slope 
parameter ??, process parameter ??  and ????. 
?? ?
??
?? ? ???? ??? ??? ? ???? ? ?????
??????? ?? ? ? ?? ? ?? ?
?? ?
?? ? ???? ? ?????? ??????????? ? ?? ?? ? ?? (13) 
The process parameter ?? ? ??? ? ??? ? ??? is calculated from the Dühring-parameter ??? =1,15 and two 
coefficients ??? which hold for the effect of solution inlet sub-cooling (or super-heating) in ab- and desorber, cf. [1]. 
If ?? ? is the only unknown (or desired) flow rate ??? and ??? can be calculated exactly. If ?? ? or ?? ? are unknown 
an approximation ??? ? ????  is used where the nominal flow rate is applied, e.g. for ? ? ?: 
??? ?
????
?? ? ? ?? ??
????
????
? ?????? ??? ? ???? ??
????
????
? ????  (14) 
The same procedure (i.e. replacing the unknown flow rate ?? ? and dimensionless temperature glide ?? by its nominal 
value) is performed for ???, ???? and ????. Since the coefficients ????, ???? are independent of the external flow 
rates an approximated value for ??? ? ?? can be calculated by applying the approximated slope parameter ???.  
??? ??
???
??? ? ???? ??? ???? ? ???? ? ????? ?
? ?
??
??? ? ???? ??? ????? ? ????? ?? ? ?
???
?? ? ?
???
? ? ? ?
???
? ? ? ? ????
 
(15) 
In the same way also ??? ? ?? and ??? ? ?? can be determined from eq. (13) as function of the external flow rates. 
3. Flow rate set values 
Inserting the approximated coefficients ???, ??? and ??? into the characteristic temperature difference in eq. (8) leads 
to a representation which can be solved explicitly for the external heat capacity flow rates ?? ? necessary for a 
certain cooling capacity ??? ? ?????? at given inlet temperatures ???. 
Finally, the formula for hot and chilled water (i.e. ? ? ? or ? ? ?) reads 
?? ???? ?
???
?
???
? ????? ? ???? ? ? ?
? ? ? ???
???? ??? ? ? ???? ? ????? ? ??? ??
??? ? ???? ? ????? ?
???? ??? ? ?
???
?? ? ? ?
???
?? ?
 
(16) 
where ? ? ? if ? ? ? and ? ? ? if ? ? ? in the last term of the denominator. 
The formula for the cooling water flow rate (i.e. ? ? ?) looks different, because inserting ???, ??? and ??? into ????? in 
eq. (8) results in a fractured rational function of second order in ?? ?: 
??? ?
?? ?? ? ???? ?? ??? ?? ???? ? ???? ? ???????? ? ? ???? ? ???? ? ????
???? ? ???? ??? ? ? ???? ? ??? ? ???? ? ????? ?? ???? ? ???? ? ?? ???? ? ???
 (17) 
where 
???? ? ??? ?? ?
???
?? ? ??
???
?? ? ??? (18) 
To solve for the necessary flow rate ?? ? ??? ???? at ??? ? ?????? and given inlet temperatures ??? eq. (17) is trans-
formed to the normal form of a quadratic equation ?? ?? ??? ? ? ? ? ? ? ? with the well-known solution 
?? ???? ? ?? ?? ???? ?? ? ? (19) 
and 
? ?
??? ?? ????? ? ??? ?? ???? ? ???? ? ????? ?? ???????
? ?????? ? ??
???
?? ? ?? ? ???? ? ?????
?
???
? ???? ?? ??? ?? ???? ? ???? ? ????? ? ?????
??? (20) 
? ? ???? ? ????
???
? ???? ?? ??? ?? ???? ? ???? ? ????? ?? ?????
???? 
(21) 
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Calculations with different values and different distributions of heat transfer capabilities ???? (where ?? ? ? ??????? ?) 
and solution flow rates (i.e. different sizes and types of absorptions chillers) have been shown, that only the solution 
of eq. (19) using the positive square root provides technical sensible results for ?? ?. Nevertheless, a mathematical 
substantiation for this finding is still owing. 
In Figure 2 the part load behaviour of an absorption chiller 
type FM160v2.1 is shown as function of the characteristic 
temperature difference ?????. The change of cooling capacity 
?????? ?? is a result of a cooling water flow rate variation 
between ???= 0.2 and 2.0 at constant driving temperature 
??? = 75 °C. The same load variation ???????? between 49 and 
112 kW can be achieved by keeping ?? ?????? ? ??? ? ?? ??? 
constant and controlling the driving temperature in a range 
59 °C < ??? < 79 °C. In both cases the flow rates in hot and 
chilled water are constant at ?? ? ? ??? ? ?? ??? and the inlet 
temperatures at ??? = 27 °C and ??? = 14 °C, respectively. 
The results of ???????? and ?????? ?? have been derived by 
applying the function CE_method [1] with the provided 
values for ??? and ?? ?. 
To check the explicit but approximated method of set value 
calculation at constant ???/???/??? = 75/27/14 °C the load 
variation ?????? ?? = ???????? between 49 and 112 kW is 
now used as set value ?????? to calculate the values ?? ???? 
according to eq. (19). Due to the approximations for ?? 
 
Figure 2 – Load variation due to temperature and 
flow rate changes in comparison to load control  
with flow rate set values calculated explicitly. 
and the coefficients ?? to ?? the deviation ???? ?? ??? ???? ?? ?? ? ? is up to 20 %. Thus, using the approximated but 
explicitly calculated set values ?? ???? to control the chiller at the same temperatures ???/???/??? = 75/27/14 °C the 
resulting cooling capacity ?????? ????? – again calculated with CE_method [1] – also deviates from ?????? = ?????? ?? = 
????????. Since the heat transfer improvement diminishes at high flow rates the effect of deviations ???? ?? > 10 % 
at ?? ???? > 45 kW/K is dampened and the deviation ?????? ? ?????? ???? ? ? stays below 10 %. 
4. Conclusions 
The described explicit calculation procedure to determine flow rate set values ?? ???? for the control of commercial 
absorption chillers leads to deviations below 10 % between the set value ?????? and the controlled cooling capacity 
?????? ?????. This enables the application in control strategies aiming at a reduced auxiliary electricity demand. 
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Absctract
This paper introduces a control strategy for chilled water supply pumps to increase the energy efficiency and match
the chilled water temperature set-point even in overload situations allowing the parallel operation of several chillers.
It, therefore, ensures a hydraulic balance between consumer and producer circuits, using only temperature probes
without the need for further flow meters. The paper shows the concept by means of a simulation and practical use in
a real central air-conditioning application.
1. Introduction
Central air-conditioning (AC) cooling plants often consist of a chilled water production system (producer), a
distribution system (consumer) and a hydraulic separator, e.g. a storage tank (see figure 1) or a bypass. The main
distribution pump PPC in state-of-the-art applications are variable-frequency drive (VFD) controlled to ensure
adequate efficiency for varying loads [1]. The overall flow rate in the consumer circuit V˙C, as a general rule of
thumb, increases with the cooling demand due to ambient conditions among other factors. In contrast, a constant
volume flow rate for each chiller and/or in the production system V˙P is often accepted, especially when chillers
only operate in on-off mode. Moreover, investment costs for constant speed pumps PP1 are lower. This discrepancy
between variable and constant speed pumps may lead to one of three flow regime situations shown in the storage
tank or hydraulic separator.
??? ???
?
????????????????????
?
? ?
???
??? ???
????? ?
? ?
? ?
? ?????? ?????? ?
??
???????????????????
??
????????
???
???
???
??
?
???
?
???
?
???
Figure 1: P&ID scheme of an AC central cooling plant.
Ideally, the flow rate between the producer V˙P and consumer V˙C circuits are identical1 in order to avoid losses
due to mixing effects (see green dashed line). In this case the inlet matches the outlet temperatures (tCo = tPi and
tPo = tCi). In case of a considerably high consumer flow rate (V˙C > V˙P, see purple dotted line), the producer circuit
is partly by-passed and the consumer inlet temperature increases (tCi > tPo). In case of a considerably high producer
flow rate (V˙P > V˙C, see red dashed-dotted line), the consumer circuit is partly by-passed and the producer inlet
temperature decreases (tPi < tCo). Hence, with modern, variable-capacity controllable chillers and in systems with a
high share of part load operation it is often advisable to control the pump speed (see PP2) to reduce the auxiliary
energy consumption and to avoid the temperature mixing effect by ensuring hydraulically balanced overall systems
[1], [3]. Consequently, the producer flow rate continuously has to be adapted to the consumer flow rate.
1In praxis for heating systems a 10-30% higher producer flow rate is allowed in order to charge the storage tank[2]. This setting is also
applicable for cooling systems. For a hydraulic separator, this difference practically does not exist.
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This study introduces a chilled water flow rate strategy for variable-capacity controlled absorption chillers (ACh).
Typically, due to economic and primary energy saving reasons, ACh in AC applications are used to cover the base
load. During peak load hours, it is assumed that an additional compressor chiller (CCh) covers the total load.
Nevertheless, due to the previous reasons, it is advisable to increase the load share of the ACh through parallel
operation, which also helps to reduce the size of the CCh. However, during parallel operation and peak load, the
base load producer (ACh) may not be able to hold the evaporator outlet set-point2 tEoset , increasing the overall
producer outlet temperature at the mixing point A (see figure 1).
2. Control Algorithm
The flow rate control strategy (FCS) adapts the chilled water flow rate to match the temperature set-point tEoset .
Thereby, an increased mixing temperature at point A can be prevented independently of the load conditions (first
objective: Tob j). Consequently, a parallel operation is possible, which increases the overall cooling load share of
the base load ACh. Another requirement is the continuous adjustment of the overall chilled water flow rate to the
consumer flow rate V˙C (even if unknown) to avoid undesirable flow regimes in the hydraulic separator (second
objective: Fob j). Finally, the strategy should not limit the chiller’s cooling capacity in comparison to the operation
without FCS (third objective:Q˙ob j).
V˙C = V˙
FCS
Eset
= V˙E
(tEi − tEo)
max
(
tEi, t
FCS
Eiset
)
−
(
tFCSEoset
) (1)
In equation 1 the physical correlations between the temperatures and the flow rates are used to obtain the set-point
flow rate V˙ FCSEset for the speed control of the chiller supply pump. If available, the consumer outlet temperature tCo may
replace the chilled water inlet set-point tFCSEiset . This relation originates from the load and capacity balance between
consumer and producer. The max() function is introduced to avoid tEi < tCo, which would imply bypassing of the
consumer. The consumer temperature set-point fixes the lower temperature level and if tCiset = tCi = t
FCS
Eoset
= tEo the
producer bypass is avoided (Fob j). It is important to emphasize, that the presented strategy operates in addition to
the load-controller of a chiller, which has a lower but close chilled water temperature set-point tFCSEoset > tEoset in order
to work with the FCS.
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Figure 2: Simulation and comparison of the FCS strategy in 4 load conditions with tFCSEiset = 20
◦C and tFCSEoset14.1
◦C.
Figure 2 shows results of a process simulation based on the characteristic equation method [4]. The variable-capacity
controlled ACh adapts the hot and cooling water temperatures (not displayed) in order to achieve the chilled water
cooling capacity and temperature set-point tEoset = 14
◦C. The shown conditions correspond to a fictive operation
day and are the result of changing the load, e.g., due to varying ambient temperatures (not displayed). Note, that
the periods focus on a load condition despite the duration of it. Thus, each period has the same length. Covered
2Temperatures and the flow rate around the ACh are related now to the evaporator tEi, tEo, tEoset ,V˙E . and not to the producer
2 199
TU Berlin August 2020 Online ISHPC 2020 #68
overload of a chiller is defined either the load above the nominal conditions that the specified chiller can still cover.
Under-covered overload refers to situations, where shortage occurs and additional producers are required to cover
the entire load.
In consequence, the strategy: a) raises the flow rate, when the chiller is capable to increase the cooling capacity (see
start up and second half of under-covered overload); b) reduces the flow rate in order to enable high temperature
differences (see beginning of the start up and part load phase), which leads to a faster match of the set-point
temperatures in start up and adapts V˙P to V˙C in part load (Fob j); and c) reduces the flow rate to achieve tEoset (Tob j)
when the demand cannot be covered (see beginning of under-covered overload). This allows the base load ACh to
be operated in parallel with a peak load CCh and, by that, to increase the overall cooling load share of the base load
ACh.
During covered overload, when the system is hydraulically balanced, the resulting flow rate in both cases (with
FCS and without) is the same. The increasing consumer load, which results in an increase of tEi is compensated by
the load-controller of the ACh. Note, that V˙ FCSE is somewhat higher than V˙E due to the slightly different set-points
(tFCSEoset > tEoset ) and, consequently, the smaller temperature difference between in- and outlet. Finally, as shown in
the simulation, the strategy does not affect the cooling capacity Q˙E (Q˙ob j).
3. Experimental Results
The FCS was developed under laboratory conditions and then tested in an existing AC application in Rosenheim,
Germany. The production system consists of two absorption chillers (ACh-1 and ACh-2) with a design capacity of
each 90kW and a CCh with a capacity of 250kW to cover the peak load. In addition, the system is equipped with a
storage tank to reduce high frequent on-off behavior. The absorption chillers are driven by the city’s district heating
grid, which provides a driving heat temperature of about 90◦C. All three chillers use the same dry cooling tower
to remove heat. The distribution system was designed for cold-water temperatures of 10 ◦C / 16 ◦C. A building
automation system (BAS) requests the chillers in the following sequence, when the consumer inlet temperature or
the storage temperature succeed thresholds: ACh-1→ ACh-2→ CCh. The shutdown sequence is in reverse order.
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Figure 3: Measurement results on July 22nd , 2019
Figure 3 shows measurement data of one absorption chiller (ACh-1) on a warm day with ambient temperatures
tamb reaching close to 32 ◦C in the late afternoon. The increasing ambient temperature leads to an increase of the
cold-water return temperature tCo and, consequently, to an increased cooling demand. Note, that the chiller inlet
temperature matches the producer outlet temperature tCo ≈ tEi. Until around 11 a.m. the load-control of the ACh
is able to compensate the increasing demand (compare covered overload in figure 2). Thereafter, the flow rate
controller detects a cooling capacity shortage (compare undercovered overload) and adapts the cold-water flow rate
V˙E to maintain the cold-water outlet temperature tEo at the set point tEoset .
Shortly after 1 p.m. the CCh is requested by the BAS for about 40min. Due to the sudden increase of waste heat for
the shared dry cooling tower, the cooling water temperature tAi increases (see label 1 in figure 3), which further
reduces the cooling capacity of ACh-1. Consequently, the flow rate controller further adapts the flow rate VE to keep
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the set-point tEoset , which allows ACh-1 to stay in operation. Interesting here is the fact, that the FCS improves the
time of response of the ACh due to the sudden increase of CCh cooling share. After the BAS turns the CCh off, the
cooling tower is able to provide lower temperatures and the flow rate is increased due to the ACh’s capability to
increase capacity. Throughout the day, this behavior can be observed several times (1-7), while the cold-water outlet
temperature tEo stays constant. During three events (see labels A, B and C), fluctuations in the district heat supply
cause a reduced cooling capacity of ACh-1, which is also detected and compensated by the FCS.
Overall, the flow rate controller successfully allows parallel operation of absorption chillers with dry cooling
towers during peak load hours, without affecting the cold-water temperatures. Throughout the day the chiller
inlet temperature matches the producer outlet temperature tEi ≈ tCo, indicating a well-balanced flow rate between
producer and consumer. In contrast, before the FCS strategy, the ACh worked with a constant flow rate of
V˙E,set,old = 11m3 h−1 and later, in order to adapt it to the expected load profile, set to 8m3 h−1. Comparing both
strategies (FCS and constant flow rate) during the shown time period in figure 3, the ACh is able to provide a higher
cooling capacity during V˙E,set : 16m3 h−1 > V˙E,set,old (see. begin and end of the period). During V˙ FCSE < V˙E,set,old
(see. middle period) in constant flow rate operation the BAS withdraw the request of the ACh due to the mismatch
of the set temperature, leading to the standalone operation of the CCh. Consequently, for the displayed time period,
the new FCS leads to an increase of the cooling load share provided by the ACh of 40% compared to a constant
flow rate of 8m3 h−1 and 60% compared to a constant flow rate of 11m3 h−1.
4. Conclusion
The presented strategy shows the feasibility to control the chilled flow rate in central AC applications to match the
overall consumer flow rate leading to hydraulically balanced systems. During overload, the parallel operation of
several chillers leads to cover the cooling demand and mixing temperatures after the producer outlet can be avoided.
Moreover, the overall cooling load share of the base load chillers is increased, which contributes to further savings.
Adapting the flow rate also results in a smoother chilled water temperature outlet even during suddenly start/stop
cycles of the CCh. Further, planned tests include stand-alone control in VFD supply pumps for CCh and strategies
to adapt the temperature set-point during charging/discharging cycles of chilled water storage tanks.
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